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ABSTRACT 

Loss of ion exchange capacity and the presence of water
soluble materials in depleted deionizer resin from a Savannah 
River Plant reactor system indicated the resins were degraded 
during service, Calculations and on-line measurements of 
radiation dose showed that the threshold dose for resin damage, 
107 rad, was approached or exceeded in the deionizer beds. 
Sodium-24, produced by the (n,a) reaction on aluminum fuel 
cladding, was the major contributor to the rad1at1on dose. 
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RADIOL YSIS OF ION EXCHANGE RESINS USED IN THE 

PURIFICATION SYSTEMS OF SAVANNAH RIVER R~ACTORS 

INTRODUCTION 

Ion exchange resins are commonly used to purifW water, but when 
the resin itself is exposed to degradative conditions, the resin may 
contribute impurities as well as remove them. In purification of 
coolant water from nuclear reactors, induced activities can arise from 
degradation products of the resin and can contribu1le to problems with 
radioactivity in the reactor complex. In addition, impurities released 
into the water can alter the solution composition which must be care
fully controlled to reduce metal corrosion and radiolytic decomposition 
of the water. The radiolytic and oxidizing environment within the resin 
bed, from buildup of radioactive materials there, is conducive to resin 
degradation. 

At Savannah River, impurities contributed from the ion exchange 
resins became apparent when 35S and sulfate ion were found in the D2 0 
coolant-moderator and 32 P was found on surfaces of the aluminum-clad 
fuel elements. These impurities were traced to the beds of cation 
exchange resin (sulfonic acid type) that were used to supplement and 
conserve the mixed anion-cation beds in the purification of the moderator, 
which is maintained slightly acid to reduce corrosion of aluminum fuel 
cladding. The 35S and 32 P were attributed to neutron activation of 
natural sulfur released from the cation resin beds. Use of cation resin 
beds has since been discontinued. 

Other conditions in the reactor were also attributed to degradation 
of deionizer resins: (1) the prevalence of C02 in the reactor system, 
from oxidation of organic material derived from the resin beds, and 
(2) a calculated utilization that was unusually low for mixed-bed 
deionizers. The low utilization suggested that exchange capacity was 
being exhausted by a mechanism other than removal of ions from the 
moderator. 

The present work was done to assess the extent and the effects of 
radiation damage to the deionizer resins in SRP reactor systems. 
Although the emphasis in this work was on radiolytic degradation, the 
oxidizing environment that results from low concentrations of peroxide 
and nitric acid in the moderator also promotes degradation of resin.tll 
Thermal degradation was judged unlikely in this flowing system of 
cooled D2 0. 
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SUMMARY 

Phenomena attributed to degradation of ideionizer resins during 
service in the Savannah River reactor syste~s prompted an investigation 

' to confirm that degradation occurs and to dl'termine the cause. Measure-
ments and calculation of radiation dose to he resins, determination of 
the amount and composition of water-soluble mater.ial from depleted resin 
beds, and examination of depleted deionizer resin demonstrated that 
resin degradation occurs and that the major cause is probably the radia
tion dose the resins receive during service.l Radiation doses approach 
or exceed a threshold dose (10 7 rad) at whidh perceptible damage occurs. 
Radiation doses of this magnitude are attained in this particular system 
because of relatively high concentrations of 24 Na, a radioisotope pro
duced by the (n,a) reaction on aluminum fuel cladding. 

Although radiation damage in SRP deionizer resins may result in 
depletion of as much as 30% of the initial ~xchange capacity, a satis
factory service life of 3 to 4 months is pr~ctical and pollution of the 
moderator with resin degradation products does not occur when mixed bed 
resins are used. 
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DISCUSSION 

CONDITIONS OF RESIN SERVICE 

In the recirculating coolant-moderator system (i2 l of the SRP 
reactors, a bypass stream of moderator (D2 0) is fiitered and deionized 
by one or more parallel purification cells that ccrlsist of 25 ft 3 of 
resin flanked upstream and downstream by asbestos-~eaf-type filters. 
The mixed-bed deionizers contain a mixture in the tatio of one exchange 
equivalent of "Arnberlite"* IR-120-D to two exchange equivalents of 
"Arnberlite" IRA-400-0D. Beds of "Arnberlite" IR-120-D alone have also 
been used for brief periods on a test basis. 

The rate of downward flow through a deionizer is 20 to 80 gallons 
per minute. Each mixed-bed deionizer processes 3 to 6 million gallons 
during on-line service of three to four months. More than 90% of the 
radioactivity is removed from the moderator as it passes through the 
deionizer. 

The radioactivity comprises both fission products and neutron 
activation products.Csl 

INVESTIGATION 

The investigation encompassed four steps. Radiolytic environment 
in the deionizers was investigated by 

• Calculation of the radiation dose to the deionizers from 
retention of major known radionuclides 

• Experimental corroboration of the dose through dose rate 
measurements on on-line deionizers 

Degradation in resin beds was investigated by 

• Analysis of water that had been in contact with depleted 
resins to determine water-soluble materials 

• Analysis of resins from a depleted deionizer 

* Trademark of Rohrn and Haas Co., Philadelphia, Pa. 
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Calculated Estimate of Dose 

An estimate was made of the beta-gamma dose received by the 
deionizer resins from typical amounts of four prominent radionuclides 
found in the moderator: 24 Na, 239 Np, 56Mn, ,and 133I. The calculated 
dose for normal service is given in Table 1,: with the source and typi
cal concentration of each nuclide. Details iof the calculations are 
given in the Appendix. 

Nuclide 

.:2 4 Na 

23BNp 

ss:r.In 

~ssi 

TABLE I 

Dose to Resin from Selected Radionuclides 
(calculated for normal s¢rvice) 

Typical 
Concentration, 

Half-Life Mode of Formation ~c/ml 

15 h 27Al(n,a) 0.5 

2.3 d 236U(n,1) 239U(-~-) 0.5 

2,6 h ssMn(n,1) 0.5 

21 h Fission product 0,05 

Total Beta-Garruna 
Dose Absorbed by 

Resin, rad/cc 

7 X 106 

6 X 10 6 

1 X 10 6 

lx 105 

Total 1,4 X 107 

These results show that 24 Na is a major contributor to the dose 
and that the total predicted dose is greater than 107 rad. The actual 
dose will be considerably higher than that calculated because short
lived nuclides were not included in the estimate. These nuclides will 
be abundant in the deionizer feed, which has less than five minutes 
decay time out of the reactor. 

Comparison of the calculated dose with results from radiation 
damage studies(•! (Figure 1) shows that the dose to the resins in the 
deionizers is sufficiently high to cause a measurable decrease in useful 
exchange capacity. 

! I.O•.----.----.--..,-----, 
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oo 
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Cation only -- -- --

5 10 15 20 
Dose, 107 rod 

FIG. 1 DEPLETION OF RESINS ON GAMMA IRRADIATION 
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Measurement of On· Line Dose Rate 

Measurements of gamma dose rate to the resins during deionizer 
operation were made with polyacrylamide dosimeters(s) placed at inter
vals from top to bottom of the deionizers. One set of measurements was 
made with the dosimeters outside the deionizer vessel. A second set 
was made with the dosimeters in a well within the deionizer. Measure
ments made on four deionizers are shown in Figure 2 to illustrate the 
range of dose rates encountered, 
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FIG. 2 ON-LINE DOSE RATE MEASUREMENTS ON MIXED-BED DEIONIZERS 
(Process varibles of deionizers are given in Table n) 
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Process variables that affect the dose rate are given in Table II 
for the deionizers examined. The instantan~ous dose rate depends upon 
both the flow and the radioactivity of the feed. Also, dose rate is 
increased during service through accumulation of long-lived materials 
in the bed. 

TABLE II 

Process Variables for DeioniZe!1's in Fisure 2 

Relative 
Throughput, Flow, Activity 

Dosimeters Inside Vessel 10• 10a1 .~>!'!'!__ in Feed 

D9ionizer A 
1 0,23 25 1.0 
2 2.9 25 1.3 

Deionizer B 1.9 49 60 

Dosimeters Outside vessel 

De ionizer c 4.0 23 16 

Deionizer D 3.3 53 12 

The dose rate profile is affected by accumulation of ionic radio
nuclides and of solids that pass through the 10-micron prefilter. The 
ionic materials tend to concentrate initial1y at the top of the column 
and travel down the column in the normal pattern of ion exchanger 
depletion, The solids are distributed more or less uniformly through
out the bed. 

In these measurements, the beta dose was shielded out by the walls 
of the deionizers and dosimeters, but it is estimated that the beta 
dose will be comparable to the gamma dose. At a service life of 100 
days, the average beta-plus-gamma dose rate must exceed 104 rad/hr 
before appreciable radiation damage is anticipated (Figure 1). 

The results of the measurements (Figure 2) show that the 
the top half of Deionizers B and c attained a damaging dose. 
D was probably damaged only slightly, if at all. Significant 
would not be expected in Deionizer A, where low flow rate and 
activity feed combined to minimize the dose incurred. 

Examination of Water from Deionizers 

resin in 
Deionizer 
damage 
low 

Release of dissolved material from the deionizers into the reactor 
system could not be confirmed directly through analysis of the deionizer 
effluent. The concentrations of total C, S, and N were below the limits 
of detection of the analytical methods available. 
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However, heavy water recovered from the depleted deionizers before 
they are discarded could be analyzed. This water had been in contact 
with resin for several months, and soluble material had concentrated in 
the aqueous phase. Aithough the analytical results of themselves could 
not indicate the amount of material the resins had· released during 
service, potential release of soluble material from various types of 
deionizers with various service histories could be' compared. Had a 
partially exhausted deionizer been placed back on-iine after a period 
of stagnation, such soluble material could have entered the reactor 
system. 

Analyses of water recovered from several depleted deionizers are 
plotted in Figure 3 with the total volume of water the deionizer had 
treated. Three types of depleted deionizers were examined: the con
ventional D-OD mixed beds, a mixed bed that was depleted by C02 during 
service and was continued in use in the D-DC03 form, and cation resin 
beds originally in the D+ form. The cation resin beds processed more 
water than did the mixed resin beds, and consequently they received the 
greater radiation dose. The cation beds released sulfur compounds, but 
these were retained more effectively by the mixed beds. With larger 
volumes treated, a tendency of the mixed beds to release sulfur com
pounds is discernible. The mixed bed that had treated the largest 
volume, and which was continued in use after conversion to the D-DC03 

form, released as much sulfur as the cation resins. Between 60 and 70% 
of the sulfur was present as sulfate. In general the acidity and the 
amount of dissolved solids increased with sulfur concentration. The 
total nitrogen and carbon concentrations were below 5 and 100 ppm, 
respectively, the maximum sensitivities of the analytical methods used. 

D/OD D/DC03 D only 
\ • • 100 • 

ppm s 0 
e Totol 0 0 

o so.= 50 

0 .__. .. ~ 
:~ 

... ... 

~ ~~~ j "pHu ... 
I ~ 

lo 2 4 6 8 10 
Volume Treated, 106 gallons 

FIG. 3 D20 FROM DEPLETED DEIONIZERS 
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Examination of Depleted Deionizer Resin 

Information about degradation of deiol'1izer resins during actual 
Plant service was obtained through examination of resin from a depleted 
deionizer. Details of the examination are 1reported elsewhere. (e) 
Cation and anion resin components were ana~zed for exchange capacity 
and for degradation products absorbed. Su~fates and amines found in 
the resin were attributed to resin degrada,ion. 

The fraction of the original exchange !Capacity depleted through 
destruction of exchange sites and through ~bsorption of degradation 
products is shown in Figure 4. Loss of excpange sites of the cation 
resin is high at the top of the bed, probably because of the high 
radiation dose that occurred from cationic radionuclides such as 24 Na 
that were concentrated there. Along the rest of the column, cation 
resin depletion was due principally to absorption of amines from the 
anion resin. The anion resin showed loss of exchange sites, as well 
as absorption of sulfate, throughout the c~lumn. 

0.6.------------., 

ANION 

0.4 ..... ------------1 

X/C0 

---...... ... ........... 
'·-·-·-·~·-·----

o~--------------~ 
Top Btm. Top 

CATION 

-------Loss of Exchange Sites 

Btm. 

XIC"= Fractional Loss 
of Original Useful 
Exchange Capacity 
from: 

-.-.-.- Absorption of Byproducts 

----Total 

FIG. 4 RADIOLYTIC DEPLETION OF PLANT DEIONIZER 
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The average over-all total depletion due to radiolysis is in fair 
agreement with the estimates in Figure 1. Depletion of anion resin 
with sulfate is higher than predicted, and does not correspond well 
with the loss in exchange sites of the cation resin. Conditions of 
Plant service were not duplicated completely in the work reported by 
Figure 1. Nevertheless, occurrence of depletion due to degradation is 
confirmed and the magnitude of the effect is within'the range of radia
tion damage proposed. 

CONCLUSIONS 

The long-term exposure to radioactivity inherent in reactor puri
fication systems is conducive to radiation damage to the deionizer 
resins. For many reactor systems, the high threshold dose required 
(10 7 rad) precludes perceptible radiation damage. 

In the Savannah River reactors, however, two conditions contribute 
to attainment of sufficient dose for damage: a high neutron flux, 
which promotes production of induced activities, and the presence of 
aluminum, the precursor of 24 Na, which makes a major contribution to 
the total dose. 

Even when radiation damage occurs, a mixed-bed resin will not 
pollute the water significantly during normal use, Some exchange 
capacity is consumed by degradation products, and efficiency of utili
zation of the resin bed for water purification is thereby reduced. 

Use of only cation or anion exchange resin for reactor coolant 
purification, rather than a combination of both, is inadvisable because 
resins in general will not retain their own degradation products, which 
will therefore be released to the system. 
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Conditions Assumed 

APPENDIX 

METHOD OF CALCULATION OF DOSE 
TO DEIONIZER RESIN DURING SERVICE 

1. 100 days at 40 gpm 

2. Dimensions of bed: 3 ft diameter, 4 ft high 

3. Uniform contamination throughout bed 

_, 

4. Contaminants in feed: 24 Na, 239 Np, 56Mn, and 133I 
at concentration shown in Table III 

TABLE III 

Values Used in Dose Rate Calculations 

Concentration E:,, ~s' ~a' in Feed, 
Nuclide T1 ~c/ml Mev/d cm- 1 cm- 1 

--L 
24Na 15 h 0.5 2 (a) 0.05 0.033 
2saNp 2.3 d 0.5 0.2(b) 0.14 0.032 
56Mn 2.6 h 0.5 { ~.84(c) 0.076 0.033 

0.048 0.027 
1331 21 h 0.05 0.59 0.1 0.034 

(a) There are two gamma photons per disintegration. 
(b) Gamma energy is released at a rate of 0.124 Mev/d. 

JL 
3 

80 

~} 
18 

E:i3' 
Mev/d 

0.55 

0.23 

1.22 

0.51 

(c) Two distinct gamma energies are assumed released; total gamma 
energy released per disintegration = 1.8 Mev/d. 
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Equilibrium Activity 

If the nuclide is completely retained and uniformly distributed, 
the total activity per unit volume of resin at time t is 

where Sv = activity/cc 

K rate of accumulation on the resim, activity/cc/sec 

A the decay constant of the nuclide = 0.693/Tt, sec- 1 

t the length of time the resin is used, seconds 

-At 
As t becomes very large relative to A, the term e becomes 

insignificant, and the equilibrium activity on the resin is 

K 
Sv ( equil) = 1; 

Equilibrium activity is assumed for the nuclides considered in 
this calculation. 

Gamma Dose 

The gamma flux, at the center of the cylindrical container, is 
given by 

where ¢ photons/cm2 /sec 

B buildup factor 

~s linear absorption cross section of the source material 

G(~shb) is a function of ~s• of h, the axial distance to the center of 
the cylinder, and of b which is equal to (~ 8 R0 ) where R0 is the radius 
of the cylinder*. 

* Derivation and detailed explanation are given in TID-7004, 
Reactor Shielding Design Manual. 
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The rate of energy absorbed per gram (Mev/s/g) is 

q,E iJ. A 
R = -"---"' 

where 

p 

the energy flux, the product of ¢ and energy per 
disintegration (Ey), Mev/cm2 /sec 

difference between total linear cross section and 
photon energy cross section for Compton scattering 

p = density (g/cc), assumed to be unity 

The gamma dose (rad) to l g or l cc of resin is given by 

D'Y 
Rt 

(6.24 x 105 Mev/erg)(lOO erg/g/rad) 

Beta Dose 

With the assumption that all beta energy is absorbed close to the 
source, the beta dose is given by 

D~ = (6.24 x 105 Mev/erg)(lOO erg/g/rad) 

where E~ average beta energy released per disintegration, Mev/d 
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