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Executive Summary

This document provides a status report to the Department of Energy (DOE) on each of
the subtasks in this project, as of the end of Phase 1 (the first year). As such, the material
presented herein is not finalized. Instead, each of the “Accomplishment” sub-sections
and corresponding material in the appendices are snapshots of “works in progress” –
some being almost complete and others requiring extensive effort and editing. As the
subtasks are completed, final reports will be issued as deliverables to DOE, during Phases
2 and 3 of the project – including a summary report that ties the pieces together. These
final reports will be suitable for wide distribution.

Background and Goal: The DOE established the Nuclear Energy Research Initiative
(NERI) to address the barriers to long term use of nuclear-generated electricity in the
United States. In addition, the Electric Power Research Institute has continued to
pefiorrn studies on the cost of coal, gas, and nuclear-generated electricity. To be
competitive, the cost for the nuclear option would have to decrease to the range of 3
centsklowatt-hour over the next two decades. Correspondingly, the total plant capital
cost would have to decrease by about 35’XOto 40Y0, and the construction schedule would
have to be shortened to about three years in order to ensure nuclear-generated electricity
would be economically competitive.

In response to the above developments, Westinghouse Electric Company, Nuclear
Systems (WENS, formerly ABB Combustion Engineering Nuclear Power) initiated a
cooperative effort with Sandia National Laboratories and Duke Engineering & Services
on an innovative research program proposal with the goal of meeting the above cost
reduction targets for new nuclear power plant construction. The vision for this
cooperative effort is to meet the cost-reduction goals through implementation of new
technology and innovative approaches to the design and licensing of new nuclear power
plants. Specifically, the cooperative proposal included (1) computer technologies already
developed for other industries, (2) significant use of probabilistic safety assessments to
reform plant design practices, and (3) risk-informed methods to develop anew design and
regulatory process. DOE approved three separate projects which have similar overall
objectives of reducing nuclear power plant costs. These three projects are “Risk-Itiormed
Assessment of Regulatory and Design Requirements for Future Nuclear Power PIants”
led by WENS, “Smart Nuclear Power Plant Program” led by Sandia National
Laboratories, and “Design, Procure, Construct, Install and Test Program” led by Duke
Engineering & Services. These projects are being coordinated by WENS to gain
maximum benefit to each. The duration of the Risk-Informed Assessment project is
approximately 2.6 years and DOE is expected to provide funding of $2.5 miIlion. WENS
partners in this project are Egan & Associates, Duke Engineering & Services,
Massachusetts Institute of Technology, North Carolina State University, Sandia National
Laboratories, and Idaho National Engineering & Environmental Laboratory.

Approach and Benefits: The Risk Informed Assessment of Regulatory Requirements
project includes two basic tasks: (1) “Development of Risk-Informed Methodologies”
and (2) “Strengthening the Reliability Database.” The primary benefit of this project is
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the development of methods for a new, highly risk-informed design and regulato~
process. For the fmt task, specific subtasks are: (1) identi@ all applicable current
regulatory requirements and industry standards; (2) identify systems, structures, and
components (SSCS) and their associated costs for a typical plant; (3) develop a
methodology for risk-informing the requirements and standards; (4) develop a
methodology for risk-infoxrning the design of SSCS; (5) identi~ those requirements,
standards, and SSCS that should be given the highest priority; (6) demonstrate tie
methodologies by applying them to a sample SSC; (7) evaluate the current regulatory
processes at the Nuclear Regulatory Ccunmission (NRC); and (8) coordinate these
activities with the currently ongoing efforts of the Nuclear Energy Institute (NH), NRC,
and industry.

The second basic task is the strengthening of the reliability database that will be needed
to evaluate the safety and reliability of fiture nuclear power plant designs. Plant
designers will need to demonstrate that their new plant designs satisfy NRC safety goals.
This will require good, defensible reliability data for equipment. For example, there is
limited data on the reliability and performance of the new, advanced “smart”equipment
or other advanced technology equipment that maybe introduced in new nuclear plant
designs. Very little reliability data on domestic software used in SSCS is available,
particularly for software used in critical safety systems. Further, there is not any
significant amount of tiormation from the nuclear industry that can be used to correlate
equipment reliability to quality class or to the “goodness/completeness” of the testing
performed on the equipment reliability. Specific subtasks for this effort are:(1) identi~
current sources of reliability data, (2) identifi weaknesses in data sources, and (3)
develop proposed programs for correcting the weaknesses.

Zssues andAccompHznzents: Shortly after initiating Phase 1 of this projec~ team
members met to establish the principal strategies required to achieve the project’s cost
reduction goals. It was agreed that a very basic change to the current method of design
and regulation was needed. That is, it was believed that the cost reduction goal could not
be met by fixing the current system (i.e., an evolutionary approach) and a new, more
advanced, approach for this project would be needed. It is believed that a completely
new design and regulatory process would have to be developed – a “clean sheet of paper”
approach. This new approach would start with risk-based methods, would establish
probabilistic design criterkq and would implement defense-in-depth only when necessary
to meet basic public policy issues (e.g., use of a containment building) and to address
uncertainties in probabilistic methods and equipment performance. This new approach is
different from the NRC’s current risk-itiormed program for operating plants in that, for
our new approach, defense-in-depth is subsidiary to risk-based methods whereas in the
NRC’s current approach, defense-in-depth remains the primary means of assuring
protection of the public health and safety.

The primary accomplishments during Phase 1 included (1) the establishment of a new,
highly risk-informed design and regulatory framework, (2) the establishment of the
preliminary version of the new, highly risk-informed design process, (3) core damage
frequency predictions showing that, based on new, lower pipe rupture probabilities, the
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emergency core cooling system equipment can be reduced or eliminated without
reducing plant stiety, and (4) the initial development of methods for including
uncertainties in a new integrated structures-systems design model. Other Phase 1
accomplishments included the conversion of an NRC database for cross-referencing NRC
criteria and industry codes and standards to Microsoft 2000 software, an assessment of
NRC’s hearing process which concluded that the normal cross-examination during public
hearings is not actually required by the U.S. Administrative Procedures Act, the
identification and listing of reliability data sources, and interfacing with NRC at
workshops for risk-informing regulations and other industry groups (NIX and IAEA).

Deliverable, Schedule, and Cost Summary: Status reports and documentation for Phase
1 were produced as planned. As a result of re-orienting the approach for this project, as
summarized above, the start dates of tasks 1.1 and 1.2 were delayed by about six months
and the start of tasks 1.3 – 1.6 were advanced by the same amount. Total project costs
remained within budget limits and, at the end of Phase 1, aJlsubcontractors were within
their respective cost limits.

Nat Year’sActivities and Deliverables: In Phase 2, the tasks summarized above will be
continued. The primary activities will be the fuller development of the new design and
regulatory process, its demonstration with more cost reduction estimates, refinement of
the new risk-informed regulatory framework, integration of the new structures-systems
design model into the new design process, evaluation of existing reliability data against
needs of the new design process, evaluation of NRC staff’s design review process, and
continued interactions with NRC and industry. This work will be documented primarily
in the Phase 2 annual topical report, with supplementary documents, papers,
presentations, and final reports produced as necessary for specific tasks.

.. .
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1.0 Introduction

1.1 Background

The overall goal of this research project is to support innovation in new nuclear power
plant designs. This project is examining the implications, for future reactors and future
safety regulation, of utilizing anew risk-tion-ned regulatory system as a replacement for
the current system. This innovation will be made possible through development of a
scientific, highly risk-fiormed approach for the design and regulation of nuclear power
plants. This approach will include the development a.dor confirmation of corresponding
regulatory requirements and industry standards. The major impediment to long term
competitiveness of new nuclear plants in the U.S. is the capital cost component -- which
may need to be reduced on the order of 35°/0to 40°/0for Advanced Light Water Reactors
(ALWRS) such as System 80+ and Advanced Boiling Water Reactor (ABWR). The
required cost reduction for an ALWR such as AP600 or AP1OOOwould be expected to be
less. Such reductions in capital cost will require a fundamental reevaluation of the
industry standards and regulatory bases under which nuclear plants are designed and
licensed. Fortunately, there is now an increasing awareness that many of the existing
regulatory requirements and industry standards are not significantly contributing to safety
and reliability and, therefore, are unnecessarily adding to nuclear plant costs. Not only
does this degrade the economic competitiveness of nuclear energy, it results in
unnecessary costs to the American electricity consumer. While addressing these
concerns, this research project will be coordinated with current efforts of industry and
NRC to develop risk-tiormed, petiormance-based regulations that affect the operation of
the existing nuclear plants; however, this project will go fbrther by focusing on the design
of new plants.

1.2 Benefits

Meeting the above goal will enable both a more efficient and science-based regulatory
process and improved plant designs. The resulting methods and tools will represent an
advancement in the science of risk management. Further, the capability to rapidly
evaluate designs and design changes will facilitate innovation in plant concept and
design.

Regulatory requirements and industry standards will strongly determine the design bases
for future nuclear energy plants – whether they be pressurized water reactors, boiling
water reactors, gas cooled reactors, liquid metal reactors, molten salt reactors,
proliferation-resistant reactors, passive reactors, or any other type that has yet to be
conceived. Before any new nuclear plant designs are developed and licensed in the U.S.,
it is essential that appropriate regulatory requirements and industry standards be
established so as to minimize costs and enable new technologies. Systematic, science-
based processes need to be developed to evaluate the appropriateness of the existing
requirements and standards, propose new design and regulatory criteria, and support
design evaluations.
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The current collection of nuclear industry standards and NRC regulatory requirements
includes primarily deterministic criteri~ based largely on qualitative risk assessments and
engineering judgment that evolved over the last forty years of the nuclear energy
industry. Many of the current industry standards and regulatory criteria are not
significantly contributing to reliability and safety and, therefore, have needlessly driven
the costs of new nuclear plants into a range that is not economically competitive in the
U.S. market.

The state of the art for probabilistic safety assessment (PSA), including the database of
operating experience, is now sufficiently mature that we should be able to develop anew,
highly risk-informed design and regulatory process that maintains high levels of
reliability and safety while decreasing plant capitaI and construction costs. Although
humans must always make the final decisions, the decision process should now be able to
rely much more heavily on risk-informed inputs. The Nuclear Energy Institute, the NRC,
and the rest of the nuclear industry are already working together to apply risk-informed,
performance-based regulation to the licensing of existing plants. Though still in the early
stages, this industry/NRC effort is making progress and promises to offer substantial
benefits. However, these efforts are focused only upon the requirements that affect
operation and maintenance of existing nuclear plants.

What is needed, beyond the current effort, is to apply a more aggressive risk-informed
approach to those issues that affect the design and licensing of new plants, rather than just
the operation and maintenance of existing ones. This project is developing the
methodologies needed for such an aggressive program. Since this research effort will be
coordinated with the ongoing industry/NRC effort for existing plants, it is intended to
complement that ongoing program, rather than duplicate it or compete against it.

1.3 Vision

To understand the need for a new, highly risk-informed design and regulatory process, it
is worthwhile to first step back and look at an example of how the current design and
regulatory requirements and standards evolved – and why they may no longer be
appropriate. For such an example, let’s look at the design of the Safety Injection System
(S1S) and its design basis event, the loss of coolant accident. Beginning over thirty years
ago, a great number of deterministic regulatory criteria have been developed for the S1S,
based upon a postulated event that is now known to have a negligible chance of
occurrence: an instantaneous double-ended guillotine pipe break, in the worst location,
with the worst single failure, with the worst initial conditions, with the worst operator
response, with the worst cookmt-radioactivity conditions, with the worst containment
leakage, etc., etc. Industry standards and NRC regulatory requirements for the S1S
evolved in a patchwork of documents that were generated or revised every time someone
thought of a new concern, there was a new problem at an operating plant, or something
was found during maintenance. These requirements are found in a number of documents
that include the Code of Federal Regulations, regulatory guides, standard review plans,
IE bulletins, etc. In many cases, indust~ standards (e.g., portions of the ASME Code)
were developed and referenced in the NRC documents. Because many of these
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requirements were put in place many years ago, they were not subject to cost/benefit
evaluation. Even if they had, they would have been evaluated separately, one by one.
There has never been a complete assessment of how all of the requirements – taken
together as a package – would be evaluated in a comprehensive cost.benefit analysis.

After the first IMl blown PRAs were performed in the 1970s (e.g., WASH-1400), it was
recognized that the most catastrophic events imaginable were not the events most likely
to threaten public safety. The double-ended guillotine pipe break was found to be of such
low probability that, by the early 1980s, the NRC’s Materials Branch acknowledged that
ductile pipe would “leak before break” and, therefore, could not pose a real threat --as
long as there was a leakage detection system. On this basis, the NRC allowed “leak
before break” to be credited, in satis@ing some of the new requirements that NRC was
then imposing (e.g., for asymmetric blowdown loads). However, the double-ended
guillotine pipe break was still maintained as the basis for the already established NRC
requirements -- which had served as the design basis for almost everything in the nuclear
island (e.g., the S1S, containment, etc.). This obvious inconsistency in regulatory
requirements was accepted by NRC and industry as providing an added safety cushio% to
cover the unknown.

In a young industry -- lacking a wealth of operating experience and data --an added
safety cushion, to cover the unlmown, was not unreasonable. Furthermore, in a regulated
electricity industry, the added requirements could be tolerated because plant owners
could usually pass along the costs of satis~ing the NRC requirements to ratepayers.
However, in the coming deregulated power market, continuing the use of design features
that don’t truly add to saflety and reliability will result in nuclear plant designs that are not
cost competitive against other electricity generating options -- an~ therefore, will simply
not be purchased.

If a significantly more risk-informed design and regulatory approach were applied to the
S1S, then the design of the system could be greatly simplified. Based on PIU%insights, a
more realistic pipe break scenario could be established as the design basis event. At the
same time, plant designers could introduce new advanced technologies into the S1S
design – e.g., “smart” equipment @unps and valves with self-diagnostic self-monitoring
features built in) – to improve reliability at the component level. Coupled with the more
realistic design bases, it is likely that the designers could develop a two-train S1S that is
just as reliable as the four-train design currently found in the ALWR designs -- with each
train being simpler than those in the ALWR designs. Even if each individual train turned
out to be slightly more expensive, elimination of two trains would still reduce the overall
cost of the S1S. Very importantly, elimination of two trains would also reduce the costs
of the structures required to house the S1S, as well as the other systems that support it.
Designers could also sirnpli~ the system’s operating, maintenance, and testing
procedures. Another possibility for providing the S1function would be to combine the S1
fimction with the normal water makeup fi.mction, using “smart”pumps that would be
more reliable and would always be available in case of an accident. A similar approach
could be applied to the containment and throughout the entire plant design. Very
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importantly, this new design approach could all be implemented without sacrificing
safety.

Coordinated through NEI, the NRC and industry are already discussing how many of the
NRC’s overly prescriptive requirements can be streamlined via a risk-itionned,
performance-based assessment. However, they are focusing their discussions upon those
issues that aflect the operation of existing plants. Thus, in the example just discussed
(the double-ended guillotine pipe break and the S1S design), the NRC and industry are
most concerned about requirements that affect the plant’s technical specifications. Since
these plants have already been built, the current NRC and industry efforts are not
concerned with changes that could determine the design of a new S1S or its combination
with the normal water makeup system. Obviously, the potential cost savings related to
the design, fabrication, and construction of the S1S for anew nuclear plant would be
substantially greaterthan the cost savings likely to result fi-om technical specification
changes related to the operation of the S1S.

The S1S is but one of hundreds of Systems, Structures, and Components (SSCS) in a
nuclear plant’s design that could benefit from application of risk-informed
methodologies. For example, risk-informing the quality assurance requirements for
nuclear plant equipment (in Appendix B of 10CFR5O) could save many millions of
dollars in unnecessary paperwork that, in many cases, does not significantly add to safety.
A thorough risk-itiormed assessment of the design and regulatory process and all of the
SSCS in a nuclear plant design would likely result in a reduction of nuclear plant costs by
hundreds of millions of dollars.
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2.0 Project Goals and Organization

2.1 Goals

The overall goal of this research project is to support innovation in new nuclear power
plant designs. This project is examining the implications, for future reactors and future
safety regulation, of utilizing anew risk-informed regulatory system as a replacement for
the current system. This innovation will be made possible through development of a
scientific, highly risk-itiormed approach for the design and regulation of nuclear power
plants. The major impediment to long term competitiveness of new nuclear plants in the
U.S. is the capital cost component -- which may need to be reduced on the order of 35°/0
to 40% for ALWRS such as System 80+ and ABWR. The required cost reduction for an
ALWR such as AP600 or AP1OOOwould be expected to be less. Such reductions in
capital cost will require a fi.mdamental reevaluation of the industry standards and
regulatory bases under which nuclear plants are designed and licensed. Fortunately, there
is now an increasing awareness that many of the existing regulatory requirements and
industry standards are not significantly contributing to stiety and reliability and,
therefore, are unnecessarily adding to nuclear plant costs. Not only does this degrade the
economic competitiveness of nuclear energy; it results in unnecessary costs to the
American electricity consumer. While addressing these concerns, this research project
will be coordinated with current efforts of industry and NRC to develop risk-infoxmed,
performance-based regulations that affect the operation of the existing nuclear plants;
however, this project will go further by focusing on the design of new plants.

The above goal is being achieved through the following two major tasks (objectives):

. Task 1: Development of Risk-Informed Methodologies: Many of the regulatory
requirements and industry standards that form the bases for designing the current
generation of nuclear plant designs are based upon subjective, deterministic
assumptions that were limited by the knowledge-base and engineering tools that were
available at the time that those requirements and standards were created. The research
effort proposed for this project is to develop a set of risk-informed methodologies that
can be used by fbture plant designers to (1) systematically develop and/or utilize all
of the regulatory requirements and industry standards that would impact the design of
new nuclear plants and (2) systematically develop designs for a nuclear plant’s
SSC’S, by applying those methodologies. This research effort will be complementary
to the current industry/NRC efforts to apply risk-itiormed, performance-based
regulation to selected issues that affect operation of existing nuclear plants. The
methodologies developed in this research project will then be demonstrated, by
applying them to a sample problem. The methodologies may then be revised to apply
the lessons learned from this sample.

. Task 2: Strengthen the Reliability Database: To fully risk-inform the design bases
for fiture nuclear plants, it is essential that the reliability database for the SSC’S be
complete. Current industry/NRC efforts to strengthen the reliability database are
primarily focused upon issues that affect operation of the existing nuclear plants. The
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research effort proposed for this project will identi~ where strengthening of the risk
assessment database is needed to support the design of new plants – including
identification of the reliability itiormation that will be needed to support introduction
of new, advanced “smart”technologies. The research effort will also recommend
programs for collecting the information that will be needed by fiture plant designers,
to provide this information.

2.2 Organization

Work for this project is organized according to the following work breakdown structure:

Task 1: Development of Risk-Informed Methodologies

. Subtask 1.1: Identify applicable current regulatory requirements and industry
standards.

. Subtask 1.2: Identifi systems, structures, and components (SSCS) and their associated
costs for a typical plant.

. Subtask 1.3: Develop methodology for developing risk-inflormed requirements and
standards.

. Subtmk 1.4: Develop methodology for designing highly risk-itiormed SSCS.

. Subtask 1.5: Identi@ high priority requirements, standards, and SSCS.

. Subtask 1.6: Apply methodologies to a sample SSC.

. Subtask 1.7: Evaluate regulatory processes and develop recommended improvements.

. Subtask 1.8: Coordinate activities with ongoing efforts of NH, NRC, and industry.

Task 2: Strengthen the Reliability Database

. Subtask 2.1: Identi@ current sources of reliability data for SSCS.

. Subtask 2.2: Identifi weaknesses in sources.

. Subtask 2.3: Develop industrylgovmnrnent programs for correcting the weaknesses.

The primary technical responsibilities of each team participant are shown in the matrix of
Table 2.2-1. The schedule for these tasks is shown in Figure 2.2-1 and the project
organization is shown in Figure 2.2-2.
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Table 2.2-1

Primary Responsibilities of Team Participants for the Risk-Informed Project

Participant / Task 1.1 1.2 1.3 1.4 1.5 1.6 1.7 1.8 2.1 2.2 2.3

Westinghouse x xr
L X1X x

Duke Engineering x x

MIT x x x x

NCSU x x x

Egan & Associates x x

Sandia NL x

Idaho NEEL x x x
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Figure 2.2-1
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Figure 2.2-2
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3.0 Approach and Accomplishments

3.1 Task 1 Development of Risk-Informed Methodologies

3.1.1 Identi& All Applicable Current Regulatory Requirements and
Industry Standards

Approach

Before anew nuclear plant designer can begin to implement any methodologies for risk-
inforrning the plant’s design criteri~ it is essential that the designer have a complete set of those
criteria available. Thus, the objective of this task is to prepare a complete compilation of all
NRC criteria and industry standards that are applied to the design and operation of a typical
nuclear power plant. In addition to compiling a complete list of regulatory guidance, this task
will also search for design criteria that are irnbedded in other documents. For example, NRC
Regulatory Guidelines often refer to IEEE or other industry standards. Many of the criteria are
imbedded in documents that are not legal requirements but are, nevertheless, often applied by
designers and regulators.

There are also a vast number of non-enforceable NRC guidance documents. These provide
detailed descriptions of current NRC regulatory policies, interpretations, and practices, and they
usually constitute de facto requirements because of the time and effort required to convince the
NRC that an alternative policy, interpretatio~ or practice is acceptable. These include
Commission Policy statements, Division 1 regulatory guides, standard format and review plans,
NRC staff technical positions and other Commission announcements and technical reports (e.g.,
NUREG-senes documents).

For this task, an assessment and compilation will be made of publicly available databases and
other resources for the current body of nuclear plant regulatory documentation and industry
codes and standards. In addition to searching publicly available resources for regulatory
guidance documents, an assessment will also be made to determine the existence, capabilities
and cost of any commercially available databases of nuclear plant regulatory information.

Accomplishments

The main accomplishment in this task has been the creation of an Access database of industry
consensus codes and standards in NRC regulatory guidance. The database in NUREGICR-5973,
Rev. 2 (Codes and Standards and Other Guidance Cited in Regulatory Guidance) was converted
into a searchable Microsoft@Access database. This database identifies codes and standards cited
in the following types of documents:

●

●

●

●

●

NRC Re-~ato~ Guides
Code of FederalRegulations
NRC Bulletins
NRc circulars
NRC GenericLetters
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NRC Inspection Manual
NRC Information Notices
Formal NRC StaffPublications (NUREGs)
NRC Policy Statements
Standard Technical Specifications
Standard Review Plan (NUREG-0800)

This database can be used to identi~ the codes and standards referenced within a given
regulatory document. For example, data queries showing codes and standards supporting Reg.
Guide 1.118, Standard Review Plan 8.3.1, and Standard Review Plan 15.6.1 are shown in Tables
3.1.1-1,3.1.1-2, and 3.1.1-3, respectively. This database can also be used to search the titles of
the codes and standards for specific phrases such as “radiation protection” or “refiorced
concrete.” However, the database has the following limitations:

● It has not been updated since 1994.

“ It only links codes and standards to specific regulatory guidance and does not show the
relationship between various regulatory documents. For example, in addition to referencing
the codes and standards shown on the attached sheeg Reg. Guide 1.118 also references several
of the General Design Criteriacontained in Appendix A of 10 CFR 50. The linkage between
these two documents is not capturedin the NUREG/CR-5973 database.

s Full text searchesare not available for either the codeskandards or the regulatory documents.

An additional accomplishment of this task has been the assessment of publicly available NRC
regulatory information resources. The NRC web site (Mt@hww.nrc.gov) has a filly text
searchable electronic archive of the following regulatory documents:

●

●

●

●

●

●

●

●

●

e

b

Administrative Letters
Commission Meeting Transcripts
Federal Regulatory Notices
Generic Letters
NRC Bulletins
NRC Inspection Manual
NRC Legislation
Tkle 10 of the Code of FederalRegulations
SECY papers
Staff Requirements Memoranda (SRM)
Commission Action Memoranda (COM)

Additionally, the web site contains an archive of NUREGs published since 1997 and a partial
archive of the Regulatory Guides. Notable in the NUREG archive is NUREG-0933, “A
Prioritization of Generic Safety Issues” and Chapters 7, 13, and 15 of NUREG-0800, “Standard
Review Plan for the Review of Safety Analysis Reports for Nuclear Power Plants.”
Together, the NUREG/CR-5973 database and the NRC electronic archive provide a useful tool
for navigating through the body of regulatory guidance that governs nuclear plant operation and
design. A partial listing of the NUREG/CR-5973 database is contained in Appendix D.
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Table 3.1.1-1: Standards Supporting Periodic Testing of Electric Power& Protection Systems (Reg. Guide 1.118, Rev. 2)

Standard
DOCUMENT CODE STANDARD Version TITLE

regl,l 18,r02 ANSI ANSI N42.7 1972 StandardCriteriafor Safety Systemsfor Nuclear Power
Generating Stations

regl.118.r02

regl,118.r02

IEEE IEEE 279

IEEE IEEE 308

1971

1974

StandardCriteria for Safety Systemsfor Nuclear Power
Generating Stations

StandardCriteria for Class lE Power Systemsfor Nuclear
Power Generating Stations

regl.118.r02 IEEE IEEE 338 1975 StandardCriteria for Periodic Surveillance Testing of Nuclear
Power Generating Station Safety Systems

regl.118,r02 IEEE IEEE 338 1977 StandardCriteria for PeriodicSurveillance Testing of Nuclear
Power Generating Station Safety Systems

NUREG/CR-5973 Database Query Results
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Table 3.1.1-2: Standards Supporting Standard Review Plan 8.3.1 (Onsite AC Power Systems)

Standard
DOCUMENT CODE STANDARD Version TITLE

srp8.3.l IEEE IEEE308 NIS StandardCriteriafor Class 1E PowerSystems forNuclear
Power Generating Stations

srp8.3.l IEEE IEEE 317 NIS Standardfor ElectricPenetrationAssemblies in Containment
Structuresfor Nuclear Power Generating Stations

srp8.3.l IEEE IEEE 338 NIS StandardCriteria for Periodic Surveillance Testing of Nuclear
Power Generating Station Safety Systems

srp8.3.l IEEE IEEE 379 N/S StandardApplication of the Single Failure Criterion to Nuclear
?ower Generating Station Safety Systems

srp8.3.l IEEE IEEE 384 N/S StandardCriteria for Independenceof Class 1E Equipment and
Circuits

srp8.3.l IEEE IEEE 387 N/S StandardCriteria for Diesel-GeneratorUnitsApplied as
Standby Power Supplies for Nuclear Power Generating
Stations
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Table 3.1.1-3: Standards Supporting Standard Review Plan 15.6,1 (Inadvertent Relief Valve Opening)

Standard
DOCUMENT CODE STANDARD Version TITLE

srP15.6.l ANS ANSN212 1974 Nuclear Safety Criteria for the Desiwr of Stationary Boiliru?

srp15.6.

Water Reacto; Plants

ANSI ANSI B95.1 1972 Terminology for PressureRelief Devices

srp15.6.l ANSI ANSI N18.2 1974 Nuclear Safety Criteria for the Design of Stationary
PressurizedWater Reactor Plants

srp15.6.l ASME ASME Section111 N/S Rules for Constructionof Nuclear Power Plant Components

srp15.6.l ASME ASME See, 111,NB-7000 N/S OverPressureProtection

NUREG/CR-5973 Database Query Results
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3.1.2 Identi& Systems, Structures, and Components (SSCS) and
Their Associated Costs for a Typical Plant

Approach

Just as future plant designers will need a complete listing of design criteria for a new plant, they
will also need a listing of the SSCS to which those criteria are applied. Thus, the objective of this
task is to prepare such a listing for a typical nuclear plant. The list of SSCS will vary somewhat
from one reactor technology to another. For example, a gas-cooled reactor would not have a
Safety Injection System to pump coolant water into the reactor vessel following a pipe leak or
break. To be manageable within the NERI fimding IeveIs availabIe, the proposed research effort
will need to focus upon a single type of nuclear plant, as a design that is considered typical The
regulatory requirements and industry standards (from Task 1.1) are based on Light Water
Reactor (LWR) technology as are the SSCS for Task 1.2

To be able to perform a cotienefit analysis of changes to the SSCS, fdure plant designers will
need to know the approximate costs of the SSCS. Therefore, this task will also produce cost data
for the typical nuclear planL as needed, to support the efforts in the other tasks. Rather than
create new cost data from scratch, this research effort will simply modi~ existing available cost
data, to serve as typical. The results of this task will be used in Tasks 1.5 and 1.6, to identifi the
high priority SSCS and to apply the methodologies to a sample SSC.

Under Option 2 of SECY-98-300, the NRC staff proposes to “make changes to the scope of
systems, structures, and components covered by those sections of Part 50 requiring special
treatment.” The current scope of SSCS covered by NRC regulations is based primarily on the
evaluation of selected design-basis events, as they are analyzed in a plant’s final safety analysis
report. These postulated events are only a small fraction of the potential accident sequences that
are identified in risk assessments. There has also been some confusion over the fact that some
SSCS are considered “safety-related”, some are considered “important to stiety” and others are
not considered in either of those categories.

Over the next several years, considerable resources will be expended by NRC and industry to use
the risk-itionned approach to reclassi~ the SSCS into just two categories: safety-significant and
non-safety-significant, based on the importance of the SSC in preventing or mitigating accidents.
The anticipated result is that most of the SSCS currently required to satis~ Part 50 requirements
would be re-categorized as being non-stiety-significant. The benefit will be that the re-
categorized SSCS could then be purchased and maintained to commercial industry standards –
which will be dramatically lower in costs than SSCS purchased and maintained to Part 50
requirements. In some areas, it is anticipated that costs could be reduced by as much as an order
of magnitude.

The currently planned efforts of NRC and industry to re-categorize SSCS are not expected to be
based upon a systematic review of all SSCS in a nuclear plant. Instead, they will focus upon
selected SSCS that are anticipated to provide the most relief for plant operational issues.
Therefore, the efforts in this task will go well beyond current industry efforts by listing all SSCS
in the entire nuclear plant-which will be candidates for re-categorization. More importantly, in
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future nuclear plants, all of the SSCS will be candidates for simplification, using the
methodology being developed in Task 1.4.

For this task, lists of SSCS and their associated costs for a typical pressurized water reactor plant
will be developed. This typical list will use WENS’S System 80+ Standard Plant Design listing
of SSCs as a starting point.

Cost data will be obtained from recent WENS NSSS projects and bids, but will be presented in a
manner that will not compromise WENS’s proprietary pricing and negotiating methods.

●

●

●

Most costs will be presented on a system level basis, although component-level costs will be
presented for systems and structures that are likely candidates for simplification, i.e., SSCS
that may have redundant trains or components removed, but will not be eliminated
completely.
Cost comparisons will be provided for component types – pumps, tanks, valves,
instrumentation and controls – that are available in both safety-related (1OCFR 50 Appendix’
B, ASME Boiler and Pressure Vessel Code Section 111,Class lE) and commercial grade
variations.
The impact on buildingkructures size, bulk material quantities, and construction time will be
estimated for selected ~ystem simplification or deletion. These factors affect the base cost of
the plant and the interest during construction (IDC). IDC can range from $5 million to $10
million per month for a single unit, using current US and international lending rates.

The product of this task will be a report which lists the systems, structures and components
(SSCS) in a typical nuclear power plant whose design, analysis, procurement, construction,
installation and testing are governed by the regulations and criteria identified in Task 1.1. This
report will also provide a Unitizerlhonnalized estimate of the costs for each of the SSCS listed.
To the extent practicable, the costs will be apportioned to engineering (design and analysis)
costs, procurement costs, and construction/installation costs.

Accomplishments

Activities for this task during Phase 1 have focused on obtaining a comprehensive list of SSCS
and some representative costs. The System 80+ listing of SSCS is presented in Appendix E. Cost
data for an overall plant and for selected SSCS are presented below.

Overall Plant Cost

Recent estimates for the installed cost for an ALWR in the range of 1300-1400 MWe are
between $2 and $3 billion. As a data point, the average cost for PWRS completed in the US
between 1986 and 1993, the period when large plants (electrical output in excess of 1200 MWe)
such as Palo Verde and the South Texas Project entered commercial operation, was about $2.8
billion. A significant portion of the costs for those plants was for high interest or carrying
charges due to regulatory delays, and for regulatory backfits.
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The current economic target for installed cost on a per kilowatt basis is in the range from 1400 to
1800 $/kWe. For outputs in the range of 1300-1400 MWe, the current estimated ALWR cost is
toward the high end of the range ($1600-1800/kWe).

The installed cost includes three major components:
. Overnight or Basic Cost (today’s cost of all plant land, engineering, equipment, construction,

startup and commissioning)
. Escalation (inflation effect)
● IDC

There are a few different models for rolIing up or summing the costs for a plant, but generally,
the overnight or basic cost is defined as the sum of direc~ indirect and other costs. Direct costs
include the costs to engineer, procure and construct the plant, that is:
● hind,
. reactor equipment,
. turbine equipment,
. heat rejection equipment and structures,
● electrical and instrumentation and controls equipment
. miscellaneous plant equipment, and
● construction.

Indirect costs include the costs to manage the project and to startup, test and commission the
plant. Other costs include owners’ costs, spare parts and contingencies.

The escalation and IDC components will vary with the economic and financial conditions in the
project countries and with the project schedule – both the duration and the timing with which
expenses are incurred. Recent estimates have pegged IDC at between 12 and 23°/0of the plants
installed cost.

costs of Sscs

Previous studies have identified some significant contributors to the higher cost of nuclear power
plants relative to other generation sources. These contributors include:
●

●

●

Large robust buildings and maintenance areas. The requirements for building strength result
in large quantities of bulk materials such as concrete and reinforcing steel, and significant
construction labor.
The “safety related” pedigree for nuclear components such as pumps, valves, chillers, and
fans. The additional engineering, testing, qualification and documentation may increase the
cost by 3 to 4 times over the same commercial grade equipment.
Redundant systems and components. The regulato~ requirements for complete redundancy
of some systems results in large quantities of piping and cabling with requirements for a
safety-related pedigree.

For Phase 1, costs of selected SSCS were obtained. Since the sample application in Task 1.6 is
based on the S1S, typical costs for components that would be used in a System 80+ S1S were
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compiled. The cost data was obtained horn vendors over the last several years. For one train of
the S1S, the components and costs are:

Equipment

Safety Injection Pump,
Multistage Centrifugal,
ASME “N” StZiXllp,Ckiss lE
Motor
Safety Injection Tank,
Vertical, 2400 cubic foot,
700 psi design pressure,
“N stamp
Pipe, Fittings, Supports

Valves

Support Systems (electrical,
cooling water, HVAC) and
instruments and controls
TOTAL

Quantity in
One S1S Train
1

Set ranging from
0.75 to 30 inch nominal
4 motor-operated
6 air/solenoid-operated
10 large bore manual/check
Several small bore manual
2 relief
Numerous

Typical Hardware Costs,
US Dollars
1,000,000

650,000

2,000,000

1,000,000

450,000

5,100,000

The PSA model described in Task 1.6 uses a simplified S1S design which reduces the number of
HPSI pumps and safety injection tanks from four to two, but maintains the hot leg injection
piping and components. Effectively, two trains of the S1S are deleted. Based on the estimate
above, plant cost savings could exceed 10 million dollars for equipment alone, before
considering potential reductions in building size.

The advanced S1S design described in Task 1.6 also combines the HPSI function and the
charging fbnction, currently provided by the CVS system, into a hybrid puznp, similar to the
older U.S. plants. With this additional design change, equipment cost savings are expected to be
even greater ($15-20 million).

While these potential savings are significant, they represent a small percentage of the overall
plant cost. A savings of $20 million on S1S hardware reduces the estimated overall plant cost by
less than one percent. However, the simplification of other safety systems, and the potential for
reductions in the plant buildings, provides an opportunity for larger savings.

Future activities will develop costs for other plant SSCS to support further sample applications of
the risk-~ormed design process.
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3.1.3 Develop Methodology

Approach

RISK-G-O07-2000

for Risk-Informing Requirements and Standards

The original objective for this task was to deveIop a set of procedures and guidelines that couId
be used for reviewing regulatory requirements and industry standards and revising them to be
risk-informed. These procedures and guidelines would then provide a process for determining
the extent to which the underlying bases for the regulation or standard are still applicable given
the current state of knowledge. Further, they would provide a methodology and guidance for
determining the extent to which the actual regulation or standard could be changed while still
maintaining a level of safety appropriate to the underlying bases for the regulation or standard.

In the course of this year’s activities, it was determined that the overall objective for the task
could be more readily achieved by taking a “clean sheet of paper” approach to develop a
framework for risk-based regulation and design. This approach to developing the framework has
allowed us to focus more on applying PRA techniques to address requirements for new plants
without the restrictions of current NRC assumptions and acceptance criteria. Additionally, this
approach provides more innovation and differentiation fi-om the NRC’s efforts on risk-idorming
requirements for current plants.

Initially, the Project Team reviewed the NRC’s approach to risk-informing 10 CFR 50 for
current operating plants and considered how this approach could be applied to the regulation and
design of fbture plants. Additionally, alternative approaches that might be more effective for
developing risk-informed regulatory and design requirements for future plants were identified,
discussed and evaluated. Three approaches were considered for developing the framework for
risk-based regulation and design for new plants:

● a risk-tiormed, defense-in-depth approach similar to the NRC’s effort for risk-informing
10 CFR 50 for current operating plants;

● a safety goal approach in which risk is evaluated against established quantitative safety
goals with defense-in-depth used explicitly to address uncertainties; and

● variations of these two.

Key to the fiarnework development effort were discussions on regulatory philosophy of adequate
protectio~ consideration of alternative views of defense in depth, application of state-of-the-art
PRA techniques, and treatment of uncertainties.

With regard to regulatory philosophy of adequate protection, the Project Team considered
whether, for new plants, this should be determined in a quantitative manner. In the end, the
Project Team decided against this and decided that our work would maintain the current
subjective approach for adequate protection, that is meeting all regulations will remain
presumptive evidence of adequate protection. However, requirements for new pkmt will be
based as much as reasonable on meeting quantitative risk targets. Additionally, the project team
made a preliminary judgement that the bases for regulatory decision-making for new plants
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would include the following: (1) deterministic and probabilistic analyses; (2) tests; and (3)
subjective judgments – by individuals or collectively by expert panels or review panels.

With regard to approaches to defense in depth, the NRC Advisory Committee on Reactor
Safeguards (ACRS) has identified two schools of thought, labeled “structuralist”and
“rationalist,”and recommend an approach for risk-informed regulation. The two schools differ
in the process used to deal with uncertainty in reaching an acceptable level of safety. The
structuralist approach has evolved from the early days of nuclear power with a process of
accumulating defense-in-depth features until a judgement was made that sufficient protection
against uncertainty in pefiorrnance had been achieved. With the development of PRA methods,
the rationalist approach uses these tools to quantifi uncertainty and to explicitly account for
defense-in-depth features in reducing uncertainties to acceptable levels. The main difference is
that the structuralist accepts defense in depth as a fimdamental principle, while the rationalist
would place defense in depth in a subsidiary role. Additionally, the structuralist does not deal
with uncertainties in a quantitative manner, while the rationalist takes advantage of the fact that
advances in PRA allow the quantitative estimation of some of these uncertainties. For new
plants, the rationalist approach to defense in depth, employed within the context of PlU4, is
preferred to more effectively develop a body of regulations that eliminates requirements that do
not contribute significantly to stiety.

The rationalist relies on PRA methods to provide an integrated and systematic analysis of the
plant that explicitly addresses sources of uncertainty. The process envisioned by the rationalist is:
establish quantitative safety goals, such as health obj ectives, core damage frequency, and large
release frequency; design and analyze the plant using PRA methods to establish that the safety
goals are me~ evaluate the uncertainties in the analysis, including those due to model
inadequacies, system petiormance and reliability, and lack of lmowledge; and determine what
steps (i.e., defense in depth, new design features) to take to address those uncertainties. The
quantification of uncertainties in terms of probability distribution fimctions provides a means for
determiningg how much redundancy and diversity (i.e., defense in depth) is stilcient.

Accomplishments

The preliminary version of the h.rnework or risk-based regulation and design has been
developed and a detailed project report on the framework is also provided in Appendix B. A
related conference paper to be presented at the International Conference on Probabilistic Safety
Assessment and Management in Osaka, Japan, in November is also provided in Appendix B. A
summary of the fiarnework development and the issues being considered are presented below.

Summary of Framework Development:

The proposed fi-amework for risk-based regulation and design is based on the evaluation of risk
against quantitative safety goals. A top-down hierarchy is being used to define the goal, establish
an overall approach, and develop and implement appropriate strategies and tactics. The
fiwnework is based on an application of PRA methods and reflects a rationalist approach to
defense in depth. For new plants, a detailed plant-specific PIL4 for all operating modes, along
with an explicit treatment of uncertainties, would confirm that established quantitative safety
goals are met. Within the current capabilities of PRA methods, sources of uncertainty will be
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quantified to gain as complete an understanding as possible about the range of risk and
uncertainty before defense in depth is applied to address uncertainties. Within this framework,
PRA provides the basis for both developing and evaluating compliance with requirements for
risk-based design and regulation.

Regulations for NPPs are required to ensure adequate protection to the health and safety of the
public. Accordingly, the @of this effort is to provide a framework for developing and
implementing risk-based regulations that meet this requirement. An approach based on
evaluating risk against quantitative safety goals is proposed to achieve the stated goal. With
respect to adequate protection, the NRC has established safety goals including Quantitative
Health Objectives (QHOS) that state the Commission’s expectations with respect to how safe is
safe enough. Although the NRC’s safety goals are not considered quantitative measures of
adequate protection, for new plants, we will consider the determination of adequate protection
using increased reliance on comparisons of PRA results to quantitative risk measures. The safety
goals we will use for the fkunework have been adapted from the NRC’s goals.

The strategies for developing and evaluating compliance with requirements for risk-based
regulation and design are based on the use PRA to quanti~ risk and uncertainties. High
confidence is achieved through explicit consideration of uncertainties, including modeling
adequacy and equipment design and performance. These strategies include consideration of the
risk information available from Level 1, Level 2, and Level 3 PRA analyses. Level 1 PRA
evaluates the potential for accident initiators and the system response to prevent core damage.
An estimate of core damage frequency (CDF) is compared to the corresponding goal. Level 2
PRA encompasses the response to and mitigation of core damage, including containment of
fission products. Risk estimates here can be compared to goals for conditional probability of
large release, both early and late. Level 3 PRA encompasses the response to and mitigation of
radionuclide releases, including emergency response. These risk estimates can be directly
compared to the QHOS or to subsidiary goals for conditional probability of early fatalities and
latent cancer risks.

To develop risk-based regulations, implementation of the framework is achieved by defining
fictional system characteristics, within the context of how PIL4 is performed, to determine
what areas need to be regulated to assure stiety. Implementation for design is achieved by
speci@ng design configurations and using PRA to evaluate the design, then iterating with
subsequent design changes. A master logic diagram (MLD) is used to take atop-down approach
to identi~ the safety functions, and systems, structures, and components (SSCS) that are required
to maintain safety and to identi~ the accident initiators and system response ftilures that could
compromise stiety. The top event for the MLD is stated in terms of risk exceeding the safety
goals. Intermediate events correspond to the Level 1, Level 2, and Level 3 PRA strategies,
respectively. The sixth level of the MLD defines the system fictions that are required to assure
safety. The next level down indicates that initiating events and failure of mitigating systems,
containment, and emergency response can compromise safety fi.mctions. The last level of the
MLD indicates that internal initiators for all operating modes and external initiators will be
considered for completeness. Further development of the MLD will determine the “regulatory
risk space” for which regulatory and design requirements are needed.
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Various tactics (e.g., design criteria, procedures, redundancy, emergency response, etc.) are
applied to support the PM strategies and implementation. Once the SSCS required to achieve
stiety have been identified, then decisions on appropriate tactics for regulation and design can be
made. The specification of these tactics will be based on a systematic evaluation of the areas that
need to be regulated for the purposes of assuring safety and will also evolve from this process.

Further development of the framework is required to determine specific procedures and
guidelines that can be applied for risk-based regulation and design. Work in Phase II for this
subtask will focus proceed to define one issue and proceed to regulate it using the fimnework.
The preferred features of the issue areas follows:

● self-contained issue
. complementary focus to design tasks
. consideration of safety margins
. active and passive design features
. subjective probabilities for addressing uncertainties

The development of the fiarnework will be updated as the specific application progresses.
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3.1.4 Develop Methodology for Simpli&ing SSCS

Approach

Coincident with risk-informing the regulatory framework and design bases for future nuclear
plants, plant designers need a methodology for systematically reviewing the design of each and
every SSC in a nuclear plant and simpli~ing the design to take advantage of the new risk-
informed design bases. The overall goal of this effort is to reduce the costs of fiture nuclear
plants without sacrificing stiety. Since the industry standards and regulatory requirements do
not literally match up with the SSCS, it is important to provide future plant designers with a
methodology for cross-referencing them and assuring that the potential interactions between
them are filly understood. Furthermore, because there is so much diversity in the ways that the
different SSCS are designed, it will be important to have a consistent set of methodologies
available to the plant designers.

The objective of this subtask is to develop a set of procedures and guidelines (i.e., instructions)
that can be used for evaluating plant SSCS and simpli~ing them, using the revised requirements
and standards that would result born implementation of the risk-informed design bases and
regulatory framework. Inherent within this task is the need to define simplification with respect
to the design of an SSC. This definition will need to address the means that can be used to
“simplify’ the SSC design while considering the original deterministic bases for the SSCS’
design and the extent of their current relevance with respect to the SSCS’ importance to safety.

For this task, fictions for power production will be defined, and design goals and challenges to
fiumtions identified. Keeping these requirements and considerations in proper perspective, a
high level, risk-itiormed design process will be developed. The current design process will be
evaluated to help identifj existing deficiencies and areas where improvements are required. The
design process will be refined and/or expanded in conjunction with Task 1.3 using feedback
from the sample application (Task 1.6).

In addition to developing a high level, risk-tiormed design process, improved and risk based
design methods for simpli~ing structural design will also be defined and developed.

Accomplishments

Risk-Itionned Design Process: Figure 3.1.4-1 provides a simplified illustration of the current
plant design process. A key point about the current process is that it is highly dependent upon
past experience to establish design parameters and SSC requirements. The deterministic defense
in depth requirements and design margins are implicitly incorporated via the regulations, codes
and standards. While there is some flexibility in system layout and SSC selection, much of the
process is evolutionary in that each design is based on the previous one with some limited
changes. The design analysis also tends to follow the “cookbook” approach. Thus, with the
existing design approach, the underlying bases are not critically re-evaluated to understand their
relevance.

The risk-based regulatory Ihrnework described by Task 1.3 suggests a parallel “top-down” risk
informed design process that can be used to develop new plant designs. Conceptually, this
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process can be used for evolutionary plant designs or for more radical new designs. Figure
3.1.4-2 presents the high level framework for this risk-informed design process.

The first step (Step 1, Figure 3. 1.4-2) in the overall risk-informed design process is to set the
goals for the plant design. These goals need to address both the power production aspects of the
plant and the stiety aspects of the plant. It is anticipated that the highest level safety goal for the
pkwt wiIl most likely be regulatory in nature and will encompass the qualitative goal to provide
adequate protection of the public safety and health. It is assumed that this qualitative goal will
be finther defined by the QHOS. As illustrated in the regulatory fiarnework discussion, lower
level quantitative sun-ogate goals such as Large Early Release Frequency (LERF) CDF. The
risk-informed design process is predicated on two assumptions: (1) the quantitative surrogate
goals are goals and not required upper limits and (2) the designers have flexibility in how they
achieve these goals. The power production goals are the basic economic goals of the plant.
These goals will probably include: (1) plant power output (x megawatts electric), (2) plant
capacity factor, (3) plant availability, (4) plant cost, (5) plant construction schedule, and (6) plant
maintainability.

The next step (Step 2, Figure 3. 1.4-2) in the design process is to identi~ the fimctions that need
to be accomplished in order to meet the goals that were established. Conceptually, the designers
would establish a set of power production functions and a set of safety fimctions. However, at
the highest level, these functions are essentially the same. The power production fictions are to
establish and control the processes needed to produce power and the safety fbnctions are
basically those needed to prevent or mitigate challenges to the power production function. (Two
underlying assumptions are: A) steady state power production operation is a safles@te, and B)
perturbations to the steady state operation of the plant can lead to challenges to public safety and
health.) Integral to establishing the fictions is defting control parameters and establishing
bounds on the function control parameter. Table 3.1.4-1 suggests a set of high level fi.mctions
that encompass both power production and safety. While these fimctions were developed based
on a knowledge and understanding of current LWR technology, they are, in general, applicable
to other technologies such as heavy water reactors and liquid metal cooled reactors. The
designers should consider this set of fi.mctions as a starting point for deftig the specific set of
functions for their design, especially if it is a significant departure from the current LWR
technologies. This step is the start of an iterative process in which the plant design is developed
in increasing levels of detail. With each iteration, the power production elements would be
addressed firsL then the safety aspects would be evaluated.

The next step (Step 3, Figure 3. 1.4-2) in the iterative portion of the risk-informed design process
is to identi~ the systems needed to accomplish the fhnctions identified in the previous step.
Initially, the designers need to identi~ the systems that are needed to accomplish the power
production functions. In doing so, the designers need to consider the fill range of anticipated
plant standard operating conditions. These would include steady-state, fidl-power operation,
steady-state, reduced-power operation, plant shutdown conditions (including relieling if
appropriate), power escalation and power descent. It is in this step that the basic plant design
and configuration is established. The third column in Table 3.1.4-1
of systems associated with each of the high-level power production
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The following step (Step 4, Figure 3. 1.4-2) in the process is to identifi challenges to the power
production functions. At the very highest level, a challenge is defined to be failure to maintain
the fiction. The next level of refinement is to define the challenge with respect to the fknction
control parameter limits established for each fimction. (Note: In some cases the high level
control parameter may be just maintain function and the challenge is failure to maintain
function.) The third level of refinement in identifying the challenges is to link faults in the
systems needed to accomplish the fimction to fimction challenges. The examples provided in
Table 3.1.4-2 illustrate this refinement of the definition of the functional challenges. Once the
challenges have been identified, the next step (Step 5, Figure 3.1.4-2) is to identi~ SSCS needed
to prevent or mitigate the challenges. In general, preventing challenges will be associated with
the design and operation of the SSCS associated with pefiorming a given function. Mitigating a
challenge has a much broader scope because a nuclear power plant is a highly coupled system.
A chalIenge to one fbnction wiIl affect the conditions associated with other fbnctions and may
lead to challenges to these other function. Thus, when one fi.mction is challenged, the challenge
must be mitigated for the affected fi.mction, and the other fhnctions must be maintained in the
face of changing conditions which may challenge these functions. For example, a ftilure in the
turbine control system results in a trip of the turbine, resulting in loss of the “Energy Conversion
and Transmission” fi,mction. At the time of this initial challenge, the reactor will still be
generating energy under conditions associated with fill-power operation. The turbine trip will
result in a mismatch between the energy being generated and the energy being removed. This is
a challenge to the “Heat Generation and Control” fhnction, the “Primary System Pressure
Control” function and the “Heat Transfer” function. While not directly challenged in this
scenario, the “Primary System Inventory Control”, Maintenance of Vital Support Systems” and
“Radioactive Materials Control” fimctions must be maintained as part of the mitigation of the
original challenge.

Any given challenge to a function can be characterized by a frequency of occurrence and by the
nature and magnitude of the impact on the plant processes and SSCS, that is, what happens to the
thermal-dynamic processes in the plant and how are the normal operating systems affected.
Thus, the first step in determining what SSCS are needed to mitigate a challenge to a given
fimction is to evaluate the nature, magnitude and scope of the impact of the challenge on the
process parameters and SSCS associated with all of the fhnctions. Then, for all fi.mctions, the
designer would ascertain whether the normal complement of equipment associated with that
function is capable of maintaining (or re-establishing) the fimction given the conditions resulting
from the original challenge and any normal consequential challenges to other functions resulting
directly from the original challenge. Where the normal SSCS are not capable of mitigating the
challenge and/or maintaining the function ibeingevaluated for the challenge, additional
equipment may be needed. Conceptually, this process is repeated until all fhnctions have been
evaluated for all challenges to any fiction. The results of this evaluation area definition of the
conditions that must be mitigated/controlled for each challenge and a preliminary assessment of
the SCCS that are needed to mitigate the full spectrum of challenges. This itiormation is then
used to establish initial petiormance requirements for the set of SSCS identified by the evaluation
(See Step 6, Figure 3.1.4-2). This information would then be factored into the preliminary
system designs.
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Once the basic requirements for the SSCS have been established, the designers develop and
evaluate the system designs to ensure that they meet the performance requirements and the safety
and reliability goals. This basic evaluation process is illustrated on sheet 2 of Figure 3.1.4-2.
The following paragraphs further discuss some of the issues that are considered in this process.

In the current deterministic design process, the designers must demonstrate that the plant has
sufficient equipment to mitigate any and all challenges assuming the worst single failure for each
challenge and the unavailability of most normally operating SSCS. The end result of this process
has been the proliferation of “Safety Systems” which are in standby during normal operation.
These systems are designed to respond to a spectrum of challenges with no distinction as to
whether any given challenge is credible or not. In the risk-iniiormed design process, the
designers must demonstrate that the plant is capable of meeting the specified safety goals over
the spectrum of potential challenges. Given that the challenges have been identified, one way to
accomplish this goal is to apportion the safety goal over the challenges.

The apportionment process looks at the frequency of the challenge as well as the scope and
severity of the challenge. This process will also factor the cost of preventing/mitigating
challenges into decisions as to how to deal with individual challenges. The starting point in the
apportionment process is to list the challenges and their anticipated frequencies of occurrence.
Table 3.1.4-3 is an example of the initial risk apportionment for a Pressurized Water Reactor
(PWR) type design. The first ten challenges in this table are consistent with those presented in
Table 3.1.4-2 and, in general, cover the spectrum of challenges initiated internal to the plant
(internal initiating events). The eleventh challenge covers a spectrum of other initiators related
to internal fires, floods or support system faults which tend to be design specific. The twelfth
category is titled “Margin” and is included to cover other challenges that may not have been
identified in the initial processor that arise as the plant design evolves. It also covers risk
contributions from external challenges (seismic, hurricanes, etc.) and other modes of operation
and general uncertainty about all challenges. As the apportionment process proceeds, the
specific list of challenges and their allocated CDF contributions will grow and the CDF allocated
to the “Margin”category will decrease correspondingly. The third column in Table 3.1.4-3
presents the initial sample risk allocation in terms CDF contribution for each challenge. An
actual risk allocation would need to address all agreed-upon safety goals from Step 1. The
initial allocations are more or less arbitrary but do involve some general considerations: (a)
Incredible severe challenges (i.e. those whose frequency is less than about lE-07/yr) do not need
to be mitigate~ (b) no single challenge should dominate the risk, that is each challenge would
have about the same risk contribution, (c) challenges that breach the primary boundary should
have a somewhat lower initial risk allocation, (d) challenges that may encompass a number
specific initiators would have a somewhat higher initial risk allocation and (e) the initial risk
allocation for high frequency challenges (i.e., those with frequencies approaching 1 per year)
should reflect achievable reliabilities for mitigation systems. The final column in Table 3.1.4-3
is the maximum mitigation system unavailability that is needed to achieve the allocated risk goal
for each challenge. In developing system designs that will meet the overall saiietygoals, the
designers can design mitigation systems that meet the requisite unavailability, they can modi~
the normally operating systems to reduce specific challenge frequencies or they can trade risk
allocations with other challenges that are easier to mitigate or prevent. This whole process is
petiormed in an iterative fashion until the final design is established.
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In the risk-informed design process, the designers will be able to consider the use of normal
power production systems, separate “mitigation” systems or some combination thereof when
establishing the “mitigation” approach for the various challenges. The first option will be to use
one or more of the power production systems to perform the mitigation function if it can be
demonstrated that the power production systems have sul%cient physical capabilities to meet the
fi.dl range of required responses such as flow rates or pressures and that the selected power
production systems can be reasonably expected to be available to respond to the challenge. As
an example, consider the turbine trip challenge. Because of the power mismatch, the turbine trip
will lead to a reactor power cutback or reactor trip, depending on design. In either case,
feedwater flow will be needed to remove heat from the core albeit at a lower level than at fill
power. In this scenario, the main feedwater is not failed and could be used to provide the
requisite flow if it can be throttled to meet the lower flow required in this case. However, if the
challenge was a ftilure of the main feedwater system, the required feedwater flow would have to
be supplied by some other system.

The second main option will be to incorporate separate mitigation systems to handle some or all
aspects of given challenges. The design of these systems would be governed by the physical
capabilities needed to mitigate the challenge and the system reliability needed to meet the
mitigation system unavailability goals. Fcjrrelatively low goals, single train systems maybe
sufficiently reliable to meet the goal. For more stringent goals redundant or diverse system
designs may need to be considered.

The overall goal of the risk-informed design process is to meet the safety goals in the most cost-
beneficial manner. This allows the designer to consider cost as well as system reliability when
developing the system design to meet the unavailability goals. Given this increased flexibility,
the designers have a number of options to consider when establishing the mitigation capability
for the defined challenges as long as the safety goals are met. These include:

●

●

●

●

●

●

●

●

Utilizing power production systems/subsystems that are available and capable of
mitigating the challenge;

Expanding the capabilities of power production systems so that they can mitigate
challenges;

Replacing N-stamp components with non N-stamp components (i.e., using components
with fewer QA requirements);

Replacing active components with passive components;

Reducing the degree of redundancy by use of more reliable equipmen~ e.g., “smart”
equipment with self-monitoring, self-diagnostic features built h,

Using diverse components in combination with redundancy;

Using fewer components to achieve the same fimctio~

Using single train systems where a high level of reliability is not required;
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. Elimination of unrealistic design requirements related to capacities (discharge pressures,
discharge flows, etc.), timing (start time, open time, close time, etc.), design load
combinations (e.g. blowdown loads plus seismic loads) or environmental qualification
requirements; and

. Reducing inherent conservatism from existing structural design methods and codes.

Simplifying structural design through use of improved and risk-based design methods and the
status of efforts supported by this task are presented in detail in Appendix F.

At this point, the risk-informed design process is still fiiirly general and needs to be firther
refined and expanded to cover more detail. Some areas that need to be addressed in more detail
include:

●

●

●

●

●

●

●

●

Incorporate all quantitative stiety goals in the risk allocation process;

Develop rules/guidance for risk allocation trade-offs between challenges;

Develop a process for evaluating how to include challenge 12equency in the trade-off
analyses;

Explicitly factor a process for establishing the process parameters at the fiction, system
and sub-system level into the risk itiormed design process;

Establish more detailed guidance for evaluating mitigation system performance
requirements;

Prepare guidance for how to address the structural design process within the overall
risk-itiormed design process;

Establish guidance for explicit treating support systems in the overall design process and
the risk allocation process; and

Determine whether or not the risk-tiormed process should include “Design Basis
Events” and if so how are these events defined and how are they to be evaluated.

The preliminary risk-informed design process described above is actually more a risk-based,
petiorrnance-based design process and does not explicitly address regulatory constraints beyond
the safety goals. It is recognized that a risk-based, petiormance-based design process is not
likely to be accepted by the regulatory agencies. Therefore, as the process is refined, it will
incorporate guidance on identifying regulatory requirements that need to be revised to remove
unwarranted constraints and requirements that are impediments to a risk-informed system design.

The pefiormance of structural systems depends upon the structural behavior of individual
components and the interaction between them. Structural ftilure of a particular component or
sub-system-may not necessarily produce a system malfunction. Therefore, it is desirable to
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consider the benefits in a system as a whole when evaluating the benefits obtained from a
component risk reduction. Current risk assessment methodologies do not account for correlation
between component ftilures, nor do they consider multi-state ftilures. Two primary barriers in
optimizing the design consistency with the safety goals are: (i) unavailability of risk assessment
methodologies capable of incorporating detailed structural behavior models, and (ii) lack of tools
capable of accurately predicting structural performance of components and systems. One may
reduce the cost of the plant by avoiding wastefi-d conservatism in the structural systems that do
not significantly contribute to the overall risk and by reducing the uncertainties in the evaluation
of performance and failure modes of structural systems that do contribute to the overall risk.
Consequently, the definition and the identification of significant failure modes for various
structural systems and their interdependencies is a very important task in developing a consistent
risk system. For example, failure mode is typically defined as the collapse of a component.
However, a serviceability failure maybe more critical to the overall system risk. In such a
situation, definition of failure mode by the collapse of component will not only introduce
uncertainties in the system risk it will also lead to excessive conservatism in the design of the
particular component. Improvements in fragility evaluations for identif@g component failure
modes and mechanistic models in structural systems would contribute to reducing the
uncertainty, simplifying the design process and assigning appropriate margins for each
component. Simple and easy-to-use design tools can assist in reducing the high engineering
costs. Unnecessary conservatism can be eliminated depending upon the contribution of
individual component to the overall risk leading to significant cost reductions.

The current practices of structural analysis and design do not use an integrated approach at
systems level. They consider design and construction of various components separately.
Individual components interact and significantly tiect each other’sperformance. For example,
several piping failures have been associated with large displacements of attached equipment or
interaction of large diameter and small bore piping systems. This is so because interaction
between the piping system and attached equipment is rarely included in the conventional piping
analysis. Similarly, the large dkwneter and small bore piping systems are modeled separately and
the interaction between them neglected. Ignoring interaction has also resulted in failures due to
impacting of adjacent equipment and systems.

Uncertainties are associated with modeling the behavior of each individual sub-system or
component. Consematism is introduced to account for these uncertainties in each component
even though the performance of a particular component may not be critical to the system
pefiorrnance. Conservatism introduced at the design and fabrication stages of each component
accumulates, resulting in excessively high conservatism for most systems in a plant. Therefore,
separate modeling of individual sub-systems results in high capital and operating costs. For
example, the supporting structures and the attached piping are modeled separately.
Consequently, the analyst or designer cannot account for the interaction between them and the
phasing between various support motions of a piping system. This leads to adoption of
conservative methods that yield a design with several unnecessary supports thereby increasing
the design, hardware, engineering and maintenance costs.

Development of large three dimensional computer models can be impractical because the
properties of various interacting sub-systems can be significantly different from each other. For
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example, the stiffhess, the mass and the damping characteristics of a piping system are
significantly different from that of a building with which it interacts. Further, a detailed model of
the complete building-piping system becomes excessively large and takes large computer time.
In the proposed study, advantage will be taken of the new approaches developed in the recent
past which use modular techniques to represent the large models, take significantly less computer
time and give accurate behavior as would be given by the large model. One such example is the
computer program CREST, developed by Center for Nuclear Power Plant Structures, Equipment
and Piping (C-NPP-SEP) at North Carolina State University. This computer program models
accurate behavior of coupled building-piping system and accounts for interaction between them.
It does not require creation of a large computer model. Instead, separate computer models can be
created for evaluating the properties of individual piping and building systems. CREST then
takes the Mormation on the properties of two individual systems and creates a much reduced
coupled model which is computationally efficient and gives accurate behavior for the coupled
system. Brookhaven National Laboratory, under contract to US Nuclear Regulatory
Commission, conducted a benchmark study for validating the methods for seismic analysis of
non-classically damped building-piping systems. We participated in this study and the outcome
of this study is published in a NUREG report (NUREG/ Cll 6661, January 2000). This study
finds these methods appropriate for modeling building-piping systems. The conclusions are
expected to facilitate the use of these methods in the design and operation of piping systems for
future nuclear power plants.

Electrical and mechanical equipment are seismically qualified by vibration tests. Either an in-situ
test or a shake table test maybe conducted. Often, it is observed that the same component exhibit
completely different characteristics during different testing conditions. One such example is the
differences in dynamic behavior exhibited by electrical control panels and switchgear during an
in-situ (low magnitude input) test and a shake table (high magnitude input) test. Further, it is
impractical and costly to evaluate cabinet’s dynamic behavior by large scale modeling or testing
for each cabinet in a plant. Recent studies conducted at NC State University have validated the
analysis results for cabinets with the experimental data. Validated models have been used to
explain the differences in the cabinet behavior exhibited during low and high level input tests.
These detailed models are then used to study the typical patterns in cabinet dynamic behavior
and develop a simple method. This new procedure takes only limited information on cabinet
properties and gives accurate dynamic characteristics.
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Effect of Uncertainty in Building Models on Piping Behavior

In a conventional piping (or equipment) analysis, an uncertain~ in the building model is
accounted for by modifiing the earthquake input floor motion at the supports of piping system.
The two widely used methods for modification of floor motion are called Peak Broadening and
Peak Shifting. In Peak Broadening, the spectral peaks associated with the structural frequencies
of the building are broadened within a specified Iiequency region, typically * 15’XO.In Peak
Shifting, multiple analyses of the piping system are performed by shifting the floor spectra
within a ~ 15°/0frequency region. The responses from these multiple analyses are enveloped to
obtain the final responses. Both these methods are excessively conservative as they evaluate
maximum possible response values.

An analysis of the coupled building-piping system is superior to the conventional uncoupled
analysis. An uncertainty in the building fi-equency can either increase or decrease the tuning
(resonance condition) between the modes of piping and building, i.e. tuned modes can become
detuned and vice versa. The degree of tuning between the vibration modes of the two individual
sub-systems can significantly affect the behavior of piping systems. However, the methods like
Peak Broadening and Peak Shifting cannot be used to account for an uncertainty in the building
model in a coupled system analysis. This is so because a coupled system analysis uses the input
ground spectra at the base of building directly and the floor spectra at piping supports are neither
generated nor required. We studied the effect of uncertainty in building frequencies on the
coupled building-piping response. The following sections describe this study and summarize its
outcome.

Monte Carlo Simulation: According to the current design philosophy, the earthquake input for
the design of structural systems and components in a nuclear power plant is defined by a ground
response spectrum in which the spectral accelerations correspond to eighty four percent (84°/0)
non-exceedence probability. Alternatively, one may use multiple acceleration time histories as
input in a Monte Carlo simulation. Responses obtained from these multiple time history analyses
are then used to obtain the design values corresponding to eighty four percent non-exceedence
probability. We conducted a similar Monte Carlo study in which not only multiple time history
inputs were considered but the building frequencies were also varied within a A 15°/0frequency
region. For n time history inputs (normalized to same value of peak accelerations) and m
variations in the building frequency, a total of n x m analyses were performed and the design
responses evaluated. Assuming the responses to be normally distributed (a conventional
practice), the eighty four percent non-exceedence values are given by mean plus one standard
deviation. We considered several representative building-equipment and building-piping systems
in this study. However, for illustration purposes let us consider a single story (single degree of
freedom) building and simple single degree of freedom equipment attached to this building, as
shown in Fig.3. 1.4-3. To start with, the building and the equipment models are considered to be
perfectly tuned with each other, i.e. both the building and the equipment have a frequency of 5
Hz. An uncertainty in the building frequency results in the detuning of the two systems. For 11
input time histories and 31 variations in the building frequency within a * 15°/0frequency region,
a total of341 values exist for seismic force in the equipment. Fig.3.1.4-4 shows the variation in
this force for each input motion considered. The design value for 84’%0non-exceedence
probability is 73 kips.
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Figure 3.1.4-3: SDOF Building - SDOF Equipment System
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Figure.3.1.4-4: Seismic Force in Equipment, Eleven Actual Earthquake Inputs

Response Spectrum Method: The procedure of using multiple time histories, as discussed
above, cannot be adopted directly as a design rule because a design earthquake input is typically
defined in terms of a response spectrum curve and not multiple time histories. For a design
spectrum input, n variations in the building fi-equency gives as many responses. However, an
eighty four percent non-exceedence probability value over these n quantities will be excessively
conservative because the input spectral accelerations are themselves defined at the same
probability of non-exceedence. We used the observations made from the detailed studies
conducted with multiple time history inputs for developing a method to account for the effect of
uncertainty in the building frequency in a response spectrum method. First, let us describe the
procedure for evaluating a design input spectrum curve at eighty four percent non-exceedence
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probability corresponding to vz time histories. Each of the m time history inputs, normalized to
same value of peak acceleration, gives one response spectrum curve. At each oscillator
frequency in the response spectrum curves, them values for spectral accelerations can be used to

evaluate a spectral acceleration value corresponding to eighty four percent non-exceedence
probability. All such spectral values at each oscillator frequency constitute the design spectrum
curve. Consistent with this approach, m responses obtained from as many time hktory analyses
at each of the n frequency variations, as shown in Figure 3.1.4-4, can be used to evaluate the
design response corresponding to eighty four percent non-exceedence probability. Figure 3.1.4-5
gives the design values for a variation in the building frequency. Then values obtained fkom the
corresponding response spectrum analysis should be very close. Any difference between the two
set of results is due to the inherent differences between the two analyses methods.
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Figure 3.1.4-5: Seismic Force in Equipment Corresponding to Eighty Four Percent Non-
Exceedence Probability, Eleven Actual Earthquake Inputs

We conducted detailed studies using several representative building-equipment and building-
piping systems. It was observed that the systems in which the building frequencies are
much smaller relative to the highest frequency of the input earthquake motion (also known as
rigid frequency) the coefficient of variation over n x m response values is nearly equal to the
coefficient of variation due to an uncertainty in the input motion alone and the effect of
coel%cient of variation due to an uncertainty in the building frequency is insignificant. For such
systems, the response is primarily damped periodic and the design response is very nearly equal
to the mean over n values in the corresponding response spectrum analysis. On the other hand,
for systems in which the building frequencies are nearly equal to or higher than the rigid
fi-equency of the input motion, there is no variation in response due to a variation in the input
ground motion and the coefficient of variation over n x m values is equal to the coefficient of
variation due to an uncertainty in the building frequency. The design response in such systems is
given by the eighty four percent non-exceedence probability value over n response quantities in a
response spectrum method because the periodic part of response is negligible and most of the
response comes from rigid part. In actual “buildingmodels the frequencies of vibration lie in a
range that vary from a low frequency region to very high frequency region. In such systems, the
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response in each mode is separated into the periodic and the rigid part. The periodic and the rigid
parts of the modal responses are combined separately and the design response is evaluated as a
mean over n values of the periodic part and mean plus one standard deviation over n values of
the rigid part, obtained by a variation in the building frequency. For a building-piping system
shown in Fig.4, the force in piping system at a particular location is equal to 11 kips when an
uncertainty in the building frequency is not considered. For a * 15°/0variation in the building
frequency, this force varies between 1.5 kips and 14 kips when 11 different actual earthquake
inputs are considered. The design response corresponding to eighty four percent non-
exceeedence probability is 9.5 kips. It is close to the corresponding value obtained from a
response spectrum method, equal to 10.2 kips.
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Figure 3.1.4-6: Multiply Connected Building-Piping System

Risk-Based Design Using ASME Code Equations

The ASME code provide rules for the design of pressure vessels and piping. It uses deterministic
safety factors for loads, whereas, the allowable stresses are based on experience and test data.
The ASME code has served its purpose well over the years. However, the reliability of a code
designed piping system can vary considerably from one situation to another. For increasing the
consistency in design, the code equations should provide the flexibility to design the piping
system to a specified level of reliability. Some of the civil engineering codes (such as that for the
design of steel structures) are based on this concept. To develop risk-based design rules these
design codes employ the concept of Load Resistance Factor Design (LRFD). A design code
developed using LRFD method provides risk consistency, is likely to result in economical use of
materials, provides compatibility in design across different structural materials, and permits
future modi.13cationsdue to increased knowledge of failure mechanisms, material
characterization, and loading environment. It also provides a framework to account for time-
dependent degradation within a risk-based framework. Such a framework is useftd in developing
strategies for not only inspection and maintenance but also for life extension and license renewal.
Other advantages include but are not limited to simplifications in system reliability analysis, and
management of uncertainty in strength, loads and analytical models.
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An equation in a design code which is based on the LRFD priciples is very similar in appearance
to the one that is based on deterministic factors of stiety. However, the deterministic factors for
the loading and the strength terms in the equation are selected depending upon an acceptable
level of reliability. To develop risk-based design equations, the first step lies in the definition of
failure modes. These failure modes are then used to develop a petiormance function. For
example, if S denotes the strength and L the load, the reliability can be defined as the probability
when S > L. Mathematically,

R= P(S>L) (1)

The pefiorrnance fi.mction can be written as

2=5-L (2)

or in general,

Z=g(xl,xz,...,xn) (3)

where Xi represents a probabilistically defined variable for load and resistance. Therefore, in
LRFD method, the load and resistance are defined in probabilistic terms. The function g(-) is a
limit state fimction that describes the ftilure criterion. Mathematically, we can write

g(-) <0 failure state (4a)
g(-) = o limit state (4b)
g(+) ~ o survival state (4C)

The reliability is defined in term of an index ~, which is defined using the mean and variance of
z.

P=% (5)

If Z is assumed to be have normal probability distribution, the failure probability is given by

Pf = 1- o(p) (6)

where O is the cumulative probability distribution of the standard normal variate.

For a given value of reliability (or probability of failure) and specified distribution of loads and
strength variables, the resulting design equations have the following form

ylL1 + y2L2 + . . . + y.L. 2 j$S (7)

in which y are the load factors (load amplifiers) and $ is the resistance factor (strength reducers).
For illustration, let us consider the following design equation for a pipe of diameter D. and
section modulus Z, subjected to internal pressure P and bending moment ill
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~ PDO
—+B2 $< L5sm

1 Zt
(8)

For a straight pipe, the deterministic values of the coefficients are l!31= 0.5 and B2 = 1.0. In

LRFD method one can consider different ranges of internal pressure and ratio
/

DO ~ . For these

ranges and specified probability distributions of P, ~ Z and S~, the resulting equation will have
the following form

(9)

in which different values of the load and the resistance factors represent designs for different
values of reliability.

It should be noted that Eq.8 represents a performance function in which the failure is defined by
the material yielding in extreme (outer) fiber of the pipe. The performance fi.mction will itself be
different if the failure is defined as the yielding of the complete cross-section (formation of
plastic hinge) to result in a leak. Several organizations such as ASME code committees and other
task groups are involved in studying the risk-based modification of ASME code. We are
collecting information on the outcome and progress of all these studies and also performing
independent studies. So far we have studied the LRFD method for a couple of design equation by
considering assumed distributions of loads and the correlation among them to generate the
curves for load and resistance factors.
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High Level Function
ReactorHeatGenerationand
Control

PrimarySystemInventoryControl

PrimarySystemPressureControl

Heat/EnergyTransfer

Table 3.1.4-1
Sample Set of

Power ProductionLSafety Functions

Description/Comment
PrimarySourceof Energyistheheatgeneratedby
thenuclearreactionsin the fuel. This must be
controlledfor uowerProductionandsafetv.

This function includestransferof the heat from the
fuel to theprimarycoolant,plus, if applicablefor a
given desi~n,transferof the energyfr;m the
primarycoolantto the secondarycoolant. This is
requiredfor powerproductionandmust be
maintainedunderailconditionsto preventdamage
to the fuel andpotentialreleaseof radioactive
materials

Example Systems Structures and Components
● Fuel(Pellets,FuelRods, FuelAssemblies)
. ReactivityControl(ControlElements,PoisonSystems, etc.)

● Primarysystem pressureboundary
● Prima&system level control/makeupsystem
● Primarysystem pressureboundary
. Primarysystem pressurecontrolsystem (e.g.pressurizer,

heaters)
. Primarysystem safety valves. .
. Primarycoolantcirculationdevices/pumps
. Primaryto secondaryheatexchangers(e.g. steamgenerators)
● Main feedwaierlcondensatesystem
c Mainsteamsystem
. Condenserandcirculatingwater system
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Table 3.1.4-1 (continued)
Sample Set of

Power Production/Safety Functions

High Level Function
EnergyConversionand
Transmission

Maintenanceof Vital Support
Systems

ControlOf RadioactiveMaterials

Description/Comment
The heatenergygeneratedby the nuclearchain
reactionmust be convertedto electricalenerw.
This must be controlledto maintainthe reau;;ed
balancebetweenenergygenerationanden&gy
conversion.

Supportsystems such asmotive power,control
power, instmmentationandHVAC areneededfor
the properoperationandcontrolof the power
productionsystems andany non-passivesafety
systems(Note: instrumentationis requiredfor
monitoringthe operationof passivesafety systems.)

To facilitateand controlthe energygenerationthe
nuclearmaterialsmust be contained, These
materialsmust alsobe containedto protectpublic
safetv andhealth

Example Systems Structures and Components
● TurbineGeneratorandcontrols
● Highvoltageswitchgear/transformers

. HighVoltageAC Power(motive power for equipment)

. Low Voltage AC andDC power (instrumentationandcontrol
power)

● Equipmentcooling
● Instrumentair
● HVAC

. FuelCladding
● PrimaryPressureBoundary
. Containment
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High Level Function
ReactorHeatGenerationand Control

PrimarySystem InventoryControl

PrimarySystem PressureControl

Heat/EnergyTransfer

EnergyConversionandTransmission

Vital SupportAuxiliaries

Table 3.4-2
Example Challenges to Power Production Functions

General Challenge
PositiveReactivity Insertion

Negative Reactivity Insertion

Loss of PrimarySystem Inventory

ExcessPrimarySystem lnvento~j
Loss of PrimarySystem PressureControl

InsufficientHeatTransferfrom Fuelto Primary

~
InsufficientHeatTransfertlom PrimarySystem

. .
Loss of EnergyConversion/Transmission
Equipment
Loss of Vital SupportSystems

Specific Challenge
● ControlRod Ejection
Q UncontrolledControlRod Withdrawal
c UncontrolledPoison(Boron)Dilution
● ControlRod Insertion
b ExcessPoison(Boron)Insertion
● Very LargeLoss of CoolantAccident (LOCA)

– Vessel Rupture
. LargeLOCA – Piping
● Medium LOCA – Piping,Valves
● Small LOCA
● InterfacingSystem LOCA
● Leak
$ Excess InventoryMakeup
● Loss of PressurizerHeaters
● SpuriousOpeningof PrimarySystem Relief

V-alves “
● Loss of One or More PrimaryCoolant

CirculatingPumps
● Flow Blockage
● Loss of Main FeedwaterFlow
● Loss of Main Steam Flow
● Loss of Turbine Generator
● Loss of High Voltage (Main)Transformer
. Loss of ElectricalPower
● Loss of Ecmit)mentCooling
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Table 3.1.4-3
Example of Basic Risk Apportionment Process

Apportioned Safety
7

Goal GOAL
Challenge (CDF (Failure to

No. Challenge Frequency Contribution) Mitigate)
1 Very LargeLOCA 5 E-08/yr 5.OE-08 1
2 LauzeLOCA 5 E-06iy 1.OE-07 I 2.OE-2
3 I Me;ium LOCA 4 E-05/vr 1.0E-07 2.5E-03
4 Small LOCA 5 E-04;y 5.0 E-07 1.OE-03
5 Steam GeneratorTube Rumure 5 E-03/vr 5.OE-07 1.OE-04

I 6 I Verv SmallLOCA/Leak ‘ 6 E-03iw 5.OE-07 I 8.OE-05
7 Los; of OffsitePower 5 E-02&r 5.OE-07 1.OE-05
8 Loss of MainFeedwater 1E-01/yr 1.0E-06 1.OE-05
9 Loss of CondenserVacuum 1E-01/w 1.OE-06 1.OE-05, 8
10 I GeneralTransients(TurbineTrips, llyr - I 1.OE-06 1.OE-06

I I etc.) I I i I
11 O~er (SupportSystem Induced, 1E-01/yr 1.OE-06 1.OE-05

Fire,Flood,etc)
12 Margin 3.OE-06

TOTAL CDFGOAL 1.OE-05
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Figure 3.1.4-1
Typical Design Process (Current)

Inputs:
. Previousdesigns
. ProductEng. & Development
. Customer(contract)requirements-

performance,safety

T

* Forplantsevolved from previous
orreferencedesigns,the changesin
industryandregulatory
requirementswould be the most
significant

GeneralDesign:
● Plantgeneralarrangement
● System design requirements,fictional description
. System logicalarrangement(piping andinstrumentationdiagrams,

one-lineelectrical,logic diagrams,wiring diagrams)

DetailedDesignof SSCS
. Designandanalysisof components
. Analysis of SSC performance

Feedbackfrom analysis
. Analysis of integratedplantpetiormance I

and safety(risk)

ComponentProcurementand
Manufacturing

3-32



RIA Annual Report
Version 1.0, August 2000

RISK-G-O07-2000

Power
Production

and
Protection <

Figure 3.1.4-2
Overall Risk Informed DesignProcess

(Sheet 1of 2)
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Figure 3.1.4-2 (Continued)
Overall Risk Informed Design Process

(Sheet 2 of 2)
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3.1.5 Identify High Priority Requirements, Standards, and SSCS

Approach

Currently the NRC and industry are working to identifi the regulatory requirements and SSCS
that would likely yield the greatest cost savings through application of risk-informed regulation.
However, these ongoing efforts are focused upon the areas that aremost beneficial to reducing
the operating costs of current plants. Moreover, the most beneficial areas in one nuclear plant do
not necessarily match the most beneficial areas of another nuclear plant. This relates to
differences in the plants’ designs, as well as differences in the risk assessments that were
previously petiorrned for each of the plants.

Future plant designers, however, will need to apply the methodologies developed in Tasks 1.3
and 1.4 to all of the requirements, standards, and SSCS in a nuclear plant which are being
identified in Tasks 1.1 and 1.2. This is a major undertaking and would require a budget that is
well beyond the funding level of this project. This task, therefore, is intended to limit itself to a
review and identification of the major requirements and standards that should be given the
highest priority for risk-itiormed revision in the future based upon their relationships to the
SSCS that will provide the greatest opportunities for cost reduction through simplification.

Originally, this task was to perform a high level review of the lists of SSCS, standards and
regulations developed in Tasks 1.1 and 1.2 and identi~ the major requirements, standards and
SSCS that should be given the highest priority for review and risk-informed revision in the
i%ture. This was to be accomplished by developing a methodology for ranking and prioritizing
SSCS, standards and regulations based on their importance to safety, the potential for significant
simplification of design and the potential magnitude of the cost reduction that could be achieved
without jeopardizing the requisite level of safety. Application of this ranking methodology to the
lists of SSCS, standards and regulations developed in Tasks 1.1 and 1.2 would then yield an
estimate of the potential overall savings if the risk-tiormed methods were applied to an entire
nuclear power plant. This prioritization methodology would also be used to select a more
detailed sample application of the methodologies being developed in Tasks 1.3 and 1.4.

A key issue arose early in the project. It was recognized that the concept of “simplifying
designs” was primarily an evolutionary concept that was dependent upon the current
technologies. This creates the potential danger of inadvertently excluding other viable nuclear
technologies or overlooking the potential for major system design changes that go beyond the
“simplification” level. Thus, the methodologies being developed in Tasks 1.3 and 1.4 began
looking at a more global approach, essentially starting with a “clean sheet of paper”. With the
initial evolution of the risk-informed design methodology, it was quickly recognized that the
methodologies needed to be developed in conjunction with a sample application in order to
identi~ potentially weak areas in the methodologies and to provide the basis for the details of the
methodologies. Thus, the focus of this task during this phase of work was changed to select a
sample application to support Tasks 1.3 and 1.4. The set of criteria established for selecting the
sample application is:
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● The application should be simple enough to accomplish within the resources and
schedule of this project.

. The selected application should support the other tasks, for example:
- exercise the new regulatory philosophy (Task 1.3)
- provide a reasonably detailed application for the design methodologies (Task

1.4)
- attract the interest and reaction of industry stakeholders - Task 1.8 (i.e., high

profile, recognizable)
- produce high potential cost reduction (Tasks 1.1, 1.2, 1.4)
- address a reasonably significant fhnction with potential design margin
- be consistent with common sense/judgement

. The problem should have potential synergy with the DE&S Design/Construction
NERI project and the Sandia Smart Equipment project.

● The problem should be consistent with/supportive of other on-going industry
activities associated with risk informed regulation.

Accomplishments

The sample application selected based on these criteria was the RCS inventory control function.
In the current plant designs, this general function encompasses a non-safety related function, the
RCS makeup systems, and a stiety related fi.mction, the Emergency Core CooIing System
(ECCS). The ECCS design and analyses are covered by a number of standards and regulations
so it provides a reasonable exercise for the risk-informed regulation methodologies from Task
1.3. The systems currently used to perform the two sub-functions have easily defined
boundaries, are relatively small in scope and, as shown in Table 3.1.5-1, the ECCS is a relatively
risk important system. There is a large body of knowledge available for the perfonmmce
capabilities of the constituent SSCS and there is a reasonable belief that there is margin available
for system simplificationhefinement. Finally, there is an ongoing industry effort aimed at
removing large break LOCA from the system design basis based on leak-before-break analysis.
This type of design basis change would have a major impact on the design requirements for the
ECCS that can be capitalized on in this project.
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Table 3.1.5-1
System Risk Importance Measures For System 80+

System Name Risk Achievement Risk Reduction
Worth* Worth+

Emergency Feedwater System 5.01 x 105 2.36

Electrical Distribution System 4.01 x 105 1.05

Component Cooling/Station Service Water 7.99 x 104 1.00
System

Stiety Injection System 3.95X104 2.16

Stiety Injection Tanks 5.01 x 10’ 1.01

Chemical and Volume Control System 1.53X101 1.02

Engineered Safety Features Actuation 4.31 x 103 1.01
System

Shutdown Cooling System 1.27x 103 1.09

Safety Depressurization System 2.89 X 102 1.34

Containment Spray System 1.00X 102 1.00

Steam Removal System 8.85 X 101 1.02

Startup Feedwater System 2.82 X 10° 1.00

Instrument Air System 1.45 xlo0 1.00

RCS Pressure Control System l.oox lo” 1.00

* The Risk Achievement Worth for a system is the ratio of the Core Damage Frequency if the system is assumed

to be always failed to the base CoreDamage Frequency. It is a measure of the benefitof the system or a
measureof the impact of taking the system out of service

+ The Risk ReductionWorth for a system is the ratioof the CoreDarnage Frequencyif the system is assumedto
be alwaysavailableto the base CoreDamageFrequency. It is ameasureof the maximum potentialbenefit
making the systemperfectly reliable.
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to a Sample SSC

In addition to providing abroad assessment of what can be accomplished by risk-informing the
requirements and standards for future nuclear power plants, and then simplifying the SSCS to
which they apply, an in-depth evaluation of what can be achieved must also be provided. The
objective of this task is to evaluate the efficacy of the methodologies developed in Tasks 1.3 and
1.4 via a detailed trial application to a high priority SSC identified in Task 1.5. The insights
gained fi-om the trial implementation of these methodologies will then be fed back into the
methodologies to improve them.

The selected SSC will have a high potential for significant changes in design with the attendant
reduction in costs and the anticipated impact of the design changes should be minimal. The
selected SSC should, to the extent practical, cover systems aspects, component aspects and
structural aspects so that the methodologies receive a comprehensive test.

An advanced conceptual system design that would be capable of satisfying the Reactor Coolant
System (RCS) Level Control safety fhnction was selected to evaluate the effectiveness and
feasibility of the methodologies being developed in Tasks 1, 3 and 1.4. The conceptual system is
required to achieve and maintain RCS Level Control over a wide range of plant operations, from
normal power operations to shutdown conditions initiated by a loss of coolant accident (LOCA)
or a transient event.

For this tas~ the advanced conceptual system will be defined, potential benefits established, and
design or regulatory issues that need to be addressed identified. A surrogate system based on the
Certified System 80+ design will be used to estimate the risk impact on core damage frequency
(CDF).

Accomplishments

Definition of Advanced Conceptual System Function: The primary fimction of the advanced
conceptual system design is to provide RC!S makeup in order to achieve and maintain the RCS
Level Control safety fhnction. By satis~ing the RCS Level Control safety function, the stored
and fission product heat from the reactor core is removed following a LOCA. This will limit or
prevent fuel damage so as to maintain a coolable core geometry, limit the cladding metal-water
reaction, and will maintain the reactor core subcritical during the extended period of time
following a LOCA.

The advanced conceptual system accomplishes its function by use of redundant active and
passive subsystems. The active portion of the advanced system consists of the charging pumps
and associated valves while the passive portion consists of the Safety Injection Tanks (SITS) (or
accumulators)

The advanced conceptual system design is used to control and maintain RCS level during normal
plant operation, or for the following events:
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. LOCA including a pipe break or other related breach of the RCS pressure boundary,

. Steam Generator Tube Rupture (SGTR), or

. Feed and Bleed operations

DeJnition of Advanced Conceptual System Configuration: The advanced conceptual system
consists of active and passive subsystems, as shown in Figure 3.1.6-1. The passive subsystems
(i.e., the SITS) do not depend on support systems or operator action to perform their stiety-
related fiction. There are two SITS with sufficient inventory for rapid RCS makeup following a
large LOCA. The SITS contain berated water and are pressurized with a cover gas. Redundant
level and pressure instrumentation is provided to monitor the conditions of the SITS. The SIT
flow paths are equipped with check valves and motor-operated valves in the open position to
facilitated a rapid discharge of inventory to RCS.

The active subsystems consist of two charging pump trains, each of which relies on support
systems or operator actions to pefiorm its safety related function. Redundant injection motor-
operated valves are included in each train. These valves are normally closed during normal plant
operation and require an engineered safety feature actuation signal (ESFAS) or operation action
to open following an accident condition. Motor-operated suction valves are also included.
These valves are closed during normal plant operation and also require an ESFAS or operator
action to reaJign the charging pumps to the makeup source. Each train of the active subsystems
includes a single charging pump. Each pump is capable of delivering a nominal flow of
approximately 150 gpm at normal operating RCS pressure (i.e., 2250 psia). This makeup flow
rate accommodates step changes in power and reactivity control during normal power operation.
A makeup flow path via the regenerative heat exchanger is used during normal plant operation.
During accident conditions, each charging pump is capable of delivering a run-out flow of
approximately 1500 gpm. The delivery of makeup during accident conditions is via either or
both injection paths. Adequate instrumentation is provided to monitor pump operability and the
delivery of flow to the RCS.

System Operation: The advanced conceptual system design is used to perform RCS inventory
makeup during all modes of plant operation (i.e., normal and abnormal operations). Hence, a
portion of the system is continually operating. During normal plant operation, the passive
subsystem portion of the advanced conceptual system design is in standby. During an accident,
such as a LOCA, when the RCS pressure falls below the pressure of the SITS, the check valves in
the SIT flow paths open to discharge the contents of the SITS into the RCS.

During normal operation one of the two charging pumps is aligned to provide RCS makeup.
During this mode of operation, the processed RCS letdown flow from the volume control tank is
returned to the RCS via the regenerative heat exchanger flow path. Because both charging
pumps can deliver significantly more makeup flow than required during normal power operation,
the discharge path for one of the pumps is isolated and the associated pump is secured.
However, the design is such that either pump maybe used to satisfi makeup requirement during
normal power operation. During an accident condition such as a LOCA, the injection flow paths
are automatically actuated by ESFAS so that makeup flow can be delivered to the RCS. This
involves the opening of the motor-operated injection and suction valves in each train. The
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standby charging pump is also started automatically by ESFAS. Although one of the charging
pumps is operating is receives a confkmatory ESFAS to start. The refueling water storage tank,
which contains berated water, is the RCS makeup source during accident conditions.

The advanced conceptual system design is also used to satis~ the feed portion of “Feed and
Bleed” operation. This is accomplished by manually opening the motor-operated injection and
suction valves in the flow path of the operating charging pump. The bleed portion is
accomplished by depressurizing the RCS as necessary to provide the required makeup.

The advanced conceptual system is designed to meet its fictional requirements even with the
ftihre of a single active component, except for a limited range of LOCA events. Physical and
electrical separation of the trains assures that a single failure in one train cannot preclude the
other train from pefiorming its safety fi.mction.

Success Criteria: The advanced conceptual system design is used for RCS makeup and
inventory control, and the success criteria varies for the initiating event of concern. For very
large LOCAS of the order of a double-ended guillotine break in the RCS hot and cold leg, the
advanced conceptual system design would not be capable of mitigating such an accident.
Without mitigation, these types of very large LOCAS would lead directly to core damage.
However, it should be noted that the frequency of such pipe breaks is of the order of the
frequency of a vessel rupture. Such very large LOCAS are not expected to be key contributors to
the risk profile.

For large LOCAS, which include pipe break of 10-inch nominal diameter and less than the very
large LOCA break sizes identified above, both charging pumps and both SITS are required for
mitigation. The single ftilure criterion requirement for the advanced conceptual system design
would not be applicable for this type of large LOCA.

For all other types of LOCAs, which are not included above, successful mitigation can be
accomplished by one of the two trains of charging pumps. The passive portion (i.e., SITS) of the
advanced conceptual system design would not be required for mitigating these types of LOCAS.
A single train of charging pump is also required for mitigating “Feed and Bleed” events.

Potential Bene@t3: The advanced conceptual system design shown in Figure 3.1.6-1 is used for
RCS makeup during normal and accident conditions. This concept is quite a departure from
current light water reactor designs, which in general utilize two different systems to accomplish
RCS makeup. For current designs, the Chemical and Volume Control System (CVCS) is used to
provide RCS makeup during normal power operation. The CVCS is a high head low volume
system, and therefore cannot provide the high flow rates required for mitigating a large LOCA.
The Emergency Core Cooling System (ECCS), which is different from the CVCS, is used for
RCS makeup during accident conditions. The ECCS provides a much higher flow rate that is
required for mitigating a LOCA.

Even though the advanced conceptual system design is a departure from current designs, it
exhibits potential benefits in terms of reduced equipment and cost savings that may not have an
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adverse impact on risk. The reduction in equipment is based on a comparison of the System 80+
Certified Design. The potential benefits are identified as follows:

●

●

●

●

●

●

●

●

Elimination of all four high pressure safety injection (HPSI) pumps
Elimination of two HPSI lines and associated valves with the remaining two HPSI lines
connected to the two charging pumps
Elimination of two SITS
Elimination of both hot leg injection lines
Elimination of support system connections for four HPSI pumps, including:
- Electric power (i.e., 4.16 KV, 480 VAC, & 125 VDC)
- ESFAS and controls
- Component cooling piping and valves
- Heating, ventilating and air conditioning dampers and ductwork
Reduction of the loads on the emergency diesel generators, which may lead to a smaller
size and reduction in physical space allocation
Better utilization of equipment (i.e., the charging pumps are used for RCS makeup
during normal and accident conditions)
Utilization of smart equipment and controls for boration

Design and Regulatory Issues: In order to realize the potential benefits identified above for the
advanced conceptual system design, there are several design and regulatory issues that need to be
addressed and resolved. The design issues are summarized below

. Utilization of Smart Equipment – The conceptual design calls for charging pumps that
are capable of delivering a wide range of makeup flow. A larger than normal flow rate
during a boron dilution event will exacerbate the problem. Hence, design features and
enhancements should be in place to limit boration flow rate during normal power
operation. This may include smart equipment and controls to isolate the boron dilution
source in the event that the required flow rate is exceeded.

. Demonstration of Spillover/Mixing Capability – Current light water reactors are
designed to mitigate long term boron precipitation in the reactor vessel following a large
LOCA. This is accomplished by performing simultaneous hot and cold leg injection to
ensure mixing within the reactor vessel. For the advanced conceptual system design the
hot leg injection piping and associated valves are eliminated. Adequate mixing withii
the reactor vessel to preclude boron precipitation via the makeup processor other means
must therefore be demonstrated for the advanced conceptual design.

● Operating Charging Pumps without Isolating Normal Suction – The makeup source for
the advanced conceptual design depends on the plant operating condition. For normal
plant operation, the makeup is obtained horn the volume control tank. During accident
conditions, the makeup source is realigned to the refueling water tank. Isolation of the
volume control tank during accident conditions is not credited. The issue regarding
whether or not the charging pumps can deliver the required makeup flow during
accident conditions without isolating the volume control tank should be assessed.
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. Aggressive RCS Depressurization – For the System 80+ Certified design, aggressive
depressurization of the RCS is credited. This feature allows for an alternate means of
providing makeup to the RCS by low head pumps (i.e., shutdown cooling pumps) in the
event of a small LOCA and ftilure of high pressure injection pumps. All four SITS were
credited for aggressive RCS depressurization. Since the advanced conceptual system
design includes a reduction in the number of SITS, the feasibility of aggressive RCS
depressurization using equipment on the primary and secondary sides should be
explored.

In addition to the design issues identified above, certain regulatory issues that impact the
advanced conceptual system design should also be addressed. These regulatory issues are listed
below:

●

●

●

●

Leak Before Break – Leak before break is currently not used to support the removal of
Iarge LOCAS from the design basis. By crediting Ieak before break in the advanced
conceptual system desig~ a fhll spectrum of LOCAs can be removed from the design
basis.

Single Failure Criterion for LOCA – Mitigating system(s) for all types of LOCAS in
current light water reactor designs are required to meet the single ftilure criterion. This
ensures that the mitigating system can accommodate a single ftilure and still perform its
stiety-related fhnction. Although leak before break is used to eliminate a full spectrum
of LO(L%Sfrom the design basis for the advanced conceptual system, the risk impact of
such LOCAS would still be assessed. However, the mitigating systems for such LOCAS
would not be required to meet the single failure criterion.

Qualification of Charging Pumps – The charging pumps for the advanced conceptual
design are required to operate during normal and abnormal plant conditions. Hence,
these pumps should be qualified to perform their safety-reIated function over a wide
range of flow rates.

Boron Dilution – The utilization of charging pumps with significantly higher flow rate
capabilities increases the severity of a boron dilution event. To minimize the severity of
such an event, the feasibility of using smart equipment and controls should be assessed.
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Surrogate System: Recognizing the fact that the support systems for the advanced conceptual
system design is not defined or identified in this phase of the program and the modeling
complexity without such well defined interfaces, a surrogate system was used to assess the risk
impact on the RCS Level Control stiety function. The core damage frequency (CDF) was used
as a measure of risk. The Safety Injection System (S1S) of the System 80+ Certified design, as
shown in Figure 4.1.6-2, was used as the basis for the surrogate system. A train of HPSI pump
and the associated SIT were eliminated from each of the two S1S divisions to form the surrogate
system. Hence, the surrogate system consisted of two HPSI pump trains and two SITS, which
are used to provide RCS makeup for mitigating LOCA events.

The System 80+ Probabilistic Risk Assessment (PM) model was used as the basis for the
evaluation of the surrogate system. The PlU4 model was modified to reflect the reduction in the
number of HPSI pumps and SITS described above. The support systems for the remaining two
HPSI pumps and the other systems used in the PRA remained unchanged. Current data for RCS
pipe break frequency as described in NUREG/CR-5750 was used in assessing the risk impact of
the surrogate system. All other reliability data as used in the System 80+PRA was used in this
assessment.

The surrogate system was used to assess the risk impact of LOCA (i.e., large, medium, and
small) events, which challenge the RCS Level Control stiety fiction. Although steam
generator tube rupture is generally categorized as a type of LOCA, this initiating event was not
included in the assessment because it is a significant contributor to large early release risk rather
than core damage risk. The surrogate system is also used to mitigate “Feed and Bleed” events,
which challenge the RCS Heat Removal safety fiction and therefore these types of events are
excluded from this assessment.

After modifying the System 80+ PRA model to reflect the surrogate system, the LOCA initiating
event core damage sequences were re-quantified to determine their contributions to CDF. The
resulting CDFS are shown in Table 3.1.6-1. The corresponding System 80+ LOCA CDFS are
also provided in this table for comparison purposes. In crediting the current lower initiating
event frequencies for pipe break, the surrogate system CDF for large LOCA increased slightly.
However, the CDF for medium LOCA decreased by an approximate factor of 3, while the CDF
for small LOCA increased by slightly more than a factor of 2. The total System 80+ CDF for
LOCA initiating events is 6. lE-7 per year. The corresponding total CDF for the surrogate
system is 7.1E-7 per year. Hence, the overall the difference between the CDFS for the System
80+ ales@ and a modified system so+ design, which uses the surrogate system, is 1.OE-7 per
year. For the three types of LOCAS (i.e., Large, Medium, and Small) considered in this
evaluatio~ the dominant contributor to their respective CDF involves the initiating event
followed by ftilure of the safety injection system to perform its function.

The quantified CDF for each type of LOCA included in this evaluation was compared with the
apportioned safety goal contribution to the overall CDF. For convenience, the apportioned CDFS
for LOCAS are also shown in Table 3.1.6-1. The results show that the quantified CDFS for large
and medium LOCAS are slightly above their respective allocated goals, and the quantified CDF
for small LOCA is slightly below its allocated goal. This illustrates that the initial safety goal
allocation for LOCA CDF is reasonable. Although initial CDFS for large and medium LOCAS
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are slightly above their apportioned safety goals, it is expected that as the system designs become
more solidified and the appropriate issues are resolved the mitigating goals for the systems will
be met. By meeting the system mitigating goals the apportioned safety goal contribution to C~F
will also be met. The methodology described in Task 1.4 outlines an iterative process for risk-
tiorming the design. As tie systems for simpli~ng the design become better defined, their
impact on CDF and large early release frequency will also have to be re-evaluated. The iterative
re-evaluation process will focus on the cost benefit of the systems and the feasibility of meeting
the mitigating goals outlined in Table 3.1.4-3.
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Table 3.1.6-1

LOCA CDF Comparison

RISK-G-O07-2000

Initiating
System 80+ SurrogateSystem

Event IE Freq‘1) CDF IE Freq‘2) QuantifiedCDF AllocatedCDF‘3)
[PerYear] per Year] [PerYear] per Year] [PerYear]

Large
LOCA 6.97E-05 1.09E-07 5.00E-06 1.49E-07 1.00E-07

Medium
LOCA 1.49E-04 3.02E-07 8.92E-05 1.18E-07 1.00E-07

Small
LOCA 3.00E-03 1.97E-07 5.00E-04 4.44E-07 5.00E-07

6.08E-07 7.llE-07 7.00E-07

1. EPRIKAG Data
2. INEEL Data(NUREG/CR-5750)
3. ApportionedSafety GoalContributionfrom Table4.1.4-3

ACDF = 1.OE-7peryear
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3.1.7 Evaluate Regulatory Processes and Develop Recommended
Improvements

Approach

The “Risk-ltiormed Assessment of Regulatory and Design Requirements for Future Nuclear
Plants”project has as one of its objectives the development of a scientific, risk-informed
approach for identifying and simplifying deterministic Nuclear Regulatory Commission (NRC)
requirements for nuclear power reactors that do not contribute significantly to safety. lt
envisions a new substantive regulatory framework that uses quantitative risk criteria and
probabilistic stiety assessments @SAs).

Task 1.7 addresses how the NRC hearing process might be reformed to accommodate extensive
use of PSAS. This task will examine formal NRC hearings, including the most extensive NRC
formal hearing on a full-scope PSA (the Indian Point case in the mid-1980s), and also hearing
alternatives that would assure due process and the correct ultimate decision but in a more
efficient and timely way.

Accomplishments

The following provides a summary for the Task 1.7 evaluation of the regulatory processes and
recommended improvements. A detailed description is provided in Appendix B.

An evaluation of formal NRC hearings which are consistent with existing practice concludes that
the use of PSAS and quantitative probabilistic criteria will likely add delay and expense to
licensing hearings that are incommensurate with the likely contribution to safety. Therefore, it
becomes imperative that change to the existing regulatory process must be invoked if fill benefit
is to be achieved from risk-based design and regulation.

The law is unclear whether the Atomic Energy Act requires formal, on-the-record hearings in
nuclear power reactor initial (or renewal) licensing cases. The study assumes conservatively that
formal hearings are required, but finds nevertheless that the law (the federal Administrative
Procedure Act of 1946) offers flexibility in the conduct of formal hearings that NRC’s rules in 10
CFR Part 2, Subpart G do not now include. The study exatnines how oral hearings with
examination and cross-examination of witnesses are not required to resolve legal and policy
issues, and recommends that these issues, including essential quantitative risk criteria in the new
licensing framework, be resolved in any event by rules which create the new framework. The
study concludes that use of PSAs will likely involve the need to resolve some case-specific
issues of expert scientific opinion, and that formal hearings with examination and cross-
examination of witnesses may not be required even when there are such disputes. It concludes
that, contrary to NRC practice, written submissions (a so-called paper hearing) will comply with
formal hearing requirements provided that all of the bases for the applicant’s expert opinions are
fidly disclosed so that an opposing expert can prepare rebuttal. Formal hearings, with
examination and cross-examination of witnesses, should be reserved for cases where there are
disputes over motive, intent, credibility, or past events, like typical enforcement cases.
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The task study also examines how scientific peer review, expert elicitation, and NRC Staff
review processes offer suggestions on how the hearing process might be reformed. It concludes
that some kind of additional process, beyond a simple paper hearing, will likely be necessary
because in many cases this will be required as a practical matter for experts to understand filly
the bases for opposing opinions. However this need only include opportunity to meet itioimally
with opposing experts and to submit written questions, under the control of the NRC Staff, much
like the interaction between applicant and NRC Staff in the current NRC Staff review process.
Once the bases for applicant’sexpert opinions are fully disclosed, intervener could be required to
proceed with the fiIing of its own expert’s opinion or be dismissed from the hearing. Current
NRC practice of allowing an intervener to attempt to prove its case without offering its own
experts would be disallowed.

The study makes recommendations on special problems that are posed by the introduction of the
results of expert elicitation in licensing hearings. It also recognizes that the hearing process it
envisions will require a level of resources and access to scientific expertise that will not be
available to many concerned citizens and groups. It suggests that NRC should allow these
citizens and groups to play a role, early in the licensing process, in the formulation of issues of
special concern that would be required to be addressed by the NRC Staff and the applicant in the
review process (the Safety Analysis Report and Safety Evaluation Report).
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3.1.8 Coordinate

Approach

RISK-G-O07-2000

Activities with Ongoing Efforts of NEI, NRC, and Industry

NH, NRC, and the remainder of the nuclear industry already have underway a substantial
program to develop and apply risk-informed, pefiormance-based regulation to issues that affect
the operation of the existing nuclear plants. Since the research effort for this project is intended
to identi~ and focus on those issues that relate to the design, regulation and construction of new
nuclear plants, it is essential that this project be coordinated with the already ongoing effort.
Therefore, the purpose of this subtask is to interface with the NEI, NRC, and the rest of the
nuclear industry. Such coordination offers several benefits. Firs~ it avoids any unnecessary
duplication of efforts between existing plant programs and new plant programs. Second, it
provides access to the information on existing plant activities by the research team for this
project; thus, allowing it to work more efficiently. Third, it assures that NRC, NEI, and industry
consider new plant issues, in their planning. Finally, it allows the results of this proposed
research effort to be used, where appropriate, to supplement activities for the existing plants.

Activities under this subtask includes participation in NEI programs and meetings related to risk-
informed, performance-based regulation. Meetings held with the NRC present the research
team’s progress and solicit NRC feedback. The research team may also need to interface with
utilities that are participating in the risk-informed, performance-based regulation development
efforts. This is be aided by the fact that two of the three pilot nuclear plants, so far identified for
leading the current plant demonstration effort, have nuclear steam supply systems that were
originally provided by Westinghouse Electric Company, Nuclear Systems (WENS).

NEI has established the Risk-Itionned Regulation Working Group (RIRWG), as a policy level
committee to coordinate industry efforts to work with NRC to implement risk-informed
regulatory changes. The Working Group is composed primarily of senior utility executives, with
some participation by engineering companies, e.g., W_ENS. The primary focus of the Working
Group is directed to regulatory issues that affect the operation of current plants. This project,
however, focuses on issues that affect the design and construction of fiture nuclear plants.
WENS’S participation in the Working Group assures that the efforts in this project are well
integrated with the ongoing effort on operating plants.

Activities under this subtask are compiled into status reports that to be issued at the end of each
yearly phase of the project. These reports include a summary of the major interactions that have
occurred between the project team, NRC, NEI, and other industry participants.

Accomplishments

NRC Workshops: WENS represented this project at two NRC workshops on risk-informing the
current regulations for current plants (September 1999 and February 2000). The purpose of the
presentation at the first workshop was to introduce our projec$ state its purpose of developing
new methods for design and regulation of future plants, and state the importance of coordinating
our project with other industry and NRC initiatives. NRC supported the desire to coordinate
related programs.
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At the second workshop, our draft regulatory fkrnework document was summarized, with
emphasis on differences (not conflicts) with the current NRC program for operating reactors.
NRC Research personnel encouraged our project to think “boldly” in terms of challenging
current regulatory assumptions even though future review and approval of NRC staff might be
difficult.

A?RCResearch Management Meeting: At the Regulatory Information Coderence in March
2000, WENS met with representatives of NRC Research to summarize the status of our project.
Again, we were encouraged to proceed as planned and it was agreed that at some undetermined
future time (possibly during Phase 2 of this project) a briefing should be provided to the
Commissioners.

NEIRisk-Informed Working Group: WENS attended two meetings of this working group. This
project’s plans were summarized and the intent to closely coordinate activities with the ongoing
NRC effort were summarized. Other NEI working group members supported this project and its
approach.

L&4 Consullancy Group: WENS represented this project at two meetings of this working
group. The purpose was to draft a report on optimizing water-cooled reactor technology. This
draft was accomplished and it is consistent with and supportive of DOE’s NERI program,
specifically including this Risk-Informed Assessment project and its two related NEW projects
for “Smart” Equipment and Improved Design and Construction methods. Another meeting is
scheduled for December 2000 to fin-ther coordinate these projects.

Electric Power Research Institute: EPRI is initiating an effort to coordinate utility interests in
risk-informing regulations for fiture reactors, with emphasis on the ALWRS. In July 2000, this
project began discussions with EPRI to ensure that our projects would be complementary, non-
conflicting, and synergistic. While discussions were only initiated, it was agreed that our
programs would meet these coordination goals and that details would be worked out as their
program developed.

Korean Organizations: WENS made two status presentations to Korea Electric Power Company
and Korea Power Engineering Company. An invitation was made to participate in our NERI
projects at no cost to DOE, and as long as Korean detailed information and labor were
contributed to our projects. This cooperation is being coordinated via DOE management and
may be initiated in Phase 2.
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3.2 Task 2 Strengthening the Reliability Database

3.2.1: Identify Current Sources of Reliability for SSCS

Approach

Current databases or published sources of reliability data that can support the development and
simplification of new reactor plant designs need to be identified. The objective of this task is to
identi~ these sources by surveying the traditional sources of data used for evaluating nuclear
power plant performance and examining potential new sources of data that have not been applied
to previous plant-wide risk assessments. Sources of reliability data will be identified that can be
applied to new advanced technologies which will likely be utilized in new nuclear plant designs.

Reliability data sources/databases are being identified by accessing the internet and using various
search engines to locate subject matter via “keyword” searches. Search engines currently being
used are Alta Vist~ Excite, Metacrawler, and Mamma. Since the use of these engines provides
voluminous hits on the web, making identification of relevant ifiorrnation somewhat tedious, the
choice of keywords plays an important role in narrowing the number of documents found.

Each source of data will be reviewed and annotated with respect to its applicability to the current
effort. Initially this effort will consist of identi~ing the years of experience, specific types of
reliability data collected (raw data versus estimated reliability parameters), characteristics of the
reliability data (failure mode, environment, quality level, unavailability versus reliability
information, etc.), and applicability of data to meet NEIU needs.

Accomplishments

Reliability Data Sources: Searches on reliability data associated with equipment have identified
the tradkional U.S. nuclear reactor failure rate databases as well several foreign
databaselpublications. Sources of non-nuclear data have also been identified although data
sources pertaining to the non-nuclear commercial sector appear to be limited. Keyword searches
of the chemical and petroleum industries have turned up little information on equipment
reliability databases.

Searches have been petiormed to specifically identifi digital equipment (software/hardware)
reliability data. Several publications were identified that contained digitzd I&C reliability
information, however, software reliability data appears to be very sparse. (Many references can
be found that discuss methods for evaluating software reliability but there seems to be little data.)

With regard to software reliability, several potential sources of reliability data may exist in either
Canadian reactors (CANDU) or British reactors (Sizewell B). There appear to be probabilistic
safety assessments performed and documented on these designs. Sizewell B uses a 100,000 line
computer code to automate the primary protection system, while some CA.NDU designs
(Arlington) use software that is roughly 20 times smaller in length than the Sizewell B source
code. Efforts to obtain references and documents on these systems continue.
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The review and applicability of identified sources is underway and applicable sources are being
documented in an annotated bibliography, “Reliability Databases/ReportsJ’ Appendix B. As
noted in Appendix B, reliability data information obtained can be grouped into three categories:
nuclear reactor component reliability da~ non-reactor component reliability da~ and digital
system reliability data.

Future activities include additional searching of the internet for identification of software
reliability databases as well as fin-therequipment searches, review of these additional potential
sources and completion of the annotated bibliography.

Reliability Database: In order to provide an efficient mechanism for users to access and perform
statistical analyses using the reliability information identified, a electronic database is necessary.
Some years ago the U. S. Nuclear Regulatory Commission sponsored reliability data database
development effort called the Nuclear Computerized Library for Assessing Reactor Reliability
(NUCLARR). Originally, NUCLARR was developed using the Modula-11programming
language. Currently, the NUCLARR database is being converted into Microsoft Access format
and anew user interface is being developed specifically for the NEW program application. The
converted NUCLARR database contains all the information (hardware and human errordata)
found in the original databiise (see NUREG/CR-4639), and will be expanded to include the data
sources identified through the current effort. The NUCLARR package provides a tool that, with
some modifications, will provide an analytical capability (both query capability, data
aggregation, and Bayesian updating) to assess the data according to various reliability attributes.

The NUCLARR database is being transformed into a relational database and the existing data is
being moved to the new database. The overall database design is 95% complete and the
qualitative portion of the database is 90% complete with 85% of the data moved to the new
database. The quantitative portion of the database is 10% complete.

Numerical methods for computing the F and Chi-squared distributions have been evaluated for
precision and feasibility. These methods will be use to perform initial statistical calculation for
verification of existing data and allow for entry of new data.

3-53



MA Annual Report
Version 1.0, August 2000

4.0 Expected Results Next Year

RISK-G-O07-2000

During the execution of Phase 2, the work described in Section 3 will be continued and
expanded. The primary focus of the work will be refining and applying the risk-based and
regulatory design process and updating the regulatory framework document. The program tasks
and subtasks, the following specific efforts and results are planned

Task 1: Development of Risk-Informed Methodologies

. Task 1.1- The design criteria database prepared at the very end of this year will be reviewed
for completeness. Also, commercially available NRC regulatory information resources will
be assessed and an evaluation summary will be prepared.

. Task 1.2- Costs for other plant SSCS to support fhrther sample applications of the risk-
informed design process, beyond the Phase 1 sample application to the ECCS, will be
determined. A cost summary for an entire plant will be prepared.

. Task 1.3 – An example regulatory “issue” will be defined and a sample regulation will be
developed to “test”the new framework. The preferred features of the issue are that it be self-
contained, complementary to the design tasks, consider safety margins, and have both active
and passive design features. Subjective probabilities will be used for addressing
uncertainties. A suggested role for Design Basis Accidents within the risk-informed design
will be developed. The regulatory framework document will be updated as development
progresses.

. Task 1.4 – The risk-informed design process will be refined and expanded in conjunction
with task 1.3 using feedback born sample applications in task 1.6. Development of methods
for simpli~ng design of SSCS for new plants will be continued, including investigation of
applicability to designs such as the Pebble Bed Modular Rector (PBMR) and APl 000
designs.

● Task 1.5- The prioritization process will be refined in conjunction with Tasks 1.4 and 1.6,
resulting in a final version of the process.

. Task 1.6 – The ECCS sample application from Phase 1 will be refined (iterated). Additional
sample applications will be prepared. The investigation of risk-informed structural design
methods will be integrated with the cost-benefit assessments. Design changes that result from
the sample applications will be summarized.

. Task 1.7 – The NRC staff review process will continue to be evaluated and an assessment
will be made of the feasibility of revising that process to facilitate new design and regulatory
process.
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● Task 1.8:- The investigators will continue to coordinate activities with ongoing efforts of
NEI, NRC, and industry.

Task 2: Strengthen the Reliability Database

●

●

●

Task 2.1: The lists of reliability data for SSCS was essentially completed in Phase 1, but w-d
be updated as necessary in Phase 2.

Task 2.2: The weaknesses in reliability data sources will be identified and summarized.

Task 2.3: Start deftig industry/government corrective programs for correcting the
weaknesses in reliability data.
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RISK-G-O07-2000

5.0 Schedule and Cost Summary

The budget for the Risk-Informed Assessment of Regulatory and Design Requirements
for Future Nuclear Power Plants project is summarized in the table below.

I WENS DE&S Egan

I

MIT NCSU SNL INEEL Total

Year 1 $386,993$113,675 $70,453 $84,763 $59,975$131,704$150,382 $997,945
Year 2 $319,472 $74,077 $46,260 $130,019 $50,784$216,345$192,629 $1,029,587
Year 3 $152,446 $37,248 $26,951 $37,217 $24,316 $84,227 $87,099 $449,504
Total $858,911 $225,000$143,665$252,000 $135,075$432,276$430,110 $2,477,036

The graph below shows that the actual costs for this project are expected to be “on
budget” by the end of Phase 1.
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$800.0

$600.0

$400.0
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The milestone chart on the next page shows the overall schedule for this project and that
task progress is on schedule.
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The team for this project comprises the following representatives from industry, labs and
universities:

●

●

●

●

●

●

●

Westinghouse Electric Company, Nuclear Systems (wENS), as the lead
organization, provides overall coordination and project management. It also
provides expertise on the design and analysis of systems for nuclear plants and the
licensing of nuclear plants.

Sandia National Laboratories (SNL) provides expertise in risk methodology
development, especially as it affects structures, low power and shutdown
operations, fue risk, and object oriented risk and reliability analysis methodology.

Idaho National Engineering & Environmental Laboratory (INEEL) provides
expertise in risk methodology development, risk analysis tool development, and
data collection and assessment methodology development.

Massachusetts Institute of Technology (MIT) provides expertise in structuring the
approach to risk-informed, performance-based regulation and the strategy for
building the needed PRA database.

North Carolina State University (NCSU) provides expertise in aging and
structural analysis.

Duke Engineering and Services (DE&S) provides
construction of systems and structures for nuclear
performance data.

expertise on the design and
plants and the evaluation of

Egan & Associates, P.C. provides expertise in nuclear law, nuclear licensing and
nuclear regulation.

The participants in this project are currently involved – or have recently been involved --
in a number of ongoing studies related to PIL4 and risk-tionned assessments. These
activities will provide a substantial base of experience from which to launch the proposed
research project. The recent and current activities of each team member, which are
relevant to the proposed research, are summarized below.

Westinghouse Electric Company, Nuclear Systems(WENS)

WENS has made extensive use of reliability analysis and PRA methodology in the design
and licensing of its nuclear steam supply systems and has supplied risk assessment
services to the power generation and chemical processing industries. The projects that
WENS has conducted include:

● Providing Level 1- Level 3 PIL4 support to individual utilities and to the Combustion
Engineering Owners Group for their Individual Plant Examination (IPE) Studies
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Providing PIU&based licensing and operational support to PWR and BWR owner
utilities

The performance of a Level 3 PIL4 for the System 80+ALWR desigrq in support of
Design Certification. This included extensive review by the NRC.

The petiorrnance of a Level 1 PRA for the Korea Electric Power Company (KEPCO),
Yonggwang Units 3 & 4.

Availability analyses for five different fluidized bed combustion fossil power plant
designs.

The pefiormance of Reliability Availability and Maintainability (RAM) analyses on
several chemical production plant designs

The performance of RAM analyses for the preliminary design of DOE’s Heavy Water
New Production Reactor design.

The assembly of fire risk assessments for several DOE weapons lab facilities for the
purpose of evaluating the costhenefit impact of various fire-protection system design
changes

WENS has been a leader in risk-itiormed regulation since the mid-1980s when WENS,
under the auspices of the Combustion Engineering Owners Group (CEOG), prepared and
submitted a topical report justi~ing an increase in the surveillance test interval for
selected Plant Protection System components based on risk-benefit arguments. Since
1993, WENS has been working with the CEOG and the NRC in developing risk-
informed bases for reducing technical specification requirements such as allowed outage
times and end states. In these activities, WENS and the CEOG pioneered the use of Joint
Application Reports to demonstrate the risldbenefits of a proposed risk-informed change
over a spectrum of plants from the CE fleet. As part of the work related to the risk-
informed applications, WENS has been performing cross-comparisons of the CEOG
member PRAs at increasing levels of depth and has been developing PIL4 standards and
position papers for the CEOG members. WENS has worked with the other Owners
Groups to develop a PIL4 Certification/Peer Review Process and is currently in the
process of implementing this process for the CEOG plants.

WENS has also helped develop methodology for Risk-Informed In-service Testing (RI-
IST). WENS provided one of the two white papers demonstrating the applicability of the
ASME’s risk-tiormed 1ST methodology for the OMN-3 and the OMN-CV code cases.

Additionally, WENS worked with EPRI and DE&S to develop the EPRI approach to a
Risk-Informed In-Service Inspection (IUISI) program for piping systems that is the
subject of two new ASME code cases, as alternatives to the current ASME Section XI
approach.
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WENS is currently involved in the ASME process to develop an ASME standard on
Risk Assessment for Nuclear Power Plant Applications and WENS has been providing
support to NEI’s Risk-Based Applications Task Force (RBATF).

Sandia National Laboratories

Current activities at Sandia stem from its broad-based safety research for the NRC, DOE,
and other organizations in the areas of probabilistic risk assessment. The following
paragraphs provide a summary of the many relevant technical areas in which Sandia is
currently involved or has recently been involved. Besides applications to commercial
nuclear energy plants, Sandia is involved in a number of PRA activities in defense and
other industries.

Level 1 PRA – Sandia has been involved in the development of systems analysis
technology, including methods for internal and external events and all modes of
operation. Methods for modeling hardware failure, human reliability, common cause
failures, and other aspects affecting core darnagefrequency have been developed. Cost-
benefit studies have been petiormed to resolve issues affecting service water systems,
control circuits, and decay heat removal systems.

Current projeets include:

. Technical support for the development of consensus PRA standards by the
American Society of Mechanical Engineering.

. Development of Risk-Informed In-service Inspection Methodology.

. Technical support for modification of key parts of 10CFR50.

. Identification and Resolution of Issues Associated with Low Power and Shutdown
Operation.

. Development of a new human reliability analysis methods.

Level 2 PRA – Sandia developed the NUREG-1 150 Level 2 PlL4 methods that currently
represent the state of the art. These methods have been applied to a number of plants and
em account for a wide range of plant systems responses, accident progression scenarios,
structural responses, and fission product behavior. A number of software tools have been
developed to assist in these analyses. Sandia is currently working with INEEL to develop
simplified approaches for future analyses of accident precursors.

Level 3 PRA – Sandia has developed the MACCS code, which is currently the most
commonly used code for offsite consequence analysis. MACCS can calculate a wide
range of consequence measures, including health effects and economic consequences.
%mdia has provided technical expertise to support a joint multi-year NRC/European
Commission effort to systematically develop credible and traceable uncertainty
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distributions for input variables to accident consequence codes that can be used to
support risk-informed regulatory decisions. Methods for integrating the three levels of
PIL4 have also been developed and applied to numerous plants to estimate overall risk
and to examine the importance of particular contributing factors. Integrated uncertainty
analysis techniques have also been developed

Fire – Sandia is currently working on projects that will make improvements in fire risk
assessment. Examples include: (1) developing new analysis tools, (2) developing
models to predict smoke darnage to electrical equipment that occur during and
immediately after a fire, and (3) the collection and characterization of experimental data
relevant to fire research.

Nuclear Weapons – Sandia has been involved in research on critical issues regarding the
sallety of accelerator production of tritium and commercial light water reactor options to
produce tritium for the weapons complex in the next century. As part of its science-based
stockpile stewardship initiative, Sandia is increasing its analytical capability to evaluate
the risks of inadvertent nuclear detonation and of plutonium dispersal. As part of these
activities, Sandia has developed the ARRAMIS PRA software package and is developing
advanced object oriented software tools.

Other PRA Programs - Sandia has had or currently has major PIL4 programs in the
areas of transportation of nuclear and other hazardous cargoes, commercial aircraft,
nuclear power, chemical weapons disposal, telecommunications, and electric power grid
reliability.

Idaho National Engineering & Environmental Laboratory

Currently, INEEL is working closely with the U.S. NRC on a number of risk-informed
pefiormance-monitoring activities. These efforts include a new multi-year program to
develop a set of risk-informed performance indicators to replace those developed in 1986
and presently in use. An essential part of the NRC’s new risk-informed monitoring effort
is having a set of performance indicators that are risk-tiormed and reflect safety
performance of the plants at a high level, while allowing for NRC action to respond to
petiormance problems before undue risk to the public occurs.

INEEL is also developing the NRC’s reliability database. The Reliability and
Availability Database System (I&kDS) will extract data from various sources, and allow
manipulation and analysis of the data to support NRC risk-informed regulatory activities.
The Equipment Performance Information Exchange (EPIX), the new Institute of Nuclear
Power Operations (l’NPO) database (replacing the Nuclear Plant Reliability Data System
~PRDS]), will be primary source for RADS data. Also included will be data from
NPRDS (archived data), Licensee Event Reports (LERs), Monthly Operating Reports
(MORS), and INPO’S Safety System Performance Indicator (SSPI) program.

For the past four years (and continuing), INEEL staff has been collecting and analyzing
specific safety system reliability data under an NRC program aimed at tracking system
reliability performance for selected systems at U.S. commercial nuclear power plants.
These system reliability studies have focused on emergency diesel generators (all U.S.
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LWRS), high pressure core spray (BWR), high pressure coolant injection (BWR), reactor
core isolation cooling (BWR), isolation condenser (BWR), auxiliary feedwater (PWR),
high pressure safety injection (PWR), reactor protection systems (PWR and BWR), and
potential core-damage accident sequence initiating events. The raw-data is collected
primarily horn LERs, but also includes Mormation from MORS and NPRDS. Each
system is studied on an industry-wide scale, plant-specific basis, and from a year-to-year
perspective.

The Accident Sequence Precursor (ASP) program is a NRC sponsored effort with the
objective of producing standardized plant-risk analysis models for every LWR in the U.S.
These models are used by the NRC on a routine basis for evaluating the safety
significance of operational events (i.e. precursors) occurring in the nuclear power
industry. Using risk models that are standardized across the entire industry facilitates risk
evaluations among plants (i.e. differences in results are not caused by different modeling
approaches or assumptions). INEEL has developed these models and is in the process of
improving and expanding them to include external event capabilities and Level-2/3
modeling (i.e., containment performance and radiological health consequences).

The System Analysis Programs for Hands-on Integrated Reliability Evaluation
(SAPHIRE) is a set of four computer programs developed at INEEL under the
sponsorship of the NRC. These programs were developed to create and analyze PRAs.
Development began in the mid-1980’s with version 1.0 of the Integrated Reliability and
Risk Analysis System (IRRAS, one of the programs comprised by SAPHIRE). Current
refinements underway include the capability to integrate Level-2/3 models with the
Level-1 PIU4models (i.e., core damage frequency modeling). In addition, SAPHIRE
includes the capability of including external event analyses (including seismic).

Duke Engineering & Services

DE&S has worked with EPRI to develop an EPRI approach to a risk-tiormed inservice
inspection (RI 1S1)program for piping systems that is the subject of two new ASME code
cases as alternatives to the current ASME Section XI 1S1approach. In this approach, an
inservice inspection program is optimized based on the risk assessment of pipe ruptures
in each system that is subjected to the evaluation. Risk is defined as a combination of the
potential for pipe rupture and the consequences of such a rupture. Pipe rupture potential
is related to the degradation mechanism pipe is exposed to. Rupture consequences are
related to the conditional probability of a serious accident given the occurrence of a
rupture.

The new RI 1S1program reduces the number of inspections, cost of implementation, and
workers exposure, while maintaining or reducing the total risk associated with pipe
ruptures. This is accomplished by redirecting the inspections to the highest risk
locations.

Two new ASME code cases based on the EPR.IRI 1S1methodology are:

1. Code Case N578, which applies to ASME Class 1,2,3, and NNS piping, and
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2. Code Case N560, which applies to Class 1 piping.

One of the Code Case N578 pilot plant applications, Arkansas Nuclear One (ANO) Unit
2, was approved by the NRC in December of ’98. Two pilot plants, ANO Unit 1 and
Vermont Yankee applied Code Case N560. Vermont Yankee received approval in
November of ’98. ANO Unit 1 is currently in the review process.

Massachusetts Institute of Technology

Professors of MIT have published numerous papers in the areas of technological risk and
reliability assessment and management. Their current research areas include risk-
tiormed and petiormance-based regulation, risk management involving multiple
stakeholders, the influence of organizational factors on safety, and software
dependability.

Professor Apostolakis is a member of the statutory Advisory Committee on Reactor
Stieguards (ACRS) of the US Nuclear Regulatory Commission. As the chairman of the
ACRS Reliability and Probabilistic Risk Assessment Subcommittee, he worked very
closely with the NRC staff in formulating the structure of the pioneering Regulatory
Guide 1.174, “An Approach for Using PW in Risk-Informed Decisions on Plant-
Specific Changes to the Current Licensing Basis.” His support was instrumental in
getting the risk-informed Graded Quality Assurance plan submitted by the South Texas
Project approved by the Commission. He is currently actively involved in the revision of
the Senior Management Meeting process and the development of a human reliability
program plan for the NRC (he also chairs the Human Factors Subcommittee). He is also
the Editor-in-Chief of the International Journal Reliability En~”neering and System
Safety, and a member of the editorial board of the journal Process Safe~ and
Environmental Protection (Transactions of the Institution of Chemical Engineers).

MIT organized the first two International Conferences on Probabilistic Safety
Assessment and Management (PSAM) in Beverly Hills (1991) and San Diego (1994).
The PSAM conferences are held biennially and are the major international meetings on
the use of probabilistic methods to assess and manage the risks horn major technological
systems and processes, such as chemical and petroleum facilities, nuclear plants, defense
systems, and waste repositories.

North Carolina State University

Professors of NCSU’s Civil Engineering Department are developing mechanistic models
for evaluating accurate behavior of structural systems in nuclear power plants. They are
also developing abetter understanding of the component failure modes. Itiormation on
mechanistic behavior and failure modes is an essential input needed in the risk
assessment studies. The objective is to develop technologies that give realistic behavior,
are simpler and eliminate much of the uncertainty associated with structural behavior in
the presently used methods. Therefore, the new methods will enhance reliability, reduce
excessive conservatism, and reduce construction and operating costs. Some of the
developments are either completed or at an advanced stage, while work on others hasjust
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started. Technology related to one the products, CREST program, is being studied by the
USNRC. Following is a list of project topics on which NCSU researchers are either
currently working or have worked on recently.

Coupled Piping-Building Systems: The computer program CREST is used to
accurately evaluate seismic forces in piping systems which maybe up to an order of
magnitude lower than those calculated using conventional techniques. CREST requires
information on modal properties of uncoupled building and piping systems and petiorrns
a coupled piping-building system ardysis.

B2 Index Values: Tables for numerous stainless steel elbow sizes and schedules are
evaluated using the ASME Code allowed nonlinear finite element analyses. Guidelines
are provided for using a nonlinear analysis to calculate the index values for other sizes,
schedules and materials.

Material Model for Ratcheting in Piping Components: A computer program,
RATCHET, with anew cyclic plasticity model has been developed at the Center and
validated against experimental results. The program works with ANSYS and evaluates
realistic ratcheting phenomena in piping components.

Unanchored Objects: Charts and tables have been developed to determine if an object
would rock or slide, probability of overturning or safe acceleration level for a given
probability, and mean plus one standard deviation sliding distances. Computer programs
ROCK and SLIDE predict rocking and sliding behavior of unanchored objects such as
scaffolding when subjected to earthquake ground motion. In the fim.u-e,shake table
testing will be conducted to validate the analytical model.

Electrical Cabinets and Control Panels: A computer program, INCABS, has been
developed to evaluate cabinet dynamic properties and realistic in cabinet spectra with
limited tionnation on significant structural members without a finite element model.
The computer program implements a Ritz vector approach, developed at NC State and
validated against the test data.

Fatigue Failure of Piping Weld Connections: Comparison of various sets of fatigue
test data in literature, reasons for variation in the fatigue strength iiom different tests,
examination of data in the context of ASME mean fatigue curves, and evaluation of stress
intensification factors and plastic intensification factors ~ for welded components in
piping systems.

Egan & Associates

Egan & Associates has recently been involved in a number of issues related to the
licensing of new facilities, risk assessment in the regulatory context, and
pefiormance-based regulation. The finm is a longstanding member of NEI’s ALWR
Regulatory Working Group.
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The firm was lead counsel in the NRC design certification of JVENS’S System 80+
ALWR, and worked extensively with NEI, DOE, and NRC on innumerable issues
associated with Part 52, the fhture of nuclear power, and the licensing of advanced plants.
One issue extensively dealt with was PRA generally, and the plant-specific PRA in
particular.

One member of the firm, Mr. Malsch, served for over fifieen years as Deputy General
Counsel and Acting General Counsel of the NRC. During that time, he was responsible
for review of all adjudicatory licensing decisions of the Atomic Safety and Licensing
Boards and Appeal Boards, for all adjudicatory licensing decisions of the Commission
itself, including the Commission’s decisions authorizing operation for Shoreham,
Seabrook, Diablo Canyon, and Three-Nfile lskmd Unit 1 (restart), and for the legal review
of all NRC regulations.

While at NRC, Mr. Malsch originated the design certification concept in 10 CFR Part 52,
was responsible for the development of the design certification and combined licensing
rules in 10 CFR Part 52, and served as NRC’s lead attorney in the initial design
certification reviews for the WENS and GE standard designs.

Mr. Malsch served as lead NRC attorney in the development and promulgation of the
NRC sailety goals for nuclear power reactors, and in the use of the safety goals in
implementing the backfit rule (10 CFR $ 50.109).

Mr. Malsch originated the legal and re@atory concepts which formed the basis for the
back.i% rule, and which allowed the commission to distinguish between measures which
are necessary for stiety (adequate protection) and measures which are discretionary
additions to saflety.

Prior to leaving the NRC in 1997, Mr. Malsch served as a member of NRC internal task
forces on use of quantitative stiety goals, use of probabilistic risk assessment and risk-
informed regulation, and was extensively involved in all NRC licensing and hearing
process reforms, including amendments to the Atomic Energy Act and reforms of 10
CFR Parts 2 and 50. He also participated extensively in NRC reviews of the use of
expert elicitatio~ especially its application
waste repository performance assessment.

in seismic design reviews and high-level

A-8



I

Appendix B

Publications and Reports

B-1



Appendix B
Publications and Reports

The publications and reports issued during the first phase of the project for Risk Informed
Assessment of Regulatory and Design Requirements for FutureNuclear Power Plants,
and included in this appendix, are:

●

●

●

●

●

“Reliability Databases and Reports,” Idaho National Engineering and Environment
Laboratory, July 24,2000.

“Probabilistic Safety Assessment and the Regulatory Process: Analysis of Necessary
Changes,” Egan t%Associates, July 12,2000.

“A Framework for Risk-Based Regulation and Design for New Nuclear Power
Plants,” Sandia National Laboratory and Massachusetts Institute of Technology, July,
2000.
“A Framework for Regulatory Requirements and Industry Standards for New Nuclear
Power Plants,” paper presented at the PSAM5 Cotierence, Fall 2000.
“NuclearEnergy Research Initiative - An Overview of the Cooperative Program for
the Risk-Informed Assessment of Regulatory and Design Requirements for Future
Nuclear Power Plants; paper presented at the Korea Atomic Industrial Forum
Conference, April, 2000.
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Advanced Light Water Reactor

Accident Sequence Evaluation Program

Canada Deuterium-Uranium

Common Cause Failure

Center for Chemical Process Safety

Code of Federal Regulations

Defense-in-Depth and Diversity

Equipment Performance and Equipment Exchange

Government-Industry Data Exchange Program

Human Error Probability

Instrumentation and Control

Institute of Nuclear Power Operations

Individual Plant Examination

Licensee Event Report

Nuclear Energy Research Initiative

Nuclear Plant Reliability Data System

Nuclear Regulatory Commission

Nuclear Computerized Library for Assessing Reactor Reliability

Offshore Reliability Data

Programmable Logic Controller

Probabilistic Risk Assessment

Probabilistic Safety Assessment

Reliability Analysis Center

Reliability and Availability Data System
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Sequence Coding and Search System

System, Component, Or Structure

Safety System Performance Indicator
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Terminology

Commercial-grade SSCs —SSCS that were not designed and manufactured under a quality
assurance program complying with Title 10 CFR Part 50, Appendix B.

CON Commercial-of-the-shelf item

Dependent Jailure— Two events are statistically dependent if the Prob(AnB) = Prob(A)
Prob(BIA) = Prob(B) Prob(AIB) # Prob(A) Prob(B).

kzdependerztfaihzre-Two or more events are statistically independent if Prob(AnB) = Prob(A)
Prob(B).

Maintenance wwvailabili~Probability that a system is out of service for maintenance at any
instant in time.

Nuclear grade SSCS —SSCS that meet the criteria specified in Title 10 CFR Part 50, Appendix B.

Operating experience-A term used to represent the industry operating experience (demands,
failures, and faults). It is also referred to as operational data, operating data or industry
experience.

PLC—programmable logic controller.

PRMIPE-A term used to represent the data sources (PR4s, IPEs, and NUREG reports) that
describe plant-specific system modeling and risk assessment, rather than a simple focus on
operating data.

Reliabili~The probability of a component or system to pefiorm a required function under
stated conditions for a stated period of time. Typically computed as one minus the umeliability.

Unreliabili~Probability that the system will not fidfill its required mission under stated design
conditions.
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Introduction

Risk-informed analysis is becoming a partof the regulationprocess of the licensing of U.S.
commercial nuclear power plants. In order to minimize the cost of new nuclear power plants,
risk-informed analysis is being applied to the design stage in an attempt to sirnplifi new designs.
The use of risk-informed analysis in the design stage may eliminate the deterministic standards
and regulatory requirements that do not significantly contribute to reliability and safety. A
research project entitled “Risk Informed Assessment of Regulatory and Design Requirements for
Future Nuclear Power Plants”, fi.mded by the U.S. Department of Energy Nuclear Energy
Research Initiative (NElU), addresses this topic. The project will use probabilistic risk
assessment (PFU4)tools to evaluate all of the regulatory requirements and industry standards from
a cost-benefit (risk impact) approach in order to simpli~ future designs. The risk-informed
assessment process requires an equipment reliabili~ database that is defensible. Although there
are significant equipment reliability and performance data available fi-om existing nuclear power
plants to support the risk-informed assessment of fiture designs, data to support new equipment
technologies need to be identified. Where risk-informed assessment data are not currently
available, methods and programs need to be developed. This report provides an annotated list of
potential sources of reliability data to support the risk-informed design assessment.

Data Requirements for PRA

The risk-informed design assessment will identi~ systems, structures,andcomponents
(SSCS) that can be simplified in order to reduce costs associated with new power plant designs.
The proposed simpler SSCS will require evaluation of the SSCS reliability and risk impact. The
reliability and availability parameters required in the PRA models are defined in the following
equation for component total unavailability.

For standby component unavailability

~Totd = qd + ~ L ‘test + qpianncd + %plannecl

where: QTOti= component total unavailability

q~= component failure probability on demand (due to demand-related stresses)

1/2L T&S~= component failure rate from standby or environmental stresses

T~,,t= component test interval

qplanned = component unavailability due to planned maintenance

q~l~~ = component unavailability due to unplanned maintenance (i.e., repair).

For operating components (e.g., pumps, motors, diesel generators, control valves, etc.) the
mission reliability needs to be accounted for in the component unavailability equation

Q(T’miAon)= 1-=p(-k Tmissi..)

where: ~ = component failure rate while in operation

T~i,,iO.= time the component operates to mitigate an accident.
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For PRA modeling of redundant components, the common cause failure probability (q,Cf)
needs to be factored into the unavailability equation.

The data sources described below are reviewed for their applicability to the component
unavailability equations defined above.

Sources of Data

This report is an annotated bibliography of nuclear, non-nuclear, and foreign data sources
that are currently available or under development. The sources of data include computerized
databases, databases that are supplemented with reports, and reports that include data that may or
may not be computerized.

Nuclear Reactor

Reliability and Availability Data System (J&IDS)

The U.S. Nuclear Regulatory Commission (NRC) initiated rulemaking requiring licensees
to submit reliability and availability data to the NRC for most risk-significant SSCS. In response,
the nuclear industry proposed a voluntary alternative to the rule. The proposed alternative is
based on the Equipment Performance and Information Exchange (EPIX) system which provides
component failure and demand data for a broad scope of systems and the Safety System
Performance Indicator (SSPI) system which provides train unavailability data within its scope.
[The EPIX system is intended to replace the Nuclear Plant Reliability Data System (NPRDS).]

To support NRC in risk-informed decision making, NRC is developing a database
comprised of data from the SSPI system and the EPIX system. The NRC data system is called
Reliability and Availability Data System (RADS). In addition to these data, the R4DS database
will contain other data (e.g., LERS) available to NRC. Other inputs to the database will be from
UNITINFO (general plant information, e.g., reactor type, low and low power license dates,
defueling dates, etc.), OUTINFO (outage dates), MORP1 (critical hours obtained from the
monthly operating reports), and MORP2 (monthly outage information) databases maintained by
the INEEL

MIX will be a source of plant-specific and generic component reliability data and train or
component availability data. These data are intended for use in probabilistic risk assessment and
risk-informed applications. IUIDS will contain key components in the risk-significant systems as
defined by each utility in implementing the Maintenance Rule. It is estimated that there will be
approximately 1000 key components per unit. For each key component, the demand failure
probability, standby failure rates, operating failure rate, unplanned unavailability, planned
unavailability, total unavailability, and concurrent train unavailability resulting from unplanned
maintenance will be estimated. Software will provide both point estimates and confidence
bounds, tests of homogeneity, trending analysis, Bayesain estimation capabilities, as well as
identification of common cause failures.

By default each parameter of possible interest will be estimated in a classical way, with a
point estimate and confidence limits. They also will be estimated in a Bayesian way, with the
Jefieys noninformative prior as the default prior distribution. If the data set includes multiple
plants or systems, the program will examine possible heterogeneity, and will try to perform an
empirical Bayes analysis, yielding plant-specific or system-specific estimates.
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At the user’s request, the software will identifi all multiple events involving hardware in
the selected data set at a single plant, discovered within a user-specified time span. These groups
of candidate common-cause events will be available for the user to browse, to save to a file, or to
print.

The database will preserve the securi~ of the proprietary data (EPIX and SSPI) per
NRCllNPO agreement. NRC authorization is required for access to the database. Users will
access RADS (residing on NRC servers) from a PC. An operating version of the RADS software
and database is scheduied to become available in May 2000.

In a study (Lofgren 1997) evaluating the viability of SSPI and EPIX systems to support
NRC’s risk-ifiormed analyses, it was concluded that most of the PRA risk parameters needed to
implement risk-informed regulation can be estimated from the data residing in the SSPI and EPIX
databases.

NPRDS

The Nuclear Plant Reliability Data System (NPRDS) is a computerized database of
engineering, operational, and failure data on systems and components installed in U.S. nuclear
plants. (The EPIX system described below will replace NPRDS.) INPO has been responsible for
this database since 1982. The NPRDS acquires data through a voluntary approach. Further, the
degree of reliance on the statistical data generated from NPRDS data is dependent on the
consistency and completeness of reporting by individual contributors.

NPRDS data is available to INPO members, participant organizations, USNRC, and certain
other industry organizations through on-line searches of the database. Since NPRDS is being
phased out by the EPIX system and the data is proprietary, the availability of these data is limited
for future applications.

EPIX

Equipment Performance and Information Exchange (EPIX) system is maintained by the
Institute of Nuclear Power Operations (INPO). EPIX was designed for the industry. EPIX
provides information about components in the risk-significant systems as defined in the
Maintenance Rule. The Maintenance Rule, 10 CFR 50.65, “Requirements for monitoring the
effectiveness of maintenance at nuclear power plants,” is a risk-informed, petiormance-based rule
that requires licensees of commercial nuclear power plants to monitor the effectiveness of
maintenance of certain SSCS that are within the scope of the rule.

The scope of the information collected in the EPIX database includes all equipment within
the scope of the Maintenance Rule. Data from this system includes unplanned equipment
unavailability, failure rates, and numbers of repetitive maintenance-preventable fictional
failures.

This is a database of root cause information on failures and on equipment failures that
cause power reductions. The database provides failure rate and reliability information for a
limited number of important plant components. EPIX is an infant system (utilities began
submitting data in 1997). Data is reported on a component level in order to calculate failures per
demand and failures per operating (run) hour. EPIX has the capability to link a component to its
fi.mctions, system, and train and collects the consequences of the component failure for all three.
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EPIX data is available to INPO members, participant organizations, USNRC, and certain
other industry organizations through on-line searches of the database.

Findings of an evaluation (Lof~n, 1997) of the EPIX system data with respect for
supporting NRC’s application to risk and reliability data state that EPIX data provides sufficient
information to estimate demand failure probabilities for all components of interest.

SSPI

The Safety System Performance Indicator (SSPI) system is a joint project of INPO and
World Association of Nuclear Operators (WANO). It is maintained by INPO. SSPI gives
information about trains in the risk-significant systems as defined in the Maintenance Rule. It
contains train level failure, outage time (both planned and unplanned), and demand information
for four systems (High Pressure Injection, Decay Heat Removal, Residual Heat Removal, and
Emergency ac Power). Components and trains within these systems are referred to as SSPI-scope
components and trains.

Lofgren concludes SSPI data provides sui%cient information to estimate unavailability at
the train level for systems within its scope. No system level information outside SSPI scope is
provided. Lofgen fiu-ther states that SSPI data does not provide sufficient information to
estimate demand failure probabilities for all components, especially valves. Other technical
issues reported by Lofgren include estimation of planned outage unavailability for risk-
significant, non-SSPI components and estimation of operating failure rates for normally standby,
rotating equipment.

Scss
Sequence Coding and Search System (SCSS ) is a system for storing, retrieving, and

analyzing commercial nuclear plant operating experience data as described in Licensee Event
Reports (LERs). LERs are submitted to the Nuclear Regulatory Commission (NRC) by
Licensees in response to reporting requirements as defined in the Code of Federal Regulations for
events occurring at our nation’s commercial nuclear power plants. LERs are then analyzed and
coded by staff of the Nuclear Operations Analysis Center (NOAC) at the Oak Ridge National
Laboratory (ORNL) in Oak Ridge, Temessee. The coded LERs are entered into the SCSS
database and made available for subsequent studies and analysis.

The SCSS Web site provides easy to use, on-line access to information stored in the SCSS
database and facilitates the exchange of information associated with LERs. The SCSS Web site
and SCSS database are maintained and operated by the NOAC and sponsored by the NRC’s
Office of Nuclear Regulatory Research (RES). The SCSS database is NRC’s official database for
LERs.

The SCSS database currently stores over 43,000 LERs submitted since 1980. In addition
to the fill text of an LE~ the SCSS database stores two primary types of LER information as
follows: 1) LER Header information and 2) LER Coded Event information. NOAC analysts
reduce LER descriptive text to coded, searchable, time-ordered sequences of Coded Events which
are stored in the SCSS database. SCSS provides a tool for retrieval of LER information based on
a flexible search engine that can even identi~ specific time-ordered event sequences.
Information provided by SCSS is used to report and identifi conditions related to safety including
actuations of safety equipment, degraded conditions in systems important to safety, and violations
of plant technical specifications.
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In addition to the LER Header information, events described in an LER are analyzed,
coded, and linked in an event-tree format to create a time-ordered sequence of Coded Events.
This time-ordered sequence of Coded Events is stored in the SCSS database in a manner that
allows retrieval of LERs containing two (or more) specific events where the events occurred in a
specific order. LER Coded Event information being stored in the SCSS database include:

Personnel Activity Events: Type of activity being performed (testing, maintenance, etc.),
type of personnel involved (licensed, non-licensed, contractor, etc.), cause and effect of persomel
error

Equipment Failure Events (Components, Trains/Channels, Systems): Type and number
ai%ected,cause and failure mode, effect of failures on plant systems and unit, component vendor
and model data (if given in the LER) .

Nuclear industry organizations and the general public can obtain information fi-om the
SCSS on a cost recovery basis by contacting the Oak Ridge National Laboratory.

Although the SCSS is a good source of raw failure information related to safety systems,
care should be exercised when using this data. A safety system, and any occurrences in which the
safety system was not filly operable, as defined by plant technical specifications, are required by
10 CFR 50.73 to be reported in LERs. However, because some safety system consists of
redundant trains, not all train level inoperabilities are captured in the LER data. Specifically, a
plant is not required to report a single train inoperability unless the malfimction resulted in a train
outage time in excess of technical specification allowable outage times, or resulted in a unit
shutdown required by technical specifications. Otherwise, any occurrences where a train was not
fully operable would not be reported. For example, no LER would be required to be submitted it
during the performance of a surveillance test, a pump failed to start but the redundant train(s)
were operable and the cause of the failure to start was corrected with operability restored prior to
expiration of the technical specification limiting condition for operation. This reportability
requirement effectively removes any surveillance test data from being considered for the
unreliability estimate except for those safety systems that do not have redundancies. However,
for ESF actuations, all component failures that occurred as part of the ESF actuation are
reportable by LER as required by 10 CFR 50.73(b)(2)(ii). Further, all ESF actuations are
reportable as required by 10 CFR 50.73(a)(2)(iv).

NUCLARR

The Nuclear Computerized Library for Assessing Reactor Reliability (NIJCLARR) was
developed for the USNRC, to collect human reliability and hardware failure data for risk analysis
in the latel 980’s. NUCLARR is a data repository, with automated fi.mctions for retrieval and
output by the individual user. This IBM-compatible databank, on a set of floppy diskettes,
includes data files and a menu-driven system for data location, review, sorting, and retrieving. It
has over 100 help screens to assist the user in navigating through the menu-driven sofhvare
program. NUCLARR contains 1,400 records of hardware failure and 1,100 human error
probability (HEP) records. Volume 5 of NUCLARR @UREG/CR-4639) is a hard copy of the
data and reiated tiormation residing on the software Version 3.5 of the NUCLARR database.

The hardware data primarily consists of actual catastrophic failures. That is, the equipment
failure required repair, replacement or adjustment to return it to service. Equipment being
unavailable as a result of human error is included in the HEP portion of the NUCLARR system.
Equipment failures resulting from support system failures or improper inputs are not included in
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the failure rate since they are generally modeled separately in PRAs. For operating equipment,
failures had to occur during equipment operation and not, for example, during a pre-operational
test.

The NUCLARR data are primarily from the public domain with some proprietary
information specially coded to maintain source anonymity. The sources of data include data from
probabilistic risk assessment reports (PRAs), human reliability analyses (HRAs), and plant
operating experience. The time frame for these published sources of data is 1980 through 1992.
The equipment taxonomies and data structures for NUCLARR were designed for PRA techniques
that were in use at the time the database was developed.

The HEP and hardware da~ respectively, involve the following data categories:

HEP Data: Job Title (e.g., Equipment Operator), Human Action (e.g., Monitor),
Equipment Involved, Type of Error (Omission, Commission), Recovery (considered or not
considered in calculating the HEP), Performance Shaping Factors, Origin of Data, HEP
(Mean/Median), Upper and Lower Bounds, Statement of Error, Conditions, and Additional
Information

Hardware Failure Data Component and Design (e.g., motor operated valve), Normal
State (e.g., normally standby), Failure Mode, Component Applications, Chiginating Facilities,
Systems Involve~ Failure Rate (mean/median; hourly/per demand), Upper and Lower Bounds,
Statement of Conditions and Additional Information

NUCLARR also provides statistics for aggregated data sets. Volume 5 (Reece et.al 1994)
includes the results of aggregated data sets fi-om like components or human action and equipment
combinations. NUCLARR stores demand-based and hourly failure rates. Other data needed for
estimating PRA parameters are not available. Failure rates are treated as random variables that
are log-normally distributed.

The NUCLARR system is documented in the 5-volume series NUREG/CR-4639. A Quick
Reference User’s Guide is also available to give guidance on the current version of the software in
a condensed and easy-to-use format. There was a NUCLARR Users Group but has been
disbanded when program finding was terminated in 1994.

D. I. Gertman et al., “Nuclear Computerized Library for Assessing Reactor Reliability
(NUCLARR),” U.S. Nuclear Regulatory Commission, NUREG/CR-4639, June 1989.

European Industry Reliability Data Bank EIReDA 1998

Third edition of a reliability data bank of nuclear power plants operated by Electricte de
France from 1978 to 1995. Comprised of estimates of reliability parameters, failure rate, failure
probability for 133 components (e.g., pumps, tanks, valves, motors, sensors, etc.). Bayesian
estimates: prior based on operational experience form 1978 to 1987 and updated on data collected
from 34 power plants (1988-1993). Estimates are compared to data compiled from other sources
(other power plants, modem petrochemical and processing plants). Engineering and operational
characteristics and the maintenance to which components are submitted, a description of the
sample from which the estimates were calculated, a color photograph and a general drawing and
the boundaries of each component are given. Hardcopy and PC versions areavailable. The data
bank is a joint publication of the European Commission and Electricity de France.
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ISBN 2-9509092-0-5, pp. 350.

Retail Price: $765 US

T-Book 3rd Edition- Reliability Data of Components in Nordic Nuclear Power Plants

The book provides reliability data for unavailability calculations that are done for
components defined in probabilistic safety assessments. The failure data is based on failure
reports stored in a central database ATV (jointly owned reliability data system) and Licensee
Event Reports delivered to the Swedish Nuclear Power Inspectorate (SKI). The data is comprised
only of critical failures, i.e., failures that prevented the component from functioning or lead to
repair. The data in the T-book includes data up to operating year 1987 (108 reactor years
comprised of eleven BWRS and three PWRS).

Reliability data are presented for pumps, valves, rod drivers/control rods, instruments, and
electrical components. Figures of the physical boundaries of the components are provided. The
pump component is divided into three main categories: centrifugal, reciprocating and screw.
Further subdivisions of the classifications are provided [e.g., turbine-tilven, operational mode
(operating, intermittent, and standby), horizontal/vertical, etc.]. The valve component is
classified by fi.mction (e.g., isolation, control, check, etc.). Further subdivisions of the valve by
type (ball, gate, seat) are provided. Instruments are classified by the parameter being measured
and with regard to type of device (sensors/switches, transmitters, etc.). Electrical components are
broken down by type (breakers, batteries, inverters, diesel generators, etc.) and by actual voltage
level.

Failure rates (mean and uncertainties) and mean active repair times are tabulated for the
various component classifications and for various component failure modes.

ISBN 91-7186-294-3; approximate cost $800.

NRC Studies

System reliability studies conducted by the U.S. Nuclear Regulatory Commission are
intended to support several risk-informed regulatory activities. This includes providing
information about relevant operating experience that can be used to enhance plant inspections of
risk-important systems and information used to support staff technical reviews of proposed
license amendments, including risk-informed applications. In the future, this work will be used in
the development of risk-based performance indicators that will be based to a large extent on
plant-specific system and equipment performance.

Findings and conclusions from the performance analysis of selected risk-important systems
at 72 United States commercial reactors based on 1987–1997 operating experience are provided
in various system specific reports. A report for each system describes the results of a risk-based
analysis and engineering analysis of the system. The system reports provide an industry-wide
perspective on their reliability, and how both industry (generic) and plant-specific performance
compares with reliability estimates derived from data in PRAs and individual plant examinations
(IPEs). These reports also provide an indication of how performance varies between plants and
the measurable magnitude of that variation. The dominant system failure contributors are
identified along with information on important failure modes and causes. All relevant operating
experience on common cause failures that have been identified has been compiled and generic
common-cause failure parameters have been estimated. A tabulation of failures, demands, and
estimated failure rates for key equipment and system segments are also included. The reports
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provide a mechanism for identi~ing individual licensee event reports (LERs) that are the source
of the tabulated failure, demand, and failure-rate estimates.

The U.S. Nuclear Regulatory Commission plans to periodically update the information
contained in these reports when additional data become available.

Initiating Events

A report entitled “Rates of Initiating Events at US. Nuclear Power Plants: 1987-1995”,
NUREG/CR-5750, provides information relevant to initiating events of unplanned reactor trips,
either automatic or manual. The report was produced at the Idaho National Engineering and
Environmental Laboratory for the U.S. Nuclear Regulatory Commission. Data from all
unexpected reactor trips during power operations at commercial nuclear power plants fi-om 1987
through 1995 are contained in the report. The results, findings, conclusions, and information
contained in this study are intended to support several risk-informed regulatory activities. This
includes providing information about relevant operating experience that can be used to enhance
plant inspections of risk-important systems and events and information used to support staff
technical reviews of proposed license amendments, including risk-informed applications. This
work also will be used in the development of risk-based pefiormance indicators that will be based
to a large extent on plant-specific system and equipment performance.

The objectives of the study are: 1) provide revised, historical frequencies for the
occurrence of initiating events in U.S. nuclear power plants; 2)compare these estimates based on
operating experience to estimates used in probabilistic risk assessments (PRAs), individual plant
examinations (IPEs), and other regulato~ issues; and 3) review the operating data from an
engineering perspective to determine trends and patterns of plant performance on a plant-type
[i.e., pressurized water reactor (PWR) or boiling water reactor (BWR)], plant-specific, and
industry-wide basis.

Each reactor trip event was reviewed and categorized according to the initial event and,
additionally, was marked if certain other risk-significant events occurred, regardless of their
position in the event sequence. The data were analyzed for time dependence, reactor-type
dependence, and between-plant variance. Dependencies and trends are reported, along with the
raw counts and the best estimate for the initiating event frequencies.

The analysis of certain rare or infrequent initiating event categories, such as loss-of-coolant
accidents (LOCAS), are based on U.S. and worldwide experience and cover periods before 1987.
Medium and large pipe break loss-of-coolant accidents (LOCAS) were updated in this study using
worldwide experience due to extremely low Iiequency of these types of events. The medium and
large pipe break analysis consisted of three steps. First, the frequency of leaks or through wall
cracks in large and medium-pipe piping was estimated using the number of reactor years and
through-wall crack events in primary pressure boundary piping from world-wide experience for
PWRS and total U. S. experience for BWRS. Second, for BWRS, a conservative IGSCC
improvement factor of 20 was applied to the leak frequency calculation. Third, a conservative
conditional rupture probability (given a through-wall crack or leak) is estimated and factored into
the rupture (LOCA) frequency estimate. An error factor of 10 (assuming a lognonnal
distribution) was used to capture the uncertainties.

The small pipe LOCA frequency for PWRS and BWRS was developed from total U. S.
experience. The estimate from WASH-1 400 was updated using total U. S. reactor experience in a
simple Bayes update.
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Results of engineering analyses of the operating experience are compared with
probabilistic risk assessment/individual plant examinations (PRWIPES) and NUREG-1 150.

The LERs used in the analyses are listed in the report. The NRC plans to periodically
update the information in this report. (An update addendum to this report is in draft form and
includes data through 1998.)

J. P. Poloski, et. al., Rates of Initiating Events at U S. Nuclear Power Plants: 1987-1995,
NUREG/CR-5750, U. S. Nuclear Regulatory Commission, March 1999.

J. P. Poloski, et. al., Rates of initiating Events at U. S. Nuclear Power Pkmts: Upalzte
1987-1998, NUREG/CR-5750, Addendurn (DRAFT), U. S. Nuclear Regulatory Commission,
March 2000.

Reliability Studies: Selected Risk-Important Safety Systems

The U.S. Nuclear Regulatory Commission has conducted studies to monitor and report
upon the fictional reliabili~ of risk-important systems in commercial nuclear power plants. The
objectives of these studies areto: 1)estimate unreliability based on operational data, and compare
the results with the assumptions, models, and data used in PIWIPES; and 2) provide an
engineering analysis of the factors affecting system unreliability and determine if trends and
patterns are present in the system operational data. The system studies compare the estimates and
associated assumptions as found in PRAs to actual operating experience.

The system evaluation measures system unreliability using operating experience. Simple
fault tree models were built for each of the systems based on standard PM techniques. The
system models are comprised of system fictional segments. The segments may include several
individual components (both active and passive components in a series network). Failure modes
defined for these segments are based on the failure modes observed in the operational experience.
Generally, these included failure to start (FTS), failure to run (FIR), failure to operate (FTO),
failure due to being out of service for maintenance (MOOS), and common cause failures (CCF)
for redundant train systems. Failure recoveries are also applied to active failures if supported by
the operational data. Further, the systems are grouped into system classes based on similarity in
design. When the system designs lack redundancy and diversity (systems such as RCIC or HPCI)
only a single design class was developed. For more complex system designs such as AFW or
EIPI,there areas many as eleven system design classes for evaluating reliability.

Further, to make risk-based comparisons to the relevant information provided in the PRAs,
unreliability estimates are calculated using the data collected fim the operating experience and
data extracted from probabilistic risk assessments and individual plant examinations (PRA/IPEs).
The estimates of system unreliability based on operating experience are derived from data from
unplanned demands as reported in LERs. These unplanned demands include actual ESF
actuations as well as spurious and inadvertent ESF actuations. The data from this source are
considered the closest representation of the plant conditions found during accident conditions.
Data from component malfunctions that resulted in a loss of safety fimction for single train
systems (or at least one train of the system for redundant train system) were not utilized.
Generally, databased on surveillance tests were not used in the estimation of system unreliability
because ftilures of an individual train of redundant train systems during a surveilhmce test arenot
reportable in accordancewith 10 CFR 50.73, the Licensee Event Report (LER) reporting rule; and
therefore an accurate count of these ftilures can not be obtained.

B-16



Appendix B
Reliability Databases and Reports (Draft)

The systems that have been evaluated and the results published are:

Auxiliary/Emergency Feedwater (AFW), NUREG/CR-5500, Vol. 1

Westinghouse Reactor Protection System (RI%), NUREG/CR-5500 Vol. 2

General Electric Reactor Protection System (RPS), NUREG/CR-5500, Vol. 3

High-Pressure Coolant Injection (HPCI), NUREG/CR-5500, Vol. 4

Emergency Diesel Generators (EDGs), NUREG/CR-5500, Vol. 5

Isolation Condenser (IC), NUREG/CR-5500, Vol. 6

Reactor Core Isolation Cooling (RCIC), NUREG/CR-5500 Vol. 7

High Pressure Core Spray (HPCS), NUREG/CR-5500, Vol. 8

High Pressure Safety Injection (HPI), NUREG/CR-5500, Vol. 9.

Combustion Engineering and Babcock & Wilcox Reactor Protection System study in
progress tentatively to be published end of fiscal year 2000. Updates to several of these system
studies are ongoing.

CCF Database Program

The U.S. Nuclear Regulatory Commission and the Idaho National Engineering and
Environmental Laboratory have developed and maintains a common cause failure (CCF) database
and analysis software package for U.S. commercial nuclear power plants. The CCF data
collection and analysis system consists of CCF event identification methodology, event coding
guidelines, the CCF database containing both CCF events and an estimate of independent failure
counts and a software system to estimate CCF parameters.

Documentation of the CCF database and analysis software system is described in
NUREG/CR-6286, “Common-Cause Failure Database andAnalysis System.” This technical
report is published as four volumes: “Overview, “ “Event Definition and Classification of
Common-Cause Failure Events,” “DataCollection and Coding Common-Cause Failure Events,”
and “Common-Cause Failure Database and Analysis Soflware Reference Manual.”

The database contains CCF-related events that have occurred in U.S. commercial nuclear
power plants from 1980 through 1995. The events were identified from failure reports in the
Nuclear Plant Reliability Data System (NERDS), which is a proprietary database maintained by
the Institute of Nuclear Power Operations (INPO), and LERs obtained from the Sequence Coding
and Search System (SCSS) database maintained by the Oak Ridge National Laboratory for the
NRC. The current data collection effort has separated the data by system as well as by component
type.

The software system stores CCF data and independent failure events and automates the
CCF parameter estimation process. Two methods are used in the system: alpha factor and
multiple Greek letter. These models are used extensively in the nuclear industry. Because the
CCF database contains proprietary information from NPRDS, the database itself is proprietary.
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Results derived from the database can be used and can be referenced. Because NPRDS data are
proprietary, NRC by a separate letter provides the CCF database and the CCF analysis software,
along with supporting technical documentation, to only nuclear power plant licensees who are
members of INPO.

A repo~ “Common-Cause Failure Parameter Estimations,” NUREG/CR-5497, contains
CCF parameter estimates for the majority of the risk-important stiety systems and components in
commercial nuclear power plants. Individual summary reports of these systems are provided in
NUREG/CR-5497. The summary reports are for the following systems and components:

DC Power- Batteries and Chargers,

DC Power Distribution Circuit Breakers,

4160 Volt Ac Power Distribution Circuit Breakers,

Reactor Trip Circuit Breakers,

Emergency Diesel Generators,

Containment Spray Heat Exchangers, Motor-Operated Valves

Residual Heat Removal Heat Exchangers and Motor-Operated Valves

BWR Isolation Condensers and Air-Operated Valves, Motor-Operated Valves

PWR Auxiliary Feedwater Pumps and Air-Operated Valves, Check Valves, Motor-
Operated Valves

Emergency Service Water Pumps,

PWR High Pressure Safety Injection Pumps,

BWR Low Pressure Coolant Injection Pumps and Check Valves, Motor-Operated Valves

PWR Low Pressure Safety Injection Pumps and Check Valves, Motor-Operated Valves

BWR High Pressure Coolant Injection and Reactor Core Isolation Cooling Pumps and Air-
Operated Valves, Check Valves,

BWR Standby Liquid Control Pumps,

BWR Suppression Pool Strainers,

PWR Containment Sump Strainers,

Emergency Service Water Strainers,

Main Steam Isolation A~-Operated Valves,

B~ Safety Valves

B-18



Appendix B
Reliability Databases and Reports (Draft)

PWR Pressurizer Safety Valves, Power-Operated Relief Valves, PORV Motor-Operated
Block Valves

PWR Steam Generator Safety Valves, Power-Operated Relief Valves

BWR Pressure Relief and ADS Valves.

Also included in the individual summary report are system descriptions and figures,
component boundaries, failure event definitions, and a table of alpha factors.

Accident Sequence Evaluation Program (ASEP)

A. D. Swain,Accident Sequence Evaluation Program Human Reliability Analysis
Procedure, U.S. Nuclear Regulatory Commission, NUREG/CR-4772, February 1987.

N’UREGICR-4550 Analysis of Core Damage Frequency: Internal Events
Methodology

NUREGjCR-4550 was one of many documents that supported the NUREG-1150 “Severe
Accident Risb: An Assessment for Five US. Nuclear Power Plants (FinaISummary Repor~”.
Volume 1 of NUREG/CR-4550 provides a generic list of component failure rate statistics for
selected equipment in commercial nuclear power plants. Tables of generic component failure
rates, failure probabilities, and test and maintenance unavailabilities are provided. Failure
probabilities for each mode of component failure and for test and maintenance failures were
developed fkom analysis of plant-specific and industry-wide data. Tables of initiating event
frequencies, common cause factors and human error probabilities are also provided.

The failure parameters provided in NUR.EG/C-4550 specify a range of estimates collected
from other sources. These sources of data are identified in the tables. Along with the range of
estimates of a component failure mode are the estimates (mean) used in ASEP and the
corresponding probability distribution parameters. The lognormal distribution was assumed for
the ASEP parameters. Basis for the ASEP parameters is provided in the tables.

Ericso~ D. M., Analysuis of Core Damage Frequency: Internal Events Methodology, U.S.
Nuclear Regulatory Commission, NUREG/CR-4550, Rev. 1, January 1990.

Component Reliability Data for Use in Probabilistic Safety Assessment (IAEA-
TECDOC-478)

This document presents generic reliability data for components usually considered in
probabilistic safety assessments (PSA). The document was published in 1988 by the International
Atomic Energy Agency. Twenty-one sources (publications, reports, etc.) of reliability data
reviewed and component information was recorded in a database. The sources of data is
comprised of both foreign and U.S operating experience. The data sources cover the time frame
from late 1970 through mid 1980. Data sources include: Wash1400, Swedish Reliability Data
Book NUREG-2815, NUREG-2728, IEEE Standard 500, Shoreham PSA, NUREG/CR 4550,
Sizewell B Preconstruction Report, Oconee PSA, Old PWR (extensive plant-specific operating
experience extracted from plant operating records), Heavy Water Reactor assessment (operating
experience horn a comprehensive overview of pant operating records), Zion PSA, EPRI NP-
2433, German Risk Study, In-Plant Reliability Data Base, other selected NUREGS (LER
Summary reports of component failures). The records in the database (approximately 1000) were
established directly from the information from the sources reviewed.
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Component information available in the reportis categorized by component type, operating
mode (primarily for pumps), operatingenvironment, failuremode, failure rate (mean or median,
upper and lower bounds, errorfactors,repairtime), and source of information. Not every
component recordcontains all these reliability attributes. Either a failure rateor probability is
stated for each component type.

“Component Reliability Data For Use In Probabilistic Safety Assessment”, L4EA-
TECDOC-478, ISSN 1011-4289, IAEA, Vienna, October 1988.

AP600 Probabilistic Risks Assessment (DE-AC03-90SF18495)

The failure data used in the AP600 analysis is primarily based on existing operating plant
data. The components in the AP600 design are similar to and are assumed to operate under
similar conditions as those in existing operating plants. The logic and instrumentation failure
data for the AP600 microprocessor–based components is derived from Westinghouse data. No
contribution due to random software failure is considered, as software failure falls solely under
the common mode design failure. Common mode software failures of individual software
implementations and common mode failure of all software implementations are modeled.

A log-normal distribution was assumed for all data used in the reliability analysis. The
error factors were derived from NUREG/CR-4550, NUREG/CR2728 (Interim Reliability
Evaluation Program Procedures Guide), and engineering assessment.

Westinghouse plant-specific data for the assumed scheduled and unscheduled maintenance
of AP600 nonsafety-related system pumps are provided. Common cause failure parameters
(Multiple Greek Letter) and probabilities, as well as human error probabilities (THERP-based),
are presented.

Simplljied Passive Advanced Light Water Reactor Plant Program, AP600 Probabilistic
Risk Assessment, U.S. Department of Energy, San Francisco Operations OffIce, DE-AC03-
90SF18495.

Advanced Light Water Reactor Utility Requirements Document

The Electric Power Research Institute (EPRI) developed a set of design requirements for
advanced light water reactors. Volume III ALWR Passive Plant Chapter 1 Appendix A contains
the key assumptions and groundrules (KAG) for pefiorming the probabilistic risk assessment
(PRA) required by 10 CFR 52.47(a)(l)(v). As part of this document, a reliability database
consisting of initiating event frequencies, component failure rates, and common-cause failure
parameters are provided. The document is proprietary information and is available only under
license from EPRI.

The KAG provides a set of recommended generic failure rates that were derived from
available data sources.

ADVANCED LIGHT WATERREACTOR L?TILITYREQUIREMENZSDOCUMZNZ
Volume 111AL WRPassive Plant, Chapter 1, Appendix A, PRA Key Assumptions and
Groundrules, Electric Power Research Institute.
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Non-nuclear/Commercial

Bellcore

“Reliability Prediction Procedure for Electronic Equipment”, Technical Reference, TR-
TSY-000332, Issue 6, Dec. 1997. Many commercial electronic product companies are now
choosing to use the Bellcore handbook for their reliability predictions. Bellcore is Bell
Communications Research (a spin-off of AT&T Bell Labs), and is the research arm of the Bell
Operating Companies. Bellcore previously usedMIL-HDBK-217 for their reliability predictions,
but found that 217 gave pessimistic numbers for its commercial quality products. In 1985,
Bellcore used 217 as a starting point and modified (simplified) the models to better reflect their
field experience. The Bellcore reliability prediction procedure, which is applicable to
commercial electronic products, was developed also at this time. The procedure provides
recommended methods for predicting device (basic component) and unit (customer replaceable
assembly of devices) hardware reliability. Three methods are outlined: Method I- Parts count
(MIL-HDBK-217F procedure); Method II-Unit or device level statistical predictions based on
combining Method I predictions with test dati, Method 111-Statistical predictions of in-service
reliability based on field data collected. Base failure rates are provided with tables of factors
(e.g., temperature, environmental, quality level, etc.) that can be applied to establish a failure rate
for a specific application.

Bellcore document “Reliability Prediction Procedure for Electronic Equipment”
(document number TR-332, Issue 6) ca be ordered fi-omBellcore Customer Service in New
Jersey Phone: (800) 521-2673 or (732) 699-5800; the cost is about $1000. Bellcore was
purchased by Science Applications International Corp (SAIC) in late 1997 and is now called
Telcordia Technologies.

MIL-HDBK 217P Reliability Prediction of Electronic Equipment

The most widely known and used reliability prediction handbook is MIL-HDBK-2 17, the
Military Handbook for “Reliability Prediction of Electronic Equipment”. MILHDBK-217 is
published by the Department of Defense, based on work done by the Reliability Analysis Center
and Rome Laboratory at Gtiffiss APB, NY. The MIL-HDBK-217 handbook contains failure rate
models for the various part types used in electronic systems, such as ICS, transistors, diodes,
resistors, capacitors, relays, switches, connectors, etc. ML-HDBK-217 provides models for
printed circuit boards, lasers, SAWS magnetic bubble memories, and tubes. MIL-HDBK-217 is
geared towards both military and commercial equipment.

MIL-HDBK-217 was the original standard for reliability. It was designed to provide
reliability math models for nearly every conceivable type of electronic device.MIL-HDBK-217
is intended to provide a consistent and uniform database for making reliability predictions when
no substantial reliability experience exists for a component. MIL-HDBK-217 is used by both
commercial companies and the defense industry. It contains two basic methods of calculating
component level failure rates, the “parts stress method” and the “parts count method.” The parts
count method requires only limited information such as component type, complexity and part
quality to calculate a part failure rate. The parts count section of the handbook is derived by
assigning model factors for more involved part stress method to slightly conservative estimates of
what would typically be expected. All of the specific default values are provided in Appendix A
of the handbook. The parts stress method requires signiilcantly more information such as case or
junction temperature and electrical operating and rated conditions to petiorm a failure rate
calculation.
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Because MIL-HDBK-217 was the original standardfor reliabili~ predictionanalyses, it is
known and accepted worldwide.

In MIL-HDBK-217, the quality levels that are used differ from one part type to another.
Rather than having a simple classification of general quality levels, the quality levels for
components in MIL-HDBK-217 are derived fkom specific data that is component dependent.
Therefore, the quality levels for resistors are different than the quality levels for semiconductors.
The quality levels for semiconductors are different than the quality levels for integrated circuits.
The quality levels for each part type were designed specifically for that classification of
component.

The most recent revision of MIL-HDBK-217 is Revision F Notice 2, which was released in
February of 1995. You can get a copy of MIL-HDBK-217F-2 from any source that provides Mil
Specs, Mil Standards, Mil Handbooks, etc. The Defense Printing Service, Philadelphia PA,
Phone: (215) 697-2179, Fax: (215) 697-1462 is one such source or National Technical
Information Service (NTIS) [WEB access: www.NTM.gov] is another. Cost is approximately
$60.

Handbook of Reliability Prediction Procedures for Mechanical Equipment (NSWC-
98/LEl)

This report was developed as part of a research project to develop a standardized method of
evaluating new mechanical designs for reliability and maintainability (R&M). The design
evaluation techniques program initiated by the Carderock Division of the Naval Surface Warfare
Center includes a methodology for evaluating a design for R&M that considers the material
properties, operating environment and critical failure modes at the component level. This report
presents an approach for determining the R&M characteristics of mechanical equipment. An
analysis of a design for R&M can identify critical failure modes and causes of unreliability and
provide an effective tool for predicting equipment behavior and selecting appropriate logistics
measures to assure satisfactory periiormancewhen the equipment is placed in its operating
environment. The current edition of the Handbook has twenty chapters of guidance information
with equations, engineering tables, and procedures for estimating the reliability of a mechanical
design for the intended operating environment.

This is a relatively new standard, and currently the only one of its kind. The Handbook is
constantly being updated. In the 94 edition, nineteen basic mechanical components have been
identified for which reliability prediction equations have been developed. All mechanical
equipment is composed of some combination of these nineteen components and a designer can
utilize the equations to determine individual component reliability and then combine results in
accordance with the system reliability diagram to determine total system reliability in its
operating environment. The current edition (1998) contains additional chapters on gearboxes and
transmission systems, sensors and transducers, and impacting devices. Information on the impact
of shock, vibration, and corrosion on mechanical reliability have been included so that a complete
set of procedures for predicting the reliability of mechanical component is available.

Copies of the Handbook are available from: Carderock Division NSWC, 9500 MacArthur
Blvd, Code 291, ATTN: Tyrone Jones, West Bethesd~ MD 20817-5700. The cost of the
Handbook is $100. For additional information, call Mr. Tyrone Jones at (301) 227-4383 or Mr.
James Chesley (301) 227-1709.
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OREDA

Offshore Reliability Data (OREDA) organization is currently sponsored by ten major oil
companies. The main purpose is to promote the use and exchange of reliability technology and
data between the participating companies. The OREDA project has established a comprehensive
data bank with reliability data for exploration and production equipment mainly from the North
Sea and the Adriatic Sea regions. The data bank comprises data from a wide variety of
installations, equipment types and operating conditions.

OREDA provides the data in generic form in Reliability Handbooks. The current
Handbook edition was issued in 1998. OREDA has been collecting data since the begiming of
the eighties. The data in the Handbook represent the North Sea (Norwegian and UK sector) and
the Adriatic Sea. Data have been collected for altogether 7,629 equipment units. The data
represent a total observation period of 22,373 years, and 11,154 failures have been recorded. The
data are presented in approximately 250 data sheets for various fimctions, applications, capacities,
fluids, size, etc. of the equipment. For each component identified, quantitative generic
information consists of failure modes, failure rate, repair time, active repair time (time to analyze,
repair and restore equipment to service), and supporting information (number of events,
population, time in service). Qualitative information in the handbook includes the component
description, offshore applications, environmental and operational conditions, failure causes and
additional description of failure modes, and component boundary specifications.

The OREDA-97 handbook covers a wide range of components and systems:

Mechanical: Compressors, Gas turbines, pumps, heat exchangers, vessels

Electrical Electric generators

Control and Safety Equipment: Control Logic Units, Fire and Gas Detectors, Process
Sensors, Valves

Subsea Equipment Control Systems, Well Completions

The Handbook information is classified into the following systems: Process Systems,
Safety Systems, Electrical Systems, Utility Systems, Crane Systems, and Drilling Equipment.

The data are stored in a database, and specialized software has been developed to collect,
retrieve and analyze the information. Only the OREDA member companies have access to these
databases, or they can give temporary contractors working on their behalf. Generic data are
published in the data Handbook. Project participants are: AGIP S.P.A./STIN, BP International
Ltd., Norsk Hydro as., SIEP B.V., Saga Petroleum as., Statoil UBT DWO, Total S.A., Elf
Petroleum Norge MS, Exxon Production Research Co., Phillips Petroleum Company.

Price of the handbook is $385. Postal address:

Det Norske Veritas
Veritasveien 1
P.O. Box 300
N-1322 Havik
NORWAY
Attn: OREDA Manager
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Reliability Data for Control and Safety Systems- 1998 Edition

Several standards such as the InternationalElectrotechnical Committee standard IEC
61508; “Functional Safety of Electrical/Electronic/Programmable Electronic Safety-Related
(E/E/PE) Systems” are highlighting the use of reliability analysis to design and verifj the
periiormance of computer-based control and stiety systems. The analysis, however, has suffered
from the lack of relevant reliability data. The handbook “Reliability Data for Control and Safety
Systems -1998 Edition” is a unique source for this kind of data. Here, more than 10 years of field
reliability data is shared with the entire engineering community.

The handbook contains summary tables of reliability parameter values, including
parameter definitions, approach and data sources and a description of the component together
with reliability parameter values. Components included are typical components found in process
control and shutdown systems, including emergency shutdown systems and fire and gas detection
systems:

Input devices, among others: Process transmitters, gas/smoke/heat detectors

Control logic, among others: ESD node/single PLC system, field bus coupler

Output devices, among others: Different shutdown valves, pilot and control valve, pressure
relief valve.

The reliability data handbook is the result of research and development work conducted in
the PDS Forum. The PDS Forum (Formerly CSSF-Control and Safety Systems Forum-- Industry
forum within the area of “Dependability of computer-based control and safety systems”) was
initiated in 1995. The forum is a professional forum for exchange of experience between
Norwegian vendors and users of control and safety systems. The primary focus is on safety and
reliability aspects of such systems. The basis of this work is a co-operation between oil
companies, control and safety system vendors, engineering companies and researchers. All
parties involved have a special interest in reliability issues of computer-based control and safety
systems. In 1998, the main activity of the PDS Forum was to update the so-called “PDS-
recommended data”. The handbook is prepared and published by SINTEF. For the last 10 years,
SINTEF has had a major activity on theory, techniques and tools for the desi~ validation,
operation and evaluation of computer-based control and safety systems in the process industry.
The OREDA database serves as a key component of the data.

The participants in the 1998 PDS Forum are:

Oil Companies: Amoco Norway Oil Company, BP Norge, Elf Petroleum Norge, Norsk
Hydro ASA, Phillips Petroleum Company Norway, Saga Petroleum, Shell, STATOIL

Control and Safety Systems Vendors: ABB Industri, Autronica, Bailey Norge, Boo
Instrument AS, Honeywell, ICS Group, Kongsberg Simrad, Norfass (Yokogawa)j SAAS ASA,
Siemens

Engineering Companies and Consultants: Aker Engineering, Det Norske Veritas, Dovre
Safetec AS, Kvaxner Oil and Gas A.S, NORSOC, Umoe Olje og Gass.
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CCPS
The Center for Chemical Process Safety (CCPS) of the American Institute of Chemical

Engineers (AIChE) has developed and operated an equipment reliabili~ database. The database
can be used to determine process integri~, reliability and availability of equipment components,
process units and plants and develop risk-based maintenance planning and continuous
improvement of key equipment.

Participants have access to their own data and the generic data developed from the
experience of all participants. A guidelines book on collecting quality data suitable for inclusion
in the database and Windows 0 based software for data analysis. Project participants are: Air
Products & Chemicals Inc., Amoco Corporation, ARCO, BP Oil International, Caltex Services,
Cekmese Limited, Chevron Research and Technology Corp., Dow, DuPon~ Eastman Chemical
Co., Exxon, Factory Mutual Res. Coq., Flour Daniel Inc., GE Plastics, The Hartford Steam
Boiler Inspection and Insurance Co., Hercules Inc., ICI-UK Intevep S.A. (Venezuela), Mitsubishi
Chemical Corp., Phillips Petroleum Co., Rohm and Haas Co., Shell, Syncrude Canad% Ltd.,
Texaco, Westinghouse Savannah River Operations.

The guidelines book, “ProcessEquipment Reliability Data” was published in 1989. The
data presented are primarily based on nuclear power plant information and experience data with
some non-nuclear data (petro-chemical) provided. The results are presented are generic. A
CCPS generic failure rate database taxonomy as well as diagrams of equipment boundaries are
provided.

GIDEP

GIDEP (Government-Industry Data Exchange Program) is a cooperative activity between
government and industry participants seeking to reduce or eliminate expenditures of resources by
making maximum use of existing information. The program provides a media to exchange
technical information essential during research, design, development production and operational
phases of the life cycle of systems, facilities and equipment.

GIDEP is managed and funded by the U.S. Government. Among its participating
organizations are: US Army, Navy, Air Force, Defense Logistics Agency, National Aeronautical
and Space Administration, Department of Energy, Department of Labor, Department of
Commerce, General Services Administration, Federal Aviation Administration, US Postal
Service, National Institute of Standards and Technology, National Security Agency, as well as,
the Canadian Department of Defence. There are also hundreds of industrial organizations
producing parts, components and equipment for the government which participate in the program.
As a result of the government’s emphasis on high quality products and services, any activity
providing products or services to the government, and uses or generates the types of data
exchanged within GIDEP, may apply for membership. GIDEP does not accept classified or
proprietary information.

Participants in GIDEP are provided electronic access to the six major types of data. The
ENGINEERING DATA contains quality assessmen~ engineering tes~ evaluation and
qualification test reports, nonstandard parts da~ parts and materials specifications,
manufacturing processes, process controls, solderability data and related engineering data on
parts, components, materials and processes. This data includes significant amounts of energy and
environmental information.
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The FAILURE EXPERIENCE DATA contains objective failure information as a result of
ALERTs, SAFE-ALERTS, Problem Advisories and Agency Action Notices which noti~ users of
nonconforming parts, components, chemicals, processes, materials, stiely and hazardous
situations. This data also includes failure analysis and problem information submitted from
laboratory analysis.

The METROLOGY DATA contains calibration procedures and technical manuals for test
and inspection equipment. It also contains engineering information on calibration laboratories,
calibration systems and measurement systems. National Institute for Standards and Technology
contributes a significant portion of the engineering data related to measurement science.

The PRODUCT INFORMATION DATA contains notices on parts, components and
materials which are being discontinued or the attributes have been changed by the manufacturer.
This data includes Diminishing Manufacturing Sources and Material Shortages (DMSMS)
Notices of product discontinuances which suppliers have forwarded to GIDEP. It also contains
information on alternate sources, after market suppliers, Department of Defense focal points of
contact and related information. Another significant type of data is the Product Change Notices,
which are also distributed as apart of this data set.

The RELIABILITY AND MAINTAINABILITY (R&M) DATA contains failure rate,
failure mode and replacement rate data on parts, components, and subsystems based upon field
petiormance and demonstration tests of equipment subsystems and systems. This also includes
reports on theory, methods, techniques and procedures related to reliability and maintainability
practices. The URGENT DATA REQUEST system permits participants having technical
problems to rapidly query the GIDEP community to obtain information that resolves the problem.

This source of data was not reviewed for this report. The summary is what is described on
the WEB site. To get GIDEP data an organization must be a member of GIDEP. The GIDEP
summary is included as a possible source of data for commercial-off-the shelf equipment.

Savannah River Site Non-Reactor Component Generic Failure Rate Database

A component generic failure database report has been developed as part of an overa[l effort
to improve safety analysis methods for Savannah River Site (SRS) nonreactor nuclear facilities.
The database was developed to support quantification of system fault-tree models. Examples of
components covered include instrumentatio~ electrical equipment pumps, valves, tanks, and
piping. The following are goals of the database development effort: 1) provide information on
various failure modes for each component, where possible, (e.g., valve failure to open/close upon
demand and spurious operation, rather than just valve failure; 2) base component failure rates on
actual data (failure events) wherever possible; 3) use the most upto-date and applicable data
sources available; and 4) provide a basis and reference for each component failure rate so that the
basis can be reviewed and evaluated.

Data sources used in the database include Department of Energy (DOE) nuclear facilities,
chemical processing facilities, commercial nuclear power plants, military systems, and offshore
oil drilling facilities. Data sources were identified from existing databases, horn interviews with
DOE safety analysts, and from past safety analyses. A comprehensive list of components and
failure modes was generated by reviewing past SRS safety analyses, and existing data sources,
and consulting with SRS and other DOE safety analysts. The resulting list of components and
failure mode combinations includes over 500 entries. The sources were divided into those listing
actual failure data and those listing only failure rate estimates. All sources are categorized as:
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Category 1- Sources with actual failure data obtained from a detailed review of failure
events (to ensure applicability to the failure mode being considered) and a detailed review of
component populations and exposure duration (or demands). Twenly-one sources were
identified, most dealing with commercial nuclear power plants or DOE reactors. A major source
of commercial nuclear power plant information was the Nuclear Computerized Library for
Assessing Reactor Reliability (NUCLARR).

Catego~ 2- Sources with actual failure data, but which have an added uncertainty in the
data compared with Category 1 sources. This uncertainty can result fiorn a less comprehensive
search for actual failures, a more approximate method for determining component populations or
exposure durations (or demands), or a less clear breakdown of failures into the failure modes of
interest. Sixteen Category 2 sources were identified, covering nuclear power plants (NUCLARR
has ten sources in this category), military systems (Rome Air Development Center), DOE nuclear
facilities, offshore oil-drilling facilities (OREDA), and Iiquified natural gas plants.

Category 3- Sources that list only failure rate estimates. Seven data sources were used for
this category. These sources cover a variety of industries.

A goal of the effort was to base failure rate estimates on actual failure data (those contained
in CategoW 1 and Category 2). Since the data quality was higher with Category 1, data
aggregation was only pefiormed within categories. If there are failure data from more than one
source for a given component failure mode, aggregation routines combined the data to obtain a
distribution of the failure rate. The aggregation routines are based primarily on those found in the
NUCLARR software package. However, several modifications were made to cover special cases
where a source listed a failure rate but no uncertainty estimate (i.e., Category 3 data), and where
aggregation results indicated an error factor (95ti percentile/50ti percentile) greater than 30.

Estimates of component failure rate are presented in tabular form. The recommended
results were based on the following aggregation preferences: first– Category 1, second-Category
2 (when Category 1 data did not exist), and last<atgory 3 (when neither Category 1 or 2 data
exists). Mean failure rates were rounded to 1, 3, or 5 times the appropriate power of 10. Also,
error factors were rounded to 3, 5, 10 or 30. This rounding is reasonable for a generic database
and reflects the precision of the results. Further, the component failure rates and respective
failure modes were tabulated according to six system types: water, chemical process, compressed
gas, HVAC/exhaus~ electrical distribution, and instrumentation and control.

The following are some of the strengths of the resulting database:

. Extensive coverage of components and failure mode combinations (over 500).

. Wide range of sources used (commercial reactors, DOE facilities, chemical facilities,
offshore oil drilling, military systems).

. Most failure-rate distributions based on actual data rather than estimates.

. Results for each aggregation for each data source are provided as well as the basis for each
failure-rate distribution is provide~ thereby the user can acceptor modi~ the results.

Only failure rate and uncertainty estimates of either 1 or gd are provided. Repair times or
equipment downtimes are not provided.
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C.H. Blanton, E.V. Browne, and S.A. Eide, WSRC, Aiken, S.C., Savannah River Site
Generic Data Base Development (U), Westinghouse Savannah River Company, WSRC-TR-93-
262, June 1993.

Savannah River Site Human Error Database for Non-Reactor Nuclear Facilities

A component generic failure database report has been developed as part of an overall effort
to improve safety analysis methods for Savannah River Site (SRS) nonreactor nuclear facilities.
The database was developed to support quantification of system fault-tree models. The report
includes models and quantification results for 35 representative human errors. For 16 of the
human errors, the recommended human errorprobabilities or rates are based solely on generic
models developed from industry literature (no actual SRS data available). SRS-specific data were
collected for the remaining 19 human errors. (The recommended SRS human error rates and
probabilities were obtained using rounded generic model results as priors and the SRS specific
models as the evidence in the Bayesian updates.) Of these 19 human errors, the final
recommended values for two human errorswere quantified using only SRS-specific actual data.
The remaining 17 human errors quantified used both SPS-specific and generic models. For each
human error rate, three different mean probabilities or rates are presented to cover a wide range of
conditions and influencing factors.

The majority of the human errors presented are for pre-accident or initiators. Only six
relate to post-accident conditions. Each human error rate or probability was to have a lognormal
distribution characterized by a mean and an error factor. Each mean obtained from the generic
model was rounded to 1, 3, or 5 times the appropriate power of ten. Many of the generic human
error models were based on models, data, or estimates derived for applications at commercial
nuclear power plants. The data and modeling generally uses THERP techniques as described in
NUREGICR-1278, “Handbook of Human Reliability with Emphasis on Nuclear Power Piant
Applications”.

The analysis for each human errorrate or probability, as well as the basis for each human
error model, are provided; thereby the user can accept or modi~ the results.

The document does not provide guidance for performing detailed human reliability
analysis.

H. C. Benhardt, S.A. Eide, et.al, WSRC, Aiken, S.C., Savannah River Site Human Error
Data Base Development For Nonreactor Nuclear Facilities ~, Westinghouse Savannah River
Company, WSRC-TR-93-581, February 1994.

Electronic Part Reliability Data (EPRD-97)

The purpose of this document is to provide empirical field failure rate data on electronic
components. The component types for which data is presented in this document are capacitors,
diodes, integrated circuits, opto-electronic devices, resistors, thryistors, transformers, and
transistors.

The part types for which data is contained in this document is similar to those contained in
existing reliability prediction methodologies, such as MIL-HDBK-2 17. MIL-HDBK-217
contains mathematical models that have been derived from empirical field failure rate data. The
data contained in EPRD-97 is historically observed field failure rates. A majority of the data
contained in EPRD-97 is comprised of commercial quality components. Therefore it can be used
to predict reliability of non-military systems containing commercial quality components.
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The failure ratedatacontained in this document representsa cumulative compilation from
the early 1970’s through October 1996. RAC periodically purges data from the database in the
event that newer data of higher quality is obtained. New field data is added periodically in an
effort to keep the databases current. The goals of these data collection efforts areas follows:

1)

2)

3)

To obtain data on relatively new part types and assemblies.

To collect as much data on as many different data sources, application environments,
and quality levels as possible.

To identi~ as many characteristic details as possible, including both part and
application parameters.

Data contained in this publication were collected from a wide variety of sources. RAC
utilized the following generic sources of data for this publication:

- Published reports and papers

. Data collected from government-sponsored studies

“Data collected from military maintenance data collection systems

“Data collected from commercial warran~ repair systems

. Data from commercial/industrial maintenance databases

“Data submitted directly to the MC from military or commercial organizations that
maintain failure databases.

R4C screens the data such that only high quality data is added to the database. In addition,
only field failure rate data has been included.

EPRD-97, along with the RAC’S document “Nonelectronic Parts Reliability Data” (NPRD-
95), described in the next sectio~ contains all (non-proprietary) component data that is in the
RAC databases. These two documents are complementary and there is no duplication of data
between them. Together they provide the capability of estimating the reliability of most
component types used in electronic or mechanical systems.

The primary purpose of this document is to augment reliabili~ prediction methodologies
such as MIL-HDBK-2 17. MIL-HDBK-217 or other prediction methodologies do not contain
failure rate models on every conceivable type of component and assembly. These reliability
prediction models have been primarily applicable only for generic electronic components.
EPRD-97 provides:

1) failure rate data on commercial quality components,

2) failure rates on state-of-the-art components, and

3) data on part types not addressed by MIL-I-IDBK-2 17 or other prediction methodologies
models.
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A hard copy of this document is available from IIT Research Institute/Reliability Analysis
Center, 201 Mill Street, Rome, NY 13440-6916, Phone (888) 722-8737, FAX (3 15) 337-9932.
Cost is $395.

Nonelectronic Part Reliability Data (NPRD-95)

The purpose of this document is to present summary failure rates by environmental and
quality level on a wide variety of electrical, electromechanical, and mechanical partdassemblies.
This document contains data on more than 25,000 part types. The failure data is collected ffom
both military and commercial applications. The generic sources of data for this publication are the
same as those identified for EPRD-97.

The failure rate data contained in this document represent a cumulative compilation of data
collected from the early 1970’sthrough May 1994. However, data is periodically purged from the
database in the event that newer data of higher quality is obtained or if data is on obsolete part
types. New field data is added in an effort to keep the databases current. The goals of the data
collection efforts are:

1) To obtain data on relatively new part types and assemblies for which there is a lack of
field experience.

2) To collect as much data on as many different data sources, application environments
and quality levels as possible.

3) To identi@ as many characteristic details as possible, including both part and
application.

RAC states that additional steps have been taken to insure the quality of the data published
in the document. Completeness of data, consistency of dat~ equipment population tracking,
failure verificatio~ availability of parts breakdown, and characterization of operational histories
are all used to determine adequacy of data.

RAC states that in virtually all field failure data collected, time to failure was not available.
Few DoD or commercial data tracking systems report elapsed time indicator (ETI) meter readings
to allow time-to-failure compilations. Those that do report ETI readings lose accuracy following
removal and replacement of failed items. To accurately monitor these times, each replaceable
item would require its own individual time recording device. The data collection efforts typically
track only the total number of item failures, part populations, and the number of system operating
hours. The assumed underlying time-to-failure distribution for all failure rates presented in
NPRD-95 is the exponential distribution. R4C firther states that many of the part types for
which data are presented typically do not follow the exponential failure law, but rather exhibit
wearout characteristics, or an increasing failure rate in time. The faihn-e rates are presented by
generic component type, quality level, and environment.

A hard copy of this document is available from IIT Research Institute/Reliability Analysis
Center, 201 Mill Street, Rome, NY 13440-6916, Phone (888) 722-8737, FAX (315) 337-9932.
Cost is $195.

Failure Mode/Mechanism Distributions (FMD-97)

This document is the second in a series of Reliability Analysis Center (RAC) publications
that provide Failure Mode and Mechanism Distributions on parts and assemblies. It updates
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“FailureMode/Mechanism Distributions, 1991” and provides a cumulative compendium of
failure mode/mechanism data.

FMD-97 presents failure mode distributions on parts and assemblies to be used in support
of reliability analyses. Data contained in this publication can be used to apportion a component’s
total faih.werate by failure mode. This accomplished by multiplying the total failure rate by the
percentage attributable to a specific failure mode. The failure mode distributions provide a
baseline set of probabilities to be used in the reliability analyses.

The scope of this publication is electrical, electronic, mechanical, and electromechanical
parts and assemblies on which the RAC has collected failure mode/mechanism data. The data
contained in this publication was collected fi.-oma variety of sources. These sources, grouped by
major categories, are:

(1) Published information; Literature searches were conducted that identified published
sources presenting failure modes/failure mechanisms or failure mode distributions. Such sources
are periodicals, technical reports, and data compendiums.

(2) Maintenance data; Several government-sponsored databases were used in support of
FMD-97. In these databases, a repair technician will typically record information regarding the
cause of failure at the time a maintenance action was performed. The primary disadvantage of this
data type is that the failure mode/mechanism cannot be confirmed. Data of this type was only
included when a reasonable degree of credibility existed in the source.

(3) Failure analysis reports; RAC states that it continually collects and analyzes failure
mode/mechanism data from failure analysis activities. The data in this category can be from
failures in field operation or laboratory testing. The advantage of this kind of data is that it is
usually of very high quality. A disadvantage is that much of the data is from laboratory testing,
and therefore the stresses to which the part is exposed may not be consistent with the stresses
seen by the part in field use operation. Additionally, some of the data contained in thk document
is from Destructive Physical Analysis (DPA) in which the part may not have functionally failed,
but rather, an anomaly was discovered.

Because many different sources of data were used in the preparation of this document, the
user of thk data is encouraged to review the source descriptions. RAC states that a particular
problem in deriving the failure distributions presented in FMD-97 was the manner in which
several data sources were merged together to yield a single distribution. The previous version of
this document, FMD-91, used a merging algorithm that weighted each data source equally. This
algorithm consisted of converting the failure data to percentages, averaging the percentage
associated with each mechanism, and adjusting (normalizing) the resultant percentage to ensure
that the sum is equal to one hundred percent. One reason for accomplishing the data merge in
this fhshion for FMD-91 was that many of the data sources used at that time were provided to the
RAC in percentage form, for which the specific number of failures associated with each failure
mode/mechanism was not known. However, a disadvantage in using that method is that each
data source is weighed equally and a source that contains many failures is weighed equally with
one that contains very few failures. Virtually all of the new data that was collected to support this
update toFMD-91 was provided in a form in which the quantities of failure were known. Where
FMD-91 contained a significant amount of data in percentage form only (unknown failure
quantities), less than 20% of the data inFMD-97 is percentage data only. For this reason, RAC
used a data merging algorithm that weighs each data source in an amount proportional to the total
number of reported failures in that data source.
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A hard copy of this document is available from IIT Research Institute/Reliability Analysis
Center, 201 Mill StreeL Rome, NY 13440-6916, Phone (888) 722-8737, FAX (315) 337-9932.
Cost is $100.

Reliability Analysis Center (RAC) Automated Databook (IUD)

The Reliability Analysis Center (RAC) Automated Databook @AD) is intended to serve as
a time eftlcient data search and retrieval tool for accessing information contained in WC data
publications NPRD-95, EPRD-97, and FMD-97.

The implementation of RAD closely follows the organization of the printed NPRD-95,
EPRD-97, and FMD-97 giving access to the information through indexes. These indices allows
the user to access information by specifying an Index Term, for NPRD-95, and EPRD-97, a Part
or MIL Number, and for NPRD-95 and EPRD-97, a fill National Stock Number (NSN), or NSN
without the Federal Supply Class (FSC).

In addition to the indexed data retrieval, the RAD also allows the user to retrieve data
through a Multi-Parameter Search Engine. This Search Engine provides extreme flexibility by
allowing searches on full or partial part numbers for NPRD-95 and EPRD-97 data and narrowing
a search to include only data from a specific manufacturer.

Additional search filters allow the user to specifj specific environments and/or quality
levels to limit search results in either the indexed data retrieval or the Multi-Parameter Search for
NPRD-95 and EPRD-97 data.

A CD-ROM of the automated handbook is available from IIT Research Institute/Reliability
Analysis Center, 201 Mill Street, Rome, NY 13440-6916, Phone (888) 722-8737, FAX (315)
337-9932. Cost is $500.

Digital I&C Systems Data

Nuclear power plants rely on instrumentation and control (I&C) systems for plant
monitoring, control, and protection. Digital I&C systems have the potential for improved
reliability and availability by the use of such capabilities as fault tolerance, self-testing, signal
validation, and on-line diagnostics, compared to the analog systems currently in use at U.S.
commercial nuclear power plants. Virtually all of the nuclear power plants in operation today
have digital I&C components (National Research Council, 1997). Some were part of original
designs (for example, diesel generator sequencers) using solid-state logic while others involve
plant retrofits ranging from relatively small scale replacements of components (recorders, meters
and displays) to large scale microprocessor-based systems. The later includes reactor protection
system retrofits at Haddam Neck, Sequoyah, Zion Unit 2, and Diablo Canyon; ATWS systems at
Palo Verde Units 1,2; load sequencers at Turkey Point Units 3 and ~ and station
blackoutielectrical safeguards at Prairie Island Units 1 and 2. New, advanced nuclear power plant
designs use digital I&C systems exclusively. There is world-wide application of digital I&C
technology to nuclear power plants. In Canada (CANDU reactors), Japan (the ABWR located at
Kashwazaki), Korea (CANDU designs at Wolsong 2/3/4 and the WENS System 80+ designs at
Yonggwang 3/4), and Western Europe (Great Britain latest plant, Sizewell-B, France’s Chooz-B
plant). The Canadian CANDU plants generally have the most advanced digital I&C systems
(Uhrig 1993). (The newest CANDU plant, Darlington, has almost 100% of it control systems and
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over 70% of its plant protection systems being digital.) In the United States, the advanced reactor
designs developed use all digital I&C systems.

Digital instrumentation and control (I&C) systems are vulnerable to common-mode failure
caused by software error, which defeats the redundancy achieved by hardware architecture. A
defense-in-depth and diversity (D-in-D&D) analysis of a digital computer-based reactor
protection system, in which defense against common-mode failures was based upon an approach
using a specified degree of system separation between echelons of defense was used in NUREG-
0493, “A Defense-in-Depth& Diversity Assessment of the RESAR-414 Integrated Protection
System.” SECY 91-292, “Digital Computer Systems for Advanced Light-Water Reactors,”
discusses common mode failures and other digital system design issues. As a result of the
reviews of ALWR design certification applications that used digital protection systems, the
USNRC documented its position with respect to common-mode failures in digital systems and
defense-in-depth in SECY 93-087, “Policy, Techrdeal, and Licensing Issues Pertaining to
Evolutionary and Advanced Light-Water Reactor (ALWR) Designs.”

As a result of the reviews of ALWR design certification applications that used digital
protection systems, the USNRC established acceptance guidelines for D-in-D&D assessments.
The guidelines are described in Branch Technical Position HICB- 19, Guidance for Evaluation of
Defense-in-Depth and Diversity in Digital Computer-Based Instrumentation and Control Systems
(see NUREG-0800, Chapter7, Instrumentation and Controls).

1. The applicantilicensee should assess the defense-in-depth and diversity of the proposed
instrumentation and control system to demonstrate that vulnerabilities to common-mode failures
have been adequately addressed.

2. In performing the assessment, the vendor or applicantiicensee shall analyze each
postulated common-mode failure for each event that is evaluated in the accident analysis section
of the safety analysis report (SAR) using best-estimate methods. The vendor or applicantilicensee
shall demonstrate adequate diversity within the design for each of these events.

3. If a postulated common-mode failure could disable a safety fi.mction, then a diverse
means, with a documented basis that the diverse means is unlikely to be subject to the same
common-mode failure, should be required to perform either the same fi.mction or a different
fimction. The diverse or different function maybe performed by a non-safety system if the system
is of sufficient quality to petiorm the necessary fimction under the associated event conditions.

4. A set of displays and controls located in the main control room should be provided for
manual system-level actuation of critical safety fimctions and monitoring of parameters that
support the stiety Ii.mctions. The displays and controls should be independent and diverse from
the safety computer systems identified in items 1 and 3 above.

Siemens Power Corporation submitted a topical report describing a digital I&C system for
reactor protection to USNRC for review and approval. On May 5, 2000, the USNRC concluded
the topical report was acceptable for referencing in license applications subject to limitations in
the safety evaluation (SE). The SE stated that although the reliability of the system was assessed
with both probabilistic and deterministic reliability analyses, it does not use these analyses as the
sole means for accepting the safety system. The analyses are only related to the hardware aspects
of the system. Confirmatory testing of the system included the software.
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USNRC publications providing guidance on the use of digital I&C in nuclear power pkmts
are

NUREG/CR-6241 discusses graded acceptance processes for commercial off-the-shelf
software used in reactor applications. The guidance in this NUREG will aid the reviewer in the
evaluation of acceptance processes that are part of commercial dedications of PLC embedded,
operating system, and programming tools software.

Branch Technical Position HICB-18, Guidance on the Use of Programmable Logic
Controllers in Digital Computer-Based Instrumentation and Control Systems.

EPRI report TR-106439, “Guideline on Evaluation and Acceptance of Commercial Grade
Digital Equipment for Nuclear Safety Applications,” provides more detail on the characteristics
of an acceptable process for quali~ing existing software, and discusses the use of engineering
judgment and compensating factors.

Hardware unavailability of digital I&C systems are estimated for various environmental
stress factors and are compared to their existing analog counterpart in NUREG/CR-6579
(USNRC, 1998).

The National Research Council study identified six technical issues associated with the use
of digital I&C technology in existing and advanced nuclear power plant designs. The six
technical issues are: systems aspect of digital I&C technology; software quality assurance;
common-mode software failure potential; quantitative safe~ and reliability assessment methods;
human factors and human-machine interfaces; and dedication of commercial-of-the-shelf
hardware and software. Of these six, common-mode software failure and the quantitative
reliability assessment issues are relevant to the development of the reliability database to support
risk trade-off studies of ALWR designs.

Probabilistic analysis, such as fault tree analysis, of physical failures in safety-critical
systems is well understood, however, the analysis of design faults is not as straightforward. For
example, software faults are considered design faults. The USNRC considers software design
errors to be credible common-mode failures that must be assessed. Software reliability is
generally difficuit to measure, if at not impossible, since many of the factors which influence
reliability are qualitative in nature. A methodology using Bayesian belief networks to combine
both quantitative and qualitative reliability factors to assess software (COTS software included)
failure probability is proposed by Dahll (2000). Additional reliability modeling techniques are
provided in NUREG/CR-6101 (Lawrence 1993).

Operational and testing experience associated with digital I&C technology are necessary to
assess the reliability and availability of the digital I&C systems. Generally, formal testing of
large-scale commercial software is conducted to demonstrate the functionality of the software to
meet its intended objectives. Testing is fme in systems that are not safety-critical. For software
embedded in safety-critical systems, testing is not feasible since a large number of tests must be
conducted in order to demonstrate a high reliability. To aid in the probabilistic assessment
failure rate databases of digital components and software are needed. The National Research
study concluded that software failure probabilities should be included in PR4s rather than
ignoring software failures. They stated that estimating sofhvare failure probabilities is similar to
the techniques of estimating rare event probabilities. Bounded estimates of software failure
probability can be obtained from valid random software testing and expert opinion. Some
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operational failure data fi-om nuclear power plant have been identified for the NERI project.
These sources are:

Mitchell,C. M. and K. Williams, 1993. Failure experience of programmable logic
controllers used in emergency shutdown systems, Reliability Engineering and System Safety, 39
(1993) 329-331.

Paul% H. M., 1993. Failure rates for programmable logic controllers, Reliabiiity
Engineering and System Sailety, 39 (1993) 325-328.

Paul% H. M., M. W. Roberts, and R. E. Battle, 1993. Operational failure experience of
fault-tolerant digital control systems, Reliability Engineering and System Safety, 39 (1993) 273-
289.

Roe% L. R., 1996. Reliability analysis for Atucha II reactor protection system signals,
Reliability Engineering and System Safety, 53 (1996) 155-183.

Khobare, S. K., et al., 1998. Reliability analysis of microcomputer circuit modules and
computer based control systems important to safety of nuclear power plants, Reliability
Engineering and System Stiety, 59 (1998) 253-258.

Lee, E., 1994. Computer-based Di@al System Failures, U.S. Nuclear Regulatory
Commission, AEOD/T94-03, July 1994.

Probabilistic safety assessment (PSA) has become a standard analysis tool in the nuclear
industry to support risk-based decision making by the utility as well as the regulators. Potential
sources of digital I&C failure data exist in these PSAS. International nuclear power plants using
digital I&C technology are:

Table 1. Selected internationalnuclearpower plants using digital I&C systems for plant control
and m-otection.

PlantName ReactorType country Comments

Pickering PHWR Canada CANDU; PickeringNGS A Risk Assessment,
OntarioHydro, 1995

Darlington PHWR Canada CANDU; DarlingtonProbabilisticSafety
Evaluation,OntarioHydro, 1987

Wolsong3/4 PHWR Korea
CANDU; ProbabilisticSafety Assessment Report,
Wolsong NPP2/3/4,AECL 1995

Sizewell B PWR Great Britain Westinghouse

Kori Pm Korea Westinghouse

Ulchin 3/4 Pm Korea Westinghouse

Yonggwang 1/2 PWR Korea Westinghouse

Yonggwang 3/4 PWR Korea Westinghouse

Kashiwazaki ABWR Japan Hitachi, Toshiba, and GE

6/7

The National Research Council study stated that the digital I&C systems for nuclear power
plants have very similar technological characteristics to digital I&C systems for other safety-
critical applications used in the chemical process and aerospace industries. The difference in
applications is the need for very high levels of reliability under a wide range of conditions in the
nuclear industry as compared to the others. Further they concluded that probabilistic analysis is
essentially the same in theory for commercial-off-the shelf equipment. The only limitation in
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application arises in determining what field experience is valid in assessing the failure
probability. Testing and expert opinion may be necessary in order to perform bounding
calculations.
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1. Introduction

1.1 Study Context and Purpose

The “Risk Informed Assessment of Regulatory and Design Requirements for Future Nuclear
Power Plants,” referred to here as the “Risk Informed NPP Program,” is part of the Department of Energy’s
NERI initiative. The Risk Informed NPP Program has as one of its general objectives the development of
a scientific, risk informed approach for identi~hg and simplif@g deterministic Nuclear Regulatory
Commission (“NRC”) regulatory requirements for nuclear power reactors that do not contribute
significantly, or at all, to nuclear power plant safety or reliability. The Risk Informed NPP Program
envisions anew substantive NRC regulatory framework which use quantitative risk criteria and
probabilistic safety assessments (“PSAS”) as the principal means for assuring safety. More specifically,
the Program contemplates a system of standards that would define essential safety fimctions, and then set
availability standards for those fimctions. The availability standards would relate back to the NRC’s
quantitative safety goals, which are presumed to provide adequate protection of the public health and
safety. The current NRC Ihunework, especially its use of deterministic concepts of defense in depth, would
be retained only when uncertainties cannot be resolved using risk-based methods.

The dramatic restructuring of the NRC regulatory framework that is envisioned cannot be entirely
successful without carefi.d consideration of regulatory process issues, for the NRC’s review and hearing
process must match the demands that will be placed on them by the extensive use of PSAs. It is the
purpose of this study to address some of these process issues.

1.2 Scope of Study

The focus of this report is on the licensing of nuclear power plants, including the issuance of
construction permits and operating licenses under 10 CFR Part 50, and combined licenses under 10 CFR
Part 52. The NRC review prior to operation after issuance of a combined license, and the NRC review
associated with issuance of early site permits should not involve extensive use of PSAS, and will not be a
focus of this paper. Nevertheless, to the extent these limited reviews involve the use of PSAs, this paper’s
suggestions will be usefid here as well. Consideration of NRC hearings is especially timely because NRC
is now considering whether the hearing process for nuclear power reactors should be changed.

NRC rule-making processes, including standard design certifications under 10 CR Part 52, will not
be addressed here. The NRC Staff and other review processes that fi.mction outside of adjudicatory
hearings will be addressed in a separate report, which will include consideration of NRC’s standard design
review processes. Design certification under 10 CFR Part 52 is accomplished by rule-making, which does
not require any form of oral hearing with examination and cross-examination of witnesses, and so a study
of design certification would focus on Staff review processes rather than hearing processes.

1.3 Description of NRC Review Processes

1.3.1 NRC Staff Reviews

The NRC Striffreview process for applications for permits, licenses, and standard certified designs
for nuclear power plants has not changed significantly over the last several decades. The review process is
carried out under the overall direction of the OffIce of Nuclear Reactor Regulation (“NRR”), and involves
use of NRR personnel, personnel from other NRC offices such as Nuclear Regulatory Research, and NRC
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contractors. When an application is received, it is distributed among the various NRC and contractor
personnel who are assigned to particular parts of the application according to their expertise. The NRC
Staff review is conducted under the direct supervision of a Project Manager, who is responsible, among
other things, for coordination and meeting schedule milestones. The Staff review culminates in the
issuance of a Safety Evaluation Report (“SEW), which maybe supplemented various times depending on
the need to address issues left unresolved or newly arising. Section 182b of the Atomic Energy Act of
1954, as amended (“AEA’’),] includes a statutory requirement for review of power reactor construction
permit and operating license applications by the Advisory Committee on Reactor Safeguards (“ACRS”).
The ACRS’S review culminates in the issuance of the ACRS letter, which may also be supplemented as
needed.

When the NRC was confi-onted with numerous nuclear power plant llcense applications in the
early and mid 1970s, the basis structure of the Staff review process was much the same as it is today.
However, in recent years the Commission itself has been much more involved in the review process.
Essentially all significant regulatory policy and important safety decisions are presented to the
Commission by Staff for their review and decision. This adds some delay because of the need for the
preparation of the necessary Staff paper (a so-called SECY paper) with policy options and discussion. On
the other hand, early Commission involvement adds certainty that the final review results will be
satisfactory to the Commission, and may in the end avoid the delay that would be associated with a
Commission decision late in the review process that required re-review by Staff.

Also, when NRC was reviewing numerous applications, the review tended to focus, as a practical
matter, in a limited set of current safety issues under active Staff review for all plants and novel issued
presented in the particular case, with the assumption, based on representations in the application, that other
issues had been satisfactorily resolved in accordance with prior precedent, as reflected in the Standard
Review Plan. Also, for a considerable time, certain issues were placed in a formal category of generic
“unresolved safety issues.” See $210 of the Energy Reorganization Act of 1974, 42 U.S.C.$ 5850. A
practice developed whereby these issues were not addressed in the review of individual applications, but
instead addressed by various nuclear regulatory research initiatives, with the expectation that generic or
plant specific backfits could be imposed after license issuance if research results proved this to be
necessary. This practice had the practical effect of reducing the scope of issues for Staff review in
individual cases.2In recent years, these generic safety issues were essentially all resolved.

When, several years ago, the Staff was presented with the first new nuclear power plant
applications in some time, in the form of applications for design certification under 10 CFR Part 52, the
Staff review process had to be restarted. There was no ongoing series of reviews with results that could be
relied upon, and so no basis to focus on only a limited set of issues that were the current subject of Staff
concern. Moreover, the results of the resolution of all of the “unresolved safety issues” needed to be
applied,

The result of all these factors (increasing Commission involvement, need to restart the review
process, and application of unresolved safety issues results), combined with the need to develop new

‘The AEA is codified at42U.S.C.$2011 et seq. This paper will use the AEA section citations, rather than refer to the United
States Code (“lJ.S.C.”) section citations, because most practitioners in tie field are more familiar with the AEA section numbers.

‘The practice was modified as a result of various adjudicato~ decisions which allowed licensing hearings to include consideration
of generic unresolved safety issues provided that the issue was not (and was not scheduled to be) the subject of rule rnaldng and a
showing was be made that the issue had a nexus to the application under consideration and the resolution offered in the application
was unsatisfactory. E.g. Gulf States Utility Companies, 6 NRC 760 (NRC Appeal Boar&1977).
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regulatory principles for the generic review of final designs, was that the reviews for the first round of
certified designs were, in comparison to Staff reviews in the 1970s, extremely intensive, and resource and
time consuming. As noted, NRC review processes conducted outside of hearings will be the subject of a
separate report.

1.3.2 NRC Licensing Hearings

The NRC hearing process for nuclear power plants also has not changed significantly in the last
several decades, or indeed much at all since the 1960s. To be sure, the scope of licensing hearings has
been limited substantially by the allowance for certified designs under 10 CFR Part 52, Subpart B, which
carve out safety issues from adjudicatory hearings and resolve them by rulemaking, and the possibility of
early site permits and combined construction and operating licenses under section 185b of AEA and 10
CFR Part 52, Subparts A and C, which resolve safety issues at the construction stage or earlier, leaving a
narrower set of unresolved issues to be resolved at the next NRC approval stage. Also, the 1992
amendments to the AEA gave NRC discretion to decide the kind of hearing that would be held prior to
operation in the case of combined licenses. But, at least since the 1960’s,hearings on construction permits
and operating licenses have been conducted under 10 CFR Part 2, Subpart G, or its equivalent, rules of
practice which were designed by the Atomic Energy Commission (NRC’s predecessor agency) to conform
to the formal, “on-the-record” hearing requirements of the federal Administrative Procedure Act (“APA’’).3
“On-the-record” hearings are also sometimes called “formal adjudications” or “formal hearings.” When 10
CFR Part 52 added the concepts of early site permits and combined licenses in 1989, the traditional
requirement for formal licensing hearings on nuclear power plant license applications was simply carried
over to the new types of licenses. 10 CFR 3$ 52.21,52.85.4

This practice of holding formal hearings has been controversial from almost the very beginning of
the civilian nuclear power plant program in the 1950s and early 1960s. NRC is currently examining
whether the practice is require~ and if not whether it should be modified: This paper will not attempt to
“re-plow” the ground reasonably well-plowed by the many previous examinations of whether formal
hearings are required by the AEA. Instead, this paper will proceed on the premise that the legal issue is not
resolved defmitively,b and offkr suggestions on how the hearing process might be improved assuming, for

purposes of argument, that formal hearings are required!

35U.S.C.$$551et seq.

4Early site permit> another imovation under 10 CFR Part 52, are regarded as partial construction permits, and are therefore
subject to formal hearings like construction permits. 10 CFR $52.21. However, design certifications are considered rulemaking,
and so no formal hearings are required. 10 CFR $52.5 1(a);APA $4. However, as a matter of discretion, NRC has provided for
hearings on design certifications.10 CFR $ 50.51(b).

5SECY-99-006, January 8, 1999.

%e APA itself never requires formal hearings: only the agency’s enabling statute can do this by using language that triggers the
APA formal hearing requirement. In the case of nuclear power plant licensing, this boils down to the question whether the
“hearing”required by AEA $ 189a triggers the APA formal hearing requirement. There is a long discussion of this issue a study by
the NRC Ol%ce of General Counsel, SECY-99-006, January 8, 1999. See also Advanced Medical System>31 NRC 271 (NRC
Appeal Board,1990). In Union of Concerned Scientists v. NRC, 735 F.2d 1437,1444 n.12 (D.C.Cir. 1984), cert.denie~ 469 U.S.
1132 (1984), the U.S. Court of Appeals for the D.C. Circuit (to which all petitions for judicial review of final NRC licensing
decisions may be brought) observed that “there is much to suggest that the Administrative Procedure Act’s (APA) ‘onthe record’
procedures... appl”....” Later, in Union of Concerned Scientists v. NRC, 920 F.2d 50,53 n 3 (D.C.Cir. 1990), the same Court
retreated somewhat by stating that “it is an open question whether section 189(a)-which mandates only that a ‘hearing’be held and
does not provide that the hearing beheld ‘on the record --nonetheless requires the NRC to employ in a licensing hearing
procedures designated by the [APA] for formal adjudications.” In its brief before D.C. Circui6 sitting en bane, in NucIear
Information and Resource Service v. NRC, 969 F.2d 1169 (D.C.Cir.1992), NRC argued unequivocally for the first time, rollerover
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2. Problems Associated with the NRC Hearing Process

2.1 The Problems in General

There has not been a careful analytical study of the NRC adjudicatoryhearing process despite the
many criticisms of it.8Thus any criticism of the process, and suggestions for improvement must at this
point be based onjudgment and experience base on participation in the process and selected case studies.

A few notable hearing cases explain why the process is so controversial. The application by
Metropolitan Edison Company, Jersey central Power & light Company, and Penmylvania Electric
Company for an operating license for the Three Mile Island Unit 2 nuclear power plant was contested by
plant opponents who requested and were granted a formal hearing before an three member atomic safety
and licensing board. All material safety issues were potentially open for litigation in a hearing. Fairly
extensive and time consuming formal hearings were held on safety and environmental issues, which
included testimony under oath and cross-examination of witnesses, and there was a 46 page initial
decision. Metropolitan Edison Company et al, 6 NRC 1185 (1977). Yet despite the time and resources
devoted to the formal hearing process, the case highlighted none of the safety problems that only a few
years later were to cause the most serious accident in U.S. nuclear power plant history. With the exception
of offsite emergency planning, none of the issues that were litigated in the hearing dealt with arty of the
design or human performance problems that were later determined to have caused the accident and the
hearing on intervener’s contention that offsite emergency planning was inadequate did not include any
convincing evidence that intervener’s concerns were justified.g

Contested formal hearings on Long Island Lighting Company’s application for an operating license
for the Shoreham nuclear power plant spanned about a decade, and entailed several hundred days of
hearings, testimony of over 200 witnesses, over 60,000 pages of transcrip~ and numerous initial and
intermediate decisions, until NRC dismissed the interveners from the proceeding in 1989. Long Island
Lighting Company, 39 NRC211 (1989). The plant never operated beyond low-power testing, and was
later decommissioned.

40 yeas of briefing and argument in nuclear licensing cases, that no formal hearings on nuclear power plant licensing applications
were required, but tie Court resolved the case in NRC’s favor without reaching the this hearing issue.

‘If APA formrd hesrings are not required, then under the APA NRC nuclear power plant licensing constitutes informal
adjudication. Only one section of the APA 5 U.S.C.$ 555, addresses informal adjudications. This section provides for such
things as the right to be represented by counsel when appearance before the agency is compell~ issuance and enforcement of
agency subpoenas, and notice of a denial of any applicatio~ with a statement of reasons. 5 U.S.C. $555 says nothing about any
hearing. However, section 189(a) of the AEA would still require some form of hearing in contested licensing cases, but the term
“hearing”in section 189(a) can then be read to include only an opportunity to submit written comment. Siegel v. AEAj 400 F.2d
778 (D.C.Cir. 1%8).

8A reasonably complete discussion of problems posed by the NRC hearing process can be found in the transcript of a series of
NRC-sponsored informal meetings of hearing process reforms, held in October, 1999, and attended by representatives on NRC
Staff, nuclear industry, intervener groups, and others. The transcript can be found on NRC’s web site at nrc.gov.

gIntemenom were p=cimt ~ suggesting the inadequacy of offsite emergency pkmning, but were ~able to convince the atomic

safety and licensing board of the seriousness of their concern because their evidencewasweakandnotsupportedby
Commonwealth of Pennsylvania officials. Intcrvcnor presented no direct testimony and assumed the essentially impossible task of
trying to support their case by cross-examination). The most seriously contested and litigated safety issue was the adequacy of the
plant containment aud other structures to withstand a commercial airplane crash.
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These few cases illustrate why NRC’s practice of holding formal NRC licensing hearings has been
controversial. Such hearings often miss the mark widely in highlighting the important safety issues, and
can easily consume enormous time, resources, and money. To be sure, significant issues are sometimes
raised and resolved.10Also, NRC’s rules in 10 CFR Part 2 on admitting issues (called “contentions”) for the
formal hearing are often (but not always) applied strictly, with the result that interveners with little
technical resources are unable to obtain a hearing on some issues of concern to them. But, the NRC’s ruies
serve to screen out parties with little or no technical expertise, and thereby perhaps hasten the inevitable
decision adverse to interveners without all the time, resources, and expense of a fill hearing.

In any even~ the point is not that formal hearings have no safety benefit, but rather that the safety
benefit that they do produce often comes at great delay and expense. Moreover, there seems to be no
proportion between the time and resourees required and the significance of the issues being litigated.
There could be better ways to produce the same or a greater safety benefit at lower cost for all concerned.

2.2 Special Problems Posed by Use of Probabilistic Safety Assessments

The use of PSAs as the exclusive or principal means to demonstrate compliance with quantitative
risk criteri+ could pose special difficulties in a formal hearing process. This is illustrated by the NRC
hearings on the Indian Point site that were held in the five years between 1980 and 1985. In response to a
petition filed by the Union of Concerned Scientists, the NRC in 1980 directed the holding of a formal
hearing on the safletyrisks posed by the Indian Point Units 2 and 3 plants, sited on the Hudson River about
24 miles north of the New York City line. The principal objectives of the hearing were to determine, using
state of the art PSA, what safety risk was posed by continued operation of the two units, and whether, as
the Union of Concerned Scientists and other plant opponents claimed, the two units posed a greater risk
than other U.S. nuclear power plants.

This is the most complete NRC hearing on a full-scope PSA. Because of the need to resolve
numerous scope and procedural issues, the actual hearings did not begin until June 19S2. There were 55
days of hearings, with 20 parties participating and over 200 witnesses testifying, The hearing transcript
totaled over 18,000 pages. Over 35 attorneys entered appearances for the various parties. The three
member atomic safety and licensing board issued a 272 page recommended deeision in October 1983, and
the NRC Commission issued its own 60 page decision in May 1985. Consolidated Edison Company of
New York and Power Authority of the State of New York, 18NRC811 (Atomic Safety and Licensing
Boar~ 1983> 21NRC1043 (Commission, 1985).

As would be expected, substantial time and resources were devoted in the Indian Point hearing to
PSA methodology issues, including treatment of uncertainties and use of Bayesian statistics, However,
substantial time and resources were also devoted to issues of compliance with NRC deterministic
requirements, including requirements dealing with emergency planning and pressurized thermal shock.
This was because the ultimate issue in the case (the safety risk posed by the two units) not only required
estimations of core-melt probability, containment performance, and offsite consequences, but subsumed
issues of compliance with regulatory standards as well. Estimation of offsite consequences from

l“%eFloridaPower& Light Company, 6 NRC 541,544 (Appeal Board, 1977) (Applicant prevailed in thk construction permit
application hearing, but NRC noted that” ~]ntewenors clearly assisted in the search for the truth. Their contribution should not
pass unnoticed.” No hearing in the history of the NRC has resulted in the final denial of a nuclear power plant license application.
At most contested formal hearings have sometimes led to additional disclosures of the details underlying applicant’s or NRC
StafEs conclusions, or in some cases conditions on operation or design changes.
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postulated accidents in particular, proved to be especially controversial, since all aspects of compliance
with NRC’s emergency planning rules were placed in issue.

The Indian Point case illustrates how the use of PSAs can easily add additional issues for hearing.
The potential issues for hearing litigation of a fi.dl scope so-called level 3 PSA, which includes estimates of
core melt fi-equency, containment failure probability, and offsite effects, include essentially all of the
safety issues addressed by NRC’s stiety rules in 10 CFR Part 50, as well as additional issues associated
with PSA methodology, including statistical methodology, database adequacy, completeness, and
treatment of uncertainty.

Further, in a hearing focused on compliance with deterministic requirements, the requirements
themselves cannot be challenged. 10 CFR $2.758. Thus, for example, compliance with all of NRC’s rules
applicable to off-site emergency planning will be sufficient to establish that the emergency planning is
acceptable. For a PSA compliance with deterministic requirements can still present a material issue,
depending on the PSA methodology. For example, examination of each of the elements of proof for
compliance with NRC emergency planning rules (e.g., evacuation time estimates) would be material in
litigating a fill scope PSA, since issues associated with compliance would be relevant to the calculation of
actual health effects (for example, evacuation time estimates would be relevant in estimating the aeeident
doses that would be received by persons being evacuated). But since the end result is not compliance with
deterministic requirements but calculation of risk, the litigation would proceed as if the regulation were
being challenged. Thus PSA hearings would present a larger potential scope of issues, and could become
even more complex and time and resource consuming that the prior hearings focused on compliance with
deterministic standards.

Finally, the use of PSAS may highlight important areaswhere expert judgment is required because
there are no generally aeeepted scientific methods or data on which to base a decision. In contrast, most
deterministic regulatory requirements are drafted with a view to compliance demonstrations that rely on
available date and generally accepted scientific methods. This raises some special issues about how
differences among experts are or should be resolved in NRC hearings. These special issues are discussed
below under expert elicitation.

In sum, extensive use of PSAs could easily exacerbate the time and delay problems associated
with the current process.

3. Methodology and Assumptions

3.1 Purpose of Hearings

At the outset one must ask what hearings on PSAS, or indeed any hearings in the nuclear power
field, should accomplish. Obviously, the most important objeetive is to reach the correct decision, or the
truth, in the individual case. But other subsidiary objectives arepossibly relevant, including (1) educating
the interested public about the issues, (2) assuring the interested public that NRC is responsive to safety
concerns, thereby enhancing the credibility of the NRC decision process, (3) creating an open forum for
exposure of debatable safety judgments, which would serve as an incentive for a cautious approach by
NRC (especially NRC Staff participating in the hearing process) to safety issues, and (4) creating a fill
record for judicial review that would minimize the likelihood of judicial interference in licensing
decisions.] 1

1lJudicial review of NRC licensing decisions is provided by $ 189(b) of the AEA,
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This paper will focus on construction of alternative hearing processes that are fair and reach the
correct result in each individual case, while at the same time minimizing the time and resources required to
do this. It is proposed that only after several such processes are developed and put forth should the other
factors (besides judicial review) be considered in choosing among them, or others. Of course no deeision
making process is perfect, but the premise of this paper is that any hearing process that creates a
significantly greater danger of producing an incorrect result than the present formal hearing process will
not be acceptable. As to judicial review, this paper makes the reasonable assumption that any process
conducted in accord with the APA will be capable of producing an adequate record for judicial review.

32 Scope of Hearings

Another important premise is that the hearing process is not intended to be the tool for resolving
all safety issues presented by an application, supplanting the role of the NRC Staff, ACRS, and
Commission. It is possible to imagine that the hearing process could serve this fi.mction, and it maybe that
plant opponents in individual cases expect it to accomplish this result and are disappointed when it does
not. However here is no reason to believe that such a process would produce better safety results overall
than the current Staff and ACRS review process, and good reason to believe that such an approach would
add much complication, delay, and confbsion. Something approaching this has been tried in the case of
power reactor construction permits, because of the requirement in AEA $ 189(a) for a hearing even if no
interested person requests one. In such cases AEC found it necessary to create a issue where none really
existed, and require the presiding officer (usually an atomic safety and licensing board) to determine in
each case, without conducting a de novo review, if the license application was sufilcient and the Staff
review of that application was adequate. 10 CFR $2. 10f. However, this hearing process could
never be effective as a quality check on Staff without creating a duplicate technical organization within the
atomic safety and licensing board panel. Constraints on resources made this impossible. At most atomic
licensing board members could raise a few discrete issues of particular interest to them, a fi.mction which
more properly belongs to outside persons with a personal stake in the licensing decision.12

3.3 Standing

Finally, NRC requires that interveners show “standing” in order to be admitted as a party to a
hearing or to request a hearing. This requirement is based on $ 189(a) of the AEA which grants the right
to a hearing only to a “person whose interest maybe affected.” This requires that a potential intervener
demonstrate that (1) it will be injured, for example by being exposed to radiation from routine or
accidental releases, (2) the injury is fairly traceable to the licensing action being challenged, (3) the harm is
within the zone of interests protected by the laws applicable to the NRC review, such as the AEA, and (4)
the harm will be redressed by some decision in the proceeding. Sacramento Municipal Utility District, 35
NRC 47 (Commission, 1992). This requirement is designed to assure that the intervener has a sufficient
stake in the licensing action to raise particular issues and pursue them vigorously. This paper will not
analyze this requirement, as it does not seem to be affected by an increased use of PSAs.

4. Nature of the Issues

Before addressing the subject of NRC hearings, it is also essential to distinguish among the kinds
of issues that can be raised in a hearing. In general, these fall into four categories (1) policy issues, such as

‘*See e g, the atomic safety and licensing board’s decision in the uncontested construction permit proceeding for the Donald C.
Cook ~l~g Indiana& Michigan Electric Company, 4AEC226 Atomic Safety and Licensing Board, (1%8).

B-43



Appendix B
Probabilistic Safety Assessment and the Regulato~ Process: Analysis of Neeessary Changes

whether nuclear power should be allowed or, if it is permitted, what the standards for license issuance
should be, (2) legal issues, such as how the AEA or the NRC regulations should be interpreted, (3)
ordinary factual issues, such as what occurred, by whom was some action taken, or with what motive was
some action taken, and (4) expert opinion factual issues, such as what is the availability of a certain reactor
component.

4.1 Hearings on Policy and Legal Issues

Consistent with general administrative law principles, it is generally agreed that policy and legal
issues are not suitable for resolution in formal hearings by testimony and cross-examination.13 Put another
way, hearings with testimony and cross-examination are required only required where there are genuine
issues of material fact. This is an established principle of administrative law that borrows from the concept
of summary judgment in civil judicial trials. See Gelhorn & Robinson, Summary Judgment in
Administrative Adjudications, 84 Harv.Law Rev.612 (19711 10 CFR !j2.749. While this principle is
easily stated, it is sometimes difficult to apply because it requires a rigorous analysis of the issues
presented in a particular case, and an identification of the standards or criteria that are, or should be,
applied, and the assumptions that are proper to make. For example, it is easy to say that an individual
licensing hearing is not the place to decide what the criteria should be for an adequate offsite emergency
plan, but more difilcult to see that the application of these criteria to admission of contentions and
evidence requires a policy judgment whether off-site emergency planning requirements can ever disquali~
a site absolutely. See Commonwealth of Massachusetts v. NRC 924F.2d311 (D.C. Cir. 1991), cert.
denied, 5024.899 (19~.

Moreover certain policy issues are often phrased in a manner such that they wrongly appear to be
expert opinion issues. For example, whether certain low doses of ionizing radiation have any adverse
health effect is a matter for expert opinion, but what a “safe” level of radiation might be sounds like an
expert opinion issue but is not because, unless a threshold for radiationhealth effects is assumed, the
question cannot be answeredwithout some policy or value judgment (usually called a science policy
judgment) about acceptable levels of risk. There is hope, with scientific progress, that mattersof expert
opinion orjudgment can be resolved definitively based on scientific advances; science policy issues can
never be resolved scientifically because they arenot really scientific questions.

Issues of law or policy can be resolved by a variety of informal processes, including opportunity
for written comment or briefing papers, and informal meetings or hearings. In NRC practice, policy issues
are usually resolved generically by informal rule-making, with opportunity for public written comment
and, in important cases, informal hearings or meetings before NRC Staff or the Commission. Policy issues
that arise in individual licensing cases, that have not been resolved by rule, are generally decided by the
Commission after written briefing and perhaps an informal Commission meeting, but they must be clearly
identified as such in order to avoid formal hearings. In NRC practice legal issues are resolved by the
presiding oi%cerand the Commission, after informal procedures which usually include oral argument and
written briefs.

The NRC processes for addressing and resolving legal and policy issues are generally in accord
with established administrative law principles, and do not present any problems when there is increased
use of PSAS. PSAS will not generally present issues of material fact like intent motive, or reconstructing

13E.g.,Alianza Federal de Mercedes v. FCC, 539 F.2d 732 (D.C.Cir. 1976); Panhandle Producers v. Economic Regulatory
Administratio~ 822 F.2d 1105 (D.C.Cir.1987).
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past events and if the licensing framework is constructed carefully, hearings on PSAS will not present
generic legal or policy issues. Rather, PSAS are expected to present issues of expert opinion.

5. The Formal Hearing Requirements of the Administrative Procedure Act

5.1 NRC Rules of Practice

NRC’s rules of practice for the conduct of formal licensing hearings are set forth on 10 CFR Part
2, Subpart G. With some exceptions, these rules largely parallel the federal rules of civil procedure for
civil trials before a district judge. The important exceptions include NRC’s requirements in 10 CFR $
2,714 applicable to specification of issues in the initial pleadings, which are more stringent than the
federal rules, NRC’s allowance of written as opposed to oral testimony, 10 CFR $ 2.743(b)(l), and the
inapplicability of formal rules of evidence. 10 CFR $ 2.743 (c).. Thus NRC rules allow for discovery by
admissions, interrogatories, depositions, and document production, 10 CFR $2.740, issuance of
subpoenas to compel testimony, 10 CFR $2.720, testimony and cross-examination of witnesses, 10 CFR $
2.743(a), motions for summary disposition (the equivalent of motions for summary judgment), 10 CFR $
2.749, and require a decision by the presiding ofi5ce~4based only on the record. 10 CFR $$2.760,2.780,
2.781.

5.2 Delays Associated with APA Requirements

Little of the delay and expense associated with formal NRC hearings can be traced directly to the
need for compliance with APA requirements for the conduct of formal hearings. Much of the delay is
associated with the practice of delaying the start of the hearing until the Staff evaluation documents (the
SER and environmental impact statement) are filed. There is also time required to decide on the
sufficiency and scope of issues to be heard under NRC’s strict pleading rules in 10 CFR $2,714 (so-called
contentions) and disputes over discovery, none of which are traceable to an APA requirement~s Delays
are also associated with scheduling diillculties (which will occur no matter what degree of formality
applies to the hearing), and the drafting of a decision (which also will be necessary no matter what degree
of formality is applied).

5.2.1 Cross-examination

As illustrated by the Shoreham and Indian Point hearings, the actual conduct of the NRC heating
can also require substantial time and effort. However, NRC’s practice in conducting oral hearings goes
beyond what the APA requires. With the possible exception of the right to confi-ont witnesses and
conduct cross-examination, which will be discussed below, under the APA construction permits,
operating licenses, and combined licenses are initial licenses, and the AJ?A allows evidence to be received
in written form in such cases. APA 5 U.S.C.$ 556(d). NRC rules also provide for submission of evidence
in written form. 10 CFR $ 2.743(b). Thus the APA and NRC rules of practice will allow the conduct of a
purely paper hearing in these NRC licensing cases, provided the parties will not be prejudiced. The only

‘he presiding officer, in NRC practice, is usually a three member atomic licensing board composed of an attorney and two
others with technkal qualifications. However, the APA would also allow an administrative law judge or one or more members of
the Commission to preside. APA 5.U.S.C.$ 556(a).

‘~he APA provides for issuance of subpoenas, but not specifically for pre-hearing depositions, and the Freedom of Information
Act provides for production of agency docurnen~ but not with specific respect to hearings. It has been held that due process
does not require discoveg. Kropat v. F@ 162 F.3d 129 (D.C.Cir.1998).
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prejudice that could result tlom a purely paper hearing would the denial of oral cross-examination. Under
NRC practice, virtually all of the direct and rebuttal evidence is submitted to the presiding officer and the
parties in written form before the beginning of the oral hearing, and the actual hearing is devoted almost
entirely to oral cross-examination.

However, virtually all evidence in NRC nuclear plant licensing hearings will be expert testimony.
While NRC has stated that the scope of cross-examination is within the discretion of the presiding officer,
Public Service Company of Indian% 7 NRC 313 (Appeal Board, 1978), NRC practice has been to allow
cross-examination of experts, provided a cross-examination plan is submitted in advance to the presiding
officer.

Thus, even assuming that a formal on the record adjudication is required under the APA, the need
for oral hearings in an NRC licensing cases depends on whether interveners have any right to conduct an
oral cross-examination of opposing experts. However, the APA only requires such cross-examination as
is “required for a fill and true disclosure of the facts,” APA 5 U. S.C.$ 556(d). It is well established that
the right to cross-examination in a formal APA hearing is not automatic, and the party asserting the right
must establish that the right is necessary in the particular case. The D.C. circuit has held that the proper
means to counter expert testimony is not cross-examination but direct and rebuttal testimony by opposing
experts, and that before cross examination can be required by the APA it must be shown with great
particularity why direct and rebuttal testimony of experts will not be sufficient. Cellular Mobile Systems
of Pennsylvania v FCC, 782 F.2d 182,198-200 (D.C.Cir. 1985).

The circumstances and Courts decision in the Cellular case are illustrative of the limited role for
cross-examination of experts under the APA. In Cellular an applicant for a FCC cellular telephone
license challenged the FCC’s grant of the license to the competitor after a proceeding in which the
comparative merits of both applications were considered. The FCC refhsed to allow Cellular to cross-
examine several of the successful competitor’s experts, including a Doctor Lehman who testified on
market research matters. Cellular argued before the D.C. Circuit that through cross-examination of
Doctor Lehman, it would have corrected his mis-perceptions as to Cellular’smodeling approach,
criticized his claims as to the lack of relation between demand for pagers and demand for cellular, and
demonstrated that multiple acceptable methods exist for forecasting demand, none of which are precise
and all of which are speculative. The Court upheld the FCC’s denial of cross-examination of Doctor
Lehman, even in the face of this cross-examination plan, “for the simple reason that these are all issues
that should properly have been addressed in direct and rebuttal submissions, not by cross-examination.”
Id at 200, note 41.

It has also been recognized that cross examination is most usually required only when there are
disputes about motive, intent, credibility, or the factual details of a past event. E.g., Union Pacific Fuels,
Inc. v. FERC, 129 F.2d 157, 164 (D.C.Cir. 1997); Louisiana Ass’n of Indep. Producers and Royalty
Owners v. FERC, 958 F.2d 1101,1113 (D.C.Cir.1992).lb Such disputes are often found in NRC
enforcement disputes but would virtually never arise in an NRC licensing hearing focused on PSA issues.

In sum, most of the delay in conducting NRC hearings cannot be traceable to any specific APA
requirement applicable to formal hearings. The delay in completion of actual oral hearings once they

‘me Louisiana Association case also holds thaL where rebuttal testimony of experts is allowec denial of cross-exarnimtion of
experts does not deny due process, and the failure to dkxlose the full basis for the expert’s opinion, as a result of disallowance of
discovery and cross-examination, will go the weight to be accorded the expert’s opinion. See also, The Gray Panthers et al v.
Schweiker, 716F.2d 23(D.C.Cir. 1983).
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begin can be associated with the current practice of allowing extensive cross-examination of experts,
much of which can likely be eliminated even assuming the APA formal hearing requirements apply.
Under the AP~ the right to an oral hearing with examination and cross-examination of witnesses does
not depend on the size or nature of the project, or even whether the case is simple or complex. Instea~ it
depends on the nature of the issues. A simple case involving the smallest NRC-licensed activity will
requirecross-examination if, for example, the outcoruedepends on resolution of a dispute overwhat
occurredat some time in the past. A complex case involving a massive NRC-licensed nuclearpower
plant project can be resolved based on written submissions if there areonly disputed issues of expert
opinion, and the bases for the opposing opinions have been stilciently disclosed so that effective rebuttal
opinions can be prepared.

5.2.2 Special Treatment of Legislative Facts

There is a well-established legal principle that no formal hearing is required for the decision-
maker to rely on so-called legislative facts. E.g., Concerned Citizens of Southern Ohio, Inc. v. Pine
Creek Conservancy District, 429 U.S. 651,657 (197~, Association of National Advertisers, Inc. v. FTC,
627 F.2d 1151,1161 (D.C.Cir.1979). As Judge Friendly said in WBEN v. United States, 396 U.S. 601,
618 (2d Cir.), cert.denied, 393 U.S.914 (1968):

Adjudicatory hearings serve an important function when the agency bases its decision on the
peculiar situation of individual parties who know more about this than anyone else. But when, as here, a
new policy is based on the general characteristics of an industry, rational decision is not furthered by
requiring the agency to lose itself in an excursion into detail that too often obscures fundamental issues
rather than legislative facts are usually observations or predictions that have general applicability, while
adjudicative facts, which are properly the subject of formal hearings, deal with particular parties and
factual situations.

Based on this distinction, it may be possible to categorize industry-wide failure da~ and
statistical predictions about failure probability which depend on industry-wide da% as legislative facts
not suitable for formal adjudicatory hearings. This approach is supported by the legislative history of the
APA, which includes the observation that” where the subject matter and evidence are broadly economic
or statistical in character and the parties or witnesses numerous, the direct and rebuttal evidence maybe of
such a nature that cross-examination adds nothing substantial to the record and unnecessarily prolong the
hearing.” H.R. Rep. No. 1980, 79* Cong. 2d Sess, printed in Administrative Procedure Ac\ Legislative
History 1944,1946, at pg. 271.

This distinction would certainly support the concept discussed below, that certain generic aspects
of PSAS (for example, certification or approval of certain industry-wide availability data) might be
addressed in NRC rule-making and thereby removed from ease-specific hearing litigation. Whether the
concept could be extended to particular expert opinion PSA issues arising in an individual licensing case
is more difilcult to resolve definitively. On the one hand, expert opinions on matters applicable the
nuclear industry as a whole, such as opinions about .s&etyfunction availability based on industry-wide
da@ do appear to meet the definition of legislative fiwts. However, reliance on the concept of legislative
fact may not itself serve to eliminate a hearing requirement when the legislative fact is material to the
decision and sharply contested. Moreover, the application of industry-wide data to a plant specific PSA is
not a legislative fact but an adjudicative one. In sum, the distinction between legislative facts and
adjudicative facts will support rule-making that would narrow the scope of PSA hearings, but is not
clearly usefid otherwise.

5.2.3 Other APA Hearing Exceptions
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The APA also contains an exception from the requirement of formal hearings in cases “inwhich
decisions rest solely on inspections, tests, or elections.” APA 5 U.S.C.~ 554(a)(3). The legislative history
of this exception indicates that it was intended to apply where the most important element of the decision
is the judgment of the person who did the test or inspection. Final Report of the Attorney General’s
Committee on Administrative Procedures at 37. This suggests that the original drafters of the APA may
have recognized some limits on the usefidness of trial type procedures when the result depends on expert
opinion, although then, as now, cross-examination of experts in civil trials before judges was the norm.
However, case-law interpreting the exception greatly limits its application. The case-law holds that the
exception does not apply where matters of subjective judgment are involved. E.g., Union of Concerned
Scientists v. NRC, 735 F.2d 1437 (D.C.Cir.1984)(exception does not apply to evaluation of results of
emergency planning exercises).

Still, it is clear that NRC practice in allowing cross-examination of experts is more generous than
the law requires. NRC does not require, as a condition of cross-examinatio~ a showing why direct and
rebuttal written submissions are not sufficient for a fill and true disclosure of the facts, and has not
generally limited cross-examination to issues of motive, intent, credibility, or details of past events.

6. Possible Reforms

6.1 The Baseline-Paper Hearings

The suggestions for reform of the NRC formal hearing process which follow will presume that
formal APA hearings are required. As noted above, there is uncertainty whether formal hearings are
required by the AEA, and so this assumption is conservative. If the assumption proved to be wrong, then
the result will only be that NRC will have more flexibility to fashion its hearing rules of procedure.

As explained above, the APA will allow for hearings in NRC construction permi~ operating
license, and combined license cases to consist entirely of written testimony of experts, provided there has
been fill disclosure of bases for the experts’ opinions, and there are no issues relating to motive, intent
credibility, or past events. NRC could amend its rules to eliminate the need for oral hearings (essentially
cross-examination) in such cases absent a specific demonstration why written expert rebuttal testimony
cannot be prepared. NRC could t%rtherprovide that if there has been a full prior disclosure of the expert’s
assumptions, methodology and factual predicates, cross examination will generally not be allowed unless
there is a dispute over motive, inteng credibility, or past events!’

The NRC Staff acceptance process for applications, which addresses whether the application is
sufficiently complete for initiation of Staff review, will need to be applied rigorously for this to work.
However, even with a rigorous acceptance review process, it is likely that the license docket will still
have gaps that would need to be filled for an intervener’s expert to prepare effective rebuttal. Thus, as
soon as an intervener is admitted as a party, the applicant should establish a data room with all of the
materials referenced or relied upon in the application (PSA), and grant intervener (and its experts) access.

17Ageneral survey of NRC atomic safety and licensing board licensing decisions over the past quarter century would likely show
that plant opponents are almost never successful in proving their case by cross-examinatio~ without presenting their own expert
testimony. Indeed, NRC devices such as summary disposition and pleadiig requirements for admissibility of issues for the
hearing make it very difficult to proceed to hearing without the assistance of experts.
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This change in NRC rules of practice would eliminate the need for most, if not all, oral hearings
in initial licensing cases.18 As noted, to be effective in eliminating oral hearings, there must be a
sufficient prior disclosure of the bases of all expert testimony. Only with such prior disclosure can an
expert’s testimony be critiqued by an opposing expe~ and effective rebuttal testimony prepared. If
effective rebuttal testimony cannot be prepared, then there is a plausible basis to allow cross-examination,
although ever in this circumstance it may be sufllcient for the testimony to be discredited by the opposing
expert for lack of basis.

Based on the above, one form of hearing could consist of the following. First at some point
during the Staff review, the intervener would be required to file a list of issues it wishes to contest in
reasonable speciilc detail. At the discretion of the Commission, intervener could be required to file a
more specific statement. The Staff and applicant would then be required to address each issue in a written
submission which could if appropriate simply reference prior docketed materials. The application, as
amende~ and the Staff Safety Evaluation Repo~ as supplemented, along with the written submissions,
would then be filed formally with the presiding officer, presumably a three member atomic safety and
licensing board.]9 The filing would under the revised rules serve as an automatic motion for summary
disposition of all contested tiety issues. The burden would then shift to intervener to present contrary
expert opinion, orjustify the need for cross-examination of Staff or applicant experts under the strict rules
described above. Intervener expert opinion would need to be supported by all material relied upon.

Absent the need for cross-examination, the hearing would be a paper hearing, consisting of the
application and Staff Safety Evaluation Report materials, the written submissions on the contested issues
by NRC Staff and applicanL the written expert testimony of intervener, and written expert rebuttal
testimony prepared by Staff and applicant. Cross-examination of intervener’s expert by Staff or applicant
would be allowed, but only under the same strict rules that applied to intervener cross-examination.

The presiding officer’s decision would identi~ all of the genuine issues, grant summary
disposition of those not put in proper controversy by expert opinion and (absent need for cross-
examination) decide the controverted issues on the basis of the papers that have been filed. Before the
decision on any properly controverted issues (opposing expert testimony), parties would be given the
chance to present proposed findings, either in writing or by an informal oral argumen~ subject to
questioning by the presiding officer.

Current NRC practice resembles this proposal somewhat. NRC’s rules of practice currently
require that a contentio~ to be admitted for litigation, include a statement of the alleged facts or expert
opinion, together with references to specific sources and documents of which intervener is aware and
which intervener intends to rely in support of the contention. The contention must have sufficient detail
and support to show that there is a genuine dispute. 10 CFR $2.714. In sho~ current NRC practice will
not allow admission of an issue (or contention) for litigation, or even for discovery, without there being
some support offered in support in the form of documentary evidence or expert opinion. See GPU
Nuclear Inc., Jersey Central Power & Light Company, and Amergen Energy Company, LLC, _~C_

I*While the terminology is awkwar~ it is well established that a “hearing”can consist entirely of written submissions, with
nothing oral to be actually heard. E.g., Siegel v. AEC, 400 F.2d 778 (D.C.Cir.1968).

19Useof a presiding officer other than a three-member atomic safety and licensing bozu~ administrative law judge qualified
under the AP& the Commissio~ or one or more Commission mem~ will present a legal issue of APA compliance if formal
on-the-record hearings arerequired by the AEA. Section 556(b) of the APA provides that “thereshall preside at the taking of
evidence-(1) the agency(2) one or more members of the body which comprises the agen~, or(3) one or more administrative law
judges appointed under section 3105 of this title.”
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(Commission, May 3, 2000). However, when NRC rejects a contention for Iack of sufficient basis under
the rule, it denies a hearing on that issue rather than holding one. The proposal discussed above for paper
hearings would go the fiuther step of holding a paper hearing on contentions which have been admitted
for litigation because they have been supported with sufficient basis in expert opinion?”

6.2 Supplemental Hearing Procedures

On might again with full regard for APA requirements, construct a public hearing process which
attempts to adopt the processes followed within the scientific community for resolving PSA disputes and
other expert opinion issues, to the extent practicable. At the outset three possibilities come to mind as
possible models- scientific peer review, expert elicitation, and the NRC Staff review process itself.

6.2.1 Peer Review

Many scientific developments are subjected to a peer review process. This consists of a critical
evaluation of the scientific work by peers with comparable expertise (subject matter experts) but who are
independent of the work being reviewed. A common kind of peer review takes place in a pre-publication
review of an article before publication in a scientific journal. Also, the National Academy of Sciences is
often called upon to review scientific reports or issues and issue documented reports of its conclusions. In
principle, the peer review process is sul%ciently flexible to be tailored to fit the importance of the matter
being reviewed?l

Typically, peer reviews address the quality of a proposed scientific approach to a problem, and
entail the application of subject matter expertise to the proposal. The peers may comment on the validity
of the assumptions, the appropriateness of and consistency in application of the methodology, the validity
of the conclusions, and uncertainties. Peers could also comment on alternative approaches or
explanations of the data being used, and the contributions of the proposal to advancement in the state-of-
the-art. In peer reviews that have been structured with special care, because of the importance of the
issue, there will be advance screening of subject matter experts for possible conflicts of interest, thorough
documentation of the process, and structured interaction among several of the subject matter experts?2

‘!Elimination of the current requirements for fding of contention basis and for ruling on contention admissibility early in the
application review process would give interveners more time to obtain experts and prepare their case. Early contention filing
would be umecessary as a tool to limit discovery if dkcove~ is otherwise limited or eliminated. on the other hand, postponing
the identification of contested issues will prolong the period of uncertainty during which the need to hold a herring (whether an
oral or a paper hearing) will be undecided. Also if the application needs to include a specific evaluation of intervener issues, and
the Staff SER needs to address them as well, then the identification of intervenofs issues must be early enough in the process so
that the SER schedule is not unduly affected. Delay will place a considerable pressure on the presiding officer, since once the
Safety Evaluation Report is issued and filed with the presiding officer, the presiding officer’s decision could be on the critical
path for the ultimate NRC decision on the application. Timely decisions, off the critical path should be feasible for paper
hearings even with some delay in identification of the issues, but if there is no early requirement for filing of issues, there is a
danger that the need for an oral hearing may not be decided until it is too late to avoid delay should an oral hearing be required.

zlFor a gene~ ~lscussion of DOE pea review processes, see Federal Research: DOE is Providing kde~nd~t Review of the

Scientific Merit of its Researc~ GAO RCED-OO-1O9.

‘See DOES rules on reviews of proposed grant and cooperative agreement projects in 10 CFR Part600. The Department of
Health and Human Services provides for peer reviews of activities of herdth care providers under the Peer Review Improvement
Act. See, e.g.,42 U.S.C.$ 1320(c).
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In the general sense, the NRC license application ~view process already includes several peer
reviews- the review by NRC Staff and the review by the AdvisoW Committee on Reactor Safeguards.
There is no apparent reason to add still another peer review to the process, but the question here is not
about adding another review, but of restructuring an existing review process (the licensing hearing) so
that it took advantage of processes found to work well in good peer reviews. In particular, assuming an
interested person puts forward a reasonable specific issue of scientific opinion, can the hearing process
incorporate usefhl lessons from the general field of peer reviews.

One difilculty with using peerreview as a hearing model is that peerreview may not be suitable
in reaching a decision when there aretwo or more respectablepoints of view by legitimate experts. This
is discussed furtherbelow. Also, there is no one model peerreview to follow, But the essential elements
of a good peer review appearto be(1) a decision by a person(or persons) with subjeet matter expertise
who has not participatedin the work being reviewed, and who has no financial or other personal stake in
the review results, (2) a process that allows a fi.dlunderstanding of the work being reviewez (3) a fair
means to resolve differences of opinion, if more than one expert peer reviewer is involved, and (4)
documentation of the processes and review results.

The paper hearing process outlined above would satisfy some but probably not all of these
attributes. First, the presiding officer would not have participated in either the development of the
application or the NRC Staffs review of it, and would have no financial stake in the review results. The
results will be filly documented, given the APA requirement for a decision on the record. And the
deliberations among three-member atomic safety and licensing board members, and a decision based on
majority vote with opportunity for written dissent, would be a fair process.

However, it will probably be impracticable to have the presiding officer decision-maker be a
subject matter expert for each expert opinion controverted issue, unless the NRC is willing to appoint
licensing board members with subject matter expertise on a temporary case-by-case basis. Moreover, a
purely paper-based decision process might place an undue constraint on the ability of the peer-reviewers
(the presiding officer) to get a full understanding of the issues in controversy. There would likely need to
be some form of process for face-to-face interaction between the testifying experts and the reviewers,
although this could be at the discretion of the reviewers.

Also, the requirement of the APA that the decision be based only on the record could, unless
carefi.dly applied, place an undue constraint on the ability of the subject matter expert-decision-maker to
consult expert sources for his or her review that are outside the record. Off-the-record consultation can
raise serious issues, including dilution of the independence requirement when outside sources with a stake
in the controversy are consulted and inability of the parties to address all opposing expert opinion.
However, the subject matter expert needs to be able to apply his or her scientific expertise to bear, at least
to the extent of applying generally accepted scientific principles and standard texts and reference
materials.

This possible problem can be mitigated by judicious application of a long-standing NRC practice-
the use of official notice. NRC’s rules allow the decision-maker (or presiding officer) to take ol%cial
notice, that is consider as part of the record for decision, “anytechnical or scientific fact within the
knowledge of the Commission as an expert body.” The NRC decision-maker can then apply those facts to
the resolution of any controverted issue, provided only that the parties to the proceeding are advised
whenever this is done and given an opportunity to controvert the use of the facts officially noticed by
either appealing to the Commission or asking the presiding officer for reconsideration. 10 CFR $ 2.743(i).
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Thk will allow the expert decision-maker to use commonly used scientific texts, handbooks, treatises, and
the like, but would not allow off-the-record consultation of other experts.

Finally, assuming that the decision of an atomic safety and licensing board is based on the
evaluation of conflicting testimony by one or more board members with subject matter expertise, the use
of this expertise can take the form of a simple exercise of expert judgment by the board. For example, in
the Indian Point case discussed above, there was substantial evidence offered both in support of using
Bayesian statistics and the proposition that states of belief of individuals can with confidence be
converted into a realistic probability distribution. The presiding atomic safety and licensing board
rejected this testimony, and chose instead to rely on other testimony using more (then) conventional
methods. This appears to be simply the result of the board’s expert judgment. See 18 NRC at 855-856.
However, the basis for this judgment is not stated explicitly. The result of such a peer review type
process is that the hearing outcome is dictated by the education, experience, and other personal qualities
of the subjeet matter expert who happens to sit on the atomic safety and licensing board. This reduces the
predictability of the process?3

6.2.2 Expert Elicitation

6.2.2.1 Role of Expert Elicitation

As indicated above, the focus here is on means to resolve issues of expert opinion. Experts can
disagree for a variety of reasons. For example, different results can be reached because of incomplete
analyses or internal inconsistencies. Also, experts often do not possess or actually use the same data.
Sometimes experts do not have access, or for some reason do not actually use, the same data as other
experts. Or, experts may differ as to the adequacy of weight to be given to particular data.

Apparently opposing experts sometimes have different answers because they are assuming
different premises. For example, if the dispute is over whether low levels of ionizing radiation have
adverse health effects, one expert may be addressing whether there is any evidence that there are no such
effects, while another may be addressing whether there is any afilrmative evidence that there are such
affects. In effect, one expert has proceeded on the basis of a science policy judgment that effects should
be presumed to occur absent evidence to the contrary, while the other has proceeded on the basis of the
opposite premise. In the Seabrook operating license case, interveners offered the opinion that offsite
emergency plans were inadequate because the residual health effects following a postulated accident were
too high, even assuming applicant’s emergency plan fimctioned properly, while applicant and NRC Staff
offered expert opinion that offsite emergency plans were adequate based on compliance with NRC
emergency planning standards, and the implicit assumption that the actual magnitude of offsite health
effects, after a postulated accident were irrelevant.24

Experts may use the same data but use different analytical approaches. For example, in the
Indian Point case noted above, PSA experts reached somewhat different results when one used what the
atomic stiety and licensing board referred to as “conventional statistical methods” and the other used
Bayesian methodology?5

231tmay be argued that the board’sdecision was based implicitly on its choice of what it saw as the “traditional”approach, but
this is not explicit in the opinion.

24~omonw~fi of Mmswhuse~ v. ~c, ‘up*

25See Consolidated Edison Company of New York 18 NRC811, 849-856 (Atomic Safely and Licensing Board, 1983).
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Various biases ean affect the experds opinions. In the nuclear field, where emotions rum high
and experts can easily fall into a pro- and anti-nuclear camp, expert opinions maybe influenced by the
pressure to conform to general notions about how nuclear power is safe or unstie. Or an expert’s
background and experience can influence the result. For example, imagine the different approaches that
might be take by two experts about the likelihood of a tornado, one of whom just had his home destroyed
by a tornado. Sometimes expert opinions are colored by different beliefs as to the degree of certainty
required. An expert may believe that data are not sufficient to support a favorable safety conclusion

“ because the expert believes that the consequences of a mistake will be a catastrophe, and as a result a
high degree of certainty is required.

Review of a contention and supporting testimony by an independent subject matter expe~ as in a
peer review, should be sufficient for decision if there are no factual issues and one expert’s opinion can be
disregarded because he or she has used an incorrect premise, addressed the wrong question, used
incomplete or unreliable da~ or relied on inconsistent assumptions or otherwise used faulty methodology
or logic. Here subject matter experts should be able to reach consensus using normal techniques, since on
careful analysis one opposing opinion is wrong or irrelevant.zc But a more dii%cult situation is presented
if the decision-maker is presented with conflicting expert opinion on the same issue, with both experts
appearing to use the same assumptions and acceptable data, and neither expert is guilty of using faulty
methodology or logic. An example of this is the conflict of expert opinion on the use of Bayesian
statistics in the Indian Point hearing.

A possible resolution would be based on a comparison of the education, experience, and other
expert qualifications of the experts, or an exploration of possible kinds of bias, with the result that the
least biased expert with the better qualifications prevails, but this can be criticized as arbitrary given that
both are legitimate experts, and both are using acceptable data and methodology. Moreover, this makes
for a decision process based on subjective comparisons of expertise and bias.

Another possible approach would be adoption of that opinion that produces the more conservative
(stier) result, especially if this result in consistent with current perception of the “usualway to approach
the problem.” A variant on this method would be to defer to the NRC Staff position. Indeed, since the
NRC Staff is always a party, has an established track reeord of reasonably thorough expert reviews, has
no financial interests at stake in the controversy, and can be presumed to have performed its review in
accord with current Commission policies, such deference is natural. But this approach can penalize
innovation and scientific advance, especially where the Staff position is an easily reached conservative
one that sidesteps the difilcult issues.

Ultimately, under the current process, the choice may be based upon the expert judgment of one
or members of the atomic safety and licensing board, subject to Commission review. Assuming the
expert opinions are all of essentially equal scientific validity, there is no scientific reason why the board’s
expert judgment should prevail over any other expert’s judgment. But if a decision is necessary, the
atomic safety and licensing board prevails simply because it has been delegated this decision function by
the Commission, which is accountable ultimately to the citizens of the United States.

A significant difficulty with this process is that the decision-maker may have no assurance that
the expert opinions that have been offered by the parties represent the fill range of opinion on the issue.

2sForexample, in the recent ease of Hydro Resources 50 NRC 3 (Commission, 2000), the Commission rejected several concerns
regarding the amount of water withdrawn from uranium producing wells.
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In fac~ the contraryis likely to be the case, since each party will likely have selected experts who would
be expected to support their respective litigating positions. Expert elicitation offers a possible solution to
this problem.

Expert elicitation is a formal, structured, and documented process whereby judgments of multiple
experts are obtained. The process usually includes subject matter experts, as in peer reviews, normative
experts, with expertise in statistics, decision analysis, probability encoding, and a generalist,who guides
the elicitation?7 Expert elicitation has been used by NRC on several occasions, most notably in NUREG-
1150 and 10 CFR Part 100. 10 CFR $100.23, which establishes seismic and geologic criteriafor nuclear
power plant siting, authorizes the use of a “probabilistic seismic hazardanalysis” in establishing the safe
shutdown earthquakegroundmotion, which representsthe design basis for certain safety structures,
systems, and components. The regulatory history for the rule indicates thatNRC approvedof certain
probabilistic seismic hazardanalyses which were based on expert elicitation. See 61 Fed.Reg. 65157,
December 11, 1996.Thus it is clear that NRC has approved of the use of expert elicitation. NRC has even
suggested guidelines for the properconduct of expertelicitations?s

Expert elicitation provides a substantial advantage over the current hearing process, especially in

assuring that the decision-maker has before it the full range of responsible expert opinion. However,
many of the other elements of the expert elicitation process have almost exact parallels in a well
conducted formal hearing process. Both processes include a very precise definition of the issue, a very
clear definition of the permissible assumptions and underlying scientific dam a rigorous qualification of
experts, an exploration of possible expert conflicts of interest and biases, and full documentation of the
results.

Nevertheless, structuring the NRC hearing process based on expert elicitation techniques will be
impracticable, if not impossible. It will not be possible, except perhaps in the most important cases, to
use the fill range of subject matter experts to testifi about a contested issue, and to use the appropriate

normative expert in decision-making, because doing so will be extremely expensive and time consuming,

A fi.mdamental assumption of expert elicitation is that expert opinion can be regarded as another
kind of scientific data that can be treated statistically. The use of multiple subject matterexperts will
capture the diversity, and hopefidly the fill range of expert opinion on a particular issue.However, to
make this collection of judgments usefi,il to a decision-maker, the judgments must be aggregatedor
combined in some fashion. For example, if the issue is the specification of a particular probability of an
event occurring, each expert may have offered his or her own opinion as to the currentuncertainty in the
value, expressed as a probability distribution. Aggregation techniques have been developed to combine
these various distributions into a single one for use in the PSA. Aggregation techniques include various
statistical techniques such as averaging and weighted averaging. Unfortunately, there is no generally
agreed upon way to do this.

The APA decision process, and the NRC decision process based upon it, generally assume that
there is a single “right” answer to any given question, and that when experts offer conflicting opinions one
is right and the other is wrong. Thus there is little (and likely no) precedent for a presiding officer (an
atomic safety and licensing board)to aggregate the opinions of the various experts who have testified

*’See Branch Technical Position on the Use of Expert Elicitation in the High Level Radioactive Waste Progr~ NUREG-1 563,
1996.

2?See note 27.
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about a particular issue, or to assure that the experts testi~ing represent the full range of expert opinion.
Indeed, since there is no consensus as to how expert opinions should be aggregated, that very aggregation
method would, under normal evidentiary rules, itself be a matter for expert testimony and possible
dispute.

In sum, expert elicitation techniques offer useful insights into how differences in expert judgment
can be analyzed, but do not easily provide models for conducting licensing hearings. However, a
properly conducted expert elicitation offers substantial advantages over a hearing process that includes
the opposing opinions of a few experts, with no assurance that the range of respectable expert opinions
are represented.

6.2.2.2 Expert Elicitation as Evidence

A properly conducted expert elicitation should have special evidentiary weight. NRC needs to
address how expert elicitation results can be introduced as evidence and what weight they deserve. It is
not clear whether the results of an elicitation can be sponsored into evidence by the generalist or
nonnative expert. If not, how can the testimony of one or even a few of the subject matter experts
represent the fill range of opinion? Must every expert testifi, or can the experts delegate a representative
who can speak for all of them? Must the decision-maker accept the aggregation technique selected by the
normative expert, or can the decision-maker use the expert judgments to apply a different aggregation
methodology and reach a different decision? Perhaps the most serious question is how the results of an
expert elicitation should be compared with the contrary testimony of a single intervener expert. Treating
the elicitation as no more weighty than the opinion of a single expe~ to be contrasted with the opinions
of one or a few others, would be contrary to the elicitation and aggregation concept, yet adding the
testi~ing experts’ opinion to the opinions already included in the elicitatio~ and then using the same
aggregation technique, would be difficult, given the testifying experts’ lack of participation in the process.
And, if the atomic safety and licensing board’s decision ultimately is based on the judgment of one or
more experts on the licensing board, as in the Indian Point case, then the same questions can be raised
about the role of this opinion.

If expert elicitation is to be used and the results offered as evidence in hearings, NRC should
develop some evidentiary roles to facilitate this. Among other things, the rules should identi~ how the
evidence should be introduced and the weight that should be given to expert elicitation results. Also,
assuming atomic safety and licensing boards will make decisions based on their own expertise, as in the
Indian Point case, NRC will need to be sure that board members are conversant with the PSA state of the
art, and are filly attuned to the Commission’s expectations as to how the new licensing framework should
fi.mction.
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6.2.3 NRC Staff Reviews

The NRC Staff has decades of experience in addressing and resolving differences in expert
opinion. This process can be examined to see if one or more aspects of it can be adopted for use in
licensing hearings.

The Staflreview process consists of expert review of the application (and materials referenced
therein, as needed), followed by submission of several rounds of written questions to the applicant. The
questions are typically the subject of a face-to-face meeting between applicant’s and NRC Staff experts, in
which Staff might clari~ the basis for its concerns and applicant might offer preliminary responses. The
meeting is followed up by a formal applicant submission of answers to the questions posed by Staff,
typically in the form of an amendment or supplement to the application. Policy or legal issues are
referred to the Office of General Counsel, senior NRC officials, or the Commission itself for resolution.
The process has never been conducted without some direct interaction between Staff and applicant
experts. This suggests that a purely paper hearing might be unsatisfactory.

A public hearing process based on the Staff review process above might consist of the following.
Intervener would be allowed to submit written questions to the applicant. A limit on the number of
questions could be imposed, as is the case for the number of written interrogatories allowed under the
rules of discovery in the federal district courts.29Staff would be allowed to request that the
interrogatories be clarified, if necessary, or to disallow those that appear irrelevant. A face-to-face
informal, transcribed meeting between applicant and intervener would be held, if requested by any party,
facilitated by an NRC Staff member with some appropriate training in meeting facilitation. At the
meeting applicant could seek clarification of intervener’s questions, and would be expected to offer
preliminary responses, with an intervener or Staff having the opportunity to comment. NRC Staff could
question either party. After the meeting, if any, formal answers to the interrogatories would be filed.
Staff would have the discretion to require more specific or clarified written answers.

At the conclusion of the intervener interrogatories phase, intervener would be required to file a
list of issues it wished to contest, along with its own expert evaluation with supporting information, as if
it were filing a competing application for license denial or conditioning. At this point the process would
be reversed, with applicant and NRC Staff allowed to pose a limited number of questions to intervener’s
expert, and with the opportunity to have a meeting with intervener’s expert.

Intervenois issues and expert report would be addressed in the Safety Evaluation Report and
application, to the extent they have not already been addressed, and the process would proceed as in the
paper hearing process described above, with the application, Safety Evaluation Repo~ and expert report
serving as the basis for deeision. An opportunity for an oral presentation before the presiding ofilcer, in
the form of oral argument based on the written submissions, could be afforded.

Policy and legal issues would be resolved by simple referral to the Commission or presiding
officer, based on written submissions, with the presiding officer or Commission having the option to hold

an informal hearing or meeting.

29E.g., Rule 26.2(b) of the Local Rules of Civil Procedure for the U.S. District Court for the District of Columbiaj which
presumptively lindt each p- to a complex case to no more than 25 discrete questions, however the interrogatories are
numbered.
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6.2.4 Use of Presumptions

NRC’s regulations serve to carve out issues fiorn hearings and resolve them in rule-making,
which under APA 5 U.S.C.$ 553 and AEA $ 189a does not require any oral hearing. Siegal v. AEC, 400
F.2d 778 (D.C.Cir.1968). Design certification under 10 CFR Part 52, Subpart B is an example of this
legal device. Under 10 CFR $52.63 issues resolved in the design certification rule making cannot be
raised in individual licensing hearings except on very limited grounds. All substantive NRC rules have a
similar effect under 10 CFR $2.758. Thus. for example, compliance with 10 CFR $50.46, “Acceptance
Criteria For Emergency Core Cooling Systems for Light Water Nuclear Power Reactors,” will generally
serve to demonstrate that a particular emergency core cooling system design will be sufilcient to cool the
core so as to prevent core damage after a loss-of-coolant accident, and no party in a hearing will be
allowed to argue that compliance with the criteria will not assure this result. This is an example of NRC’s
use of a legal presumption compliance with 10 CFR $50.46 creates the presumption that the design in
question will cool the reactor core following a postulated loss-of-coolant accident.

In most cases the presumption is associated with a regulatory requirement. For example,
compliance with 10 CFR ~ 50.46 is required. But it is possible to create presumptions that do not have
any associated requirements. The classic example of this is NICs rule speci~ing the environmental
effects of the uranium fuel cycle for inclusion in environmental impact statements. This rule in 10 CFR $
51.51, which was upheld by the U.S. Supreme Court in Vermont Yankee Nuclear Power Corp. v NRDC,
435 U.S. 519 (1978), specifies the environmental effects of the uranium fiel cycle and creates the
presumption that use of these specifications will satis~ the requirement of the National Environmental
Policy Act of 1969 )“NEPA”). But 10 CFR $51.51 does not impose any requirements on applicants or
licensees to adopt any measures to eliminate or reduce the environmental effects so specified. This is left
for other rules and other agencies.

Presumptions without requirements, like 10 CFR $51.51, have the advantage of eliminating
unnecessary hearing litigation without reducing an applicant’s flexibility to propose innovative designs or
techniques that would otherwise run afoul of an NRC requirement. Presumptions like this should be
sustained in the courts so long as there is a rational connection between the matter presumed and the facts
giving rise to the presumption. Massachusetts v. United States, 856 F.2d 378,383 (lst Cir.1988). They
could be used to streamline or eliminate hearing litigation over PSA’S. For example:

- NRC could by rule certifi or approve of component failure databases, or even particukw
component failure probabilities-

- NRC coul~ by rule, approve of certain PSA methodologies.

6.2.5 Qualification of Experts

Only experts in a particular field are qualified to offer expert testimony. NRC could enforce strict
rules on qualification of experts. For example, NRC might require certain minimum educational or
professional experience requirements in order for someone to offer expert opinion on PSA matters.

6.2.6 Discovery

As noted above, NRC’s rules allowing discovery are generous beyond what the APA would
require, even for formal hearings, and might be modified. Except as required by the Freedom of
Ifionnation Act, document production could be eliminated. However, to assure fairness and eliminate

B-57



Appendix B
Probabilistic Safety Assessment and the Regulator Process: Analysis of Necessary Changes

the need for later cross-examination at the hearing solely to learn the bases for the expert opinions
supporting the PS~ documents used to support the PSA, and necessary for an expert review of the PSA
should be disclosed automatically.

Depositions could be subject to the same rules that apply to cross-examination or eliminated
altogether. As needed, interrogatories could be limited in number.

6.2.7 The New Framework Itself

The new risk-informed regulatory framework will bean important factor in eliminating
unnecessary hearing litigation. Most importantly, regulatory science policy judgments must be resolved
in the framework in order for the hearing not to become bogged down in policy disputes that are not
amenable to scientific proof in the ordinary sense. This will necessarily include specification of the
critical risk criteri~ such as the ultimate quantitative safety goals which, if met, would be presumed to
provide adequate protection. Acceptable core darnages frequency and containment failure probability
should also be specifie~ either as requirements or as criteria which if satisfied, are presumed to show
compliance with the quantitative safety goal criteria themselves. In especially difficult areas, the
rulemaking could relate PSAS to deterministic criteri~ with the result that the review and licensing
hearing could focus on the criteria and not the PSA.

Treatment of uncertainty will be an important aspect of the new framework. In NRC licensing
proceedings, the applicant has the ultimate burden of persuasion. APA 5 U.S.C.$ 556(d); Director, OffIce
of Workers Compensation Programs, Department of Labor v. Greenwich Collieries,512 U.S. 267
(1994). This means that if, after all of the evidence has been received and considered, the agency
ultimately concludes that neither plant opponents nor plant proponents have proved their case, the
application must be denied. However the degree of proof needed is somewhat unclear. The general nde
in administrative law cases is that applicant’s position must be supported by at least a bare preponderance
of the evidence. Steadman v. SEC, 450 U.S. 91 (1981). NRC has followed this same definition of
burden in licensing cases. Pacific Gas& Electric Co., 19 NRC 571 (Appeal Board, 1984), Commission
review declined, 20 NRC 285 (1984). But NRC has also sometimes enunciated a different formulation
that probably reflects more accurately actual practice. In Virginia Electric& Power Co., 1 NRC 10
(Appeal Board, 1975), the Commission’s Appeal Board, which under the rules then extant spoke for the
Commission itself, indicated that the burden of persuasion should be influenced by the gravity of the
matter in controversy.30

These legal definitions of burden of persuasion convey no certain message about how to treat
uncertainty in doing reviewing PSAS, or even how a quantitative risk standard should be expressed. One
cannot say, for example, that preponderance of the evidence necessarily means that, in determining
compliance with a quantitative probability standard (say a 10 e-5/reactor year core darnage frequency),
the risk number that must be chosen from a probability distribution is the one that is exceeded by no more
than 49% of the estimates. This is because the 5l% confidence interval is as easily a part of the
substantive standard itself as it is a definition of the degree of proof.

30NRC rules in 10 CFR $ 50.57(a)(3) require “reasonableassurance” of not endangering safety, but this is probably intended to
eliminate zero rislq or absolute assurance, as a substantive risk standas@as opposed to defining a standard of proof. E.g.,
Carstens v. NRC, 742 F.2d 1546, 1557 (D.C.Cir.1984~ Nader v. Ray, 363 F.Supp 946,954 (D.D.C.1973). Thus reasonable
assurance is the amount of safety required to a meet the AEA standard of “adequate protection” in $182.
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Certain PSA uncertain~ or burden of proof related issues are really science policy issues that
cannot be resolved by scientific proof. They should be addressed in the regulatory fkunework itself.
These include whether the risk standard should be expressed as a medium, mean, or some other number,
and whether and how confidence intervals are to be treated. In areas where PSA are expected to be highly
uncertain or impossible, for example estimating the likelihood of sabotage, the framework should provide
for a licensing decision based on compliance with a deterministic standard. In certain other areas, where
NRC has specifically rejected any quantitative risk goal, NRC would need to consider carefidly whether
to change its prior position. Emergency planning falls in this category, See Commonwealth of
Massachusetts v. NRC, supra. In other areaswhere PSA results are possible but uncertain, uncertainty
might be reduced by imposition of deterministic requirements for defense in depth measures.

7. Fairness and Due Process Considerations

All wouki probably agree that the hearing process must not ordy be effective in reaching the
correct decision, and efllcient in use of time and resources, but also be fair. Fairness has no precise
definition, even in the legal sense of due process of law, because under established administrative law
principles whether a hearing satisfies due process depends on a balance of various factors, including risk
of an erroneous decision and the nature of the interests at stake~l Assuming the issues are all expert
opinion issues, and the bases of the contrasting opinions have been filly disclosed, a paper hearing should
satis~ due process requirements, even assuming that interveners have a constitutionally protected
interest.32

But the processes outlined above WN probably not allow most potential interveners to participate
in the hearing process because most will not have access to the necessary experts to structure an effective
presentation. On the one hand, this can be seen as entirely appropriate, since the hearing process is after
scientific truth, and the search for scientific truth requires scientific expertise. On the other hand, the
process can be criticized as too dependent on the views of experts, and insensitive to the lessons of
common experience. Decomposition of the issues in dispute maybe less than perfec~ with the result that
the outcome may in a subtle sense be critically dependent on resolution of a science policy, or pure policy
issue, as to which non-expert opinion should be heard.

All this suggests that the processes discussed above need to be supplemented. A reasonable
premise is that interested citizens and groups (stakeholders) will want to have the opportunity to influence
the NRC licensing decision early in the review process when the agency will not be put on the defensive
because of previous review conclusions, and when review schedules will not be disrupted. Another
reasonable premise is that stakeholders will want access the highest levels of the NRC so that there is
assurance that the persons with whom they communicate will have the finest possible authority to
respond.

Current NRC Staff practice of holding general informational meetings and allowing non-
evidentiary limited appearances at an oral hearing before the presiding officer or Commission should be
continued. But the considerations mentioned above suggest that the NRC Commission itself needs to be
involved early in the process no matter what hearing format is chosen. There are many ways for this to be
done, and what follows is illustrative.

31Mathews v. Eklridge, 424 U.S.319 (1976).

32They may not See City of West Chicago v. NRC, 701 F.2d 630,645 (7* Cir. 1983).
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The Commission could solicit informal public comment, and hold an early informal Commission
meeting, shortly after the application is filed. The specific purpose would be the identification of issues
of special public concem.33 Such issues, as specified by the Commission, would then be required to be
addressed by the NRC Staff in its review and by applicant in a supplement to its application. Staff-
applicant meetings on these particular issues would be held in the vicinity of the proposed site, and
stakeholders would be allowed to attend and offer comment. After the Staff had completed its review,
and before a decision on the license application, the same stakeholders would be given the opportunity to
address the Commission informally. The process would be entirely informal, with no requirement that
testimony be under oath or that only qualified experts be heard.

The relation between such an informal process and the hearing process options described above
needs to be addressed. For controverted issues of opinion or fact allowing both processes to be pursued
in parallel on the same issues would give insut%cient weight to the results of the more formal hearing
process, with its strict requirement that matters of expert opinion can be addressed only by experts. Thus
stakeholders would probably need to be advised that the hearing process is the appropriate means to raise
issues of factor expert opinion if they want to preserve the option of requesting judicial review of the
NRC licensing decision.

8. Conclusion

The above analysis includes some suggestions how the NRC hearing process might be reformed,
with a special focus on hearings on PSA issues. However, it has to be recognized that the NRC Staff
review process will almost certainly result in a license application that is supported by very substantial
and credible expert opinion. It will not be likely that applicant’s or NRC Staff’s experts will be found to
have used faulty logic, clearly inadequate data, or improper assumptions. Accordingly, so long as NRC
Staff supports its SER with expert opinion offered into evidence in hearings, the normal and expected
result of any properly conducted hearing will be that the NRC Staff position will be chosen. Nuclear
plant opponents who expect the hearing process to regularly produce results that are favorable to them are
expecting too much, no matter how the hearing process is structured.

Indeed a hearing process that regularly produced decisions contrary to NRC Staff positions would
mean that NRC Staff has lost essential expertise or failed to follow Commission policy, or that the
presiding hearing oflicers have done so. In any case, something would be very wrong at the NRC. If
concerned citizens are to play an effective role, it must be at the beginning of the process at the
Commission level, where policy is established and NRC Staff attention and resources can be directed to
issues of special concern.

33An interesting parallel is the informal scoping process that is required for environmental impact statements by the NRC
regulations in 10 CFR $$51.26-51.29.
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1.0 INTRODUCTION

The current set of regulatory requirements and industry standards for nuclear
plants is a collection of determi~stic criteri~ based largely on engineering jud
that has evolved over the last 40 years. A growing awareness within governm
industry is that many of the current requirements and standards are not contr
significantly to stiety and reliability and, therefore, have needlessly driven the c
new nuclear plants into a range that will not be economically competitive
deregulated U.S. power industry. Moreover, the overly prescriptive nature o
requirements and standards inhibits the introduction of new, more advanced technc

Probabilistic risk assessment (PIUl) is an analytical technique that has been used
past several decades for integrating diverse aspects of design and operation in c
assess the risks from a nuclear power plant and to develop an information b
analyzing plant-specific and generic issues. An assessment of the pkmt-speci
provides both a measure of potential accident risks to the public and insights i
adequacy of plant design and operation. The state of the art of PRA is now suff
mature that we can apply PIU4 to identifi systematically the regulatory requireme
industry standards that are needed to maintain the desired level of safety and relj
The U.S. nuclear industry and the U.S. Nuclear Regulatory Commission (NF
already working together to apply risk-tiormed regulation to the regulation oft
plants?4 The initial NRC/industry efforts are progressing to address prima
operation and maintenance of existing nuclear plants. Of course, this effort is con:
by the fact that the operating plants have been licensed under the traditional deterr
regulatory system. What is needed beyond the current effort is the application of
aggressive risk-informed approach to all regulatory requirements and industry sta
as well as to the regulatory process, focusing upon those issues that affect the des
licensing of new plants. The U.S. Department of Energy (DOE), through its 1
Energy Research Initiative (NERI), has fimded this project to perform a risk-in
assessment of regulatory and design requirements for fhture nuclear power plar
part of the work for this project, this paper presents the development of a framew~
guidelines for risk-based regulation and design for new nuclear power plants.

Current regulations and standards are based, in large part, on the principles of dei
depth and safety margins. Defense in depth has evolved since the first research]
were designed in the 1940s. The NRC Advisory Committee on Reactor Safi
(ACRS)35 and Sorensen et al~6 discuss this evoIution, identi~ two schoois of thol

34 U.S. Nuclear Regulatory Commission, “Framework for Risk-Informing Regulations,” I
Public Comment, Rev. 1.0, February 10, 2000,
http: / /nrc-part5O.sandia.gov/Document/frarnework.rev_ti_2.pdf

35 Letter to Shirley Ann Jackson, Chairman, U. S. Nuclear Regulatory Commission, from I). A. Powers, (
Advisory Committee on Reactor Safeguard$ “The Role of Defense in Depth in a Rkk-Informed R
System,” May 19,1999.
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the scope and nature of defense in depth, and recommend an approach for moving
forward with risk-informed regulation. The two schools of thought (views) of defense in
depth are labeled “structuralist” and “rationalist.” The structuralist view asserts that
defense in depth is embodied in the structure of the regulations and in the design of the
facilities built to comply with those regulations. The regulations for defense in depth are
derived by repeated application of the questions, “What if this barrier or stiety feature
fails?” or “What if our models are wrong?’ In contrast, the rationalist view would base
regulations on risk tiorrnation, with defense in depth employed only where necessary to
compensate for uncertainty and incompleteness in our knowledge of accident initiation
and progression. As background for the development of the fiamewor~ a more detailed
discussion of the structuralist and rationalist approaches to defense in depth for
developing risk-based regulations is presented in Section 2. For new plants, the
rationalist approach to defense in depth, employed within the context of PIG%, is
prefemed to more effectively develop a body of regulations that eliminates requirements
and standards that do not contribute significantly to safety and reliability. This approach
also reduces the overly prescriptive nature of these requirements and standards so that the
plants can be designed and operated more efficiently and the introduction of new, more
advanced technologies is less inhibited.

The framework discussed herein will be developed using the topdown hierarchy
illustrated in Figure 1. The goal of this effort is to provide a framework for developing
and implementing risk-based regulations that ensure adequate protection to the health and
safety of the public. An approach based on evaluating quantitative risk against
established safety goals is proposed to achieve the goal. Strategies for using fidl-scope
PRA for all operating modes will be developed. Guidance for tactics will be defined to
support development of strategies. Section 3 provides an expanded representation and
discussion of the development of the framework using the hierarchy in Figure 1. The
goal, approacl-q and strategies are developed and examples of supporting tactics are
provided. Some additional discussion of tactics and implementation of the framework to
identi@ systematically the body of regulatory and design requirements necessary to
maintain tiety is provided in Section 4. By implementing such a fiarnework, it is
expected that the resulting body of requirements and standards would not only provide a
regulatory environment that would maintain the goal of protection of public health and
safety, but would also reduce the unnecessary burden imposed by the current regulations
and standards.

The development of a fiurnework for risk-based regulation and design discussed herein
involves ideas that have been and continue to be controversial. Many of the issues that
arise in the development of the fiarnework have not and will not be resolved satisfactorily
at this point. The DOE NEW team, however, will identi~ and begin the process of
resolution for issues critical to the successfid development of this framework.

36 J. N. Sorense~ G. E. Apostolakis, T. S. Kress, and D. A. Powers, “On the Role of Defense in Depth in Risk-
Informed Regulation: Presented at PSA ’99, Washington, DC, berican Nuclear Society, August 22-25, 1999.
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2.0 STRUCTIJIGWIST VS RATIONALIST APPROACHES TO
DEFENSE IN DEPTH FOR RISK-BASED REGULATION

The term defense in depth is used to describe applications of multiple measures to
prevent or mitigate accidents. The measures applied can be embodied in structures,
systerns, and components (SSCS) or in procedures (including emergency plans). Defense
in depth can be applied at various levels. Redundant or diverse means maybe used to
accomplish a fimction, the classic example being the use of multiple barriers (fuel,
cladding, reactor coolant pressure boundary, spray or scrubbing systems, and
containment) to limit the release of core radionuclides. Alternatively, as discussed in this
sectio~ redundant or diverse fimctions maybe used to accomplish the higher goal of
protecting the public from nuclear power plant accidents. As stated above, the NRC
ACRS has identified two schools of thought (views) on the scope and nature of defense
in depth, and recommends an approach for moving forward with risk-informed
regulation.
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Figure 1. Hierarchy for framework development.

The structuralist view asserts that defense in depth is embodied in the structure of the
regulations and in the design of the facilities built to comply with those regulations. The
regulations for defense in depth are derived by repeated application of the questions,
“What if this barrier or safety feature fails?” or “What if our models are wrong?” The
results of that process are documented in the regulations themselves, specifically in Title
10 of the Code of Federal Regulations.

It is a characteristic of the structuralist view that balance must be presemed among four
high-level lines of defense. The risks to public health and safety are dominated by
accidents resulting in the release of fission products from the reactor core. The f~st line
of defense, therefore, is to eliminate all initiators that could conceivably lead to core
darnage, but it is recognized that perfect initiator prevention is not possible. The
frequency of such initiators, although signi.ilcantly less than before TMI-2, is about one
per reactor year. As a second line of defense, systems such as the emergency core
cooling system (ECCS) are required to prevent core darnage given postulated initiators.
Further, although such systems are designed for a wide spectrum of initiators and
compounding equipment failures, no prevention system is deemed to be perfect. As a
third line of defense, barriers including containment and associated heat and fission
product removal systems are required. These barriers would be effective in preventing
large radionuclide releases for many severe accidents, but scenarios exist in which
containment would be breached or bypassed. A fourth line of defense, offsite emergency
preparedness, is therefore required. It is evident that the structuralist approach does not
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utilize any criteria to determine how much defense in depth is sufficient. Consequently,
many of the current regulatory requirements do not contribute to safety significantly and
so cannot justifi their cost.

In contrast the rationalist view asserts that defense in depth is the aggregate of provisions
made to compensate for uncertainty and incompleteness in our knowledge of accident
initiation and progression. This view is made practical by the ability to quanti~ risk and
estimate uncertainty using PRA techniques. It should be pointed out that both the
structuralist and the rationalist points of view are intended to deal with the uncertainties
associated with reactor accidents. The difference is that the structuralist view does not
deal with uncertainties in a quantitative manner while the rationalist view takes advantage
of the fact that advances in PRA allow the quantitative estimation of some of these
uncertainties.

The process envisioned by the rationalist is as follows: (1) Establish quantitative stiety
goals, such as the quantitative health objectives (QHOS), core darnage frequency, and
large release frequency, (2) design and analyze the plant using PRA methods to establish
that the safety goals are me~ and (3) evaluate the uncertainties in the analysis, including
those due to model inadequacies, system performance and reliability, and lack of
knowledge, and then determine what steps (i.e., defense-in-depth measures) should be
taken to compensate for those uncertainties.

What distinguishes the rationalist view from the structuralist view is the degree to which
the rationalist depends on establishing quantitative safety goals and performing formal
probabilistic analyses, including analyses of uncertainties, as far as the analytical
methodology permits. The exercise of engineering judgement, to determine the kind and
extent of defense-in-depth measures, occurs after the capabilities of the analyses have
been exhausted. The quantification of uncertainties provides a means for determining
how much redundancy and diversity (i.e., defense in depth) is sufficient.

The structuralist and rationalist views are not necessarily in conflict. As stated above,
both views can be construed as a means of dealing with uncertainty. The two schools
differ in the process used to deal with uncertainty in reaching an acceptable level of
stiety. The structura.list approach has evolved from the early days of nuclear power with
a process of accumulating DID features until a judgement was made that sufficient
protection against uncertainty in performance had been achieved. With the development
of PFL4 methods, the rationalist approach uses these tools to quantify uncertainty and to
explicitly account for DID fwtures in reducing uncertainties to acceptable levels. The
main difference is that the structudist accepts DID as a fundamental principle, while the
rationalist would place DID in a subsidiary role. Additionally, the structuralist does not
deal with uncertainties in a quantitative manner, while the rationalist takes advantage of
the fact that advances in PIL4 allow the quantitative estimation of some of these
uncertainties. However, neither incorporates any absolute means of determining when
the degree of defense in depth achieved is sufficient.
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In terms of developing a fhunework for risk-tiormed regulation, perhaps these two
approaches to defense in depth can be represented by a spectm.un, as illustrated in Figure
2. This figure also includes points with which to compare and contrast the framework for
risk-informed regulation being developed by the NRC for current plantsl against the
fi-arnework for risk-based regulation and design for new plants being developed by the
DOE NEIU project.

The approach recommended by the ACRS for risk-informing 10 CFR 50 for current
operating plants-and being developed by the NRC for current operating pkmtsl–
maintains a structuralist high-level defense-indepth approach for initiator prevention,
core-damage prevention, containment, and oflkite emergency preparedness. At lower
levels in the safety hierarchy, the ACRS recommends the rationalist model. This
approach is consistent, for example, with the option provided in 10 CFR 50.46 to permit
the use of best-estimate calculations with uncertainty analyses to demonstrate compliance
with the ECCS acceptance criteria. In terms of the spectrum of approaches to defense in
depth in Figure 2, this approach starts at the structuralist end of the spectrum and
proceeds to take steps to the right to become more rationalist. It is expected that efforts
for risk-itiorming regulations for existing plants will most likely address only certain
selected regulations.

While the ACRS has recommended a structuralist high-level defense-in-depth
approach for risk-informing current regulations, it has also been critical of the capricious
use of defense-in-depth arguments to undermine the focus of risk-inilormed methods of
regulation.2’3 Considering the spectrum of approaches to defense in depth, a more
aggressive rationalist approach to developing regulations for future plants would be more
effective in eliminating requirements and standards that do not contribute to safety. A

Operating Plants Future Plants
(NRC) (NERI)

Traditional Risk-based

.

●

☛

Structuralist Rationalist

Start with current regulato~ * Re-evaluate complete
and design approvals regulatory and design process
Risk-informed changes only ● Evaluate risk against
where justified quantitative safety goals
Defense in depth remains ● Use defense in depth explicitly
primary means of assuring to address uncertainties
safety

Figure 2. Spectrum of Approaches to Regulation
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completely rationalist approach would determine risk estimates and compare them to
established quantitative risk goals. Key to this alternative is the establishment of
quantitative risk goals, such as the QHOS, core damage frequency, and large release
frequency.

Additionally, the rationalist approach relies on the use of state of the art PRA technology
to provide an integrated and systematic analysis of the plant that explicitly addresses
sources of uncertainty. The state of the art of PR4 is now sufficiently mature, and will
continue to be developed for application to new plants, that these tools can be used
effectively to identis systematically the regulatory requirements and industry standards
that are needed to maintain the desired level of safety and reliability. Defense in depth is
secondary in this approach and would be applied only where it is necessary to address
uncertainties beyond the capabilities of PRA techniques or where it is truly justified for
maintaining s~ety.

The strategies for applying defense in depth for a rationalist approach may be
incorporated in a structuralist manner. For example, defense in depth may be manifested
in safety goals and acceptance criteria, which are input to the design process. In choosing
goals for core damage fi-equency and QHOS, for example, a judgement is made on the
balance, or allocation of risk, between prevention and mitigation. In terms of the
spectrum of approaches to defense in depth in Figure 2, this approach starts at the
rationalist end of the spectrum and takes steps to the lefi as risk and uncertainty are
evaluated explicitly to determine what defense-in-depth measures should be incorporated
to maintain safety and reliability.

3.0 TOP-DOWN DEVELOPMENT OF THE FR4MEWORK

This section provides an expanded representation and discussion of the development of
the regulatory framework using the hierarchy in Figure 1. An expanded representation of
the framework is presented in Figure 3. For the purposes of making regulatory decisions,
development of the framework is based on the concept that meeting the quantitative
regulatory safely goals with high confidence fi.dfdls the goal of protecting the public.
High confidence is attained through explicit consideration of uncertainties, including
modeling adequacy and equipment design and petiormance, in a fbll-scope, detailed PR4
for all operating modes. For the purposes of developing the requirements for risk-based
regulation, implementation of the framework is carried out by defining fictional system
characteristics, within the context of how PR4 is pefiormed, to determine what areas
need to be regulated to assure safety. Implementation for design is achieved by
specifying design cofilgurations and using PRA to evaluate the design, then iterating
with subsequent design changes. A rationalist approach to defense in depth will be
employed only where necessary to address uncertainties. Thus, within this framework,
PFL4provides the basis for both developing and evaluating compliance with requirements
for risk-based regulation and design.
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Evaluate Risk Against
Safety Goals
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Risk and Uncertainties

I i I

Limit Core Mitigate Releases Mitigate
Damage Frequency of Radionuclides Consequences

(Level 1 PRA) (Level 2 PRA) (Level 3 PRA)

I I I

Implementation for
Regulation & Design

1

Identify Required Regulations
based on

Master Logic Diagram

I
Develop Regulatory Criteria for
Design, Operation, Inspection,

Maintenance, and Testing of
Required Elements.

Figure 3. Framework for Risk-Based Regulation and Design
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3.1 Goal: Protection of the Public

Section 182(a) of the Atomic Energy Act requires the NRC to ensure that nuclear power plant
operation provides adequate protection to the health and stiety of the public. In its rules and
decisions the Commission refers to this requirement as either the “adequate protection”
requirement or the “no undue risk” requirement. The interchangeable use of these two terms has
been accepted in legal decisions.

The Commission has said on many occasions that compliance with the NRC regulations “should
provide a level of safety stilcient for adequate protection of the public health and safety and
common defense and security under the Atomic Energy Act.”37 Thus, adequate protection is
presumptively assured by compliance with the NRC regulations and other license requirements.
New idormation may reveal a significant unforeseen hazard, a substantially greater potential for
a known hazard, or insul%cient margins and backup capability.

The possibility of developing a generally applicable definition of adequate protection to gurmd
38 It is correct to say thatagainst possible misuse of the term has been discussed extensively.

adequate protection is not zero risk, that it is the same as no undue risk, that it has long-term and
short-term aspects, and that it is that level of tiety which the Atomic Energy Act requires.
However, these statements do not eliminate the need for engineering judgement or provide a
numerical standard or risk definition for application in determining what constitutes adequate
protection. The NRC is actively pursuing quantitative measures of safety, and a more generally
applicable definition of adequate protection may emerge from these efforts. In fact, the NRC has
established sdety goals for nuclear power plants, including QHOS that state the Commission’s
expectations with respect to how safe is safe enough. Although licensees of operating plants are
not required to demonstrate that they meet the quantitative goals, comparisons of PIL4 and
Individual Plant Examination (IPE) results to the goals are common. For these plants, it is not
reasonable to expect that the NRC will make decisions wholly based on quantitative sailety goals,
that is, implement a completely risk-based rather than risk-informed approach. For fi,dure plants,
however, the determination of adequate protection using increased reliance on comparisons of
PRA results to quantitative risk measures should be considered.

Note that the NRC’S safety goals are not quantitative measures of adequate protection. For
example, the safety goal of 5x10-7 for individual acute fatality is considered to be lower than the
Iimit of adequate protection. These limits have not been determined by the NRC yet. The ACRS
has provided its views on the relationship between the concept of “adequate protection,” as used
in the NRC regulations, and the current NRC Safety Goals, from the standpoint of Ievel of
risk39y40for existing plants. Additionally, the ACRS has discussed the concept of a three-region

37

38

39

FR Dec. 88-12624, Statement of Considerations, Revisions to Bacl& Rule, 10 CFR 50.109, July 6,
1988 American Nuclear Society, August 22-25, 1999.

Center for Strategic and International Studies, “The RegulatoV Process for Nuclear Power Reaetors. A Review,”
Washington DC, August 1999.

Letter to Shirley Ann Jackson, Chairman, U. S. Nuclear Regulatory Commission, from R.L. Scale,
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approach for risk-based regulation, that is, a goal and an upper limit. The three-region approach
proposed by the ACRS would make explicit the distinction between the goal and the adequate
protection values for each risk metric. The NERI fiarnework development will use the goals
since they are available. It should be emphasized that the NERI fharnework development is
relatively independent of numerical values. When numerical values for adequate protection are
promulgated, the framework would still be applicable with minor adaptation.

3.2 Approach: Evaluate Risk Against Safety Goals

The general approach for this regulatory h.rnework is to evaluate risk against quantitative safety
goals. Within this framework, regulatory decisions are made based on an evaluation of the
results from a full-scope, detailed PRA for all operating modes against established quantitative
safety goals. Developing the requirements for risk-based regulation and design to support this
approach is achieved by defining fictional system characteristics, within the context of how
PRA is performed, to determine what areas need to be regulated for the purposes of assuring and
maintaining the desired level of safety and reliability delineated by the established quantitative
goals. Key to developing regulatory and design requirements within this fi-amework is the
establishment of quantitative risk goals, such as, for example, the QHOS, core darnage frequency,
and conditional probability of large release. For new plants, a detailed plant-specific PRA for all
operating modes, along with an explicit treatment of uncertainties, would confirm that
established quantitative safety goals are met.

As discussed above, existing quantitative goals will be used as a starting point for this framework
development. Established QHOS and related subsidiary goals will be used to guide the
development of risk-based regulation and design. The intent is to develop requirements in such a
way that compliance will provide reasonable assurance of meeting specific quantitative goals and
the goal of protection of the public.

To delineate quantitative goals, the PIL4 strategies of the framework must be expressed using
quantifiable measures of risk. One method of assessing the level of protection against accidents
at a given nuclear power plant is simply to compare PRA results to the QHOS for early-fatality
and latent-cancer risks:

● the risk of an early fatality as a result of a plant accident should be less than 5x10-7/year for
members of the public located within 1 mile of the exclusion area boundary, and

Chairman, Advisory Committee on Reactor Safeguards, “Risk-Based Regulatory Acceptance Criteria
for Plant-Specific Application of Safety Goals,” April 11, 1997.

40 Letter to Shirley Ann Jackson, Chairman, U. S. Nuclear Regulato~ Commission, from R.L. Scale,
Chairman, Advisory Committee on Reactor Safeguards, “Elevation of CDF to a Fundamental Safety
Goal and Possible Revision of the Commission’s Safety God Policy Statement,” May 11, 1998.
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. the risk of dying from cancer as a result of a plant accident should be less than 2x10%/year
for members of the public residing within 10 miles of the plant.

For new plants, QHOS and related subsidiary goals set forth in this section apply to mean risk
measures quantified in fill-scope PIUS. Utiortunately, the QHOS are difficult to apply for
developing risk-based regulations. Simply replacing existing regulations with the QHOS would
be a completely rationalist approach and would not consider limitations and uncertainties
inherent in PRA. As such it is appropriate to investigate allocation of risk by establishing
subsidiary goals. The quantitative goals discussed here provide targets for the framework
development. Compliance with regulation and design requirements developed by implementing
the fizunework should provide a reasonable expectation that the quantitative goals will be met.

The QHOS are the highest-level quantitative goals. The QHOS were originally set as a measure
of “safe enough,” and in that sense they go beyond adequate protection. Given this position of
the Commission, no risk arguments exist for setting quantitative goals more stringent than the
QHOS.

While there is no basis for being more stringent than the QHOS, the limitations and uncertainties
inherent in PIL4, which tend to grow as postulated accidents proceed in time, influence the
quantitative allocation among the three PM strategies.

Because public risks are dominated by accidents that involve core damage and containment
ftilure, subsidiary goals based on other risk measures associated with the calculations for Level
1, Level 2, and Level 3 PIUS are developed for the framework. The subsidiary goals are
consistent with the QHOS. A summary of the proposed goals is provided below:

(1) For the strategy to limit core damage frequency (Level 1 PIL4):

● the probability of core damage should be less than 104

(2) For the strategy to mitigate releases of radionuclides (Level 2 PM):

. the conditional probability of a large release (either early or late) should be less than
0.1

(3) For the strategy to mitigate consequences (Level 3 PR4):

. the conditioml probability of an early fatality for an individual should be less than 0.1
● the conditional probability of a latent cancer for an individual should be less than 0.1

As discussed in Section 2, this approach relies on the use of state of the art PRA technology to
provide an integrated and systematic analysis of the reactor system that explicitly addresses
sources of uncertainty. The state of the art of PRA is now sufficiently mature that these tools can
be used effectively to identi~ systematically the regulatory requirements and industry standards
that are needed to maintain the desired level of safety and reliability. Within the current

B-75



Appendix B
A Framework for Risk-Based Regulation and Design

for Future Nuclear Power Plants

capabilities of PRA techniques, sources of uncertainty will be quantified to gain as complete an
understanding as possible about the range of risk and uncertainty before defense in depth is
applied to address uncertainties.

Issue: Because of the inherent limitations of PRA, meeting the safety goals alone might
not necessarily provide assurance of adequate protection, and therefore, it maybe desired
to require some level of defense in depth, in the traditional sense, for the purposes of
balance or as an acknowledgement that events not envisioned might occur. The NEW
effort, however, proposes to begin with an extreme rationalist approach to defense in
depth. As such, any decision to require defense-in-depth measures at this level of the
framework would first require as complete an understanding as possible of the risk and
uncertainties of the design and operation of a new plant. As the development of the
i%rnework progresses, sources of uncertainty will be explicitly identified and attempts
will be made to quanti~ all these sources of uncertainty, including those which may not
usually be quantified, so that a complete profile of range of the risk and uncertainty can
be determined. It is proposed that results of a fi,dl-scope LeveI 3 PRA for an existing
plant be reviewed for this exercise.

3.3 PRA Strategies

Within this fkirnework, the strategies for both developing and evaluating compliance with
requirements for risk-based regulation and design is to use PIL4 to quantifi risk and
uncertainties. These strategies are based on consideration of the risk information available from
Level 1, Level 2, and Level 3 PRA analysis and include the following: (1) prevent core darnage,
(2) mitigate release of radionuclides, and (3) mitigate consequences.

The Level 1 PRA evaluates the potential of accident initiators and the system response to prevent
core damage. The Level 1 PRA identifies accident initiators, accident sequences, and accident
probabilities, and calculates core darnage frequency and defines core damage states. The
frequency estimate for core damage is compared to the corresponding goal. For protection of the
public, the focus of a Level 1 PRA is to limit the frequency of accident initiators and limit the
probability of core darnage given accident initiation. Key uncertainties for a Level 1 PRA
include information about system reliability and performance in response to an initiating event.

The Level 2 PRA encompasses the response to and mitigation of core damage, including
containment of fission products. A Level 2 PIU4 takes the plant damage states defined in the
Level 1 analysis and continues to evzduate accident progression, determine containment
response, calculate release probabilities, and define source terms. The risk estimates here can be
compared to risk goals for conditional probability of large release, both early and late. Key
sources of uncertainty for a Level 2 PRA include understanding of the phenomenology of
accident progression.

The Level 3 PRA encompasses the response to and mitigation of radionuclide releases, including
emergency response. The Level 3 PRA takes the source terms defied in the Level 2 analysis
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and continues to evaluate radionuclide transpo~ perform dose and health effects modeling, and
calculate the resulting public risk, including early and latent cancer fatalities. These risk
estimates can be directly compared to the quantitative health objectives or to subsidiary goals for
conditional probability of early fatalities and latent cancer risks. Key sources of uncertainty for a
Level 3 PRA include dose and health effects modeling.

Iksue: Current PM techniques maybe limited in their ability to address the needs of this
framework at this time. It is expected that continued development of PlL4 technology
will provide additional capability for PRA to
team will identi~ technology development
progresses.

3.4 Tactics

be used for this hrnework. The NERI
needs as the fkunework development

Various tactics are applied to support the PRA strategies and implementation. One set of tactics
is necessary to support the PIL.4 analysis and to identi~ design alternatives, including identifying
required safety fictions for each PM strategy and the SSCS required to achieve the safety
fimctions. This set of tactics ensures that requirements not significant to safety are not included
for consideration. A second set of tactics will include the more traditional defense-in-depth
measures that could be employed to either reduce uncertainties or add to sdety. Defting this set
of tactics involves first evaluating the types of tactics that could be employed and then taking a
rationalist approach to determine which tactics it makes sense to apply. Table 1 provides a
listing of tactics that could be applied in the implementation of the framework. As the
framework implementation progresses, guidelines will be developed for determining how to
apply tactics for risk-based regulation and design.

3.5 Implementation for Regulation and Design

Implemen~tion for regulation is achieved by defining fictional system characteristics to

determine what areas need to be regulated for the purposes of assuring stiety. Defining these
characteristics will be accomplished by taking a top-down approach to identifi the safety
functions and SSCS that are required to maintain safety, and to identi~ the accident initiators and
system response failures that could compromise safety. Once the appropriate SSCS required to
achieve stiety have been identified, then decisions on appropriate tactics, such as those in Table
1, can be made to develop regulatory requirements. The specification of these tactics will be
based on a systematic evaluation of the areas that need to be regulated for the purposes of
assuring safety and will also evolve from this process. For example, after identifying the safety
functions required to maintain safety and reliability, or identifying the accidents that could
compromise safety, decisions may be made to include in the regulations the tactics for,
respectively, general Design Criteria and Standards and Design Basis Events. The spectilcation
of these tactics will be based on the identified safety fbnctions and accidents. lt is also possible
within this fkunework that these features of current regulations might not necessarily be
developed as part of this risk-based regulation and design.
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Regulatory requirements for design, operatio~ inspection, maintenance and testing will be
required. Implementation for design is achieved by speci~ing design configurations and using
PM to evaluate the design, then iterating with subsequent design changes. A rationalist
approach to defense in depth will be used explicitly to address uncertainties. The PRA analyses
can be used iteratively to identi@ the set of regulatory requirements and design features that are
needed to achieve the desired level of safety for each of the three PRA strategies. More
discussion on an approach for regulatory and design implementation is discussed in Section 4.

Table 1 Possible Tactics for Regulation and Design

DESIGN & ANALYSIS
Design Basis Events
Acceptance Criteria and Safety Margin
Design Criteria and Standards
Single Failure Criteria
Redundancy
Diversity
Separation Criteria
Automation
Multiple Fission-Product Barriers
Safety Analysis Reports

PRAs, IPEs
Safety Goals
Provide Emergency Response Facilities

PLANNING, PROCEDURES
Operating Procedures
Technical Specifications
Severe Accident Guidelines
Maintenance Plans and Procedures
Inspection Plans and Procedures
Testing Plans and Procedures
Emergency Plans

PERSONNEL TRAINING & TESTING
Operator Training and Licensing
Fitness for Duty Program
Emergency Planning Drills

SPECIAL TREATMENT (Non-Scope)
Design Considerations
Qualification
Change Control
Documentation
Reporting
Maintenance
Testing
Surveillance
Quality Assurance

B-78



4.0

One

Appendix B
A Framework for Risk-Based Regulation and Design

for Future Nuclear Power Plants

IMPLEMENTATION GUIDANCE

purpose for the development of this fbrnework for risk-based regulation and desi
plants is to eliminate regulatory requirements that are not contributing to safety anc
and are therefore causing unnecessary regulatory burden and cost to licensees. Of
reduction of requirements should not affect safety adversely. To ensure the developm
regulations that are required to assure safety, it is first necessary to determine what aI
regulation. One method is to develop a master logic diagram (MLD) that can be use
top-down approach to identifi the safety functions, and SSCS that are required to mail
and to identi~ the accident initiators and system response failures that could c
safety.41’42An example of such an MLD is provided in Figure 4. The top event is stat
of risk exceeding the safety goals. The gray-shaded events (excessive health effects
offsite release, and excessive core damage) in the diagram correspond to Level 1, L
Level 3 PRA strategies, respectively, in Figure 3. The sixth level of the diagram
system functions tit are required to assure safety. The next level down indicates tlx
events and failure of mitigating systems, containment, and emergency response will ei
of the stiety fimctions. The last level on the diagram indicates that internal initia
operating modes and external initiators will be considered for completeness.
development of the diagram to specifi initiating events and mitigation failures, it
possible to determine the “regulatory risk space” for which regulatory and design re
are needed. Additionally, because this approach identifies the functionality of speci
and the SSCS needed to achieve the required functionality, the information generated
development of this diagram will also be usefid for the implementation of the frar
design.

41 G. E. Apostolakis, “Some Issues Related to Goal Allocation and Performance Criteria,” Presented at
the 8~ International Conference on Structural Mechanics in Reactor Technology, Brussels, Belgium,
August 19-23, 1985.

42 PRA Procedures Guide, NUREG/CR-2300, U.S. Nuclear Regulato~ Commission, September 1981.
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Development of the MLD will proceed to develop the bottom levels of the diagram for one or
two system functions. For regulatory implementation of the framework, the SSCS
required to maintain the selected system fbnctions will be identified, and the initiating events and
system response failures that could compromise this safety fimction will be identified. The result
of this exercise will be the determination of areas that require regulation. Once these have been
identified, the application of the tactics (Table 1) will be investigated to develop regulations for
design, operation, inspectio~ maintenance and testing. The result of this will be the
development of guidance for developing risk-based regulations.

For design implementation, it is proposed that the threats to each system fi.mction will f~st be
identified, then success criteria for SSCS that support the system fi.mction will be determined.
An initial design will be proposed with a preliminary determination of margin, reliability, and
uncertainty. Then a PRA analysis will be conducted to determine risk estimates. A second
iteration begins by modi@ng design features to adjust margin, reliability, and uncertainty. A
second PRA analysis is then conducted and the differences in risk and design cost estimated.
Based on the experience with this implementation, guidance for risk-based design can be
developed.

5.0SUMMARY

This report presents a framework for risk-based regulation and design for fiture nuclear power
plants. This approach incorporates characteristics of structuralist and rationalist models for
defense in depth. The differences, as presented here, are primarily a matter of which model is the
starting point and the degree to which both models are applied. The top-down development of
the fi-amework takes an aggressive rationalist approach to evaluate risk estimates against
established goals based on PRA analyses. Traditional defense-in-depth measures are employed
only where necessary to address uncertainties in the analyses and only after the development of a
complete an understanding as possible of the risk and uncertainty. Within this fkunework PM,
provides the basis for both developing and evaluating compliance with requirements for risk-
based regulation and design. For the purposes of making regulatory decisions, development of
the fi-amework is based on the concept that meeting the quantitative regulatory safety goals with
high confidence fidfills the goal of protecting the public. High conildence is attained through
explicit consideration of uncertainties, including modeling adequacy and equipment design and
pefiormance, in a fidl-scope, detailed PRA for all operating modes. For the purposes of
developing the requirements for risk-based regulation, implementation of the framework is
carried out by defining functional system characteristics, within the context of how PRA is
performed, to determine what areas need to be regulated to assure safety. Implementation for
design is accomplished by specifying design configurations and using PR4 to evaluate the
design, then iterating with subsequent design changes.

This framework is more challenging to implement because the overall approach–keeping risk
lower than established goals and requiring justification for adding defense in depth-is a
significant change ilom the current regulatory philosophy. Additionally, although much of the
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foundation for treatment of uncertainties exists, developing regulatory processes to accomplish
this is another significant issue. Nonetheless, the rationalist approach is preferred for developing
a body of requirements and standards for new plants that will provide a regulatory environment
that ensures protection of the public, reduces the unnecessary burden imposed by the current
regulations and standards without compromising safety, and thereby improves the market
competitiveness of new plants.
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Abstract

This paper summarizes the development of a framework for risk-based regulation and

design for new nuclear power plants. Probabilistic risk assessment methods and a rationalist

approach to defense in depth are used to develop a framework that can be applied to identify

systematically the regulations and standards required to maintain the desired level of safety

and reliability. By implementing such a framework, it is expected that the resulting body of

requirements will provide a regulatory environment that will ensure protection of the public,

will eliminate the burden of requirements that do not contribute significantly to safety, and

thereby will improve the market competitiveness of new plants.

1. Introduction

Current regulatory requirements and industry standards for nuclear power plants

(NPPs) are a collection of deterministic criteria, based largely on engineering judgement,

that have evolved over the last 40 years. A growing awareness within government and

industry is that many of the current requirements are not contributing significantly to safety

and, therefore, have driven costs of new NPPs into a range that will not be economically

competitive in a deregulated electric power industry.

The state of the art of probabilistic risk assessment (PRA) is sufficiently mature that

we can apply PRA to identify systematically the requirements needed to maintain a desired

level of safety. The U.S. nuclear industry and the U.S. Nuclear Regulatory Commission

(NRC) are already working together to apply risk-informed regulation to the regulation of

existing plants [1]. The NRC/industry efforts are progressing to address primarily the

operation and maintenance of existing plants. Of course, this effort is constrained by the fact

“ Sandia is a multiprogramlaboratoryoperatedby Sandia Corporation, a Lockheed Martin Company, for the United States
Department of Energy under Contract DE-AC04-94AL85000.
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that the operating plants have been licensed under the traditional regulatory system. What is

needed beyond the current effort is a new approach to all regulations, focusing on the design

and licensing of future plants. This paper summarizes the development of a fkunework for

risk-based regulation and design for new NPPs.

2. Structuralist vs Rationalist Approach to Defense in Depth

Current regulations and standards are based, in large parg on the principles of defense

in depth (DID) and safety margins, which have evolved since the first reactors were designed

in the 1940s. The NRC Advisory Committee on Reactor Safeguards (ACRS) [2] and

Sorensen et al. [3] discuss this evolution, identi~ two schools of thought on DID, labeled

“ structuralist” and” rationalist,” and recommend an approach for risk-informed regulation.

The two schools differ in the process used to deal with uncertainty in reaching an

acceptable level of safety. The structuralist approach has evolved from the early days of

nuclear power with a process of accumulating DID features until a judgement was made that

stilcient protection against uncertainty in performance had been achieved. With the

development of PIL4 methods, the rationalist approach uses these tools to quantify

uncertainty and to explicitly account for DID features in reducing uncertainties to acceptable

levels. The main difference is that the structuralist accepts DID as a fundamental principle,

while the rationalist would place DID in a subsidiary role. Additionally, the structuralist

does not deal with uncertainties in a quantitative manner, while the rationalist takes

advantage of the fact that advances in PRA allow the quantitative estimation of some of

these uncertainties. For new plants, the rationalist approach to DID, employed within the

context of PRA, is preferred to more effectively develop a body of regulations that

eliminates requirements that do not contribute significantly to safety.

The rationalist relies on PR4 methods to provide an integrated and systematic analysis

of the plant that explicitly addresses sources of uncertainty. The process envisioned by the

rationalist is: establish quantitative safety goals, such as health objectives, core damage

frequency, and large release frequency; design and analyze the plant using PRA methods to

establish that the safety goals are met; evaluate the uncertainties in the analysis, including

those due to model inadequacies, system performance and reliability, and lack of knowledge;

and determine what steps (i.e., DID, new design features) to take to address those

uncertainties. The quantification of uncertainties in terms of probability distribution

fi.mctions provides a means for determining how much redundancy and diversity (i.e., DID)

is sufficient.

3. Development of the Framework

The framework we have proposed for risk-based regulation and design is illustrated in
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Figure 1. A top-down hierarchy, indicated on the left side of Figure 1, is being used to

define the goal, establish an overall approach, and develop and implement appropriate

strategies and tactics. The framework is based on an application of PRA methods and reflects

a rationalist approach to DID.

Regulations for NPPs are required to ensure adequate protection to the health and

safety of the public. Accordingly, the @ of this effort is to provide a framework for

developing and implementing risk-based regulations that meet this requirement. An

approach based on evaluating risk against quantitative safety goals is proposed to achieve

the stated goal. With respect to adequate protection, the NRC has established safety goals

including Quantitative Health Objectives (QHOS) that state the Commission’s expectations

with respect to how safe is safe enough. Although the NRC’s safety goals are not considered

quantitative measures of adequate protection, for new plants, we will consider the

determination of adequate protection using increased reliance on comparisons of PM results

to quantitative risk measures. The safety goals we are using for the framework, indicated in

the gray boxes in Figure 1, have been adapted from the NRC’s goals.

The strategies for developing and evaluating compliance with requirements for risk-

based regulation and design are based cm the use PRA to quanti~ risk and uncertainties.

High confidence is achieved through explicit consideration of uncertainties, including

modeling adequacy and equipment design and performance. These strategies include

consideration of the risk information available from Level 1, Level 2, and Level 3 PR4

analyses. Level 1 PRA evaluates the potential for accident initiators and the system response

to prevent core damage. An estimate of core darnage frequency is compared to the

corresponding goal. Level 2 PRA encompasses the response to and mitigation of core

damage, including containment of fission products. Risk estimates here can be compared to

goals for conditional probability of Iarge release, both early and late. Level 3 PRA

encompasses the response to and mitigation of radionuclide releases, including emergency

response. These risk estimates can be directly compared to the QHOS or to subsidiary goals
for conditional probability of early fatalities and latent cancer risks.
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Figure 1. Framework for Risk-Based Regulation and Design

To develop risk-based regulations, implementation of the framework is achieved by
defining functional system characteristics, within the context of how PIL4 is performed, to

determine what areas need to be regulated to assure safety. Implementation for design is

achieved by speci~ing design configurations and using PRA to evaluate the design, then

iterating with subsequent design changes. A master logic diagram (MLD), illustrated in

Figure 2, is used to take a top-down approach to identifi the safety fimctions, and systems,

structures, and components (SSCS) that are required to maintain safety and to identify the

accident initiators and system response failures that could compromise safety [4]. The top

event is stated in terms of risk exceeding the safety goals. The gray shaded events

correspond to the Level 1, Level 2, and Level 3 PRA strategies, respectively, in Figure 1.

The sixth level of the MLD defines the system functions that are required to assure safety.

The next level down indicates that initiating events and failure of mitigating systems,

containment, and emergency response can compromise safety functions. The last level of

the MLD indicates that internal initiators for all operating modes and external initiators will

be considered for completeness. Further development of the MLD will determine the

“regulatory risk space” for which regulatory and design requirements are needed.

Various tactics (e.g., design criteria, procedures, redundancy, emergency response,
etc.) are applied to support the PM strategies and implementation. Once the SSCS required

to achieve safety have been identified, then decisions on appropriate tactics for regulation

and design can be made. The specification of these tactics will be based on a systematic
B-87



Appendix B
PSAM5 Conference Paper-

A Framework for Regulatory Requirements and bdustry Standards for New Nuclear Power Plants

evaluation of the areas that need to be regulated for the purposes of assuring safety and will

also evolve from this process.

4. Summary

We have presented a framework for risk-based regulation and design for new NPPs.

PRA methods and a rationalist approach to DID are used to develop the framework. For new

plants, a detailed plant-specific PRA for all operating modes, along with an explicit

treatment of uncertainties, would coni%rn that established quantitative safety goals are met.

Within the current capabilities of PIL4 methods, sources of uncertainty will be quantified to

gain as complete an understanding as possible about the range of risk and uncertainty before

DID is applied to address uncertainties. Within this framework, PRA provides the basis for

both developing and evaluating compliance with requirements for risk-based regulation and

design.
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Nuclear Energy Research Initiative

An Overview of the Cooperative Program for the Risk-Informed Assessment of Regulatory
and Design Requirements for Future Nuclear Power Plants

Stanley E. Ritterbusch
Westinghouse Electric Company,Nuclear Systems

2000 Day Hill Road
Windsor, Connecticut, 06095 USA

ABSTIWCT

EPRI studies have shown that nuclear plant capital costs will have to decrease by about
35’%0to 40% to be competitive with fossil-generated electricity in the United States. Also, the
“fwst concrete” to fhel load construction schedule will have to be decreased to less than 40
months. Therefore, the U. S. Department of Energy (DOE) initiated the Nuclear Energy Research
Initiative (NERI) and WENS proposed a cooperative program with Sandia National Laboratory
(SNL) and Duke Engineering& Services (DE&S) to begin an innovative research effort to
drastically cut the cost of new nuclear power plant construction for the U. S. de-regulated market
place. This program was approved by the DOE through three separate but coordinated
“cooperative agreements.” ‘Theyare the “Risk-Informed Assessment of Regulatory and Design
Requirements for Future Nuclear Power Plants” (Risk-Informed NPP), the “Smart Nuclear
Power Plant Program” (Smart-NPP), and the “Design, Procure, Construct, Install and Test”
(DPCIT) Program. DOE fi.mded the three cooperative agreements at a level of $2.6 million for the
first year of the program. Funding for the complete program is currently at a level $6.9 million,
however, WENS and all partners anticipate that the scope of the NERI program will be increased
as a result of the overall importance of NERI to the U. S. Government.

The Risk-Informed NPP program, which is aimed at revising costly regulatory and design
requirements without reducing overall plant safety, has two basic tasks: “Development of Risk-
Informed Methods” and “Strengthening the Reliability Database.” The overall objective of the
first task is to develop a scientific, risk-informed approach for identi~ing and simplifying
deterministic industry standards, regulatory requirements, and safety systems that do not
significantly contribute to nuclear power plant reliability and safety. The second basic task is to
develop a means for strengthening the reliability database, along with the data collection and
evaluation methods, that will be needed to evaluate the stiety and reliability of future nuclear
power plant designs.
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At the end of the Smart-NPP, DPCIT, and Risk-Informed NPP programs it is expected that
methods will have been sufficiently developed and demonstrated to define a more extensive
program that will address large-scale development and implementation – leading to the required
35% to 40% reduction in nuclear plant cost for the U. S. de-regulated market and a much shorter
construction schedule. The new design and regulatory process is envisioned to use risk-based
information to the extent practical and to use “defense-in-depth” only when necessary to address
uncertainties in PSA models and equipment performance.

In the following sections, the Smart-NPP and DPCIT programs are briefly summarized and
the Risk-Informed NPP program is described in more detail.

SMART NUCLEAR POWER PLANT PROGRAM

The goal of this program is to design, develop, and evaluate the methods for implementing
smart equipment and predictive maintenance technology. In this program, “smart” equipment
means components and systems that are instrumented and monitored to detect incipient failures in
order to improve their reliability. The resulting smart equipment methods will be combined with
a more risk-informed regulatory approach to allow plant designers to sirnplifi designs without
compromising overall reliability and safety. This concept will allow designers to address
reliability at the component and system level while reducing dependence on costly practices such
as redundancy and diversi~ of safety systems.

This program began with a system evacuation and prioritization study that identified and
prioritized nuclear plant equipment which would most likely benefit from the addition of “smart”
features (e.g., sensors, data processing, and man-machine interface devices). A criteria list was
developed and BWR and PWR equipment lists were generated and prioritized. An optimum
equipment health-monitoring system is being developed for a selected component (i.e., a
normally operating horizontal centrifugal pump). The smart equipment methodology will include
a “virtual machine” capability to simulate equipment behavior in order to evaluate the overall
benefits to system petiormance from designing in smart fkatures.

Methodologies also will be developed for consolidating and presenting the data obtained fi-om
“smart” equipment to ensure that the health of the “smart” plant is readily understandable. A
strategy will be developed for providing smart equipment information to plant operators,
maintenance personnel, and plant management that integrates with existing Man-Machine
Interface (M&II)methods. A survey has been conducted to determine how smart equipment
information is presented to users in other industrial applications; results are now being evaluated
and applicable characteristics will be adopted for this project. This task includes the development
of a detailed description of how to apply smart features to a variety of equipment types. This task
will also help in the development of the design methodology needed to allow communication and
integration among the smart components, control room systems, and plant operators.

The final task in this program will be to expand the concept of smart equipment to system and
plant levels. Achievement of this level of integration represents a formidable challenge. To be
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able to perform this level of integration, it will first be necessary to develop techniques to
combine equipment health information fi-om individual machines into plant health information.
While it is obviously beneficial to perform health monitoring on individual pieces of equipment
the ultimate goal is to develop methodologies to combine health-monitoring information into a
plant-wide system.

DESIGN, PROCURE, CONSTRUCT, INSTALL AND TEST PROGRAM

Reduction of the complete design-testing cycle for new nuclear plants is the goal of this
project. The key objectives of this project are (1) leveraging Information Technology, (2)
determining the impact on schedule reduction of long lead time items and possible remedies, (3)
incorporation of insights from manufacturing, (4) linking 3D Computer Assisted Design (CAD)
to Project Management tools, (5) applying conceptual ideas such as modularity, (6) examining
potential the critical path and determining how to eliminate interfaces that cause substantial
rework, (7) adopting an electronic commerce business model in which suppliers and the
design/manufacturing organization are not just linked, but work is handed off to be performed in
parallel paths, and (8) determining the applicability of finite element analysis to identi~ potential
improvements in nuclear containment structures that would allow significant reductions in capital
cost and schedule.

This program will achieve its goals by producing a balance between integrating information
technology in the design methods and tools, designs for constructability,and collaborative work
practices made possible through cm-rent advances in the business of linking vendors and
designhuild organizations together in a mutual project. This development approach expects to
bredc new groundin challenging the questions of why/how work is performed. In order to create
that challenge, the DPCIT cycle will be adopted as the point of reference in the investigations. In
the final analysis, any proposed improvements must point towards meaningful reductions in the
length of time and total cost of the DPCIT cycle. This method of accounting forces all costs and
time to be rolled up for impact on the project, thus avoiding the problems of sub-optimization of
individual components at the expense of the overall goal. The merger of the potential
improvements in the DPCIT cycle will be expressed in a series of models to describe how the
improvements can be implementedfor the next generationplant. The proposedmodels are:

The Product (or Plant) Model representsthe physical design. The primaryobjects in the model
are the plant “parts”and “assemblies” of parts. This is essentially the same model used in most
Product Data Management (PDh4) Systems. Each part or assembly has a set of associated
attributes that describe the part. One of the key attributesis cost of the part. A roll up through
the Model allows determinationof equipment costs. The Productmodel is visualized with a 3D
CAD application that is linked to the model.

The Productivity (or Schedule) Model represents the time line over the period of interest. In
the case of this study that is from contract award to commercial operation, but it could be
extended throughout the life of theplant. The primaryobjects in this model are activities that are
conducted to execute the DPCIT cycle. Again each activi~ has a set of associated attributes that
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describe the activity (e.g. start, finish, precursors). Since resource unit costs and duration will be
included in the model, an output of activity cost and schedule can be obtained directly from the
model The productivity model is visualized through scheduling tools such as Gant and PERT
and can be automated using commercial tools like Primavera or MS project.

The Process Model representsthe method and practices that are used to accomplish the activities
of DPCIT cycle that used. The primary objects of the model are processes that have attributes
such as input data and out put data. The Process model can be constructed and visualized using
several management analyses tools and techniques (e.g., matrix reordering).

Given the need to break new ground and adopt new methods, this program has chosen a
process that has been proven for high technology development projects. The process elements are
(1) the Knowledge Acquisition Phase which includes extracting lessons learned from prior US
nuclear construction and borrowing the best practices iiom other industries, (2) the Collaboration
On Model Characteristics Phase in which the various insights from the Knowledge Acquisition
Phase are reviewed to determine which of them would meet the project goals and could be
practically implemented, and (3) the Production of Prototype Models Phase which addresses the
development of the revised processes for new plant design, procure, construct, install, and test
that can deliver on the promise of substantially reduced cycle time.

RISK-INFORMED DESIGN AND REGULATORY PROCESS

Risk assessments have always been a consideration in the design and regulation of nuclear
power plants. Emphasis on diversity and redundancy in safety systems was adopted in the design
and regulation of nuclear power plants to ensure that the health and safely of the public was
protected. Qualitative risk judgments are reflected in safiktyanalysis methods. Events judged to
be more frequent have more conservative analysis methods and more stringent acceptance
criterion. For example, no fhel failures are allowed for a Loss of Offsite Power even$ but some
fuel failures are allowed for the less Ilequent Control Rod Ejection event. Safety analyses also
include the most limiting “single failure” of the mitigation systems and margin is frequently
added throughout the design and analysis process to resolve uncertainty related to equipment
performance or the analysis method itself.

The process of adding conservatism to resolve such uncertainties has been called “defense-
in-depth”and this principle has been developed and refined over the past threedecades. Defense-
in-depth has never been quantitatively defined and, therefore, it has been used in a subjective or
qualitative manner (i.e., engineering judgement) to maintain confidence in plant safety. This
approach has resulted in not only improved design features and increased plant safety, but also
plant designs that are no longer economically competitive with fossil-generated electrical power.

The ability to performprobabilistic safety assessments (WAS) has been developed and
implemented over the past three decades through efforts such as the Reactor Safety Study
(WASH-1400), “Severe Accident Risks: A Study of Five U.S. Nuclear Power Plants” (NUR.EG-
1150), and the PSAS perfiorrnedfor ALWR Design Certifications such as System 80+ and AP-
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600. The PSA methodsthat were developed have enabledplantdesignersto assigna probability
to a specific event sequenceandestimate the likelihood of severecoredarnage.In some cases,
PSAShave also been used to determine which features shouldorshouldnot be included in a plant
design for the purposes of severe accident protection. Application of these methods has enabled
both the plant designer and the regulator to develop confidence that the normal design process
results in adequate margin to prevent severe accidents and mitigate them should they occur.

These PSA methods also enable the designer to quantify the large and sometimes excessive
degree of conservatism in the normal design process. For example, safety systems are engineered
to provide a very high level of confidence that a large degree of fiel melting will not occur and
that a coolable core geometry will be maintained even if a large double-ended pipe bread occurs
(i.e., the design basis LOCA). Even though safety systems are designed to prevent significant
fiel melting, it must also be assumed (per the defense-in-depth principle) that a significant degree
of fiel melting occurs and corresponding mitigation systems must be designed to limit offsite
doses at the site boundary to less than 3 Sv to the thyroid or 0.25 Sv Total Effective Dose
Equivalent (TEDE). For the System 80+ design, the design basis LOCA resulted in a 2-hour
thyroid dose at the site boundary of 1.72 Sv and a TEDE dose of only 0.07 Sv. When a severe
LOCA was analyzed using more realistic PSA-based, but still conservative, methods the 24-hour
thyroid dose at the site boundmy was only 0.03 Sv and the 24-hour TEDE dose for the weighted
average of all core damage events was only 0.005 Sv. These results show that there is
approximately a factor of 50 conservatism in the design basis methods.

While the PSA has provided valuable insight to plant safety analysis and confidence in
overall plant safety, these insights, lessons learned, and analysis capabilities have not been
completely fed back into the design and regulatory process. Therefore, the heartof the Risk-
Informed NPP program is the development of methods by which PSAS can be used to remove
excessive conservatism, simplifjr plant designs, lower their cost, and (at the same time) maintain
a high level of stiety.

The Risk-Informed NPP program has two basic tasks, as shown in Figure 1:“Development
of Risk-Informed Methodologies” and “Strengthening the Reliability Database.” The objectives
of the first task are to (1) develop a scientific, risk-informed approach for identifying and
simplifying (modi@ing or eliminating) deterministic industry standards and regulatory
requirements that do not significantly contribute to nuclear power plant reliabili~ and safety and
(2) develop an approach for simplifying nuclear plant designs themselves using the new risk-
informed industry standards and regulatory criteria.

The second basic task of this project is the development of methods to strengthen the
reliability database that will be needed to demonstrate the safety and reliability of future nuclear
power plant designs. To perform a more risk-informed assessment of fiture designs, plant
designers will need to demonstrate that their new plant designs satisfi probabilistic safety goals.
This will require good, defensible equipment reliability data. While the nuclear industry has a
significant amount of data on the reliability and pefiormance of the equipment used in today’s
nuclear plants, there are still gaps to be filled. For example, there is limited data on the reliability
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and performance of the new, advanced “smart” equipment that maybe introduced in new nuclear
plant designs. The result of this task will be a clear understanding of new data needs and
requirements for obtaining those data.

RISK-INFORMED PROJECT ACTMTIES

One of the first activities of this project was the specification of overall project principles
and objectives in a Regulatory Framework Document. After many discussions and early draft
documents, the first major draft of the Regulatory Document was completed in March 2000. The
major principles are summarized below.

●

●

●

●

●

This project will retain the basic regulatory concepts of adequate protection of the health and
safety of the public, safety margin, and defense-in-depth. However, these concepts will be
applied using the most current risk-based models and scientific technology. Further, this
project will remain consistent with the current ongoing NRC risk-informed program for
operating reactors.

We will do what is technically correct andjustifiable, not necessarily what is easy. This
principle applies to both design activities and the establishment of regulato~ criteria.

The resulting design and regulatory process must retain basic prevention and mitigation
strategies so that the regulators and the public are convinced that the new approach is
conservative. Therefore, the new process will follow the current objectives of preventing
core damage, mitigating radioactivity releases should core damage occur, and preparing an
emergency evacuation plan. The methods and criteria used to achieve these objectives,
however, will be based on risk-informed evaluations (e.g., less restrictive containment design
methods and a smaller emergency evacuation zone).

This project will review the complete design and regulatory process and identi~ all factors
that have a significant impact on plant cost. This will result in a method for complete re-
design of a nuclear power plant starting from the basic fimction of power production. Only
the minimum set of safety equipment needed to meet safety criteria using risk-based methods
will be added to the design. To the maximum extent possible, all major design methods,
assumptions, uncertainties, and acceptance criteria will be identified and retained ordy if
justified according to risk-based models.

The emphasis on use of risk-based models will require that probabilistic design and safety
criteria be established. While these criteria have not yet been selected, it is expected that they
will address issues such as core damage frequency, containment reliability, and offsite
radiological releases. It will not be easy to establish firm probabilistic criteria because in the
past PSA models and assumptions have only been used to perform an overall general
assessment of plant petiormance and safely. Nonetheless, such criteria and the supporting
PSA methods need to be established if this project is to be successful.
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● Once PSA methods and acceptance criteria have been established, they will be used to the
greatest extent practical to resolve the uncertainties and safety margins in the design process.
These uncertainties and margins exist due to uncertainty in equipment performance,
uncertainty about analysis methods, and conservatism added by the designer and regulator
(engineering judgment).

. The currentapproachto defense-in-depthwill be used only when the uncertaintiescannot be
resolved using risk-basedmethods. This, in eff~~ means that the application of risk-based
methods is the primarymeansfor assuringplant safety and that defense-in-depth is subsidiary
to these risk-based methods. This is a very significant change from the currentdesign and
regulatoryprocess whereindefense-in-depth is the primarymeans for assuring safety and
risk-informed changes aremadeonly whenjustified.

. Along with a new design and regulatory process, it is envisioned that a new set of regulations
will have to be developed. These new regulations would not replace the current regulations –
which must remain in place for currently operating plants. Rather, it is expected that a new
set of regulations will be developed specifically for fiture plants. While defense-in-depth
would be subsidiary to risk-based methods, the probabilistic criteria and supporting PSA
methods would be elevated to a more fmn level than in the current regulations.

This new design and regulatoryprocess is comparedto the currentNRC risk-informedprocess in
Figure 2.

The execution of the new design process for a sample problem has been initiated. While
problems will have to be solved and changes will have to be made to the design process itself as
this sample problem is completed, a few of the issues which are expected to be addressed are
listed below.

●

●

●

Identification of a new set of design basis accidents using PSA methods.

Reduction of the size of the double-ended pipe break used for design of safety systems and
the containment. That is, Leak-Before-Break technology will be used to justi~ elimination
of the large double-ended pipe break from the design basis.

Technical consistency of assumptions, methods, and criteria to the extent practical given the
state of knowledge available. For example, the design includes safety systems to maintain a
coolable core geometry during a LOCA (i.e., si~ificant fiel darnagemust be prevented).
Nonetheless, safety grade mitigation systems are designed to mitigate a severely darnaged
core. While some mitigation capability is certainly reasonable, it may not be necessary to
include the same extent of redundancy in safety equipment as in current designs – perhaps
two (vs. four) trains of mitigation equipment are adequate given the low probability of the
specific event being analyzed.
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●

●

●

●

●

Use of the “single failure criterion” in the design of safety systems only when justified based
on weaknesses in the PSA model or otherdesign considerations.

Use of safety grade classification for equipment specifications only when justified.
Equipmentthat has very high, demonstrablereliability (e.g., “smart”equipment) would not
need to be safety grade.

Use of normally operating “smart”equipmentto petiorrn safety fimctions. This is a deviation
from the currentpractice where normal and safety equipment fimctions are separatedto the
extent practical.

Inclusion of passive components to increasereliability to the extent scientifically justified.

Integratedanalyses methods (e.g., integratedstructure-pipingmodels) to eliminate
unnecessary margin from the design. -

It is believed that only with changes such as those described above, and many others of a
similar nature, can a significant amount of equipment be removed from the plant design while
still maintaining the same level of safety.

suMMARY

It is clear that the U. S. Government and the DOE in particular are creating major new
research and development projects through the NERI program. It is expected that these new
projects will be carried out over the next decade and that DOE plans to ensure that new nuclear
power plant construction remains competitive in the U. S. deregulated market. WENS will
support this NERI objective through (1) timely completion of the three cooperative agreements
comprising the coalition and (2) support of future NERI research and development projects to
ensure that major reductions in plant capital costs, construction schedules, operating costs are
achieved.

The first major draft of a Regulatory Framework Document for a new design and
regulatory process has been developed. The major features of the new process are:

. A completely new design and regulatory process, including

● Evaluation and possible revision all major assumptions, criteria, and safety margins, affecting
the cost of a nuclear power plant,

. Retention of the basic prevention and mitigation concept,

. Use of PSA risk-based methods to resolve all uncertainties and margins to the maximum
extent possible, and
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. Use of defense-in-depth only when uncertainties cannot be resolved with risk-based methods.

When future research and development are completed, implementation of the new design
and regulatory process will result in a significantly simplified nuclear plant design with the same
level of safety as today’s designs. The efforts of the WENS coalition will be coordinated with the
U. S. NRC and with other industry programs. The DOE would welcome international
participation in NERI projects and, therefore, WENS hopes that a partnership can be formed with
Korean organizations to (1) incorporate experience from the KSNP and KNGR programs into
NERI and (2) improve those same programs using NERI results.

The development of a completely new, risk-infomed design and regulatory process –
including the results from the Smart Equipment and DPCIT projects – is the only way capital
costs for a new plant can be decreased by 35°/0to 40% and the construction schedule shortened to
less than 40 months. These reductions are necessary to ensure that new nuclear power plants will
be competitive in the U. S. deregulated market.
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from D.A. Powers, Chairman, Advisory Committee on Reactor Safeguards, “The
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DC, American Nuclear Society, August 22-25,1999.
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CFR 50.109, July 6, 1988 American Nuclear Society, August 22-25, 1999.

Center for Strategic and International Studies, “The Regulatory Process for Nuclear
Power Reactors. A Review,” Washington, DC, August 1999.

Letter to Shirley Arm Jackson, Chairman, U. S. Nuclear Regulatory Commission,
from R.L. Scale, Chairman, Advisory Committee on Reactor Safeguards, Y?isk-
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Goals,” April 11, 1997.

Letter to $hmley Ann Jackson, Chairman, U. S. Nuclear Regulatory Commission,
from R.L. Scale, Chairman, Advisory Committee on Reactor Safeguards,
“Elevation of CDF to a Fundamental Safety Goal and Possible Revision of the
Commission’s Safety Goal Policy Statement,” May 11, 1998.

G. E. Apostolakis, “Some Issues Related to Goal Allocation and Performance
Criteria, ” Presented at the 8* International Conference on Structural Mechanics in
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PRA Procedures Guide, NUREG/CR-2300, U.S. Nuclear Regulatory Commission,
September 1981.
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Figure 1: Task Schedule for the Risk-Informed NPP Program
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Figure 2: Comparison of NRC and NERI Risk-Informed
Processes

Operating Plants Future Plants

Traditional Risk-Based

~~

● Start with current designs ●

and regulatory approvals.
● Risk-informed changes

only when justified. ●

● Defense-in-depth remains
as primary means of
assuring safety.

●

Re-evaluate complete
design and regulatory
process.
Use firm probabilistic
criteria and methods as
primary means of assuring
safety.
Use defense-in-depth only if
needed.
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In support of the project for Risk Informed Assessment of Regulatory and Design
Requirements for Future Nuclear Power Plants, Westinghouse sponsored or participated
in the following meetings and made corresponding presentations.

●

●

●

●

●

●

●

●

●

●

●

●

NRC Workshop on Risk-Itiormed Regulation, Rockville, MD, September 15,1999.
Overview Meeting With Korea Power Engineering Company, September, 1999.
Risk-Informed Project Kickoff Meeting, Windsor, CT, October 7-8, 1999.
Risk-Informed Project Meeting, Rockville, MD, November 30-December 1, 1999.
Status Meeting with Korea Power Engineering Company, December 9, 1999.
NEI Risk-Informed Working Group Meeting, Washington, DC, February 15,2000.
NRC Risk-Informed Workshop, Rockville, MD, February 24-25,2000.
Status Meeting with Korea Electric Power Company and Korea Power Engineering
Company, February 28 – 29,2000.
Risk-Informed Project Review Meeting, Windsor, CT, March 9-10,2000.
NRC Research Management Information Meeting, Adjunct to the Regulatory
Information Conference, March 28,2000.
IAEA Consultancy Working Group on Water Cooled Reactor Technology Meeting,
Vienna, Austria, April, 2000.
DOE Annual Project Review Meeting, Albuquerque, NM, July 18,2000.

The significant aspects of the above meetings and presentations, as related to this
project’s technical interactions with other organizations, are summarized below.

NRC Workshops: WENS represented this project at two NRC workshops on risk-
informing the current regulations for current plants (September 1999 and February 2000).
The purpose of the presentation at the first workshop was to introduce our project, state
its purpose of developing new methods for design and regulation of future plants, and
state the importance of coordinating our project with other industry and NRC initiatives.
NRC supported the desire to coordinate related programs.

At the second workshop, our draft regulatory framework document was summarized,
with emphasis on differences (not conflicts) with the current NRC program for operating
reactors. NRC Research personnel encouraged our project to think “boldly” in terms of
challenging current regulatory assumptions even though future review and approval of
NRC staff might be difficult.

ARC Research Management Meeting: At the Regulatory Information Cotierence in
March 2000, WENS met with representatives of NRC Research to summarize the status
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of our project. Again, we were encouraged to proceed as planned and it was agreed that
at some undetermined future time @ossibly during Phase 2 of this project) a briefing
should be provided to the Commissioners.

iVEI Rikk-Informed Working Group: WENS attended two meetings of this working
group. This project’s plans were summarized and the intent to closely coordinate
activities with the ongoing NRC effort was summarized. Other NEI working group
members supported this project and its approach.

&L??AConsul.ancy Group: WENS represented this project at two meetings of this
working group. The purpose was to draft a report on optimizing water-cooled reactor
technology. This draft was accomplished and it is consistent with and supportive of
DOE’s NERI program, specifically including this Risk-Informed Assessment project and
its two related NEFUprojects for “Smart” Equipment and Improved Design and
Construction methods. Another meeting is scheduled for December 2000 to fiuther
coordinate these projects.

Korean Organizations: WENS made three status presentations to Korea Electric Power
Company and Korea Power Engineering Company. An invitation was made to
participate in our NERI projects at no cost to DOE, and as long as Korean detailed
information and labor were contributed to our projects. This cooperation is being
coordinated via DOE management and may be initiated in Phase 2.
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Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

Acronyms & Abbreviations

Remdatorv Documents
bul
Cfi
Cir
drg
glt
iron .. ..
inm-toc
not
nureg
pol
reg
Srp
Sts
sts4-ge...

sts6-ge...

stsb&w. ..

stsce...

Stswst .. .

Nuclear Regulatory Commission (NRC) Bulletin
Code of Federal Regulations
NRC circular
Draft Regulatory Guide
NRC Generic Letter
NRC Inspection Manual with Chapter Reference
NRC Inspection Manual Table of Contents
NRC Ir&ormation Notice
Formal NRC Staff Publication
NRC Policy Statement
NRC Regulatory Guide
Standard Review Plan (NUREG-0800)
Standard Technical Specifications
Standard Technical Specifications for the General Electric Model 4
w/paragraph reference
Standard Technical Specifications for the General Electric Model 6
w/ paragraph reference
Standard TechnicaI Specifications for Babcock& Wilcox w/
paragraph reference
Standard Technical Specifications for Combustion Engineering w/
pmagraph reference
Standard Technical Specifications for Westinghouse Electric w/
paragraph reference

Other Abbreviations & Acronyms
ACI American Concrete Institute
ACS American Chemical Society
AEc Atomic Energy Commission
AICHE American Institute of Chemical Engineers
AIsc American Institute of Steel Construction
ANs Anerican Nuclear Society
ANSI Anerican National Standards Institute

APHA American Public Heath Association
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API
ASA
ASCE
ASME
ASNT
ASQC
ATC
ASTM
AWS
AWWA
CM.A4
DEMA
DOE
DOT
EPA
ERDA
FFPR
FM
FWPCA
GS of A
HEI
HHs
HPs
HPssc
ICEA
ICRP
ICRU

IEC
IEEE
ISA
1S0
MIL
MSS
NACE
NBs
NCMA

Appendix D

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2-Conve~ed Database)

Acronyms & Abbreviations (continued)

American Petroleum Institute
Acoustical Society of America
American Society of Civil Engineers
American Society of Mechanical Engineers
American Society for Nondestructive Testing
American Society for Quality Control
Applied Technology Council
American Society for Testing and Materials
American Welding Society
American Water Works Association
Crane Manufacturers Association of America
Diesel Engine Manufacturers Association
US Department of Energy
US Department of Transportation
US Environmental Protection Agency
US Energy Research and Development Administration
Federal Specification
Factory Mutual
Federal Water Pollution Control Act
Geological Society of America
Heat Exchanger Institute
US Department of Health and Human Services
Health Physics Society
Health Physics Society Standards Committee
Insulated Cable Engineers Association
International Commission on Radiological Protection
International Commission on Radiological Units and
Measurements
International Electrotechnical Commission
Institute of Electrical and Electronics Engineers
Instrument Society of America
International Standards Organization
Military Standard
Manufacturers Standards Society
National Association of Corrosion Engineers
National Bureau of Standards
National Concrete and Masonry Association
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NCRP
NEA
NEMA
NETA
NFPA
NIOSH
NIST
NOAA
N/S

NSF
OSHA
UL
USGS

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

Acronyms & Abbreviations (continued)

National Council on Radiation Protection
Nuclear Energy Agency
National Electrical Manufacturers Association
National Electrical Testing Association
National Fire Protection Association
National Institute for Occupational Health and Safety
National Institute of Standards and Technology
Natiomd Oceanic and Atmospheric Administration
in the “Standard Version” column indicates that no version date was
specified in the citation
National Rifle Association
NationaI Science Foundation
Occupational Safety and Health Administration
Underwriters Laboratory
United States Geological Survey
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(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

Codes & Standards Cited in NRC Regulatory Documentation

DOCUiWEiVT CODE ST~ARD

10drl00 NBS NBS Handbook 69
Burdens and Maximum PermissibleConcentrationsof

Water for Occupational Exposure

10dr2 APP. C ASME ASME Code
Vessel Code

10dr2, App. C DOT DOT 7A
Packages

10cfr2, App. C EPA 40 CFR 190
Protection Standards for Nuclear Power Operations

10dr20 NBS NBS
Laboratory Accreditation Program (NVIAP)

1ocfr20 DOT 10 CFR 73.421-424
Plants and Materials

1ocfr20 NIOSH 30 CFR 11
Occupational Safety and Health

10dr20 DOT 49 CFR 173.403 (m) and (w)
Requirements for Shipments and Packages

1ocfr20 EPA 38 FR 24936
Understanding between the Environmental Protection Agency and

Commission

10cfr20 Subpatis A-O NIST NIST
Laboratory Accreditation Program (NVLAP)

Standard
Version

?959

NIS

NIS

NIS

NE

NIS

NE

NE

1973

NE

ST~DARD TITLE

Maximum Permissible Body

Radionuclides in Air and in

ASME Boiler and Pressure

Authorized Type A

Environmental Radiation

National Voluntary

Physical Protection of

National Institute for

Shippers - General

Memorandum of

the Atomic Energy

National Voluntary

I’Ywsday, Ju& 27,2000

NUREG/CIZ-5973 Database Query Results
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Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

DOCUMENT CODE ST~ARD

10cfr20 Subparts A-O DOT 49 CFR 173.403 (m) and (w)
Requirements for Shipments and Packages

10cfr20 Subparts A-O DOT 49 CFR 173.421-424
Requirements for Shipments and Packages

10cfr34 ASNT ASNT-IRRSP
Nondestructive Testing

10cfr34 ANSI ANSI N432
Specifications for DesignandTest of Apparatus

10cfr34 NBS NBS Handbook 136
Specifications for Design and Test of Apparatus

10cfr36 ACI ACl 318
Requirements for Reinforced Concrete

Standard
Version

NIS

NE

NIS

1980

1982

‘1989

10cfr40 EPA 40 CFR 192, Subparts D and E N/S
Protection Standards for Uranium and Thorium Mill Tailings

10cfr50 App. E EPA EPA-52011-78-01 6
Development of State and Local Government Radiological

Plans in Support of Light-Water Nuclear Power Plants

10cfr50 App. G ASME ASME B&PV Code Addenda
Vessel Code

10cfr50 App. G ASME ASME Section Xl
Inspection of Nuclear Power Plant Components

10cfr50 App. G ASTM ASTM El 85
Surveillance Tests for Light-Water Cooled Nuclear Power
Reactor Vessels

Ths@Y, Jufy 27,2000

AWREG/CR-5973 Database Query Results

1978

1972

NLS

1979

ST~ARD TITLE

Shippers - General

Shippers - General

American Society for

Gamma Radiography -

Gamma Radiography-

Building Code

Health and Environmental

Planning Basis for the

Emergency Response

ASME Boiler and Pressure

Rules for Inservice

Practice for Conducting
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(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

DOCUMENT CODE STMDARD

10cfr50 App. G ASTM ASTM El 85
Surveillance Tests for Light-Water Cooled Nuclear Power

10cfr50 App. G ASME ASME Sec. Ill, Appendix G
Ductile Failure

10cfr50 APP. H ASTM ASTM El 85
Surveillance Tests for Light-Water Cooled Nuclear Power

10cfr50 App. H ASME ASME Section Xl
Inspection of Nuclear Power Plant Components

10cfr50 App. H ASTM ASTM E185
Surveillance Tests for Light-Water Cooled Nuclear Power

10cfi50 App. H ASME ASME Section 111
Nuclear Power Plant Components

10cfr50 App. H ASTM ASTM El 85
Swveillance Tests for Light-Water Cooled Nuclear Power

10cfr50 App. J ANSI ANSI N45.4
Leakage Testing Requirements

10cfr50App. J ANS ANS 56.8
Leakage Testing Requirements

10cfr50 App. K ASME Journal of Heat Transfer
Single Component, Two-Phase Mixture

10cfr50 App. K ASME ASME
Flux in a Bundle Cooled by Pressurized Water

Thursday, JUL’Y272000 Puge 3 of 446

iWJREG/CR-5973 Database Query Results

Standard
Version

1982

N/S

1979

NIS

1982

N/S

1973

1972

1987

1965

1969

ST~DARD TITLE

Practice for Conducting

Reactor Vessels

Protection Against Non-

Practice for Conducting

Reactor Vessels

Rules for Inservice

Practice for Conducting

Reactor Vessels

Rules for Construction of

Practice for Conducting

Reactor Vessels

Containment System

Containment System

Maximum Flow Rate of a

Correlation of Critical Heat
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Appendix D

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

DOCUMENT CODE

10cfr50 App. K ASME
DuringForcedCirculationBoilingof Water

10cfr50ApP. K ANS
Water Reactors

10cfr50 APP. R IEEE

ST~DARD

Transati!ons of ASME, 695-

702

ANS 5.1

IEEE 3S4
lndependen~ of Class 1E Equipment and Circuits

10cfr50 App. R IEEE IEEE 364

Independence of Class 1E Equipment and Cicuits

1ocfr50.33 EPA EPA-52011-78-01 6
Development of State and Local Government Radiological

Plans in Suppott of Light-Water Nuclear Power Plants

10cfr50.34 ASME ASME Sec. 111,NE-3220
Buckling Stress Values for Other Than Bolts

1ocfr50.34 ASME ASME Sec. Ill, Division 2
Vessels and Containment

10cfr50.34 ASME ASME Sec. Ill, CC-3720

10cfr50.44 ASME ASME Sec. Ill, CC-3720

10cfr50.44 ASME ASME Sec. Ill, NE-3220
Buckling Stress Values for Other Than Bolts

1ocfr50.44 ASME ASME Sec. Ill, Division 2
Vessels and Containment

Standard
Version

1948

1971

1974

1974

1978

1980

1980

1980

1980

1980

NIS

ST~ARD lJ!TLE

Prediction of Pressure Drop

Decay Heat Power in Light

Standard Criteria for

Standard Criteria for

Planning Basis for the

Emergency Response

Stress Intensity and

Code for Concrete Reactor

Liner

Liner

Stress Intensity and

Code for Concrete Reactor

Thursday, Ju& 27,2000 Page 4 of 446

NUREG/CR-5973 Database Query Results

D-8



Appendix D

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

DOCUMENT CODE STANDARD

locfr50.47 EPA EPA
Life Saving Activ-ty Protective Action Guides

1ocfr50.49 IEEE IEEE 323
Class 1E Equipment for Nuclear Power Generating Stations

locfr50.54 EPA EPA-52011-78-016
Development of State and Local Government Radiological

Plans in Support of Light-Water Nuclear Power Plants

10cfr50.55a ASME ASME B&PV Code
Vessel Code

10cfr50.55a ASME ASME B&PV Code Addenda
Vessel Code

10cfr50.55a ASME ASME B&PV Code
Vessel Code

10cfr50.55a ASME ASME B&PV Code
Vessel Code

10cfr50.55a ASME ASME B&PV Code
Vessel Code

10cfi50.55a ASME ASME Sec. Xl, Subset. IWV
in Light-Water Reactor Power Plants

10cfr50.55a ASME ASME OM Part 4
Performance Testing of Nuclear Power Plant Dynamic Restraints

Standard
Versim

NIS

1974

1978

1980

NIS

1972

1989

1977

1989

1988

10cfr50.55a ASME ASME Sec. Xl, Table IWB-2600 1974

ST~DARD TITLE

EmergencyWorker and

Standard for Qualifying

Planning Basis for the

Emergency Response

ASME Boiler and Pressure

ASME Boiler and Pressure

ASME Boiler and Pressure

ASME Boiler and Pressure

ASME Boiler and Pressure

Inservice Testing of Valves

Examination and

(Snubbers)

Not found

Z7wsahy, .lI@ 2? 2000 Page 5 of446

NUREG/CR-5973 Database Query Results
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Appendix D

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2-Conve~ed Database)

DOCUMENT CODE

10cfr50.55a ASME

10cfr50.55a ASME
Examination

10cfr50.55a ASME

10cfr50.55a ASME

Standard
ST~DARD Version

ASME Sec. Xl, Tables 1975
IWB-2500 and IWB-2500-1

ASME Sec. Xl, IWC-1220 1975

ASME Sec. Xl, Table IWC-2520 1974

ASME Section Xl 1973
Inspection of Nuclear Power Plant Components

10cfr50.55a ASME ASME Sec. Xl, Table IWC-2520 1975
or IWC-2520-I

10cfr50.55a ASME ASME Section Xl
Inspection of Nuclear Power Plant Components

10cfr50.55a ASME ASME Sec. Xl, IWC-2411

1Oct150.55a IEEE IEEE 279
Systems for Nuclear Power Generating Stations

10cfr50.55a ASME ASME Sec. Xl, lWA-2430(d)

10cfr50.55a ASME ASME OM Patt 10
in Light-Water Reactor Power Plants

10cfr50.55a ASME ASME Sec. Ill, NCA-1 140
Components to Which They are Applicable

1983

1975

f 971

1989

1988

N/S

ST~DARD TIIZE

Examination Categories

Components Exempt from

Not found

Rules for Inservice

Not found

Rules for Inservice

Inspection Program A

Standard Criteria for Safety

Inspection Intervals

Inservice Testing of Valves

Nature of These Rules and

Thimday, July 272000 Page 6 of 446

NVREG/CR-5973 Database Query Results
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Appendix D

Codes and Standards Cited in NRC Regulatory Documentation
(Sample ofNUREG/CR-5973,

DOCUMENT CODE STAiVDARD

Rev. 2-Conve~ed Database)

10dr50.55a ASME ASME Sec. Ill, Division 1
Nuclear Power Plant Components

10cfr50.55a ASME ASME OM Part 6
in Light-Water Reactor Power Plants

10dr50.55a ASME ASME Sec. Ill, Division 1
Nuclear Power Plant Components

1Ocfr50.55a ASME ASME Section Xl
Inspection of Nuclear Power Plant Components

10dr50.55a ASME ASME Sec. Xl, Div. 1
Inspection of Nuclear Power Plant Components

10dr50.55a ASME ASME Sec. Xl, Table
IWB-2500-I

10cfr50.55a ASME ASME Sec. Xl, Div. 1
Inspetiion of Nuclear Power Plant Components

10cfr50.55a ASME ASME Sec. Xl, Table
Specifications

IWA-1600-I

10cfr50.55a ASME ASME Sec. Xl, Table
Specifications

IWA-1600-I

10cfr50.55a ASME ASME Sec. Xl, IWB-2000

10dr50.55a ASME ASME Sec. Xl, IWB-3640
Acceptance Criteria for Austenitic Piping

Standard
Version

1989

1988

1980

1974

1989

1989

1980

1988

1989

NIS

f 984

STmARD TITLE

Rules for Construction of

Inservice Testing of Pumps

Rules for Construction of

Rules for Inservice

Rules for Inservice

Examination Categories

Rules for Inservice

Referenced Standards and

Referenced Standards and

Examination and Inspection

Evaluation Procedures and

Thursday, July 27,2000 Page 7 of 446

NUREG/CR-5973 Database Query Results
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Appendix D

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

DOCUMENT CODE STANDARD

10dr50.55a ASME ASME Sec. Xl, Table
Specifications

IWA-I 600-1

10cfr50.61 ASME ASME Sec. Ill, NB-2331

10cfr50.73 IEEE IEEE 803
Unique Identification in Power Plants and Related Facilities

10cfr51 EPA 40 FR 60115
Understanding Regarding Implementation of Certain NRC and

Policy Statement on Implementation of Section 511 of the

Control Act (FWPCA)

1Ocfr51 FWPCA FWPCA
Control Act

1Ocfffil EPA 40 CFR 261
Hazardous Waste

10dr71 DOT 49 CFR 173
Requirements for Shipments and Packaging

10dr71 DOT 49 CFR 170-189
Regulations

10cfr73 DOE DOE Order 5632.1
Operations

10dr73 NRA NRA
Book

10dr73 DOE DOE Order 5632.2
Special Nuclear Material and Vital Equipment

Thursday, July 272000 Page 8 of446

NUREG/CR-5973 Database Query Results

Standard
Version

1987

N/S

1983

1975

NIS

NIS

N/S

NIS

r-us

1976

NIS

ST~DARD T~LE

Referenced Standards and

Material for Vessels

Recommended Practice for

- Principles and Definitions

Second Memorandum of

EPA Responsibilities and

Federal Water Pollution

Federal Water Pollution

Identification and Listing of

Shippers General

Hazardous Materials

Protection Program

High Power Rifle Rules

Physical Protection of

D-12



Appendix D

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

DOCUMENT

10cfr73
Index

10cfr73
Material on Shipping Papera

10cfr73
Security Alarm Systems

10cfr73
Security Afarrn Systems

10cfr73
Audiometers

10cfr73
Basic Interface Requirements

10cfr73

CODE ST~DARD

NRA NRA

DOT 49 CFR 172.202

Fed Spe Federal Specification

W-A-00450 B

Fed Spe Federal Specifkation

W-A450B

ANSI ANSI S3.6

ANSI ANSI MH5.1

1s0 ISO 1496
- Specification and Testing: General Cargo Containers for

10cfr73 1s0 ISO 389
Reference Zero for the Calibration of Pure-tone Air Conduction

4$ FR61123 EPA EPA-520/l -78-016
Development of State and Local Government Radiological

Plans in Support of Light Water Nuclear Power Plants

45 FR 2893 EPA EPA-52011 -78-016
Development of State and Local Government Radiological

Plans in Support of Light Water Nuclear Power Plants

49 FR 12335 DOT 49 CFR 171.15
Certain Hazardous Material Incidents and Detailed Hazardous

Thursday, Ju@ 27,2000 Page 9 of 446

NUR.EG7CR-5973Database Query Results

Standard
Version

NIS

NIS

NIS

NIS

1973

t 971

1978

1975

1978

1978

Nfs

ST~DARD TITLE

NRA Target Manufacture

Description of Hazardous

Components for Interior

Components for Interior

Specifications for

Cargo Container Chassis -

Series 1 Freight Containem

General Purposes

Acoustics Standard

Audiometers

Planning Basis for the

Emergency Response

Planning Basis for the

Emergency Response

immediate Notice of

Material Incident Repotts
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Appendix D

Codes and Standards Cited in NRC Remlatom Documentation
(Sample of NUREG/CR-5973, Rev. 2“Conve~ed Database)

DOCUMENT CODE SZ4NDARD

49 t% f2335 DOT 49 CFR 178
Specifications

55 FR 27522 EPA 40 CFR 261
Hazardous Waste

55 FR 27522 DOT 49 CFR 173
Requirements for Shipments and Packaging

bu171-03 ASME ASME Section I

bu174-03 ASME ASME Sec. Xl, Table IS-251

bu175-01 ASME ASME Sec. Xl, Appendix I

bu176-01 ASME ASME Section Xl
Inspection of Nuclear Power PIant Components

bu177-05 IEEE IEEE 323
Class 1E Equipment for Nuclear Power Generating Stations

bu177-08 NFPA NFPA 101
Team Fire in Buildings and Structures

bu178-11 ASME ASME B&PV Code
Vessel Code

bu179-OIA NEMA NEMA 4

Standard
Version

N/s

NIS

NE

N/s

NE

1974

1974

1974

NJ-s

ST~ARD TITLE

Shipping Container

Identification and Listingof

Shippers Generai

Power Boilers

Not found

Ultrasonic Examinations

Rules for Inservice

Standard for Quali~ng

Code for Safety to Lk

N/S ASME Boiler and Pressure

N/S National Electric Code

Thursday, July 2~ 2000 Page 10 of 446

NUllEG/C..-5973 Database Query Results
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AppendixD

Codes and Standards Cited in NRC Regulatory Documentation
(Sample of NUREG/CR-5973, Rev. 2 Converted Database)

DOCUMENT CODE ST~ARD

bu179-01 B NEMA NEMA

bu179-OIB IEEE IEEE 323
Class 1E Equipment for Nuclear Power Generating Stations

bu179-01 B IEEE IEEE 323
Class 1E Equipment for Nuclear Power Generating Stations

bu179-01b SUP 2 IEEE IEEE 650
of Class 1E Static Battery Chargers and Inverters for

Stations

bu179-Olb.sOl IEEE IEEE 323
Class 1E Equipment for Nuclear Power Generating Stations

bu179-Olb.s02 IEEE IEEE 323
Class 1E Equipment for Nuclear Power Generating Stations

Standard
Version

N/S

1971

1974

N/S

1974

1974

bu179-Olb.s02 IEEE IEEE 323 1971
Class 1E Equipment for Nuclear Power Generating Stations

bu179-02.r02 ACI ACI 349 ?976
Nuclear Safety Related Concrete Structures

bu179-03 ASME ASME Section Ill N/S
Nuclear Power Plant Components

bu179-03a ASME ASME Section Ill NJ-S
Nuclear Power Plant Components

bu179-13.r02 ASME ASME Sec. Ill, Table NC-5111-1 N/S
Designations, and Essential Holes

ST~ARD TITLE

National Electric Code

Standard for Qualifying

Standard for Qualifying

Standard for Qualification

Nuclear Power Generating

Standard for Qualifying

Standard for Qualifying

Standard for Qual~ng

Code Requirements for

Rules for Construction of

Rules for Construction of

Thickness, Penetrameter

Thursday, July 27,2000 Page 11 of 446

NUREGZCR-5973 Database Query Results
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Appendix E

List of Structures, Systems, and Components for a Typical Plant
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Appendix E
List of Systems, Structures and Components for a Typical Plant

ComponentIdentification Safety Seismic Quality
Class Category Location12~* Class[29]*

ReactorCoolantSystem I

Reactor Vessel 1 I RC 1
Steam Generators(primary/secondary) 1/2 [1]* I RC 1 I
Pressurizer 1 I RC 1
Reactor Coolant Pumps [2,3,9]* 1 I RC 1 I
Piping within Reactor Coolant Pressure 1/2 [4] I RC 1

Boundary [5] [6] [6] RC 1
Control Element Drive Mechanisms 3 I RC 1
Core Support Structures and
Internals Structures [7] 2 I RC 1

Fuel Assemblies [8] 3 I RC 1
Control Element Assemblies [8] NNs 11[10] RC 2
Closure Head Lift Rig 1/3 [12] I RC 1
Heated Junction Thermocouple Probe

1 I RC 1
Assembly 3 I RC 1

HJTC Pressure Housing NNs Its RC 3
ICI Cable Tray Support Frame 1 I RC 1
ICI Holding Frame 1 I RC 1
ICI Guide Tubes 1 I RC 1
ICI Guide Tube Supports 1 I RC 1
ICI Seal Housing 1/2 I RC 1
ICI Seal Table 1/2 I RC 1
Piping [27]
Valves [27]

In-containmentWaterStorageSystem
IRWST 3 I RC 1
HoldupVolumeTank 3 I RC 1
pressureReliefDampers 3 I RC 1

CavityFloodingSystem
Piping 2 I RC 1
Valves 2 I RC 1

SafetyRepressurizationSystem ~
Valves 1/2 RC 1
Piprng l/2/NNs 4s RC 1/3
Spargers 2 I RC 1

SafetyinjectionSystem

*
Refer to Notes at end of table.
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

Safety Injection Pumps
Safety Injection Tanks
Piping [24,27]
Valves [27]

ShutdownCooling System
ShutdownCoolingHeatExchangers
Shutdown(holiig ~PS

ShutdownCooliig Mini-FlowHeat
Exchanger

Piping[27]
Valves [27]

Containment Spray System
Containment Spray pumps
Containment Spray Heat Exchangers
Containment Spray Mini-Flow Heat

Exchanger
Spray Nozzles
Piping [27]
Valves [27]

Chemical and Volume Control System
(Cvcs)
Regenerative Heat Exchanger
Letdown Heat Exchanger
Seal Injection Heat Exchanger
Purification Ion Exchangers
Deborating Ion Exchanger
Volume Control Tank
Chemical Addition Package
Boric Acid Batching Tank
Charging PLUDPS

Dedicated Seal Injection Pump
Dedicated Seal Injection Pump

Suction Stabilizer/Pulsation
Dampener

Boric Acid Makeup pumps
Reactor Makeup Water Pumps
Boric Acid Concentrator
Pre-holdup Ion Exchanger
Charging Pump Mini-flow Heat
Exchanger

Bone Acid Condensate Ion Exchanger
Reactor Draii pumps
Holdup PUMPS

Safety
class

.4

2
1/2
1/2

2/3 [1]

2/32[1]

1/2/3
1/2/3

2/32[1]
2/3 [1]

2
2/3
2

2
2/NNs [1,34]

NNs [34]
NNs [34]
NNs [34]
NNs [34]

NNs

N/P:4]
NNs [34]
NNs [34]

NNs [34]
NNs

N-lT:4]
NNs [34]

NNs
NNs [34]

NNs

Seismic
Catego~

I
I
I
I

I
I
I

I
I
I

I
I
I
I
I
I

NS
NS

I
I
I

I
NS
NS
I
I

NS
I

NS

Location[*%*

RB
RC

Fume
RWRC

RB
RB
RB

RImc
RIYRc

RB
RB
RB

RC
FwRc
RB/Rc

RC
RC
NA
NA
NA
NA
NA
NA
NA
NA
NA

NA
NA
NA
NA
NA

NA
NA
NA

Quality
Ciass[29]*

L

1

1
1

1
1
1

1
1

1
1
1

1
1
1

1
1
2
2
2
2
3
3
2
2
2

2
3
2
2
2

2
2
3
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

CVCS (Cent’d.)
ReactorDrainTank
Holdup Tank
EquipmentDraii Tank
ReactorMakeupWaterTank
Gas Stripper
PurificationFilters
ReactorDrainFilter
Seal InjectionFilters
ReactorMakeupWaterFilter
Boric Acid Filter
Letdown Strainer
Pre-holdup Strainer
Boric Acid Condensate IX %-airier
Ion Exchanger Drain Header W-airier
Boric Acid Batching Strainer
Chemical Addition Strainer
Boric Acid Storage Tank [33]
Boric Acid Batching Eductor
Letdown Orifices
Piping [27]
Valves [27]

Emergency Feedwater System
Cavitating Venturi
Motor-Driven Emergency Feedwater

Pumps
Steam-Driven Emergency Feedwater
Pumps

Emergency Feedwater Pump Turbines
Emergency Feedwater Storage Tanks
Piping [27]
Valves [27]

Fuel HandlingSystem
Refieling Machine
FuelTransftiSystem
1. TransferCarriage
2. UpendingMachine
3. HydraulicPowerUnit
FuelTransferTube,Valve,Stand
CEAChangePlatiorm

Fuel HandlingSystem(Cent’d.)
Long and ShortFuel Handling Took
Upper Guide Structure Liftiig Rig

Safety
Class

INNS
NNs

NNs [34]
NNs

NNs [34]
NNs [34]

Iws [34]
NNs [34]

NTW;4]
NNs [34]
NNs [34]

NNs
NNs
NNs
NNs

NNs [34]
NNs

2
l/2/3/NNS [35]
l/2/31NNS [35]

2
3

3

3
3

2/3
2/3

NNs
N-m
NNs
NNs
NNs
NNs
NNs

NNs
NNs

Seismic
Catego~

NS
NS

I
NS
I
I
I
I

NS
I
I
I

NS
NS
NS
NS

I
NS

I
I/’Ns
IrNs

II
II
II
11
II
D
11

NS
II [11:

Location[ml*

RC
YA
NA
YA
NA
NA
NA
NA
NA
NA
NA
NA
NA
NA
NA
NA
YA
NA
RC

RCiNAfYA
RC/NANA

RC
RB

RB

RB
NA

NA/RB/RC
NA./RB/RC

RC
RC/’NA
RCINA
RCINA
RCfNA
RC/NA

RC

RC/NA
RC

Quality
Classi29]*

2
2
2
2
2
2

2
2
2
2
2
2
3
3
3
3
2
2
1

1/2
1/2

1
1

1

1
1
1
1

2
2
2
2
2
2
2

3
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification Safety Seismic Quality
class Category L0cation[2a* Class[29]*

Core Barrel Lifting Rig NNs 11[11] RC 2
Spent Fuel Handliig Machine NNs II NA 2
New Fuel Elevator NNs II NA 2
Underwater Television NNs Ns RC/NA 3
Refheling Pool Seal NNs NS RC 2
In-Core Instrumentation and CEA NNs NS RC 3

Cutter
Extension Shaft Uncoupling Tool NNs NS RC 3
Fuel Transfer Tube Quick Closure 2 I RC 2

CEA Handling Took NNs NS RC 3
ICI Insertion and Removal Tools NNs NS RC 3
Spent Fuel Racks 3 I NA 1
New Fuel Racks 3 I NA 1

Condensate and Feedwater System
Condensate Pumps NNs NS TB 2
Feedwater Pumps NNs NS TB 2
Feedwater Pump Controllers NNs NS TB 2
Feedwater Booster Pumps NNs NS TB 2
StartupFeedwaterPump NNs Ns TB 2
Low PressureFeedwater Heaters NW NS TB 2
High PressureFeedwater Heaters NNs NS TB 2
Deaerator NNs NS TB 2
Piping (13) mm I/m TBINAiRciMs 1/213
Valves (13) mNs I/m TB/’NA/Rc/Ms 1/2/3

Main Condenser System
Main Condenser NNs NS TB 2

Condensate Storage System
.

Condensate Storage Tanks NNs NS YA 2
Condensate Storage Tank Recycle NNs NS SB 2
Pumps

Piping NNs NS YA/SB/TB 2f3
Valves NNs m YA/SB/TB 2/3

Condensate Cleanup System
Piping NNs NS TB 2/3
Polishers/Demineralizers NNs NS TB 2
Resin Traps NNs NS TB 2
Valves NNs NS TB 2/3

Main Condenser Evacuation System
Vacuum Pumps NNs NS TB 2
Piping NNs NS TB 2/3
Valves NNs NS TB 2/3
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Component Identification Safety Seismic Quality
Class Category Location[*s]* c1ass[291*

DemineralizedWater MakeupSystem @wMS)
Demineraliir Makeup Water Pumps
Demineralizes NNs NS SB 3
Vacuum Degasifier NNs NS SB 3
Demineralized Water Storage Tank NNs NS SB 3
Vacuum pumps NNs NS YA 3
Dernineraker Recycle Pump NNs NS SB 3
Vacuum Degasifier Transfer Pumps NNs NS SB 3
Demineralized Water Transfer Pumps NNs NS SB 3
Regenerant Waste Neutralization Tank NNs NS SB 3

NNs NS SB 3

DWMS (Cent’d.)
Piping [27] 2mNs 11’Ns All l/3
Valves [27] 2iNNs I/m All 1/3

Extraction Steam System
Piping NNs NS TB 2
Valves NNs NS TB 2

Heater Vents
Piping NNs NS TB 2
Valves NNs NS TB 2

Turbine Generator System
TurbineGenerator
H@ PressureTurbine NNs NS TB 2
Low Pressure Turbines NNs NS TB 2
Generator NNs NS TB 2
Moisture Separators NNs NS TB 2
Steam Reheaters NNs NS TB 2
Stop Valves NNs NS TB 2
Control Valves NNs NS TB 2
Reheat Stop Valves NNs NS TB 2
Intercept Valves NNs NS TB 2
Valves, other FINS NS TB 2/3
Piprng NNs NS TB 2/3

Turbine Bypass System
Turbine Bypass Valves NNs NS TB 2
Valves, other NNs NS TB 2
Piping NNs NS TB 2

Turbine Gland Sealing System
Gland Seal Condenser NNs NS TB 2
Gland Seal Regulator NNs NS TB 2
Piping FINS NS TB 2

Appendix E
List of Systems, Structures and Components for a Typical Plant
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

Turbine Gland Sealing System (Cent’d)
Valves

Turbine Lube Oil System
Pumps
Oil Tank
Oil Turbine
Oil Coolers
Oil Filters
Piping
Valves

Safety
class

Seismic
Category

Quality
C1ass[29]*Location[zS]*

NNs

NNs
NNs
NNs
NNs
NNs
NNs
NNs

NS TB 2

NS
NS
NS
NS
NS
NS
NS

TB
TB
TB
TB
‘m
‘-m
TB

2
2
2
2
2

2/3
2/3

Turbine Control System
EHC ~PS

EHC Coolers
EHC %q3s

NNs
NNs
NNs

m
NS
NS

‘rB
TB
TB

2
2
2

Turbine Control System (Cent’d.)
Piprng
Valves

NS TB
NS TB

NNs
NNs

2
2

Turbine Generator Cooling System
Hydrogen Coolers
Piping
Valves

NNs
NNs
NNs

NS
NS
NS

‘-l-B
TB
TB

2
2
2

Liquid Waste Management System
Waste Collection Tanks
Waste Sample Tanks
Process Pumps
Process Demineralizes
Process Filters
Piping [27]

Valves [27]

NNs
NNs
NNs
NNs
NNs

21NNS

2/NNs

NS
NS
NS
NS
NS

J/m

RW
RW
RW
RW
RW

TBfNAIRw
RC/RB

TBn’WRw
RC/RB

2
2
2
2
2

1/2

1/2I/m

Gaseous Waste Management System
Gas Coolers/Condenser
Guard/Charcoal Beds
Piping [27]
Valves [27]

Solid Waste Management System
Spent Resin Transfer pumps
Spent Resin Tanks
HIC Fill/Dewatering Head

NNs
NNs

2/NNs
2/NNs

NS
NS

INS
J/m

NA
NA

NA/RC
NA/RC

2
2

1/2
1/2

NNs
NNs
N-m

NS NA/RW
NS NNR.W
NS RW

2
2
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification Safety
Class

NNs
NNs
NNs
NNs

Seismic
Category

NS
NS
NS
NS

Quality
C1X51Z91*

2
2
2
2

Location[X]*

RW
RW

NAIRW
NAIRW

TB
TB
TB
TB
TB
TB

Resin Forwarding Pumps
Dry Solids Compactor
Piping
Valves

Heater Drain System
Reheater Drain Tanks
Moisture SeparatorDrain Tanks
Heater Drain Tank
Heater Mm Pumps
Piping
Valves

NNs
N-m
NNs
NNs
NNs
NNs

NS
NS
NS
NS
NS
NS

2
2
2
2

2/3
2/3

Process and Effluent Radiation
Monitoring System (PERMS)
Gaseous Process and Effluent

Monitors
Unit Vent
Waste Gas

Unit Vent Post-Accident
Containment Purge Exhaust
Condenser Air Ejector

NNs
N-Ns

NNs
NNs
NNs

NS
NS

NS
NS
NS

NA
RW

NA
NA
TB

2
2

2
2
2

Liquid Process and Effluent Monitors
Component Cooling Water
Liquid Waste Discharge
Plant Discharge Line
Station Service Water
Reactor Coolant Gross Activity
Turbine Building Drains
Steam Generator Blowdown

N-INS
NNs
NNs
NNs
NNs
NNs
NNs

NS
NS
NS
NS
NS
NS
NS

NA
RW
RW
Cx
NA
TB
TB

2
2
2
2
2
2
2

Airborne Radiation Monitors
ContainmentAtmosphere
Nuclear Annex
Radwaste Building
Fuel Buiidmg
Ventilation Systems Multisarnpler
Control Room Intake(A&B)
Reactor Building Auulus
Subsphere Ventilation

3
NNs
NNs
NNs
NNs

3
NNs
NNs

I
NS
NS
NS
NS

I
NS
NS

NA
NA
RW
NA
NA
NA
NA
NA

1
2
2
2
2
1
2
2

Area Radiation Monitors

Special Purpose Area Monitors
Main Steam Line

NNs NS RC/NA/RW 2

NNs NS NA 2

E-8



Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

PurificationFilter
ContainmentArea HighRadiation
Primarycoolant

Containment IsolationSystem
Piping
Valves

Component Cooling Water System [14]
HeatExchangers
pumps
SurgeTanks
sump Pmnps
ChemicalAddition Tank
HeatExchanger BuildingSump pumps
Piping [27]

Valves

Spent Fuel Pool Cooling System
Pumps
Exchangers
Piping
Valves

Pool Purification System
Pumps
Strainers
Demineralizes
Filters
Skimmer
Piping [27]
Valves [271

Primary Sampling System
pump
HeatExchangers
SampleVessels
Piping [27]
Valves [27]
sink
Boronometer
ProcessRadiation Monitor

Safety
Class

NNs
3
3

2
2

3
3
3

NNs
NNs
NNs

2/3t’NNS

2/3/NNS

3
3

3/NNs
3/’NNs

FINS
NNs
NNs
NNs
NNs

2131NNS
2131NNS

NNs
NNs
NNs

2/3fNNS
2/3/NNS

NNs
NNs
NNs

Seismic
Category

NS
I
I

I
I

I
I
I

NS
NS
NS

IfNs

ms

I
I

INS
INS

NS
NS
NS
NS
NS

I/m
I/Ns

NS
NS
NS

If-m
IINs
NS
NS
NS

Location[X1*

NA
RC
RC

RC/RB
RC/RB

Cx
NA
NA
NA
NA
Cx

CXNAiNA
RIYRC

CXNAINA
RBillc

NA
NA
NA
NA

NA
NA
NA
NA
NA

NAiRC
NAiRC

NA
NA
NA

NA/RC
NA/RC

NA
NA
NA

Quality
Class[*g)*

2
1
1

1
1

1
1
1
3
3
3

1/2/3

1/2/3

1
1

1/3
1/3

2
3
2
2
3

V2
1/2

2
2
2

1/2
1/2
3
2
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification Safety
Class

Sekrnic
Category

Quality
Class[291*L0eation[25]*

Secondary Chemistry Control Sampling System

Heat Exchangers
Strainers
Moniton
Piping [27]
Valves [27]

NNs
NNs
NNs

2/NNs
2/NNs

NS
NS
NS

I/m
INS

NA
NA
NA

NA/RC
NAIRC

213
213
2/3
1/3
1/3

Station Sernce Water System
pumps
Strainers
sump Pumps
Traveling Screens
Piping
VaIves

3
3

NNs
3

3/’NNs
3fNNs

I
I

Ns
I

INS
INS

SP
SP
SP
YA

sP/cx
sP/cx

1
1
3
1

1/3
1/3

Turbine Building Service Water System
Piping
Valves
Pumps
Strainers

NNs
NNs
NNs
NNs

NS
m
NS
NS

YA
YA
YA
YA

2/3
2/3
2
2

Turbine Building Cooling Water
System
Piping
Valves
Heat Exchangers
Pumps
Surge Tank
Chemical Addition Tank

NNs
NNs
NNs
NNs
NNs
NNs

NS
NS
NS
NS
NS
NS

T%iYA
TBNA

YA
TB
TB
TB

2/3
213
2/3
2/3
2/3
3

Essential Chilled Water System
RefrigerationUnits
Pumps
Compression Tanks
Chemical Addition Tank
EssentiaVNonnal Heat Exchangers
Piping [271
Valves [27]
Strainers

3
3
3

NNs
3/NNs [1]
2/3/NNS
2/3/NNS
3/NNs

I
r
I

NS
1

IfNs
I/Ns
I/’Ns

NA
NA
NA
NA
NA

NA/RCIRB
NMRCIRB

NA

1
1
1
3

1/2
lr213
1/2/3
1/3

Normal Chilled Water System [15]
Retigeration Units
Pumps
Compression Tanks
Air Separators
Chemical Addition Tanks

NNs
NNs
NNs
NNs
NNs

NS
NS
NS
NS
NS

NA
NA
NA
NA
NA

2
2
3
3
3
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Appendix E
List of Systems, Strictures and Components for a Typical Plant

Component Identification Safety
Class

21NNS
2/NNs
NNs

Seismic
Category

ms
IINs
NS

Quality
Clms[ml’

1/3
113
3

Location[X]*

NA/RC
NA/RC

NA

Piping [27]
Valves [27]
Strainers

Condenser Circulating Water System
Pumps
Cooling Towers (mechanicalportion)
Piping
Valves
Strainers
TravelingScreens

NNs
NNs
N-Ns
NNs
NNs
NNs

NS
NS
NS
NS
NS
NS

YA
YA

YAiTB
YAfrB
YAITB

YA

2
2

2/3
2/3
2
2

Instrument Air System
Air Compressors
Piping [27]
Valves [27]
Air Receivers
DesiccantAir Dryers/Filters

Station Air System
Air Compressors
Air Dryers/Filters
Air Receivers
Piping [27]
valves [27]

Breathing Air System
Air Compressor
Piping [27]
Valves [27]
Air Receivers
Air Dryer/Filters

NNs
2/NNs
21’NNS
NNs
NNs

NS
INS
11’Ns
NS
NS

NA
All
All
NA
NA

SB
SB
SB
All
All

2
1/3
1/3
3
2

NNs
NNs
NNs

2/’NNs
21NNS

NS
NS
NS

I/Ns
I/Ns

3
3
3

1/3
U3

NNs
21NNS
21NNS
NNs
NM

NS
INS
IINs
NS
NS

SB
All
All
SB
SB

3
1/3
1/3
3
3

Compressed Gas Systems
High PressureGas Cylinders
PressureRegulators
LeakDetection Systems
LiquidNhrogen Evaporators
Piping [26, 271
Valves [27]

NNs
N-M
NNs
NNs

21NNS
2iNNs

NS
NS
NS
NS

I/m
INS

YA
YA
All
YA
All
All

3
3
3
3

1/3
1/3

Fire Protection System
Jockeypump
BackupStorageTank
FirePumps
BackupFirePump
StorageTanks

N-N
N-Ns
NNs
INNS
NNs

NS
I

NS
I

NS

FP
NA
FP
NA
FB

2
1
2
1
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification Safety
Class

ms

21-NNS
NNs

NNs
NNs
NNs

Seismic
Category

L!H/Ns

I/M
Ns

Ns
NS
NS

Quality
Clmsi291*

1/2

1/2
2

2
2
2

Location[251*

TB/NA/RC/RB/
DGISB

All
All

YA
YA
YA

Water SpraySystems(Delugeand
Sprinkler)Piping,Valves [16,27]

Hose Systems/Standpipes[16,27]
PortableFireExtinguishers[16]
ExteriorDistributionSystem
Piping
Valves
Strainers

AlternateAC Source/Combustion
TurbineGenerator

NNs NS YA 2

DG Engine FuelOil System[171
FuelOil StorageTanks
RecirculationPumps
BoosterPumps
FuelOil DayTanks

3
NNs

3
3

I
NS

I
I

DF
DF
DG
DG

1
3
1
1

DG Engine Fuel Oil System [17]
Fuel Oil TransferPumps
Strainers
Filters
Piping
Valves

3
3/NNs
31NNS
3/NNs
3/NNs

I
IINs
I/Ns
11’Ns
IiNs

DG
DGIYA

Do
DG/DF/YA

DG/DF

1
1/3
1/3
1/3
1/3

DG Engine Cooling Water System
Circulation pumps
Keep WarmPumps
Jacket Water Coolers
Jacket Water Standpipes
ChemicaI Pot Feeders
Piping
Valves

3
3
3
3
3
3
3

I
I
I
I
I
I
I

DG
DG
DG
DG
DG
DG
DG

1
1
1
1
1
1
1

DG Engine Starthg Air System [18]
Compressors
Aftercoolers
Moisture Separators
Filter/DryerUnits
Air Receivers
Strainers
Traps
Filters
Piping
Valves

DG Engine Lube Oil System [19]

NNs
NNs
NNs
NNs

3
31NNS
NNs

31NNS
3/NNs
31NNS

NS
m
NS
NS

I
I/Ns
NS
II-m
VNs
INS

DG
DG
DG
DG
DG
DG
DG
DG
DG
DG

2
3
3
3
1

1/3
3

1/3
1/3
1/3
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification Quality
Class[~J*

Safety
Class

Seismic
Category Location[m*

DG
DG

DGNA
DG
YA

DG
DG

DG/YA
DGNA

Lube Oil Sump ‘Rinks
Lube Oil Coolers
Oil Transfer Pumps
Prelube Oil Pumps
Clean and Used Lube Oil Storage

Tanks
Filters
Strainers
Piping
Valves

J

3
NNs

3
NNs

3
3iNNs
31-NNS
3/NNs

I
NS
I

NS

I
LfNs
I/FE
INS

1
3
1
3

1
1/3
1/3
1/3

DG Engine Ak Intake and Exhaust
System
Turbochargers
Aftercoolers
Silencersand Air Filters
Piping

3
3
3
3

I
I
I
I

DG
DG
DG
DG

1
1
1
1

Equipment and Floor Drainage System
ReactorBuilding SubsphereSump
Pumps
OtherSump Pumps
Piping [27]
Valves [27]

3

NNs
2/3iNNS
213iNNS

I

NS
I/Ns
IINS

RB

All
All

I

3
1/3
1/3

Diesel Generator Building Sump Pump
System
sump Pomps
Piping
Valves

3
3/NNs
3/NNs

I
INS
I/FM

DG
DGiNA/RW
DGiNA/RW

1
1/3
1/3

Control Complex Ventilation
System
Main Control Room Air
Conditioning System

Air ConditioningUnitsw/Filters
Fans,DUCtWOrk[31]
Water-coolingCoils
HeatingCoils
Dampem

Teehnical Support Center Air
Conditioning System
Air ConditioningUnits wil?ilters
Fans,Ductwork
Dampers

3
3/NNs

3
3
3

I
VII
I
I
I

NA
NA
NA
NA
NA

1
1/2
1
1
1

NNs
NNs
NNs

II
II
II

NA
NA
NA

2
2
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

ComputerRoom Air Conditioning
System
AirConditioningUnitsw/Filters
Fans,Ducwork
Dampers

Essential Electrical Rooms and
Vital Instrumentation and
Equipment Rooms
(inc. Battery Rooms)
Air Conditioning Units w/Filters
Fans, Ductwork
Dampers

Balance of Building Air Conditioning
System
Filters
WaterCooling Coils
Fans, Ductwork
Dampem

Fuel Building Ventilation System
Cooling Coil
Heating Coil, Supply
Air Handling Unit wffilter
Ductwo@ SU@Y

Exhaust System FilterTrain
Exhaust System Fans
Exhaust System Dampers
DuctworlqExhaust
Dampem, Supply

Nuclear Annex Ventilation System [20]
Supply Units
Ductworlq supply
Cooling Coils
ParticulateExhaust FilterUnits
Fans, Ductwork
Dampers

Radwaste Building Ventilation System
SU@Y Air Handling Units
Cooliig Coils
Exhaust Filter Units
Fans

Safety
Class

NNs
N-FM
N-m

3
3
3

NNs
NNs
NNs
NNs

INNS
FINS
NNs
NNs

3
3
3
3

FINS

NNs
INNS
NNs
NNs
NNs
NNs

INNS
N-m
NNs

seismic
Category

II
II
II

I
I
I

NS
NS
NS
NS

NS
NS
II
II
I
I
I
I
II

II
II
II
II
II
II

NS
NS
NS

Location[X]*

NA
NA
NA

NA
NA
NA

NA
NA
NA
NA

NA
NA
NA
NA
NA
NA
NA
NA
NA

NA
NA
NA
NA
NA
NA

RW
RW
RW

Quality
c~ss1291*

2
2
2

1
1
1

3
3
3
3

3
3
2
2
1
1
1
1
2

2
2
3
2
2
2

2
3
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

Ductwork
Dampers

ReactorBuildingSubsphereVentilation
System
IndividualCoolingUnits
ExhaustFans
CoolingCoilsandHeatingCoils
ExhaustSystemFilterTrain
Ductwork,Exhaust
SupplyFans
SupplyAirHand~mgUnits
DuctworkSupply
Dampers,Exhaust
Dampers,Supply

Diesel Building Ventilation System
Space Heater
Emergency/Normal Fans
Ductwork
Dampers
Filter, Normal Supply

Annulus Ventilation System
Filter Trains
Fans
Dampers
Ductwork

Containment Purge Ventilation System
WaterCoolingCoil
HeatingCoil
SupplyandExhaustFans
Valves [271
FilterTrains
Ductwork[27,30]

Containment Cooling and Ventilation
System
ContainmentCooling Subsystem
ControlElement Drive Mechanism

Cooling Subsystem
ContainmentAir CleanupSystem
CavityCooling Subsystem
Duchvork

Safety
class

NNs
NNs
NNs

31NNS
3
3
3
3

NNs
INNS
NNs

3
NNs

3
3iNNs
3iNNs
3iNNs
NNs

3
3
3
3

NNs
NNs
NNs

21NNS
NNS [28]

21NNS

NNs

NNs
NNs
NNs
NNs

Seismic
Category

NS
NS
NS

MI
I
I
I
I
II
II
II
I
II

I
MI
MI
I/11
m

I
I
I
I

NS
NS
n

I/H
11

VU

II

II
II
II
II

Location[x]*

RW
RWINA

RW

RB
NA
NA
NA

NA/RB
NA
NA

NAJRB
NA
NA

DG
DG
DG
DG
DG

NA
NA
NA

NA/RB

NA
NA
NA

NMRC
NA

NA/RC

RC

RC
RC
RC
RC

Quality
Class[29J*

2
2
2

1/2
1
1
1
1
2
2
2
1
2

1
1/2
1/2
1/2
2

1
1
1
1

3
3
2

1/2
2

1/2

2

2
2
2
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component ldentitkxition

Dampers

Turbine Building Ventilation System
Fans
Dampers
Exhausters
Ductwork

Station Service Water Pump Structure
Ventilation System
Fans
Dampers
Ductwork

Component Cooling Water Heat
Exchanger Structure(s)
Ventilation Systems
Fans
Dampers
Space Heaters
Ductwork

Instrumentation and Control Systems
(Cent’d.)

Reactor Protective System (RPS)
That portion of the PPS which
generates signals that actuate reactor
trip

Engineered Safety Features
Actuation System (ESF)

That portion of the PPS which
generates signals that actuate
engineered safety f=tures

Safe Shutdown Systems
The safe shutdown systems include
those systems required to secure and
maintain the reactor in a safe

shutdown condition
All other systems required for stie~

Equipment required to comply with
10CFR5O.62

Equipment specified in Section
3.3.1.4 of ANSIIANS-51.I

Safety
Class

NNs

NNs
NNs
NNs
NNs

3
3
3

NNs
NNs
NNs
NNs

3

3

3

3

NNs

NNs

Seismic
Category

11

NS
NS
NS
NS

I
I
I

II
II
II
11

I

I

I

I

2

NS

Location[=]*

RC

m
m
m
‘m

SP
SP
SP

Cx
Cx
Cx
Cx

NA/RC

NA/RC

DG/NA/CX
sP/Ms/
RBiRc

NA/DG/CX
sPIMs/
RB/Rc

NA/RC

All

Quality
C1=S1291*

L

3
3
3
3

1
1
1

3
3
3
3

1

1

1

1

2

2/3
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

Controlsystemsnotrequiredforsafety
ControlRoom Panels(safety-related)
ControlRoom Panels(other)

Instrument Valves and Piping
Downstream of Safety Class
2 or 3 Root Valves (For
Safety-Related Instruments)
Piping,tubing,andfittings
Instrumentvalves

Electric Systems
Class lE AC Equipment(includes
associatedtransformers,protectiverelays,
instrumentationandcontrol devices:
4.16 kV Buses
480V Load Centers
480V MotorControlCenters

Class lE DC Equipment
125V StationBatteriesand Racks

EleetricSystems(Cent’d.)
BatteryChargers
125VSwitchgearandDistribution
Panels

120VVitalACSystemEquipment
Inverters

120VDistributionPanels

Electrical Cables for Class lE Systems
125V DC Cables (including cable
splices, comectors, and
terminal blocks)

5 kV Power Cables (including cable
splices, comectors, and
terminal blocks)

600V Power Cables ~mcluding cable
splices, connectors, and
terminal blocks)

Control and Instrumentation Cables
(including cable splices,
connectors, and terminal
blocks)

Conduit and cable trays and their
supports containing Class lE
cables and those whose faihu-e

Safety
Class

NNs
3

NNs

2/3
NNs

3
3
3

3

3
3

3

3

3

3

3

3

3

Seismic
Category

NS
I
II

I
NS

Location[A*

All
NA
NA

All
All

NA
NA

NA/CXiDG/SP

NA

NA
NA

NA

NA

NA

NAIDG/CX/
SP

NA/DG/CX/
sPiMs/
RB/Rc

DG/CX/NA
sP/MsfRB

DG/CX/NA/
sP/Ms/RB

Quality
ChS+Z91*

2J3
1
1

1
3

1
1

1

1
1

1

1
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

during a seismic event may
damage other safety-related
items

MucellaneousClasslE Electrical
Systems
Containmentbuildingelectrical

penetrationassemblies
Non-ClasslE Electrical Systems
Instrumentation and Display Systems no
required for safety [32]

Reactor Building Structure
ContainmentShield Building
Steel ContainmentVessel

InternalStructure
EquipmentHatch
Personnel Airlocks

Subsphere (IncludingContainment
Support Dish)

Nuclear AnnexStructure
ConlrolArea
EFWTank/MainSteamValveHouse

Area
EmergencyDieselGenerator Areas
CVCSiMaintenance Area
Fuel Handling Area

Other Structures
Unit Vent
TurbineBuilding
Radwaste Building [28]
Station Service WaterPump/Intake

structure
Component Cooling WaterHeat

Exchanger StructuresandPipe
Tunnels

Diesel Fuel StorageStructure
Station Services Building/Auxiliary
Boiler Structure

Atimistration Building
Warehouse
Fire Pump House
Alternate AC Source/Combustion

Turbine-GeneratorStructureandFuel

Safety
Class

3

NM
NNs

3
2
3
2
2
3

3
3

3
3
3

NNs
NNs
N-m

3

3

3
NNs

NNs
NNs
NNs
NNs

Seismic
Category

I

11/’NS
NS

I
I
I
I
I
I

I
I

I
I
II

II
11
I
I

I

I
NS

NS
NS
NS
NS

~~tion[251*

RC

RC

All
All

RB
RB
RC
RC
RC
RB

NA
NA

NA
NA
NA

NA/RB
TB
RW
SP

cX/YD

DF
SB

ADB

FP
YA

Quality
c1=1291*

1

2/3
2/3

1
1
1
1
1
1

1
1

1
1
1

2
2
2
1

1

1
3

3
3
3
2
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Appendix E
List of Systems, Structures and Components for a Typical Plant

Component Identification

Tank

Dikes
Dike(Holdup,BoricAcidStorageand
ReactorMakeupWaterTanks)[28]

Dike(CondensateStorageTank)[28]

Cranes
Polar Crane
Cask Handling Hoist
New Fuel Handhmg Hoist

Component Supports [23]

Safety I Seismic I I Quality
Class Category Location[xr Class1291*

NNs I II I YA

I

2

NNSIIIIYA12

NNs II RC 2
NNs II NA 2
N-Ns II NA 2

l/2/3iNNS II-m All I 1/213

[1]

[2]

[3]

[4]

[5]

[6)

[7]

Two safety classes areused for heat exchangers to distinguish primary and secondary sides where they
are different.

Loss of cooling water and/or seal water service to the reactor coolant pumps (RCPs) may require
stopping the pumps. However, the continuous operation of the pumps is not required during or
following an SSE. The auxiliaries are therefore not necessarily Safety Class 3 or Seismic CategoW I.
Provision for cooliig water to the pump bearing oil cooler and pump motor air cooler will not comply
with the requirements of Regulatory Guide 1.29 (see Section 5.4.1.3).

Only those structuralportions of the RCPS which arenecessary to assure the integrity of the reactor
coolant pressure boundary are Safety Class 1.

Safdy class of piping within the reactorcoolant pressure boundary (as defined in 10 CFR 50) is
selected in accordancewith the ANSI/ANS 51.1 criteriaidentified in Section 3.2.2. For purposes of
CESS& Safety Class 1,2,3, and NNS of ANSI/ANS 51.1 areequivalent to Qualhy Groups & B, C,
and D of Regulatory Guide 1.26.

Flow restricting orifices are provided in the nozzles for RCS sampling lines, pressurizer level and
pressure instruments, RCP differential pressure instrument lines, S1S pressure instrument lines, RCP
seal pressure instrument lines, the charging line differential pressure instrument line, and the S1S hot leg
injection pressure instrument lines, to limit flow in the event of a break downstream of the nozzle. The
orifice size, 7/32-inch diameter and l-inch long, precludes exceeding fiel design limits while utilizing
minimum makeup rates. This permits an orderly shutdowm in the event of a downstream break in
accordance with General Design Criterion 33 (see Section 3. 1.29). A reduction may, therefore, be
made in the safety classification of lines downstream of the orifice.

The pressure boundary housing for this component is a reactorvessel appurtenanceand is Safety Class
1 and Seismic Category I, as descriied in Section 3.9.4.3.

Core support structuresand internalsstructures are designed to the criteria described in Section 3.9.5.4.
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[8]

[9]

[10]

[11]

[12]

[13]

[14]

[15]

[16]

[17]

[18]

[19]

[20]

[21]

[22]

[23]

[24]

[25]

Appendix E
List of Systems, Structures and Components for a Typical Plant

CEA and fbel assemblies are designed to the criteria described in Section 4.2.

Reactor coolant pump auxiliay components required for lubrication and cooling of pump seals and
thrust bearings arenot subject to the quality assurance requirements of 10CFR5O,Appendw B.

Except Lifting Frame Assembly, which is NS.

During normal plant operation only.

%fe~ Class 1 for pressure boun~, Safety Class 3 for electricalportion of system.

The piping, valves, and associated supports/restraintsof the Main Feedwater System from (and
including) the Main Feedwater Isolation Valves to the steam generator feed nozzles are %fe~ Class 2,
Seismic Category ~ and Quality Class 1;the remainder is Safety Class NNS.

Non-safety Cooling Headers are Stie& ClassNNS, Seismic Category II, Quality Class 2.

The Normal Chilled Water System serves no safety function. Portions of the system, which are Iocated
in non-safety related areas, are classed as non-seismic.

Portions of the FireProtection System piping,valves, andextinguished which arenot in safety-related
areasof the plantaredesigned as non-seismic.

Fuel Oil Recirculation System and storagetank fill line strainerare Safety Class NNS.

The Starting Air System is Safety ClassNNS from the starting air compressor through the desiccant
d@mg towers, and Stiety Class 3 from the starting air receiver tank inlet check valve to the engine
connections.

The Clean and Used Oil Transfer System is Stiety Class NNS.

Mechanical Equipment Room cooliig components are Safety Class 3, Seismic Category I, and Quality
class 1.

The piping, valves, and associated supportshestraints of the Main Steam System horn each steam
generator to (and including) the Main Steam Isolation Valves are Safety Class 2, Seismic Category I,
and Quali~ Class 1; the remainder is Safety Class NNS.

Piping is Safety Class 2 from the Steam Generators through the Containment Isolation Valves.

Componentsupportsaredesignedto the criteriadescribedin Section3.9.3.4.

Safety Injectiondrainand vent pipingis SafetyClassNNS, SeismicCategoV NS andQualityClass3.

Locations:

Cx
DG
FP
MS
RW
RB
RC

. Component Cooling Water Heat Exchanger Structure

. Emergency Diesel GeneratorArea

. Fire Pump House

. Main Steam Valve House Area
= Radwaste Building
. Reactor Building
= Steel Containment
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[26]

[27]

[28]

[29]

[30]

[31]

[32]

33]

[34]

List

SP =
SB =
TB=
NA =
YA =
SI =
DF =
ALL =

of Systems,

Station Service Water Pump Structure
Station Services Building
Turbine Building
Nuclear Annex
Yard
Station Service Water Intake Structure
Diesel Fuel Storage Structures
Throughout Plant

Hydrogen lines in safety-related areasareeither designed to Seismic Category I requirements, or
sleeved with the outer pipe vented to the outside, or equipped with excess flow check valves so that in
case of a Iine break, the hydrogen concentration in the affected areawill not exceed 20A.

Containment isolation valves and containment penetration piping are Safety Class 2, Seismic Category
I, and Quality Class 1.

The foundations/dAes enclosures of these structures are designed such that if a Safe Shutdown
Earthquake (SSE) occurs, the majority of the liquid inventory expected to be in the buildinghank will be
contained. It is assumed that the concrete would develop cracks and some liquid would be released.
This event is bounded by the analysis in Section 15.7.3.

The QA program provides a graded approachto the assurance of qutilty of work performed by and for
WENS by the use of quality class designations to describe the various levels of controls as follows:

1) QC-1 is thehighestlevel qualityclassand embodiesallnecessarycontrolsfor itemsand/or
serviceswhicharerequiredto meet 10CFR 50 Append~ B requirements.

2) QC-2 is an intermediate level quality class which is used for items or services which require a
moderate level of control of activities affecting quality, but which are neither Nuclear Safety-
Related nor required to meet the requirements of 10 CFR 50 Append~ B. Circumstances
appropriate for QC-2 designation include non-standar~ complex items, or those which must
perform reliably, in a harsh environment or with less than normal operatorattention or
maintenance.

Appendix E
Structures and Components for a Typical Plant

3) QC-3 is the quality class which applies to all items or services which arenot assigned to
another quality class. Quality requirements may be spec~led in quality plans, procurement
documents and/or special procedures if deemed necessary.

The containment low and high purge exhaust ductwork up to the HEPA falters is Seismic Category 1.

Smoke f= is Saf~ Class NNS, Seismic Category II, and Quality Class 2.

The ALMS is Quality Class 2. The ALMS pressurizer safety valve discharge sensors and signal
processing equipment are Seismic Category I. All of the remaining NIMS components are qualified to
remain operable following seismic events which do not require plant shutdown.

The boric acid storagetank is classified Seismic Category I but is not designed for tornado wind and
wind pressures or tornado generated missiles because it is not required for safe shutdown or accident
mitigation.

These CVCS components will be constructed in accordance with ASME Boiler and PressureVessel
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Code, Section III,Class 3.

[35] Some CVCS piping and valves designated Safety Class NNS will be constructed in accordance with
ASME Boiler and Pressure Vessel Code Section III, Class 3, as shown on Figure 9.3.4-1. Piping and
valves in this catego~ are Seismic Category I, and Quality Class2.
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