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Abstract—Wind energy continues to be one of the 

fastest growing technology sectors.  This trend is expected 
to continue globally as we attempt to fulfill a growing 
electrical energy demand in an environmentally 
responsible manner.  As the number of wind power plants 
continues to grow and the level of penetration reaches high 
levels in some areas, there is an increased interest on the 
part of power system planners in methodologies and 
techniques that can be used to adequately represent wind 
power plants in the interconnected power systems.   

Wind power plants can be very large in terms of 
installed capacity.  The number of turbines within a single 
wind power plant can be as high 200 turbines or more, and 
the collector system within the wind power plant can have 
several hundred miles of overhead and underground lines.  
It is not practical to model in detail all individual turbines 
and the collector system for simulations typically 
conducted by power system planners.  To simplify, it is a 
common practice to represent the entire wind power plant 
with a small group of equivalent turbine generators or a 
single turbine generator.  The question is how much can a 
model be simplified and still preserve its faithfulness?  

In this presentation, we will describe methods to derive 
and validate equivalent models for a large wind farm.  
FPL Energy’s 204-MW New Mexico Wind Energy Center, 
which is interconnected to the Public Service Company of 
New Mexico (PNM) transmission system, was used as a 
case study.   The methods described are applicable to any 
large wind power plant.  We will illustrate how to derive a 
simplified single-machine equivalent model of a large wind 
power plant (which includes an equivalent collector system 
model), preserving the net steady state and dynamic 
behavior of the actual installation.  We use steady state as 
well as the dynamic analysis to derive the equivalent 
model.  To verify the derivations, we compare the steady 
state and dynamic performance of the equivalent model 
against a detailed model of the wind power plant, which 
contains all the wind turbine generators and associated 
collector system.  

 
Index Terms—wind turbine, wind farm, wind power plant, 
wind energy, dynamic transient, aggregation, equivalence, 
collector system, distribution network, power systems 
renewable energy. 

I.  INTRODUCTION 
The Taiban Mesa wind power plant is the most 
technically advanced wind plant in the country today. 
Built in 2003, it employs the latest advances in variable 
speed machine technology, incorporating low voltage 
ride through capability and controllable reactive power 
output. The plant employs 1.5 MW variable speed 
machines manufactured by General Electric Company 
(GE), is owned and operated by FPL Energy, LLC 
(FPLE), and sells its entire output to Public Service 
Company of New Mexico (PNM), on whose 
transmission system it is interconnected.  
The interconnection of the Taiban Mesa plant overcame 
unique engineering technical challenges. Located in 
eastern New Mexico, the plant interconnection 
substation is tapped into a 223 mile 345 kV transmission 
line. One terminal of the line is at Albuquerque, N.M., 
while the other end connects to the Blackwater HVDC 
converter station in Clovis, NM.  The Blackwater HVDC 
station interconnects the Western and Eastern 
Interconnections.  
During the plant design phase, two of the unique 
engineering challenges included:  
• Consideration for low-voltage ride-through for faults 
on the PNM 345 kV transmission system. Since the plant 
nameplate represents a significant fraction of the PNM 
control area load, loss of the plant in response to 
transmission network faults would pose a severe 
operating challenge. At the time however, the industry 
discussion of low-voltage ride through for wind turbines 
was just beginning, so there was little precedent upon 
which to base the engineering design.  
• The advanced turbines at the wind plant are capable of 
dynamic reactive power control and coordinated 
regulation of the interconnect bus voltage. There was 
concern about this autonomous system interacting with 
the HVDC converter station voltage control scheme, and 
detailed engineering studies were conducted prior to 
plant commissioning to investigate this potential.  
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Validated positive-sequential computer models (power 
flow and transient stability) for the Taiban Mesa wind 
plant are critical for PNM transmission studies given the 
potential for the Taiban Mesa to interact with and 
influence the PNM transmission network. PNM has 
accumulated significant operating experience with the 
Taiban Mesa wind power plant and has pro-actively 
worked to refine its planning models used in GE –
Positive-Sequence Load Flow (PSLF) program. 
However, wind power plant modeling, particularly 
model validation, remains an area of concern for the 
industry in general. NREL, in cooperation with the Wind 
Plant Modeling and Interconnection User Group of the 
Utility Wind Interest Group, seeks cooperation with 
PNM, FPLE, and GE to conduct a model development 
and verification effort in order to advance the state of the 
art in the development and use of wind plant models for 

power system applications ("Joint Study").  
In the next few sections, we will present our work in 
progress up to this point.  In section I we have presented 
the background of this work.  In section II the Taiban 
Mesa wind power plant equivalent circuit derivation will 
be briefly discussed.  In section III dynamic simulation 
with low voltage ride through will be presented.  In 
section IV, single turbine representation will be 
discussed and in section V, the full system 
representation will be presented.  The conclusion and 
summary of the work will be presented in Section VI.   

II.  TAIBAN MESA WIND POWER PLANT EQUIVALENT 
CIRCUIT 

A.  General overview and general assumption  
In this section the background of circuit simplification 
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Figure 1.  Power System Network Transmission lines under Public Service of New Mexico service territory. 
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will be described.  Figure 1 shows the power system 
network transmission lines under Public Service of New 
Mexico service territory. Only the transmission level 
voltage interconnections were shown on the map.  The 
Taiban Mesa wind power plant is indicated at a green 
star with label “Taiban Mesa” under the star.   
The wind power plant collector system consists of 
underground cables and overhead lines.  The system 
distribution can be described by referring to Figure 2.  It 
is shown here that the lowest level of grouping of the 
wind turbines is shown in blocks. 
In the planning stage, the power system designer will 

compute the collector system requirement for the wind 
power plant.  Normally, there are many considerations in 
placing the turbines on each site, which contributes to 
the diversity of impedances intra-turbines, and between 
the turbine and the substation transformer.  Among 
many others, are, the wind resource of the site (micro 
siting strategy), the minimum distance between two 
turbines to avoid the turbulence wake caused by one 
turbine affecting another turbines, the voltage drop along 
the line feeders, the line losses within the collector 
system.   

 Taiban Mesa 
Infinite Bus 

10999 
345 kV 

10995
345 kV 

10998
34.5 kV

Each wind turbine generates a three-phase output power 
at 570 Volt at 60 Hz.  This voltage is stepped up by a 
pad-mount-transformer to a higher voltage at 34.5 kV.   
A group of turbines (2 to 6 in a group) are connected 
together as a daisy chain connection at the high side of 
the pad mount transformer, and it is represented by a 
block shown in Figure 2.  Figure 3 shows the content of 
each block where a string of turbines are connected in 
daisy chain fashion. 
The collector system data consists of intra-nodes 
impedances and line shunt capacitances in the wind 
power plants.  From here, we have two choices to make.  
One is to simulate the entire wind power plant with each 
of the 136 turbines represented.  Another one is to find 
an equivalent circuit representation of the 136 turbines.  
In simulating the entire wind power plant as a single 
turbine, we essentially observe the collective behavior 
predicted by a single turbine.  Obviously, we loose some 
aspects of observation especially if the wind power plant 
is a very large one covering a very large area. 
There are two types of processes to be considered here 
for finding the equivalent circuit of a large wind power 
plant.  The first one will be called Analytical Approach 
is based on the data of collector system provided by the 
power system designer.  Another one will be called 
Deduction Approach deduced from load flow calculation 
of a complete full system representation (136 turbines).  

B.  Analytical approach  
At first, lets considered the analytical approach where 
the entire wind power plant can be considered as a single 
wind turbine.  The final equivalent circuit representation 
of the entire 136 wind turbines is given in Figure 4.  
The equivalent of all the turbines and the collector 
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Figure 2. Complete collector system in the wind farm.
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Figure 3 a) single series daisy-chain physical diagram 
               b) equivalent representation of circuit (a) 

(a) (b)

34.5 kV         345kV
10998          10995

(0.01345 + j0.0497)     
B= -j 0.1004 

10999Wind Farm

(0.002+j0.002)   

Taiban Mesa
Infinite Bus

10997           10996
0.570 kV          34.5kV

(0.0014+j0.0828)

(0.0026 + j0.0245) 

Figure 4. A single turbine equivalent circuit of 
Taiban Mesa wind farm. 
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system infrastructure within the wind power plant can be 
approached using power line losses equivalence.  
Detailed of this approach is described in paper reference 
[1], (paper submitted to the IEEE-PES 2006).  
The process of equivalencing the Taiban Mesa wind 
power plant is started from the lowest level of turbine 
connections (daisy-chain connected turbines).  The 
equivalent circuit of these turbines (as shown in Figure 
2) is represented as D1 through D23.  First find the 
equivalent circuit of the block (e.g. D1 through D23).  
This simplification process converts the daisy chained 
wind turbines into a single impedance representation. 
Then the next step is to find the equivalent circuit of the 
parallel D1, D2, D3, D4, and D5 connected to N1.  The 
same process is followed for the rest of the wind power 
plant collector system.  And then we find the equivalent 
circuit of the parallel impedances connected to N1 
through N8.   Finally, the collector system of the wind 
power plant can be represented by the single line 
diagram shown in Figure 4.  

C.  Deduction approach  
In this approach, the entire 136 turbines are modeled in 
the load flow analysis.  The load flow calculation is 
performed for the base case scenario.  The real power 
loss, reactive power loss, and the currents in the 
branches are calculated by load flow and available in 
tabular form.  The total loss in all of those branches 
within the collector system is then added.  From the total 
loss and the main line current, we can find the equivalent 
impedance.  From here, the equivalent impedance of the 
distribution power system network can be deduced.  The 
shunt admittance is difficult to separate in the calculation 
of reactive power loss, however, we can use the same 
techniques developed in the previous section to find the 
approximate value of B. 

 
Table 1. Equivalent Circuit of Collector system 

Impedance-Shunt AdmittanceCircuit 
Representation R X B 

Analytical 0.01345 0.0497 0.1004 
Deduction 0.0104 0.0388 0.1004 

 
A comparison between the results from the analytical 
approach and the result from the deduction approach are 
tabulated in Table 1.  It is shown that the result from the 
two approaches is in a good agreement.  The small 
difference between the two concepts is caused by the 
fact that in the analytical approach the output currents of 
the wind turbines are assumed to be identical, while in 
reality, due to the differences in the impedances, the 
phasor currents are not identical.  With identical currents 
the sum of the currents at any summing junction will be 
maximized, and so will the total losses. 

III.  DYNAMIC SIMULATION WITH LVRT VOLTAGE 
PROFILE FOR MODEL VALIDATION  

A.  General Description 
To check the validity of model equivalencing, we use 
dynamic simulation.  Based on the same transient 
condition, the two systems Single Turbine 
Representation (STR) and the Full System 
Representation (FTR) of 136 turbines are compred.  
In the next few sections we attempted to recreate a 
fictitious fault at the Taiban Mesa 345kV substation 
using a guidelines provided by AWEA.  According to 
the AWEA-LVRT, the wind power plant must be 
connected to the grid as long as the voltage at the point 
of interconnection is at or above the specified voltage 
profile.  The voltage profile starts at 1.0 p.u. at t = 0 and 
drops to 0.15 p.u. at t = 625 msecs, and the voltage 
slowly ramps up to 0.9 p.u. at t = 3.0 secs.  The wind 
turbine must be connected indefinitely as the voltage 
drops down to 0.9 p.u.  The low voltage ride through 
voltage profile provided can be shown in Figure 5.  This 

 
 
 
 
 
 
 
 

 
 
 
 
 

Figure 5. Test Voltage Profile (Ref. From FERC NOPR 
Jan 24, 2005) 

10999 
 Taiban Mesa 
 
 
 
345 kV 

Full System Representation 
or  

Single Turbine Representation 

           10995              345 kV 
  Taiban Mesa 

           10998              34.5 kV 
  Taiban Mesa 

Figure 6. Single line diagram of the wind farm for 
two types of collector system configuration. 
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voltage profile is proposed by AWEA as appear in the 
FERC NOPR January 24, 2005.  The purpose of 
applying this voltage profile is more to test the wind 
turbine behavior than to test the power system integrity.  
Under normal circumstances, this type of fault will be 
cleared within 4-5 normal clearing cycles. 

 
Voltage 

Since the relay protection of most of generators installed 
in the field is not set to survive this voltage profile, we 
will temporarily disable the protection systems for 
under/over voltage protection and under/over frequency 
protection.  The voltage profile is applied at Taiban 
Mesa substation by using a generator classic (GNCLS) 
PSLF model with a voltage profile readable from an 
input file.  This LVRT requirement does not consider 
frequency changes, thus, only the voltage magnitude is 
modulated according to this voltage profile shown.   

Real power 

B.  Circuit Representation  Reactive power 
The power system network can be simplified and it is 
shown in Figure 6.  The single turbine representation is a 
wind power plant representation, where, all of the 136 
wind turbines are represented by a single turbine.  The 
equivalencing process is described in Section II.  In 
Figure 6, the equivalent circuit to replace the CDNC 
block is shown in Figure 4 for a single turbine 
representation, or, it can be replaced by the circuit shown 
in Figure 2 for the full system representation.     

Figure 7.  Voltage, real power and reactive power 
response to the fault at the Taiban Mesa 345 kV. 

 

IV.  SINGLE TURBINE REPRESENTATION (STR)  

A.  Bus 10999 (Taiban Mesa –345 kV) 
Figure 7 shows the result of the simulation. The voltage 
profile representing a fictitious fault based on AWEA – 
LVRT proposed voltage profile is shown.  The real 
power and reactive power traces are also shown on the 
same figure.  The direction of the power flows shown in 
this figure is Taiban Mesa to the wind power plant, thus 
the actual flows from the wind power plant to Taiban 
Mesa is the mirror image of the traces shown.  

B.  Bus 10701 (Wind Turbine – 0.57 kV) 
Figure 8 shows the traces of voltage, real power, and 
reactive power output of the wind turbines represented 
by a single turbine.  Since this simple circuit is a single 
series circuit connecting the wind turbine and Taiban 
Mesa substation, the traces shown in Figure 7 and Figure 
8 are very similar with the exception of the collector 
system power loss.   
This point of measurement is the wind turbine terminals 
connected to the utility at the low voltage side.  By 
looking at the range of the variables plotted, the voltage 
range is between 0.23 pu to 1.03 pu.  The terminal 
voltage shows a second swing after the fault.  Note, that 
although the voltage at the fault (Taiban Mesa 

substation) goes down to 0.15 pu, but the impedance 
between the fault and the wind turbine terminals is 
sufficient as such that the lowest voltage during the fault, 
at the turbine terminals is about 10% higher.  This is due 
to the voltage drops along the lines between the wind 
power plant and the substation.  The turbine is able to 
 

Voltage 

Real power 

Reactive power 

Figure 8.  Voltage, real power and reactive power 
response to the fault at the wind turbine terminals. 
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correct the voltage in the post fault condition although 
the voltage at Taiban Mesa substation stays at 0.9 p.u. 
The real power output of the wind turbine drops to –
35.68 MW for a short period of time, and in the 
upswing, it reaches 228.49 MW.  Note that this very 
short transient indicates the changes of the phasors 
voltages and currents with respect to the reference.  
While the current limit of the power converter is 
controlled very strictly, the voltage phase shift during 
transient is not controllable.  During transient, the phase 
angle changes can create an impression as if the power 
(real or reactive) limit is exceeded.  The post-fault 
(steady state) condition of the real power returns the 
terminal voltage, and output power (real and reactive) to 
the same level as its pre-fault condition, as expected.  
Note, that both the real and reactive power output of the 
wind turbine is the mirror image of the real and reactive 
power shown at the Table Mesa. 
The reactive power, in an attempt to regulate the voltage 
during the fault, it shows the correct trend, and the 
turbine produces reactive power that swings between 
8.95 MVAR and 130.5 MVAR.  It is also shown that the 
post-fault condition of the reactive power does not stay 
at the same level of output as the pre-fault condition due 
to the voltage at Taiban Mesa that stays at 0.9 pu 
indefinitely, three seconds after the fault occurs.  Thus it 
is obvious that the reactive power trace reacts to the 
changes in voltage as planned. 
To observe the mechanical aspect of the turbine, the 
rotor speed, the pitch angle and the mechanical 

(aerodynamic power) are shown in Figure 9.  It is shown 
there that the speed fluctuates significantly creating the 
speed range between 1.0 pu and 1.26 pu.  It is a bit 
difficult to predict the response of the rotor speed to this 
severe fault, because the speed variation is affected by 
both the mechanical and electrical systems.  Electrical 
output torque is the restraining torque and the 
mechanical output torque is the driving torque.  The 
electrical torque is affected by the available voltage at 
the turbine terminals and the output current (i.e. the 
power that can be generated) at any instant (including 
during the fault).  The mechanical torque depends on the 
mechanical power and the rotor speed.  The mechanical 
power variation is affected by the pitch angle of the 
blades, the rotational speed, and the wind speed itself at 
any moment.  At any pitch angle, there is a valid Cp 
versus tip speed ratio applicable for solving aerodynamic 
power.  And at any pitch angle, it is possible that the Cp 
goes to negative values when the tip speed ratio is too 
low or too high.  The tip speed ratio, is the ratio of the 
tip speed with respect to the wind speed.  Since the wind 
speed in this case study is assumed to be constant, the tip 
speed ratio is only affected by the rotor speed.  It is 
interesting to note that the mechanical output variation 
goes between -1.1 p.u. (during the fault) to about 1.5 p.u.  
The pitch angle is controlled to maintain the rotor speed 
constant when the rotor speed reaches its rated speed.  
The pitch angle shown in Figure 9 varies significantly 
from low to high values with the swing of about 25 
degrees.  All in all, even with this severe fault, the 
turbine does not go into run-away condition, and the 
rotor speed is still controllable.  Note, how the pitch 
angle variation has strongly affects the mechanical 
power output.   

 

Rotor speed 

Mechanical power 

Pitch angle 

Figure 9. Rotor speed, mechanical power and pitch angle 
variation pre-fault and post-fault condition. 

C.  Frequency comparison among Buses 
In Figure 10, the frequency of several buses are shown.  
Although in steady state the frequency is more or less 
constant, instantaneously, the frequency is proportional 
to the rate of change of the phase angle of the voltage 
phasor at the buses.  The frequency at the Taiban Mesa 
(10999) and the frequency at the HV of the substation 
transformer (10995), have a similar trend because the 
impedance between the two buses is very small.  There 
is a significant difference between the frequency of bus 
10995 and bus 10998 (LV of the substation transformer).  
Although the two buses are separated by the leakage 
inductance of substation transformer, however the 
impedance of the transformer is significantly larger than 
the impedance of other components in the power system 
network under consideration.  Also, note that the nature 
of the voltage variations (rate of change, control methods 
etc.) affect the frequency difference.  As mentioned 
before, the bus voltage at Taiban Mesa (10999) is 
controlled by preset voltage profile, while the bus 10998 
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is controlled by the wind turbine generator at bus 10701.  
Of course, the voltage at bus 10998 is first affected by 
bus 10999, however, the response of the generator at bus 
10701 to correct that voltage changes that makes the bus 
at 10998 looks different from the bus 10999 (or 10995).  
The voltage drops along 10998 to 10701 creates the 
different in the frequency traces between the two buses. 
 

D.  Comparison between sending end (WTG at Bus 10701) 
and the receiving end (Taiban Mesa 345 kV or bus 10999) 
To help with focusing the observation, dashed circles are 
drawn on the traces.  Figure 11a shows comparison of 
the two traces of real power at two different buses (wind 
turbine bus and HV substation transformer bus.  From 
the scales located at the bottom of the plot, we can see 
the range of the traces within the window of observation.  
It is shown that the arriving power at Taiban Mesa 345 
kW is about 10 MW less than when it is generated at the 
wind turbine terminals.  The real power flow difference 
between the sending and receiving end is accounted for 
the losses.    
Figure 12 shows the two traces of reactive power at two 
different buses (wind turbine bus and HV substation 
transformer bus).  The two traces show a significant 
difference in the sense that the difference is nonlinear.  
The wind turbine output reactive power stays in the 
positive region indicating the flow from turbine to the 
substation.  The reactive power arriving at the substation 
changes in direction during the fault.  For example 

during the recovery of the voltage (between t = 1.5sec to 
t = 3.0 sec) the reactive power flowing from the 
substation.  This significant difference is probably 
caused by the effect of Ldi/dt, which has a non-linear 
impact during transient on reactive power consumed by 
the impedances along the line between bus 10999 and 
bus 10701   

  

at the turbine 
Wind Turbine 

HV Substation XFMR 

at the substation 
LV Substation XFMR 

Taiban Mesa 345 kV 

Figure 11. Real power comparison.   
Figure 10 Bus frequencies comparison.  

at the turbine 

at the substation 

Figure 12 Reactive power comparison.
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V.  FULL SYSTEM REPRESENTATION (FSR) 

A.  General Description 
In this section, the entire wind power plant is 
represented.  Each turbine, each line connecting turbine 
to turbine, each pad mount transformer are represented.  
The same fault condition applied to the STR, is also 
applied to this FSR.  The fault is applied to the same bus 
Taiban Mesa 345 kV (10999) by generating the voltage 
profile as in the single turbine equivalent.  The same 
setting is applied to the relay protection to disable them 
during this simulation.  From the simulation results, we 
can observe the behavior of individual turbines as well 
as the collective behavior of the entire wind power plant.   
The dynamic model of each generator consists of the 
wind turbine prime mover model, the generator-power 
converter model, and the relay protection model must 
each be represented in the dynamic file.  Thus for the 
entire 136 turbines, these models must be repeated and 
represented creating many variables that must be 
computed at each time step.  One disadvantage of 
representing all the turbines installed in the wind power 
plant is the computing time can be very long.    
B.  Bus 10999 (Taiban Mesa 345 kV): 
At the pre-fault condition, there is a 204MW wind power 
generation from the wind power plant.  When the fault 
occurs, the severity of the fault shows how the power 
flow is affected.  Figure 13a illustrates the behavior of 
the voltage, real and reactive power at bus 10999 

(Taiban Mesa Substation) when subjected to a voltage 
profile (AWEA-LVRT).  For an easy comparison 
between FSR and STR, Figure 13b is brought here from 
the previous section (at the right hand side).  The voltage 
waveform is the same preset voltage read from an input 
file.    From Figure 13a, it is shown that the traces for 
real and reactive power for an FSR is rounder or 
smoother than the traces for the STR, indicating that 
there is some cancellation effect among the 136 turbines.  
Note that in the FSR, the wind speed driving each 
turbine is the same, thus the only diversity considered 
here is the impedance of the collector system.  The range 
of variation of real power for an FSR is narrower than 
the range of variation for an STR.  Table 2 is used to 
compare the range of real and reactive power variations. 

 
TABLE 2. Power flow at bus 10999 for an FSR and STR 
 FSR STR 
 Max  Min  Max  Min. 

Real Power (MW) 13 -218 46 -217 

Reactive Power 
(MVAR) 65 -60 107 -62 

 
From this table, we can see that the use of STR assumes 
that all turbines respond instantaneously and are in sync 
with the rest of the turbines in the wind power plant, thus 
there is no cancellation or no smoothing effect in place.  
Sharp rise of high ramp rates is amplified by 136 times.  
On the other hands, for FSR, the diversity in the wind 

 

Voltage Voltage 

Real power Real power 

Reactive power Reactive power 

(a) Full System Representation (136 WTGs)                                              (b) Single Turbine Representation 
 

Figure 13. Voltage, real power and reactive power at Bus 10999.  
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power plant collector system is fully employed.   
From this table we can also see that the range of real 
power exceeds the allowable range of wind power plant 
output.  For example, the output ranges of wind power 
plant for real power output is 0 MW to 204 MW, and the 
reactive power output ranges from –70 MVAR to 
+70MVAR.  This deviations occur during the fault 
where only the magnitude of the power converter 
currents are restrained by the current capability of the 
power converter by its system protection, while the 
phase angle of the voltage during transient can swing 
unpredictable. 
C.  Comparison among the turbines  
All of the 136 turbines are simulated with the same wind 
speed input, the same initial conditions of the pitch 
angle, real input power etc.  The difference in conditions 
among the turbines, are strictly based on their line 
impedances among the turbines. 
To observe the impact of line-impedances among the 
wind turbines, we compare one turbine with index 
number 10701 with another turbine with an index 
number 10836.  This choice of turbines observed here is 
random with consideration based only on the index 
number (the first one and the last one).  It is neither 
based on the electrical distance nor physical distance.  It 
is neither based on the choice of line impedances nor the 
choice of bus voltage magnitude and phase angle.  
Having said that, we must be aware that there is a 
difference in the Thevenin line impedance (between the 
turbine and the infinite bus) of the turbines being 
compared that warrant significant behavior differences 
observable on the traces shown. 

Considering that the only diversity considered is the 
collector system impedances, it is expected that the 
electrical behavior of the turbines will be different.  
First, lets consider the voltage at the terminals of two 
buses mentioned above.  Note, that the two turbines are 
set to control the voltage at the low voltage side of the 
substation transformer (bus 10998).  Figure 14 shows 
that the two wind turbines experience different voltage at 
any instant of time.  The dashed circles indicate the 
notable difference in the electrical characteristics 
between the two turbines.  The voltage difference is 
reflected by the difference in reactive power.  The 
reactive power changes with the voltage as a 
consequence of the control systems trying to fix the 
deviation of the voltage away from the reference value.  
Note, that the voltage controller indicates that the PID 
(both the voltage error and the rate of voltage error) 
components in controlling the reactive power.  The real 
power trace has a very subtle difference between the two 
turbines.  The shape is very similar between the two 
traces, with the exception that there is some time delay 
between the two traces. 
Figure 15 shows the mechanical aspects of the two 
turbines (i.e. the rotor speed, the mechanical power, and 
the pitch angle).  Since in this simulation, we considered 
only constant wind speed the mechanical power is 
influenced by the rotor speed (tip speed ratio) and the 
pitch angle (power curve).  There are several 
connections can be made between the mechanical and 
electrical variables that may influence each other. 
Under normal condition, the electrical power is 
controlled to follow the rotor speed.   Under abnormal 

 

Voltage Voltage 

Real power Real power 

(a) wind turbine at 10701 (b) wind turbine at 10836 

Reactive power Reactive power 

Figure 14. Voltage, real power and reactive power at two turbines  
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conditions (fault, under voltage), the output power is 
affected by the available voltage at the grid and the 
current capability of the converter. 
Rotor speed depends on the balanced between the input 
mechanical power and electrical power.  Rotor speed 
influences the mechanical driving (aerodynamic) power 
of the turbine and in addition, the blade pitch angle also 
influence the mechanical power.  Once the balance of 
electrical and mechanical power is disturbed (fault, 
changes in blade pitch), the rotor speed will respond 
accordingly. 
Thus, there is a strong interaction between electrical and 
mechanical characteristics within a single turbine.  Let 
us observe the wind turbine at bus 10701 alone.  We can 
observe the interaction within turbine shown.  When 
there is a fault on the electrical lines, the voltage drops 
significantly, the electrical output power drops 
significantly, the balanced of mechanical and electrical 
power is disturbed.  The rotor speed changes with this 
balance.  The rotor speed changes is further complicated 
by the fact that the shaft and dual inertia of the wind 
turbine and generator interacts to produce the rotor speed 
shown in Figure 15.  As the rotor speed changes, the 
blade pitch mechanism becomes active to keep the rotor 
speed stabilized.  The combination of electrical-
mechanical balance, the shaft stiffness, the blade pitch 
action, all of them creates the total and final response of 
the rotor speed. 
Lets compare the mechanical aspects of the two turbines 
(Figure 15a and Figure 15b).  With a known constant 
wind speed and relatively constant rotor speed, it is easy 
to relate the relationship between the pitch angle and 

mechanical power.  The mechanical power is shown 
mainly as a response to the pitch angle.  Increase pitch 
angle means decrease in mechanical power, and decrease 
pitch angle means an increase in mechanical power.  The 
control of pitch angle is an attempt to keep the rotor 
speed constant. 

 

Rotor speed Rotor speed 

Mechanical power Mechanical power 

(a) wind turbine at 10701 (b) wind turbine at 10836 

Pitch angle Pitch angle 

Figure 15. Rotor speed, mechanical power and pitch angle variations.  

Comparing the mechanical power, the rotor speed, and 
the pitch angle between the two turbines are very similar 
both in the shape and in the magnitude.  Some of the 
differences are shown in the area encircles by the dashed 
lines.   

VI.  CONCLUSION 
This paper describes methods of equivalencing 

collector system in a large wind power plant.  We 
simplified a wind power plant with a 136 wind turbines 
into a single turbine representation.  There are two 
methods we use in the process of simplification from 
136 turbines into single representation.  The analytical 
approach is strictly based on circuit concepts.  The 
deduction approach is based on deduction derived from 
load flow analysis.  From the results, we conclude that 
both methods are very compatible especially the value of 
X/R.     

The full system representation (FSR) and the single 
turbine representation (STR) are compared in dynamic.  
performance.  To verify the resulting equivalent circuit, 
we compare the two different turbine representations by 
using dynamic analysis.  A simple low voltage ride 
through (LVRT) voltage profile proposed by AWEA is 
used as a test case.  Both system representations are 
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subject to this voltage profile and the responses are 
compared.   

What we find advantageous to the STR is that we 
have the advantage of representing the entire wind farm 
as a simple single turbine.  The dynamic model of the 
turbine can be represented as one set of turbine models 
(we need only three sub-models per turbine, rather than 
3x136 sub-models for the entire 136 turbines).   This 
type of simplification tends to be on the conservatives 
side, especially when the relay protection is included in 
the simulation run.  Thus, if the there is a severe fault, 
the choice is only two, either the wind power plant is 
disconnected or the wind power plant stays connected. 

With the FSR, the entire wind power plant is 
represented in detail.  Thus the wind power plant 
diversity in the line impedances, relay protection setting, 
wind speed on each individual turbine can be 
represented.  When severe fault occur, we can find out 
how many turbines will be disconnected from the grid 
and how many turbines will stay connected to the grid.  
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