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ABSTRA.CT 

The first experiment (LAIffRE l) in a program to develop molten 

Plutonium fuels for fast reactors is described and the hazards associ

ated -with reactor operation are discussed and evaluated. The reactor 

description includes fuel element design, core configuration, sodium 

coolant system control, safety systems, fuel capsule charger, cover gas 

system and shielding. Information of the site comprises population in 

surroimding areas, meteorological data, geolo^, and details of the 

reactor "buildings 

The hazards discussion considers the prohahle consequences of 

loss of coolant pimping,, electrical power failure, and the malfunction 

of the several elements comprising the reactor system^ A calculation 

on the effect of fuel element bowing appears in an appendix. 
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1. IMRODUCTION, SUMMARY, AND CONCLUSIONS 

1.1 Introduction 

The Los Alamos Scientific Laboratory is investigating plutonium-

fueled reactors for possible application to fast breeder systems. The 

fuels presently being considered are molten alloys of plutonium which 

offer the possibility of high bum-up and in-place reprocessing. 

The first reactor in this program is called the Los Alaaos Molten 

Plutonium Reactor Experiment Number One (LAMPRE I). The design power of 

the reactor is 1 Mw, which will result in an average specific power of 

40 w/g of fuel. This reactor is intended to serve a vital function in 

providing a facility to test materials under operating conditions. 

The reactor is presently being Installed in an existing imder-

groimd cell located at Site TA-55 of the Los Alamos Scientific Laboratory. 

Power operation is planned for early I96O. 

1 . Summary 

The fuel, Pu - 2.5 w/o Fe, is contained in tantalum capsules with 

a 0,376 in. i.d. x O.O25 wall and 8 in. length. There will be 175 g of 

fuel in each capsule and the calculated number for criticality is l45. 

The internal reflector and core are cooled by series flow of sodium and 

are doubly contained by a vessel having an 8-5/4 in. i.d. At full power, 

the coolant flow rate is 133 gP̂ i and the average At across the core is 

113°C. 



The sodium coolant system, of 516 ELC stainless steel, employs 

a.c, electromagnetic pumps and a finned tube sodium-to-air heat ex

changer. Zirconium-filled hot traps are used to reduce sodium oxide 

content in the coolant. Coolant cover gas is helium passed through a 

NaK bubbler. Cover gas pressure is about 25 psi. 

Reactivity is controlled by the use of a shim and four control 

rods which are external to the sodium vessel. Control element actuation 

is hydraulic. A scram drops the shim under acceleration by gravity only. 

Fuel capsules are replaced in the core using a fixed charger 

which, in addition to gamma shielding, is designed for containment of 

alpha-active contaminants. 

A gas disposal system has been installed to handle safely fission 

product gas resulting from a capsule rupture. 

The possible hazards associated with the start-up and operation 

of LAMPRE I have been analyzed with consideration of the effect of 

various temperature coefficients of reactivity, fuel element bowing, 

and rupture of the coolant system or of fuel capsules. Attention has 

also been given to the effect of failure of various components, to the 

consequences of large positive reactivity insertions, and to the 

establishment of safe handling techniques for the fuel. 

1.3 Conclusions 

Analysis of hazards potentially present in the LAMPRE I system 

leads to the conclusion that the large negative prompt temperature co

efficient resulting from the thermal expansion of the liquid fuel makes 

this reactor unusually safe. The maxim'jm credible malfunctions of the 

system are estimated to lead to reactivity insertions of the order of 

several hundred dollars per second, an order of magnitude less than that 

required for formation of an explosive shock. Operational procedures 

and sequencing have been designed to minimize to the point of impossi

bility any power excursion of sufficient magnitude to vaporize the 
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sodium coolant or to melt the fuel container. As with any system using 

hi^-ten^erature sodium, sodium flammabllity represents one of the prin

cipal dangers to the experiment. A sodium fire might terminate the 

experiment, but release of radioactive smoke to the atmosphere is pre

vented so that personnel will not be endangered. There are provisions 

for alpha particle containment in various phases of fuel handling in 

order to guard against any hazard resulting from rupture of a fuel 

element. 

- 11 -



2. DESCRIPTION OF THE REACTOR 

2.1 Type and Piarpose 

LAMPRE I is an experimental test reactor which will have a molten 

plutonium alloy fuel operating with a fast neutron spectrum. The reactor 

will be used to Investigate (a) the feasibility of using molten alloys of 

plutonium as reactor fuels, (b) the satisfactory containment of such 

fuels, (c) fission gas disengagement from the molten fuel, and (d) the 

suitability of this reactor concept for future power breeder reactors 

using similar fuels. Figures 2.1 and 2.2 are plan and elevation layouts, 

respectively, of the reactor installation. 

2.2 Core Configuration 

The core of the reactor is made up of an array of tantalum capsules 

containing plutonium-iron alloy fuel. There are locations for 199 cap

sules, some of which will be occupied by tuafueled reflector pins. 

Figure 2.3 is a cutaway view of the core region. Coolant sodium enters 

the reactor vessel and flows downward through an annulus to the bottom 

of the vessel. From the bottom the sodium flows up through the bottom 

reflector into a plenum, and then throu^ the capsule locator plate into 

the core. After flowing past and receiving heat from the capsules, the 

sodium passes into the upper reflector region and out of the vessel. A 

tantalum catchpot, for containing fuel in the event of a capsule rupture, 

is located just below the turn-aroimd plenum. Within the catchpot a 

- 12 -



rig. 2.1 Plan view of reactor in-tallation. 
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diluent plug of Armco iron is provided, with holes drilled so that there 

is about a 35^ void. The plug serves to dilute fuel in the catchpot to 

a subcritical concentration, and also serves to alloy with and "dry up" 

the fuel by raising its melting point. 

The bottom reflector is also made of Armco Iron drilled for sodium 

passage, with about 17^ of the cross sectional area for sodi-um flow. The 

capsule locator plate is 1-3/4 in. thick stainless steel, the top of 

which has been faced with a l/4 in, thick sheet of tantalum. Sockets are 

drilled in the tantalum plate on a 0.497 in. triangular pitch to locate 

the conical capsule bottoms. The purpose of the tantalum face on the 

locator plate is to prevent leaking fuel from soldering the capsule tip 

to the stainless steel plate in the event plutoniijm enters the socket. 

The lower part of the reactor vessel is double-walled, with no 

pipes entering the region. The core cannot accidentally be drained of 

coolant unless there is a leak in both walls of the double containment. 

A small line, by which the vessel may be drained if necessary, extends 

from the bottom of the catchpot through the sodium inlet pipe. 

Capsule handles, described below, constitute the upper reflector 

and also part of the radiation shield. Above the vessel sodium outlet 

the capsule handles have a hexagonal cross section and extend to the top 

of the vessel. The top of the vessel is fitted with a 10 in. slide 

vacuum valve which will be closed when the reactor is operating. 

An aimular shim moving outside the sodium vessel furnishes coarse 

reactivity control. Vernier reactivity control is provided by four 

separately actuated control rods which are portions of the shim annulus. 

Above and below the shim are stationary steel shields. Surrounding 

these two shields and the shim is a flue which aids in cooling the boron-

Impregaated graphite immediately outside the flue. Figure 2.4 shows a 

horizontal cross section through the core. Figures 2.5, 2.6, 2,7, and 

2.8 show the bottom reflector, catchpot and diluent plug, flow divider, 

and locator plate, respectively. Figure 2,9 is a photograph of the 

vessel. 

(Text continued on page 23) 
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Fig. 2.5 Bottom reflector. 
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Fi;. 2.* Diluent plug and catchpot. 



Fig. 2.7 Flow divider. 
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2.3 Fuel Element Design 

Figures 2,10 and 2.11 show details of the fuel capsule; Figs. 2.12 

and 2,13 show the complete element. In Fig, 2.13 a fuel element is sus

pended outside the vessel (to the left) but at the same elevation relative 

to the vessel that it would have if it were in the core. The fuel capsule 

is deep drawn from high purity tantalum and has an inside diameter of 

0.376 in. and a 0,025 in, wall. The bottom six inches of the capsule 

will contain fuel, and fission product gases will accumulate in the re

maining top two inches of the capsule. A tantalum closure plug is welded 

into the capsule top and has pinned to it a stainless steel adapter with 

a male thread which screws into the handle. Just above the point where 

the capsule is screwed to the handle is a locator section which positions 

the capsule tops. Sodium flows through this locator section in six 

splines and then into the top reflector region. The handle in the top 

reflector has a diameter of 0.420 in. In the outlet plenum region the 

handle has a diameter of 0.375 in- The remainder of the handle length 

has a hexagonal cross section of 0,483 in. across flats except for the 

handling and locking details at the upper end. Capsule locations in the 

core not used for fuel-filled capsules will be occupied by reflector pins. 

The reflector pin is a solid stainless steel cylinder having a conical 

tip and screwing into the handle in the same fashion as a fuel capsule. 

Pin diameter is 0,485 in. Three grooves in the pin allow passage through 

the wrench which unscrews the handle. 

Specifications for the plutonium alloy fuel are listed in Table 

2,1. Corrosion of tantalum by this fuel has been investigated using 

rocking bomb furnaces with a temperature differential of 150°C over 

several temperature ranges. With a high temperature of 700°C, corrosion 

is less than 1 mil/yr. Tests show that a trace amount of carbon in the 

fuel inhibits solution attack of the tantalum, but that a very low level 

of interstitial impurities in the metal is essential to prevent tnter-

granular attack* The heat-affected zone of a fusion weld is more subject 

(Text continued on page 29) 
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Tahle 2.1 

FJEL SPECIFICATIONS 

a. This specification defines the fuel composition, impurity 
limits^ and analytical results for acceptance of LAl'IPEE I fuel sliigs. 

b. A melt analysis will he accomplished and suToniltted to 
K Division before final machining of the fuel slug. Ihe following 
defines the impurity limits of certain elements. 

Concentration (ppm) Element 

0 
C 
P 

< 50 
> h X the O2 content 
Reported 

c. The iron content -will be within 9-5 "to 10.5 a/o based on 100^ 
plutonium-lron material. 

d. The source of the iron -will be cast iron powder as was used 
in melts 528O and 31+66. 

e. Fuel production techniques are to be similar to those of 
melts 3280 and 5466. 

f. The P u ^ ^ content will be reported on the basis of the 
production history of the plutonluia used. 

g. The weight of each fuel slug will be 175 ± 2 g. 

h. As a result of the preceding fuel requirements a tjiplcal 

Element 

Li 
Be 
Na 
Mg 
Ca 
Al 
Bi 
Ag 
Zn 
Co 
B 
F 

Concentration (ppm) 

< 0.2 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 
< 

0. 
10 
40 
5 
35 
20 
10 
100 
10-
5 
5 

2 

.50 

Element 

la 
Si 
Pb 
Cu 
Mn 
Sn 
Cr 
Si 
C 
0 
H 
F 

Conce; 

< 

< 
< 

< 

> 

< 
< 

ntration (ppm) 

10 
400-800 
20 
10-50 

100-500 
20 
30^70 

100-900 
150 
40 
15 
20 

i. Deviations from the above specifications will be reviewed 
by K Division and will be subject to waiver. 
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to intergranular attack than other regions; for this reason the capsule 

is deep drawn and the fusion weld at the cap is made in the gas region 

which is out of contact with fuel. 

The Plutonium-iron phase diagram is shown by Fig» 2,l4. Thermal 

expansion properties of the fuel are given in Fig. 2.15. The thermal 

conductivity of the molten fuel alloy is about the same as that of 

stainless steel. The measured value is 0^20 ± 0.01 w/cm °C at 500°C. 

2.4 Core Physics 

The calculatlonal methods employed in estimating some of the 

basic nuclear parameters of the LAMPEE I core are based upon the S4 

transport scheme for spherical systems«•"• Empirical methods were used 

to convert spherical system results to the corresponding values for 

cylindrical systems. The values of some LAlffRE I parameters were ex

perimentally determined from studies made with a critical assembly^ 

The program carried out with the assembly designated LAIffEE Critical 

Experiment l\miber Two, or LCX II, is described briefly in Appendix A. 

The following steps were involved in the calculations and 

conversions. 

1. Spherical S4 core calculations were performed for constant, 

specified thicknesses of reflector materials, using, in turn, the re

flector thicknesses taken from LAMPRE design in three different directions• 

top, side, and bottom. 

2. From the above calculations, the infinite media buckling and 

reflector savings were obtained for the spherical systems. The material 

buckling for the cylinder is computed from the average of the spherical 

system buckllngs (reduced by 2^ to account for inherent systematic errors). 

To obtain the reflector savings for the cylindrical system, the spherical 

reflector savings were multiplied by empirical factors 0.866 for the ends 

of the cylinder and O.937 for the side. 
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3. The cylindrical mass was then computed from the formula 

The core volume fractions used in the computations were: 

Fuel alloy 0.5001 (p = 16.O5I g/cm^ at 550°C) 

Tantalum O.15403 

Sodî om 0.34587 

Slightly different constants will apply to the as-built core. 

The thicknesses and compositions of the side and end reflectors 

used in the computations are those listed in Table 2.2. For each of the 

three cases in the table, core composition remained the same. The re

sults of these calculations indicate that for the hot (1 Mw) LAMPRE I 

configuration the importaxit nuclear parameters have the following values: 

Core buckling B^ = 0.048549 cm"^ 

Side reflector savings 8 = 5'374 cm 

Top reflector savings 5̂ ^ = 4.312 cm 

Bottom reflector savings 5-, = 5'080 cm 
ii 

Cylindrical radius R = 7.758 cm 

Cylindrical height H = 16.249 cm 

Fuel alloy mass m = 24,99 kg alloy 

Core volume V -3.06 liters 
c 

K core (vE^)/(E ) = 2.62 

K „ Adjusted to 1.00 by shim 

Central median fission energy E ~ 1 Mev 

Prompt neutron lifetim.e I* = vE V = 8.9 x lO"^ sec 

The system temperature coefficients were determined by a series 

of mass calculations in which the material densities were varied in a 

suitable manner. The expansion coefficients used in obtaining the tem

perature coefficients were: 
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Table 2.2 

MATERIALS MD THEIR THICMESSES USED FOR S4 CALCULATIONS 

Material or Region Thickness (cm) Composition 

SIDE REFLECTOR 

Reflector pins 

Flow divider 

Na (inlet flow region) 

Inner containment vessel 

Heaters 

Outer containment vessel 

Air gap 

Shim 

Air gap 

Circular flue wall 

Air gap 

Hexagonal flue wall 

Shield 

Gas space in fuel capsules 

Capsule fuel capsule 

Capsule handles 

plugs 

1.27 

0.635 

0.9525 

0.635 

0.9525 

0.635 

0.3175 

11.7475 

0.15875 

0.635 

1.27 

0.655 

50.8 

TOP REFMICTOR 

5.08 

1.27 

50.8 

0.34587 la, 0.65413 

S.S. 

la 

S.S. 

0.15 

S.S. 

Air 

0.98 

Air 

S.S. 

Air 

(504) 

(504) 

S.S. (304) 

(304) 

S.S. (450) 

(450) 

Carbon steel 

0.9108 B^° + C (0.4 

0.15405 Ta, 0.34587 
0.5001 air 

Ta 

0.61518 S.S. (450), 

S.S. (450) 

w/o boron) 

Na, 

0.38482 la 

Locator plate facing 

Locator plate 

Locator plate plenum 

Bottom reflector 

Turn-around plenum 

Catchpot 

Inner containment vessel 

Air gap 

Bottom vessel shield 

BOTTOM REFLECTOR 

0.508 

4.572 

1.905 

12.70 

1.905 

15.24 

1.905 

6.35 

11.45 

Ta 

0.25795 l a , 0.76205 S.S. (304) 

l a 

0.1422 l a , 0.8578 Armco Fe 

l a 

0.47 l a , 0.55 Annco Fe 

S.S. (304) 

Air 

S.S. (504) 
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I P /fuel 

(-M 
(-M 

Ta 

S .S . (304) 

= -89 X 10"®/°C 

= -19 .5 X 10"^/°C 

= "36 X 1 0 " 7 ° C 

= -300 X 10'®/°C 
^ a 

The resijlts of the computations are expressed in terms of changes in 

critical mass of fuel alloy per unit change in the temperature of the 

appropriate material. These derived constants are listed below. 

Change in critical mass due to fuel temperature variation in an 

otherwise isothermal system: 

= -2.72 g/°C m 'fuel (prompt) 

This may also be expressed as a function of fuel density: 

= -1.91 X 103 g/(g/cm2) in 'fuel 
Change in critical mass due to variation in the temperature 

(isothermal distribution) of all core materials: 

= -4.27 g/°C ( - ^ l rail core materials 
Critical mass change associated with a space independent, sodium-

coolant temperature variation in an othen^ise isothermal system: 

-0.80 g/°C ( ^ l ma 
If the locating splines on the fuel pin assemblies (see Fig. 2.12) 

are assumed to be in contact, there is an additional temperature coef

ficient. This is produced by the outward displacement of fuel pins as 

the temperature increases. The displacement is different at the top and 

the bottom of the core, however, since the bottom ends of the fuel pins 

are spaced by the tantalum locator plate, which expands at a rate 
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different from the stainless steel parts (splines) which position the 

fuel elements at the top end. An average expansion coefficient 

hl/i = 9̂ 5 X 10"^/°C 

was assumed to be applicable to the effective radial expansion of the 

core. The temperature coefficient of reactivity produced by the re

sulting variation in average fuel density was foixad to be, for an 

isotheraial temperature distribution, 

("#~1 = "0̂ 57 g/°C 
* O-Ocation geometry 

These estiraated mass relations may be converted to temperature coef

ficients of reactivity by using the experimentally determined value 

(see Appendix A). 
t^ =1.18 ^/g fuel 
tsa. 

In siznmary, t h e zero power, i so the rma l r e a c t o r system i s c h a r a c t e r i z e d 

by t h e s e c o e f f i c i e n t s : 

{"#-] =-5.21^/°C 

= -0.94 /̂ /°c 

'fuel (prompt) 

= -0.67 ^/°c 
ation geometry 

\ /reflector 

The power coefficient of the system may be estimated from the above 

reactivity coefficients^ It is necessarj'̂  only to sum the effects of 

the listed coefficients, taking proper account of the fact that the 

temperatures of the fuel, the coolant, and the reflector structure in

crease by different amounts as operating power is raised. (For instance, 

it is calculated that for full coolant flow the average fuel temperat'jre 

increases about three times as fast as the average sodium tempera-ture 

when power demand is increased.) The total power coefficient is, on 

this basis, found to be 
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^„|„|=„0.69^/kw 

or 

l__^j = -12.3 ̂ /°C rise in la temperature 

Approximately three-fouj^ths of the power coefficient results from the 

temperature rise in the fuel and is therefore a prompt effect. If 

there is a significant sjuount of convective circulation of fuel in the 

capsules, the a.verage temperat-jxe of the fuel will be lower (relative 

to the coolant temperature at a given power), and the absolute value of 

the power coefricient would be smaller than the estimated value given 

here. Mechanical clearances in the core structure, not considered in 

the above power coefficient estimates, could produce a similar effect 

through their relation to core distortion (capŝ jle bowing) as a function 

of power. 

Since the LAIJJPRE I fuel is molten under operating conditions, a 

radial temperature gradient across the core does not produce strong 

bowing effects in the fuel capsules. Some bowing may occux, however, 

since the radial temperature variation will tend to introduce bowing 

forces in the tâ ntalum fuel capsules themselves, and in ths fuel capsule 

handles. The amount of bowing which can take place is a compllc8.ted 

function of assembly clearance on the fuel element assemblies and of the 

actual temperat-ore distribution in the reactor. These variables, and 

their effects on the over-all power coefficient, are considered in 

Appendix B which may be svicriarlzed. briefly as follows: 

1. In the bowing calculation it was assumed that assembly 

clearances between fuel capsule handles are ijniformly distributed, and 

that initially there is no contact between adjacent fuel capsules at 

the spline sections of the handles. If, as will almost certainly be 

the case, a few per cent of the fuel capsules are initially constrained 

by contact between adjacent spline sections, the effect of bowing is 

markedly reduced. 
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28 With the unifonu clearance assumption, both capsule and 

handle bowing make positive contributions to the power coefficient 

up to about 10^ of full power. At higher power levels only capsule 

bowing persists and it produces only a small reactivity effect, 

5« On the basis of the pessimistic distribution of mechanical 

clearances assumed, the over-all potfer coefficient, including the bowing 

contribution, is calculated to be positive up to a power level of 100 kw, 

with a value of about 0,025 //kw« Above the 100 kw power level, bowing 

is of little consequence, and the over-all power coefficient becomes 

approximately -0*7 //kw» 

4. The prompt component of the power coefficient is negative 

over the entire power range, with a value of about -0..55 ̂ /kw» 

There is one other recognized source of a small positive com" 

ponent of the over-all power coefficient* Relative motion between the 

reactor core and the control elements occurs as the average sodium tem

perature changes with variation in power. The motion is such as to 

increase reactivity as power, and hence the average sodiiom temperature, 

increases, A desi^ feature which has to a large measure eliminated 

this effect is described in Section 2..7» It is estimated, however, that 

a positive component of the power coefficient of ̂  0»015 //kw exists 

because of this thermally induced, relative motion between the reactor 

core and the control elements. 

Calculations indicate that with the reactor at operating tem

perature, but at low power, withdrawing the shim and control rods reduces 

reactivity by an amount equivalent to about 6 kg of fuel, or by roughly 

7̂0» Although the relative effectiveness of the control rods and the 

control shim is not known precisely for LAMPiffi I, it appears that about 

^60 of this shutdown control is produced by the shim. 

It has also been estimated that if the reactor is shut down from 

full power operating conditions by withdrawing the shim and the control 

rods, the reactor will be subcritical at room temperature by an amount 

equivalent to 2.8 kg of fuel, or by ~ ̂ 33« 
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The dry (no sodium) cold critical loading of the reactor is 

calculated to be 23 A S kg of fuel with the rods and shim inserted. 

The corresponding value with all control elements withdrawn is ^1.68 kg. 

Reactivity worth of the sodium coolant (including that in the 

inlet and outlet plenums) is listed below, expressed in terms of the 

equivalent change in critical mass: 

la worth at 20°c, shim and rods in = 3»1 kg 

Na worth at 20°C, shim and rods out = 3*9 kg 

la worth at 550°C, shim and rods in = 2,6 kg 

la worth at 550°C, shim and rods out = i|.,i kg 

2.3 Operating Conditions 

2,3»1 General 

LAMPRE I start-up and approach to operation at full power will 

be carried out in fo-ur major steps. First, a set of cold critical 

experiments will serve to determine critical mass and control element 

worth for comparison with calculated estimates based on LCX II obser

vations. During this period no sodium coolant will be present in the 

reactor, and the entire system will be at room temperature. Second, 

after the conclusion of the cold critical measurements, all the fuel 

will be removed from the reactor, and the fuel capsules will be replaced 

by stainless steel dummies| the reactor system will then be filled with 

sodium and operated at an appropriate temperature, and for a suitable 

length of time, to clean up all system components. Third, the dummy 

elements will be replaced one by one with fueled elements, and a determi 

nation of the hot, wet critical mass and the control element worth will 

be made at a reactor system temperature in the range of 450 to 5OO C, 

and at "zero" nuclear power. The fuel in each capsule will melt as it 

is inserted into the core. The value of the negative temperature coef

ficient will also be measured under these conditions* Finally, the 
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reactor powei' will be raised stepwise, and at each power level reactor 

stability will be investigated "aj a series of reactor oscillator experi

ments. 

Table 2,5 gives values of some core parameters. 

2,5»2 Reactor Start-up and Approach to Full Power Operation 

Cold Critical. Tlie design of the mechanized fuel element handling 

system, or capsule chsxger, is such that it cannot load fuel into an 

empty reactor core. Therefore, an initial loading of dummy elements 

must be made mŝ nually before the capsule charger is attached to the 

reactor during the final stages of system assembly. At the start of the 

cold critical measurements, the reactor will therefore be completely 

filled with dummy fuel elements and reflector pins. Dummy capsules will 

be replaced manually, one at a time, by fuel capsules until a multipli

cation of 10 (with shim and rods down) is achieved. At this point the 

capsule charger will be installed and further replacement will be 

accomplished using the charger. Rules governing personnel access to 

reactor areas will be applied during the cold critical phase of oper

ations. Protective instrumentation and interlocks described in Section 

2.5.3 will be connected if they are related to nuclear safety consider

ations. Start-up detectors will consist of at least three B^°-lined 

proportional counters, A start-up neutron source of sufficient intensity 

is provided by Pû '*° in the fuel itself. 

The actual charger manipulations involved in replacing the dummy 

fuel elements with fuel-filled caps-ales are as follows: The vertical 

lift mechanism is lowered to engage a fuel element handlej the handle 

with its dummy element is lifted into the charger housing and the element 

then unscrewed from the handle. The dummy element is transferred out of 

the housing through a port, and a real fuel element inserted into the 

housing and attached to the handle by the reverse process. The element 

is then lowered into the reactor vessel and is positioned In the space 

formerly occupied by the dummy. 
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Table 2.3 

VALUES OF CORE PARAMETERS 

Capsule material 

Capsule size 

Core capacity 

Number of capsules for 
critlcallty 

Capsule spacing 

v/o fuel 

v/o Na 

v/o Ta 

Fuel height 

Fission gas volume height 

Design power 

Average fuel temperature 

Maximixm fuel temperature 

Na inlet temperature 

Na outlet temperature 

Na flow rate 

Central-to-edge power ratio 

Axial power ratio 

National Research Corporation high-
purity Ta refined by Temescal electron 
beam melting 

0.376 in. i.d. x 0.025 in. wall 

199 capsules in hexagonal array 

143 (calculated) 

0.497 in. triangular pitch 

51.5 

33.5 

15.0 

6 in. 

2 in. 

1 Mw 

637°C 

870° c 

450° C 

563°C 

153 gpm 

1.8 

1.8 

Specific power (w/g) 

Heat flux (w/cm^) 

(Btu/hr/ft^) 

Na outlet temperature (°C) 

M} in fuel (°G) 

AT in Ta (°C) 

Ta thermal stress (psi) 

Average 

40 

145 

460,000 

565 

200 

17 

2800 

Maximum 

61 

220 

700,000 

597 

307 

24 

4300 

Minimum 

19 

68 

214,000 

531 

93 

8 

1300 
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All fuel additions are to be made with the control elements (shim 

and rods) in their least reactive, or do'vm, position. When about two-

thirds of the estimated 25.48 kg critical mass has been loaded, the shim 

and rods will be inserted, and the neutron level obser/ed. This pro

cedure will be repeated at appropriate intervals during the rest of the 

fuel loading operation, until sufficient data are available to estimate 

satisfactorily the actual critical mass with shim and rods fully inserted. 

The final approach to delayed critical will be made by control rod 

manip-'olat Ion. 

Critical mass at partial shim fnsertions may be determined in an 

exactly similar fashion after making the appropriate adjustments to the 

mechanical stop which limits available range of shim travel. An extrap

olation of the data to the shim-down case will determine the worth of 

the shlmj for the cold critical case, its value has been estimated to be 

equivalent to 6.2 kg of fuel, or about 39 elem.ents. 

Fuel inventory records kept during these, and subsequent, loading 

procedures will list the identifying number of each element inserted into 

the reactor, together with its position in the core. The total loaded 

fuel inventory will be physically checked against the n,umber of dummy 

elements removed from the core dijxing loading operations. 

Sodium System Cleanup, When the cold critical experiments have 

been finished, the fuel will be removed and replaced by the dumuy caps-xLes, 

one by one. The reactor system by this time will be ready to charge with 

sodium. Test operation, with electrical heating to about 500°C, will then 

begin, and will continue until satisfactory performance of all coolant 

loop components has been demonstrated, and until the desired degree of 

sodium purity has been obtained through the use of cold and hot traps. 

The fuel capsule charger will be tested while the reactor system is at 

operating temperature, and the various sodium-system malfunction de

tectors checked out, insofar as possible, under actual operating conditions. 

Satisfactory mechanical functioning of the reactor control elements at 

elevated temperature -vri-ll also be ens\ired. 
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Zero Power Hot Critical, When the coolant system cleanup and 

checkout program has been completed, the core will be loaded with fuel 

and the zero power, hot critical mass determined, D'oring this operation, 

the reactor system will be held at a temperature of 450 to 500°C by the 

use of electrical heaters. Zero power, or isothermal, operation above 

500°G is not advisable, since the sodium pumps (in the reactor inlet leg 

of the coolant loop) are noL designed foi* temperatures in excess of 550°C. 

There will be no air flow through the sodium-to-air heat exchanger but, 

in other respects, the coolant system will be fully operative. 

The insertion of fuel into the core will be accomplished in the 

same fashion as in the cold critical phase; l.e», a dummy capsule will 

be removed by the capsule charger, and a fuel capsule put in Its place. 

It is expected that the fuel in a capsule will become fully molten 

during the time interval between its insertion and the loading of the 

succeeding fuel element, 

A shim in, all rods in, critical configuration will first be 

determined. It will then be desirable to increase the fuel loading, 

one capsule at a time, to obtain a preliminary calibration of rod worth. 

A similar preliminary value of the teniperature coefficient of reactivity 

will then be obtained by varying the electrical power input to the system 

and noting the configuration changes necessary to maintain critlcallty. 

Finally, critical mass as a function of shim insertion will be determined 

in the same fashion as during the cold critical tests, and intercali-

bratlon of the shim and the control rods will be carried out. 

The final fuel loading will be adjusted to such a value that, at 

full power, a critical configuration should be reached with the shim and 

two rods fully Inserted, and the third rod partially inserted. 

Approach to Full Power. The following basic plan will be followed 

in achieving full power operation. With the shim fully inserted (corre

sponding to a sli^tly subcritical configuration at the 450°C, isothermal 

condition), the reactor will be made critical and coolant outlet temperature 
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will be raised in small increments by inserting rods. A constant coolant 

in.let temperature will be maintained by decreasing the electrical heating 

poifer as nuclear power is increased. 

The present estimate of over-all power coefficient for LAMPRE I is 

0,7 //kw. Therefore, ̂ 7 of reactivity control must be available in the 

rods to reach the nominal 1 Mw design power. The estimated value of the 

total worth of three control rods is very approxliaately _̂ 10, It appears, 

therefore, that sufficient reactivity control is available to reach 

design power without shim adjustment. However, the power coefficient 

depends strongly on the actual value of parameters such as the thermal 

conductivity of the fuel, which is not accurately known at present; 

also, the power coefficient of the reactor will be influenced by the 

amo-'juit of natural convection of the molten fuel within the capsules. 

2.5^3 Protective Instrumentation 

General Description of Safety Circuits. The safety instrumen

tation of the lAMPRE I system may be grouped into four classes: scram 

channels, rundown channels, annunciator channels, and interlocks. 

Scram channel signals will produce reactor shutdown by causing the 

control shim to drop to its least reactive, or domi, position. Rundown 

channel signals initiate automatic rod withdrawal with an attendant re

duction in reactor power. Annunciator channel signals operate visible 

and audible alarms which indicate to operating personnel the existence 

of abnormal values of system parameters^ corrective action must be 

initiated by the reactor operator. Interlocks provide sequencing of 

certain operations affecting reactor erltlcalltyj they also regialate 

coolant system start-up procedures and provide for ventilation system 

control in the event of fission product and sodium smoke release in 

certain areas. 
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Scram Channel Signals. The sources of scram signals are: 

a. Reactor period less than preselected value 

b. Heutron level above preselected value (two independent 

channels) 

c. Reduction of coolant flow to ~1^ of full flow 

d. Excessive temperature indication from thermocouple located 

in heat exchanger air outlet duct 

e. Slide valve at top of reactor vessel open 

f. Manual scraiu switch 

g. Electrica.1 power failure in control element drive system 

The period signal is obtained in a conventional manner from a 

log amplifier circuit eontainin.g, appropriate differentiation. The 

amplifier input signal originates in a neutron-sensitive ion chamber. 

The differentiated amplifier output signal is fed into a fail-safe 

electrical switching circuit, i.e., a Schmidt trigger employing a 

normally open plate relay whose contacts are connected in series with 

the scram buss. 

Neutron level sigaals are obtained from ion chambers feeding 

linear amplifiers which drive trigger circuits similar to those noted 

above. Coolant flow sig;Qa..ls are obtained from a pemianent magnet flow

meter whose otitput is recorded on a line drawing, strip chart recorder. 

A low-limit switch on the recorder triggers the scram. 

A gross leak in the heat exchanger would result in a sodium fire 

which would raise the air outlet temperature well above normal operating 

values. A thermocouple will trip a scram channel when the temperature 

in this region is about 100°C above the maximum expected nonaal temperature. 

It is considered undesirable to operate the reactor unless the 

slide valve which isolates the fuel charger from the reactor is closed, 

iki electrical interlock will prevent control shim operation if this 

valve is open. The reactor operator may shut down the reactor at his 

discretion liy means of the console scram switch. Electrical power 

failure in the shim-actuating hydraulic system will automatically produce 

a. shim drop by de-energizing a normally open solenoid-operated valve. 
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Tests have indicated that 0,015 sec after the scram signal has 

reached the scram solenoid valve, the shim will have begun to drop. An 

additional delay of not more than 0^050 sec is introduced by the relay 

circuits associated with scram channels a and b above. Short delays in 

the transmission of scram signals from sources c, d, and e are of no 

consequence, since these scram demands do not originate as a consequence 

of the nuclear behavior of the reactor. 

Rundown Channel Sigaals. Certain malfunctions, or variations in 

reactor system operating parameters, make it desirable to reduce the 

reactor power until the source of the trouble can be recognized, evalu

ated, and removed. The occurrences which have been selected to initiate 

automatically a reduction in reactor power are: 

a. Reduction of sodium flow below a desired level 

b. Reactor coolant outlet temperature higher than a preselected 

value 

c. Stoppage of air flow through heat exchanger air ducts 

d. Excessive radiation level in heat exchanger air outlet duct 

e. Presence of smoke in heat exchanger air outlet duct, in the 

sodium equipment room, or in the reactor cell 

f. Temperature of sodium at heat exchanger outlet plenum higher 

than a preselected value 

Signals indicating that any of the above conditions exist will 

initiate automatic, sequenced withdrawal of control rods. The with

drawal will continue until all rods are out •'jnless the operator has 

been able to reset the rundown channel circuits. He can do this only 

if the system has returned to a normal condition. Any additional 

corrective measures must be chosen and initiated by operating personnel. 

Aimunciator Channel Signals, The annunciator channels which warn 

operating personnel (via visible and audible signals) of low urgency, 

off-noimal conditions in the reactor system are: 
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a. Leak in coolant piping system (signal comes from detection 

system which traces the piping); this method of leak detection 

is separate from the smoke detectors which can initiate a run

down 

b. High gamma radiation levels at selected (seven) locations in 

reactor area 

c. Sodium temperature at heat exchanger outlet below preselected 

value 

d. Graphite shield temperature above preselected value 

e. Leakage of sodium from inner reactor vessel 

f. Door between control room and corridor to reactor cell open 

g. Temperature of main loop heating transformer above pre

selected value 

h. Poor vacuum in gas disposal system holding tank 

1. Sodium -level in surge tank too high 

J. Sodium level in surge tank too low 

k. Cover gas presŝ jre too h i ^ 

1, Cover gas pressure too low 

m» Improper voltages on neutron level detectors 

n. Improper voltages in remote-area gamma radiation monitoring 

system 

0. Instrument air supply pressure too low 

p, Pressixre in shim drive hydraulic accumulator too low 

q. Loss of cell blower power 

Interlocks, Electrical interlocks in the LAMPRE I instrumen

tation and control systems automatically enforce certain restrictions 

on operational procedures. These interlocks may be grouped in the 

following fashion with functions as Indicated. 

1. Shim and control rod sequencing Interlocks provide these 

five operational restrictions: 

a. All rods must be down before shim can be raised 
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b. Shim must be î . before any rod can be raised 

c. Rods can be raised only one at a time and then only in a 

predetermined order 

d. Only one rod (at a time) can be held in a position be

tween u£ and down, and then only if the preceding rods 

in the sequence are -^ 

e. Autom-atic rod rundown is Initiated in case of a scram 

signal 

2. A vessel slide valve interlock exists between the shim drive 

and the 10 in, slide valve which isolates the reactor vessel from the 

capsule charger. The shim cannot be up, i.e., reactor cannot be oper

ating, unless the valve is closed. Therefore, the capsule charger 

cannot insert fuel into the core unless the reactor has been shut down 

to a scrammed configuration. This interlock is also listed in the scram 

channel tabulation (e), since opening the valve will produce a scram if 

the reactor is operating. 

3. A cell ventilation system interlock assures that an abnormally 

high gamma radiation level in the reactor cell, assumed to be evidence 

of a reactor leak with subsequent escape of sodium and/or fission pro

ducts, will stop the cell exhaust blower. 

4, Heat exchanger blower control and sequencing interlocks are 

primarily to ensure that the heat exchanger does not cool the sodium to 

a temperat-ure close to the fuel freezing point,, 

5, Smoke and gamma ray detector interlocks provide that the 

presence of smoke in the heat exchanger air outlet duct, in the sodium 

equipment room, or in the reactor cell^ will cause the inlet and outlet 

vanes in the heat exchanger air ducts to close and the blower to be shut 

off. An abnormally h i ^ gamma ray level in the heat exchanger exhaust 

duct will also close the vanes and stop the blower. Note that these 

conditions also Initiate a reactor rundown. 
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Neutron Detector Channels. The neutron-sensitive detectors which 

will be used during LAMPRE I start-up and operation are listed below and 

their ranges are shown in Fig, 2.l6, 

1. Two channels of neutron-sensitive (B"'"°-lined) pulse chambers 

will be utilized for normal operation. The operating range of one of 

the counters will overlap with one of the ionization chambers of 2 below. 

For start-up there will be two additional pulse-counting channels. 

2. Two neutron-sensitive ionization chambers with dc amplifiers 

will be available; these will cover (with some overlapping) the power 

range from "high multiplication" to design power. Power indication from 

these chambers will be displayed on a linear curve drawing recorder. 

3. A third neutron-sensitive ionization chamber will supply a 

power level signal to a .logarithmic amplifier; the amplifier output will 

be recorded on a line drawing, strip chart recorder. The instrument 

range will extend from 10 to lO"^ times design power. The logarithmic 

amplifier signal will be used in a conventional circuit to provide the 

source of a period scram signal, 

4. Two independent, neutron-sensitive ionization chambers will 

be used for level scrams. The level scram can be set at points ranging 

from full power to 10 ̂  of full power. Signals from these detectors 

will be displayed in the control room, but not recorded. 

2.6 Coolant System 

2.6.1 Component s 

The system which contains the sodium coolant is, in general, 

fabricated from Type 3l6 ELC stainless steel. Figure 2.17 is a schematic 

of the system and Figs. 2.l8 and 2.19 show the coolant system layout. 

Components will be described individually. 

Piping, Sodium piping is 2 and 3 in., Schediole 40, Type 316 ELC 

stainless steel. A1.1 weldments are made with an inert-arc root pass 

(Text continued on page 53) 
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followed by coated rod filler passes. Root passes are checked by the 

dye penetrant method and the completed weld both by dye penetrant and 

radiograph. The loop is suspended from spring hangers except at anchor 

points indicated in Figs, 2,l8 and 2.I9. All welds are leak tested 

using a heliuai mass spectrometer leak detector. 

Pumps. Coolant pumping is done by two Gallery ac electromagnetic 

conduction pixups in parallel^ each rated at 100 gpm at 20 psi heal. 

Power to the pumps is controlled by motor-driven adjustable auto trans

formers. Check valves of the flapper type in the outlet of each pump 

prevent bypass flow. 

Heat Exchanger. The heat exchanger, built by Griscom-Russell, 

is made up of finned sections that transfer heat from sodiixti to air 

vjhich is exhausted up a stack outside the building. Airflow through 

the unit will be controlled by sodium temperat\ire at the outlet from 

the exchanger* The temperatiore will be sensed by a thermocouple con

nected to a self-balancing potentiometer that, in turn, controls a 

pneumatic operator which positions a louver-type damper at the blower 

inlet. 

Flowmeters. There will be three electromagnetic flowiieters in 

the loop, one in each of the two 2 in. pump outlets, and one in the 5 î -̂  

piping between the vessel and surge tank. The 3 in. pump meter was 

supplied and calibrated by Atomics International. 

Dump Tank. The primary coolant system is filled from or drained 

to a tank which is located at the lowest part of the system. SoditLm is 

pushed from the tank to the system by gas pressure. Damping will 

normally be accomplished by gravity, although gas pressure can be used 

to speed up the operation. A variable-reluctance sodiimi level indicator 

has been developed and will be installed in the tank. Isolation of the 

dump tank from the main system is accomplished by a bellows-sealed valve 

in the drain line. 

Surge Tank. A combination surge and expansion tank will be in

stalled just upstream of the heat exchanger inlets A variable-reluctance 
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type of level Indicator will be installed in this tank. Connecting the 

surge tank and the vessel gas volume is a 1 in. pressure-equalization 

line. The sodimu level in these two volumes will be different only by 

the friction drop in the 3 î î  line connecting vessel and surge tank. 

Cold Trap. A cold trap and plugging indicator is Installed in a 

side loop on the dump tank. It is planned to circulate sodium in the 

primary coolant system, then return it to the dump tank for cold trapping 

and, in this way, accomplish cold trapping of the .iiain system without 

having the cold trap attached to it. During reactor operation the cold 

trap, as well as the dump tank, will be valved-off from the primarj'-

system. By means of the plugging Indicator it will be possible to 

measure Ha-gO content dowa to about 15 ppm. 

Hot Trap. Three getter hot traps will be Installed in a 1 in. 

bypass loop on the primary syste-n. The three traps are connected in 

parallel and have a heater control for each trap. It is planned to use 

only one trap at a time. Bypass flow through the two unheated traps 

will be prevented by allowing the sodium in them to freeze. The metal 

used for getterlng will be zirconium foil operated at 700°C. The hot 

trap loop will have its own electromagnetic pump and flowmeter. By use 

of hot traps it is expected to reduce the WasO content in the sodiiam 

coolant to 1 or 2 ppm. Capacity of the hot traps is estimated to be 

10-fold greater than necessary. Hot trap bypass flow is about 5^ of 

full-power coolant flow. 

Heating. Heat can be supplied to the loop by either or both of 

two methods. All piping and components are traced with electrical tubular 

heaters which will be used for warming up the system prior to sodium 

charging. A second system v/ill be used for supplying heat to maintain 

the entire coolant loop and vessel at a minimum of 450*̂ C. The second 

heating system eirtploys a transformer and part of the sodium loop, con

structed so as to be a one-turn secondary on the transformer. There will 

be the capability of adding about if-0 kw of heat in this fashion. It is 

necessary, of course, that there be some sodium flow during the period 
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when transfonner heating is used in order to prevent overheating of the 

one-turn secondary, 

2.6.2 Corrosion of Component Materials in Sodium 

Tests of materials which are in contact with the sodiura coolant 

have been conducted at the Los Alamos Scientific Laboratory and else

where. Based on work by the Argonne national Laboratory and the Knolls 

Atomic Power Laboratory, there is confidence that stainless steels are 

satisfactory for use in sodium systems at LAM'EE I operating temperatures. 

The use of tantalum capsules has required that the corrosion rate 

of tantalum in sodium be investigated. Figure 2»20 shows the corrosion 

rate of tantalum for both the hot and cold-trapped cases. 

2.6.3 Instrumentation 

The coolant system instrumentation is conventional in most respects. 

In addition to theKnocouples on the 2 and 3 in- piping, there will be 

thermocouples in the core region meas'oring core inlet, outlet, and radial 

distribution temperatures. Remote indicating transmitters will measure 

pressures at the surge tank, pump inlet, pump outlet, and dimip tank. Flow 

measurement will be made by the three electromagnetic flow:neters discussed 

above. There will be no orifice or flow tube differential pressure 

measurement, A sodium leak-detector system, which consists of a glass-

insulated thermocouple pair tracing the bottom of sodium piping, is 

installed. Figures 2,21 and 2,22 indicate locations of instrumentation, 

2.6..4 Mock-up Loop Operation 

In order to gain experience in construction and operation prior to 

reactor installation, the reactor coolant loop was fabricated and tested 

using actual system components with the exception of the vessel. The heat 

exchanger, although welded into the system, was insulated and the loop was 
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Fig. 2,20 Corrosion rate of tantalum in sodium vs temperature. 
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Fig. 2.22 Elevation of sodiiim system showing instrumentation. 



operated isothermally. Allowable pump temperatures limited operation to 

550°C, Tests were concluded by running for 100 hr at 500°C. The items 

that were investigated and the results follow. 

Soundness of the Containment, No sodium leaks existed or de

veloped. 

Pump Performance. Flow vs piimp power was satisfactory up to 550°G 

inlet temperature, P'ump inlet pressures as low as 5 psig did not result 

in cavitation. 

Heating Transformer Performance, This method of heating performed 

quite well. As a result of this test, capacitors will be installed to 

Improve the observed 0,3 power factor. 

Tub^Har Electrical Heater Performance. The installed tubular 

heaters operated adequately with no b-orn-outs. 

Sodium Level Detector Perfortaance, The prototype detector was 

foiond to be accurate and reliable and will be incorporated into the 

reactor loop. 

Thermocouple Behavior. Therxuocouples functioned properly, but 

those installed in wells read 30 to 50°C higher than those held against 

the pipe outer surface by spring press'ore. As a result, more wells are 

being added to the reactor loop. 

Filling and Dumping Techniques. Tlie planned procedures for filling 

and dumping were found to be satisfactory. 

Insulation Effectiveness, As a result of mock-up loop operation, 

the 3 lii» Superex insiHation is being replaced with a 2 in. inner layer 

of Superex, on the outside of which is a l-l/2 in, layer of 85^ magnesia. 

2.7 Control System 

Reactivity adjustment of the reactor is accomplished by means of 

control elements consisting of movable reflector sections. The control 

shim (Fig. 2.23) is the largest of the movable reflector sections, and 

it serves as a shutdown or scram device. It has the form of an annular 
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cylinder^ concentric vrith the reactor /essel. It is made of Tj/pe 430 

stainless steel 20 in. o.d., 10-5/4 in. l.d., and l6 in. long. It may 

be raised to a position such that It surroxmds the core, or lowered to 

a position where its effectiveness as a reflector for neutrons escaping 

from the core is negligible. The differential worth of the shim over the 

range of its l6 in. travel is about ̂ 60. It is estimated, on the basis 

of LGX II data, that the maximum slope of the reactivity vs shim position 

curve is 06/in. 

Adjustments to reactor critlcal*ity finer than those effected by 

shim notion are made by moving fo-or control rodsj these consist of nickel 

cylinders 3"8 in, diam x l6 in. long which move vertically in appropriate 

channels provided in the shim. The range of travel of these control rods 

is l6 in. The worth of the rods is not knoirn precisely, but is estimated 

to be 02,50 to ̂ 3,50 for each rod. 

The entire control element assembly, together with the lower 

vessel shield, is supported below the reactor by the floor shield plug. 

Figure 2,24 is a cross section through the complete control assembly. 

Drive mechanisms for the control elements are located in the subbasement 

below the reâ ctor cell and are attached to the bottom of the shield plug. 

All parts of the drive mechanisms are accessible in the subbasement. 

Figure 2,25 shows the shim assembly with the shim at mid-position. 

The lower vessel shield, which is rigidly attached to the floor 

shield plug, locates laterally the bottom of the reactor /essel. Align

ment of the shim with the reactor vessel is accomplished by the shim 

actuating members which pass throu^ the lower vessel shield and the 

floor shield plug. These actuating rods connect the shim to its drive 

unit. 

Vertical sections of k in. l.d. stainless steel tube, rigidly 

attached to the bottom vessel shield, pass through the four channels in 

the shim. The control rods move inside these tubes and are guided by them. 

Drive ur.its for the shim and the control rods are double-ended 

hydraulic cylinders actuated by suitable hydraulic systems. The use of 
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double-ended cylinders (with piston rods extending out both ends of the 

cylinders) permits gauging the position of the control elements by means 

of indicator mechanisms attached directly to the lower end of the piston 

rods. 

Two separate, low pressuxe hydraulic systems are used; each has 

its o-vHi pump. One system supplies oil to the shim drive cylinder; the 

other supplies oil to all control rod actuating cylinders. Both ptoip 

systems are fitted with 25O psl rupture discs in the pump output lines. 

These prevent dangerous overpressuring of the drive units in the event 

of pressujre regulator failure. 

The hydrâ olic system for the shim is indicated schematically in 

Fig, 2,26. Figure 2.27 shows the corresponding circuit for a control 

rod, 

2.7.1 Shim Drive System 

The shim drive system is operated by reactor personnel from the 

main console. Console switches control relays for energizing the neces

sary valves, the pump, and the interlock circuits. All relays are located 

in a restricted access area. Relay power is supplied through a locked 

switch on the reactor console. The key may be removed from the lock only 

if the switch is off. 

All valves operable from the console are of the solenoid-controlled, 

pilot-actuated tj^e. Both normally open and normally closed valves are 

required in order to make the hydrâ alic system fail-safe in the sense 

that power failure can result only in a shim raotion which reduces reactor 

criticality. In no case will valve leakage result in addition of re

activity. 

The reactor operator controls the shim through a four-way valve 

which admits oil (from the continuously operating supply p-ump) to the 

bottom or the top of the shim drive cylinder to prod-uce upward or dovm-

ward motion of the shim. Shim position may be changed in increments as 

small as 0.020 in. 
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The shim may be moved at either of two speeds. The operator se

lects the desired speed by appropriate manipulation of the console shim 

control switch. Speed control is accomplished by regulating oil flow to 

the cylinders through two parallel lines. Each of the lines is fitted 

with an adjustable throttling valve and a solenoid-controlled, flow shut-

off valve. If the slow rate of shim motion is desired, the slow speed 

channel is opened; the flow of oil in it occurs at a rate fixed by the 

setting of the throttling valve. When the fast rate of motion is re

quired, both oil channels are opened; the total flow rate is then de

pendent on the setting of both throttling valves. The throttling i?-alves 

are preset to give flow rates compatible with the desired maximum rate 

of reactivity addition. These rates cannot readily be altered by the 

reactor operator, since the valves are located in a locked area reiiiote 

from the control room. 

Shim position is indicated on a console-mounted digital register 

reading to 0,01 in. The register is driven throu^ synchros by a gear 

train actuated by the shim cylinder piston rod. Electrical power for the 

synchro system is independent of main control console power, and is left 

on continuously whether the reactor is operating or not. The occurrence 

of power failure (no voltage) in the synchro system is indicated on the 

control room annunciator panels 

In its ̂  position, the shim is in contact with a mechanical stop. 

When contact is made with the stop, a limit switch is actuated and pump 

pressure is continuously applied to the shim drive cylinder to hold the 

shim up against the mechanical stop. Should the shim be lowered as little 

as 0.020 in, (either by the operator or through system malfunction), the 

limit switch is deactivated. The shim then cannot be reinserted except 

in accordance with the normal sequence start-up procedure. 

The shim stop was designed so that variations in reactor temper-

atiire would not significantly affect the relative position of the shim 

and the reactor core. This was accomplished by limiting the upward shim 

•notion with a stop which abuts directly on the bottom of the reactor 
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vessel (Fig, 2.24). As the reactor vessel tem.perature increases, for 

instance, the core and the bottom of the vessel move doifnward because of 

the vessel's thermal expansion; because of the shim stop mechanism, the 

shim is pushed down (against the hydraulic system pump pressure) by 

nearly the same amount as the change in core position. With the com

pensation provided by this shim-stop design, the change in reactivity 

which can be produced by temperatixre variations in the reactor vessel 

should not exceed 0.1 //°C. The precise value of this positive contri

bution to the over-all temperature coefficient of reactivity cannot be 

predicted until reactivity as a function of shim position has been 

measured during the initial critical experiments. 

The position of the shim stop is adjustable in increments of 

0.025 in. over an 8 in, range. This range of settings for the U£ 

position of the shin will be used to accoamodate variations in core 

loading, and also during intercalibration of the shLm with the control 

rods. Adjustment of the stop is performed in the restricted access 

subbasement under the reactor cell. Design of the assembly is such 

that changing the shim stop setting automatically repositions the up 

limit switch (Fig, 2.24). 

The reactor is scrammed by rapidly lowering the shim. This is 

accomplished by opening the scram valve located in a line connecting 

the top and bottom ends of the shim drive cylinder. When the valve is 

opened, the differential pressiire across the piston is reduced to 

approximately zero, and the weight of the shim and its supporting 

members (~1100 lb) forces the piston down. Shim position as a function 

of time after the scram signal a.ppears at the valve solenoid is shown in 

Fig* 2.28, Since the scram valve is a normally open type, electrical 

power failure in the control circuits automatically lowers the shim. 

An electrical power failure (or a scram signal) results in a valve con

figuration such that oil can escape from the bottom of the cylinder and 

return to the oil storage reservoir. This mechanism contributes slightly 

to the rate of shim drop which follows a power failure or a scram signal. 
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but oil flow through the scram valve is by far the more important factor 

determining shim drop time, 

A gas-ballasted accumTxlator is fitted to the shim drive hydraulic 

system; the oil in this chamber is held at p̂ jmp pressiure so long as the 

puTip is operating. Should the scram valve ever fall to open in case of 

power failure or receipt of a scram signal, oi- should the shim fail to 

drop freely during a scram, full accumulator pressure builds up above 

the shim drive piston. The resultant force tending to lower the shim 

will then be about twice that due to 'the weight of the shim assembly. 

If the scram valve sticks in the closed position, this extra force on 

the piston will be sufficient to lower the shim at a ra.te about equal 

to that normally obtainable by turning the console shim control switch 

to "fast dowi." 

2,7.2 Control Rod Drive System 

The drive system for the control rods is similar to that used for 

the shim except for these differencess 

1. There is no provision for scramming the control rods. Power 

failure does, nevertheless, result in the rods being withdrawn as oil is 

forced from the drive cylinders by the weight of the rod assemblies. 

2. No accumulator is fitted to the pump system which supplies 

oil to the four rod drives, 

3. The stops which determine the up positions of the rods are 

not adjustable. 

4. There is no provision for temperature-compensated stops of 

the type used for the shim, since the control rod reactivity worth is 

much less than that of the shim, 

5. A rod fully inserted to the 1^ position is held there by 

continuously supplied hydraulic system pressure. Just as in the case 

of the shim. However, at partial insertion a rod is held up by the 

closing of a "lockup" valve in the oil line leading from the bottom 
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end of the hydrau.lic cylinder. The position of other control valves in 

the system is such that should the lockup valve leak, the control rod 

will be withdrawn, rather than inserted. 

6. R8.tes of rod motion will be adjusted so that reactivity in

sertion rates will be 5 ̂ /sec and O.p ^/sec, respectively, for fast and 

slow rod speeds, 

7. Control rod position is displayed on a digital register 

reading to 0.001 in, 

2,7.$ Control System Sequencing Interlocks 

Electrical interlocks permit control element movement only in a 

specified sequence. If the reactor operator deviates from the proper 

sequence, control elements either will not move or will be withdrawn. 

Restrictions imposed by the interlocks are listed in Section 2.5.5« 

2,8 Capsule Charger 

Fuel capsules are loaded into or removed from the reactor by the 

capsule charger,, The charger is bolted to the top of the 10 in. vessel 

closure valve and consists of a vertical lift unit, horizontal transfer 

unit, and vertical transfer unit^ The three imits are contained in a 

housing which is gas-tight and filled with helium (see Section 2.9). 

The housing is necessary to maintain cover gas purity when the closure 

valve is open and also to contain alpha contamination that would result 

if a capsule ruptured. Figure 2.29 is a pictorial representation of the 

charger; Fig, 2,50 a photograph of the housing. 

The sequence of removing a capsule begins by equalizing cover gas 

and housing pressures, after which the closure valve is opened. The 

"grabber" of the vertical lift unit is capable of motion in a cylindrical 

coordinate system and is positioned by changing its r^ 0, z location^ It 

is moved so as to engage its bayonet socket with the mating end of the 
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desired capsule handle. Alignment for engagement is accomplished visu

ally by means of two periscopes which extend from windows in the housing 

through the lead shield. 

After engagement of the bayonet socket, the vertical lift unit 

raises the fuel element to a station where the capsule is unscrewed from 

the handle. The splined locator section on the handle is rotated by a 

motor on the horizontal transfer unit, while a flat on the capsule top 

is restrained by a stationary wrench. Wien the capsule is free of the 

handle, the horizontal transfer unit moves it to a position above a 

shield pot which is sealed to the transfer port. At this point the 

vertical transfer -unit is engaged, the horizontal transfer unit dis

engaged, and the capsule lowered into the shield pot. Port valves are 

closed and the shield pot disconnected from the port. For loading the 

sequence is reversed. 

Power for vertical motion of the vertical lift unit is supplied 

by a hydraulic motor. Hydraulic pressure to the motor Is adjustable and, 

during normal operation, will be only high enough for the unit to exert 

a force of about 30 lb on a handle. The components are designed, howeverj 

to withstand forces required to exert a 1000 lb pull in case a sticking 

handle makes it necessary. An 8 in. lead shield surrounds the bottom of 

the housing and will reduce the maximum dose rate outside the shield to 

50 mr/hr or less. There is enough clearance between shield and housing 

to accommodate housing movement arising from thermal expansion of the 

vesselj the e2q)ansion is expected to be less than l/2 in. A balcony 

about 11 ft above the transfer area floor permits viewing of charger 

con̂ jonents through housing windows at that level. Maintenance of ex

ternal parts of the vertical lift mechanism can be performed from the 

balcony. 
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2,9 Helium and Gas Disposal System 

The sodium cover gas is high purity helium. A laK bubbler is 

used to remove water vapor and oxygen from helium before it is admitted 

to the cover gas volume^ After purification, the helium contains less 

than 10 ppm impurities. Figure 2.3I is a schematic of the helium and 

gas disposal system. 

If a capsule ruptures, fission gas escapes into the sodium coolant 

and will collect in the cover gas either in the vessel or surge tanli. 

The gas disposal system permits transfer of this radioactive gas to a 

holdup tank for decay and controlled release to the atmosphere.. The 

holdup tank, with a capacity of l40 ft®, is kept evacuated by a small 

vacujjuu pump. Fission gas activity in the cover gas volume can be re

duced further by evacuating the -volume with a mechanical vacuum pump 

and flushing with helium. A radiation alarm which has a detector on 

the pi"es sure-equal! zing line will warn personnel of I'aliatlon coxiiing 

from cover gas. All operations necessary for gas disposal can. be per

formed from the control room. 

As a part of the helium system there is a vacuum diffusion pump 

for evacuating and flushing cover gas and charger vo.liames. Undesirable 

gases coming from components within the capsule charger housing could 

diffuse into the vessel cover gas during periods when the closure valve 

is open and, although these components are being selected so as to 

constitute a minimum source of gas impurity, it may be necessary to 

flush the housing just prior to charger operation. Charger gas #111 be 

analyzed after the helium system and charger have been completed, and 

the necessaary measures for maintaining charger gas p̂ xrity will be de

termined. 
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2.10 Shielding 

Shielding require:aents were arrived at by calculation of the 

radiation dose at selected points in the vicinity of the reactor for 

specified operating 3Jid/or shutdô rn conditions^ Calculations vrere also 

made to determine the dose rates^ due to induced Kâ '̂  activity^ in areas 

adjacent to the sodi'jm loop. Since personnel will nonaally be vrarking 

in such areas as the control rooia and the roori above the x-eactor cell 

(see Figs« 2.52^ 2.33^ and 2.'3k), radiation protection will be evalu

ated d'dring initial low power bests, a'nd the shielding at 1 Mw power 

operation will be calcalated^ >}here rejuired, additional shielding will 

be installed before operation of the reactor at f-'oll power, 

2.10^1 Radial Shield Towards Control Room 

In the radial direction^ the shielding between the reactor and 

control room consists of 3-I/2 ft of borated graphite plus 8 in» lead 

plus 5-1/2 ft of normal concrete. The borated graphite shield is made 

up of graphite cylinders 5-5/6 in» o.d̂  by ^2 in, long, containing an 

average of O^kfo by wei^t natural boron. Forced air cooling is provided 

to remove the 25 kw of heat which, it is estimated, will be deposited in 

the shield at 1 Mw operation^ The graphite in the high flux region will 

be maintained at I50 to 200°C to minimize radiation damage^ 

Calculations indicate that the neutron flux at the outer radius 

of the borated graphite shield will be ~10^ neutrons/cra^ sec with an 

average energy of 0̂ 3 M.er» The lead and concrete shields will reduce 

the residual gaBma ray and neutron flux to below tolerance values in 

the control room̂ , A removable neutron shield^ probably heavy concrete 

blocks, will be placed in the entrance to the reactor cell« During 

operation, access to the area south of the reactor cell and sodium 

equipm.ent room will be allowed only with the approval of health physics 

personnels 
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2.10.2 ohielding Below Reactor 

The m.ain shield directly below the reactor is provided by l6 in. 

of iron plus a 7 ft long floor shield plug. The bottom 2 ft of the floor 

shield plug is filled with lead shot. The remaining volime is filled 

with magnetite aggregate having a density of -^30 Ib/ft^^ The floor 

shield plug is provided with holes through which the shim and control 

rods are moved, Calculâ tions indicate that success to the subbasement 

will not be possible even during low power operation^ However, immediately 

after shutdown from, three-month operation at 1 Mw, the gamma level in the 

subbasement directly below the reactor is calculated to be 2 mr/hr. Dose 

rates in the area not shadowed by a 6 in. lead shield on the subbasement 

ceiling are estimated to be as high as several hundred mx/hr. A radiation 

survey will be made to check the accuracy of the calculations prior to 

full power operation. Since the control mechanisms will be located 

directly below the reactor, no difficulty in maintenance of these com

ponents after shutdown is anticipated. The control system hydraulic 

pumps are located at a point where inspection and maintenance are possible 

during fuU power operation. 

2.10.3 Shielding Above Reactor 

As mentioned in Section 2.2 of this report, the fuel capsule 

handles constitate the upper reflector and part of the radiation shield 

for the reactor. These parts provide about 9 f'b of iron shielding above 

the reactor core. The fuel transfer area will be protected by the cell 

ceiling (5-l/2 ft of concrete) or the ceiling shield plug. The latter 

consists of a cylinder ^7 in. o.d., l8 in. i.d,̂  and 4-1/2 ft long filled 

with ferrophosphorous concrete, the inner 3-l/2 in. thick annulus being 

filled with stainless steel shot. Since it is difficult to estimate 

neutron streaming along the gaps in the graphite shield, the adequacy of 

the concrete shielding above the graphite region surrounding the reactor 

has not been determined. If the radiation survey indicates a need 
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additional shielding can be placed on the transfer area floor around the 

vessel top. Access to this area is required only during fuel-charging 

operations, a procedure undertaken while the reactor is shut down. 

Although not shown in Fig. 2.3^, the capsule charger housing ex

tends above the transfer area floor. Shielding will be provided arouad 

the housing to protect personnel from fission product decay gamuas during 

removal of a fuel capsule from the reactor to a transfer shield pot. 

2.10.4 Shielding for Sodiigm Loop 

The total volume of sodium in the LAMPRE I system is ~7.5 ft®. 

Of this total, 3 ft® is contained in the sodium equipment room piping, 

2 ft® in the piping from the reactor to the sodium equipment room, 1 ft® 

in the heat exchanger, and 1-1/2 ft® in the reactor vessel. The 1^* 

equilibrium activity induced in the sodium is calculated to be 6 mc/cm®. 

In estimating the radiation levels in the vicinity of the sodium system, 

the coolant loop was divided into fcir parts, each part being considered 

as an independent source. The four sources considered were sodiijm equip

ment room piping, the surge tank, the heat exchanger, and the dump tank. 

Radiation levels were calcolated for the block storage and boiler 

room areas, and for the sodium equipment room. Typical values for the 

gamma ray dose rates above the sodium equipment room (ceiling 2-1/2 ft 

normal concrete) are 7 mr/hr with 6 in. of steel and kO mr/hr with 2 in. 

of lead. Dose rates 1 ft from the 8 in. lead walls at the north and 

south ends of the sodium equipment room are ~50 mr/hr. The shielding 

for the sodium loop is shown in Figs. 2.32, 2.33, s-ncl 2.3'+. 

The kO mr/hr dose rate estimated for the boiler room is con

sidered acceptable, since routine boiler servicing requires that 

personnel enter the room for only a few minutes during each 8 hr 

shift. 
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5 . SITE ^FORMATION 

3»1 Locat ion 

The site at which the reactor is being installed, TA-35j is shown 

relative to the town and laboratory sites in Fig, 5»1- Circles of l/2, 

Ij 1-1/2, 2, and 3 mile radius with Ta-35 in the center are also shown 

in this figure. Most of the technical areas and all of the town site 

with the exception of a small portion of the residential section are in 

the three mile zone, lo areas open to the public, except a short section 

of highway, lie within the one m.ile zone. 

Access to the site is lim.ited to persons having a technical area 

badge. Within the site, access to areas that are near the reactor in

stallation is controlled outside the building by fences and gates, and 

inside by the arrangement of dockable doors. 

3.2 Surrounding Areas 

Listed in Table 3^1 ^^<= the names of Laboratory technical areas 

which appear on Fig, 3»1^ Los Alamos Scientific Laboratory operating 

groups have been indicated in parentheses in most cases. 

3.3 Population 

The mx-ttber of people to be expected within the zones on Fig. 3-1 

are given in Table 3.2. Residential area figures include the total 
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Table 5-1 

LOS ALAMOS SCIENTIFIC LABORATORY TECHNICAL AREAS 

TA-1 

TA-2 

TA-3 

TA-4 

TA-5 

TA-6 

TA-7 

TA-8 

TA-9 

TA-IO 

TA-11 

TA-12 

TA-14 

TA-15 

TA-16 

TA-18 

TA-19 

Former Main Technical 
Area 

Omega Site (P-2) 

South Mesa Site (Main 
Technical Area) 

Alpha Site (Abandoned) 

Beta Site (Abandoned) 

Two Mile Mesa lab. 
(GMX-7) 

Gomez Ranch Site (GMX-7) 

Anchor Site West (j-13, 
Gm-i) 
Anchor Site Fast (GMX-2) 

•Rn.yo Canyon Site (GMK-5, 
H-1) 

K-Site (GMX-3) 

L-Site (Abandoned) 

Q-Site (GMX-2) 

R-Site (GMX-4) 

S-Site (GM-3) 

Pajarito Inb. (1-2,-4) 

East Gate Tab. (H-4) 

TA-20 

TA-21 

TA-22 

TA-26 

TA-27 

TA-28 

TA-2 9 

T4-35 

TA-36 

TA-37 

TA-40 

TA-41 

TA-42 

TA-43 

TA-45 

TA-46 

TA-48 

Sandia Canyon Site 
(Abandoned) 

DP-Site 
(1) DP-East (CMB-3, 7) 
(2) DP-West (CMB-4j 8, ll) 

TD-Site (GMX-7, CMB-6) 

D-Site (ADP-SF) 

Gamma Site (Abandoned) 

Magazine Area A (GMX-3) 

Ifegazine Area B (GMX-3) 

Ten Site (K-DO,-1,^2,-3J 
Cffl-DO-GS) 

Kappa Site (GMX-7) 

Magazine Area C - FMA 
(GMX-3) 

DF-Site (GMX-7) 

W-Site (¥-1,-7) 

Incinerator Site (H-l) 

Health Research lab. (H-4, 
H-5, H-IX3 Property, D-2) 

WD-Site (H-l,-7) 

¥A-Site (N-D0^»1,-3) 

Radiochpmistry Site (j-ll) 
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resident population of about 13,300 and were computed by using estimated 

percentages. About 1000 people commute to Los Alamos and are present 

during working hours. Major emploŷ nent distributions are University of 

California about 3200, AEG about 500, and Zia Company about 1200. Zia 

personnel include housekeeping people and craftsmen, and of the AEG 

number about 260 are protective force. Significant figures are, then: 

Total people in Los Alamos area l4,300 

People in technical areas and associated 
installations during working hours 4,400 

Zone (miles) 

0 - 0.5 

0.5 - 1 

1 - 1.5 

Table 3.2 

POPULATIOl WITHIN RADIAL ZONES 

TA-35 

TA-2, TA-42, TA-46, TA-48 

TA-7, TA-21, TA-41 

Number of 
People 

110 

245 

435 

Community Center Shopping 
District, Residential Areas 3325 

1.5-2 TA-1, TA-3, TA-14, TA-15, 

TA-40, TA-43, TA-45 1750 

Residential Areas 3325 

2 - 3+ Various Technical Areas 5OO 

Residential Areas 6650 

3»4 Meteorological Data 

3.4.1 Wind Velocity and Direction 

Table 3-3 lists the s'orface winds at Los Alamos. The table is 

based on 35,000 observations over a four year period. 
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Table 5.5 

WIND YELOCITI 

Direction From Which Wind Is 
Blowing if Time) 

January 

February 

March 

April 

May 

June 

July 

August 

September 

October 

November 

December 

Annual 

N 

4 

8 

5 

6 

5 

2 

5 

5 

5 

4 

6 

7 

5 

NE 

4 

5 

4 

6 

4 

4 

5 

5 

7 

5 

7 

6 

5 

3.4.2 Thunderstorm : 

E 

5 

5 

5 

5 

5 

5 

4 

4 

4 

4 

7 

6 

5 

SE 

6 

6 

5 

7 

4 

5 

9 

9 

6 

8 

11 

8 

7 

Frequency 

s 
16 

15 
11 

10 

16 

16 

13 

15 

9 

9 

5 

8 

12 

S¥ 

28 

23 

26 

24 

30 

29 

25 
22 

27 

27 

14 

17 

24 

¥ 

19 

19 

27 

28 

27 
26 

20 

24 

28 

21 

20 

22 

23 

NW 

18 

18 

18 

13 

12 

15 

17 

8 

16 

23 

31 

25 

18 

Mean Speed 

6 

5 

6 

6 

6 

6 

6 

6 

6 

6 

6 

6 

6 

Max. Speed 
(mph) 

68 

72 

87 

81 

66 

59 

49 

50 

51 

65 

60 

57 

37 

The frequencies of thunderstoi^s listed below are based on 

observations over a 20 year period. 

October through J-une July August September 

Frequency range Negligible 8-20 8-20 3-l4 

Mean number Negligible 12 15 9 

3.4.3 Precipitation Data 

The data in Table '^^k are based on observations over a 20 year 

period. 
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Table 3.4 

AVERAGE PRECIPITATION (ll.) 

Januarj^ 

February 

March 

April 

May 

June 

0.83 

0.69 

0.85 

1.06 

1.40 

1.42 

July 

August 

September 

October 

November 

December 

2.70 

3.91 

2.31 

1.38 

0.68 

0.85 

Annual I8.IO 

3.5 Geolo^ 

3.5^1 Hydrologf of the Los Alamos Area 

A study of the hydrolo^ of the Los Alamos area has been made as 

part of a survey to locate suitable well locations for community and 

laboratory water supply.^ LAMPRE I operation is expected to have no 

effect on ground water contamination, since no waste products will be 

released intentionally except gases, and no mechanism has been conceived 

whereby accidental introduction of radioactive materials to ground water 

could occur. 

3.5.2 Selsmicity of North Central New Mexico® 

About 99^ of 'bhs 575 earthqaakes recorded in New Mexico during 

the last century have originated in a narrow belt of the Mexican. High

land section of the Basin and Range province adjoining the southeastern 

border of the Colorado Plateau province. About 94^ have originated at 

the northern end of this belt in the 75 ̂ lile strip along the Rio Grande 

Valley from Albuquerque to Socorro. In this region, earthquakes have 

been recorded in 25 different years between I855 and the present. 

Notable features of these Rio Grande earthquakes include; 
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a. Occurrence in swarms; da.il;/ for three weeks in 1935 ^'^ Belen; 

dally for three months in I893 at Belen and Los Lunas; and 

daily for six months in 1906 at Socorro. 

b. Maximixm nocturnal frequencjr 6-^%. 

c. Maximijm annual frequency of 62-̂  in the J-'oly to December period; 

only 18^ in the January to June period. 

d. Fairly large areas affected by several of the shocks; a few 

felt over areas ranging from 20,000 up to 186,000 square miles. 

e. Occasional property damage and local panic, but no loss of 

life. 

f. Himerous strong to m,oderately strong shocks; a few very strong 

shocks; by the Rossi-Forel intensity scale, four quakes of in

tensity VIII plus to IX, six of intensity VIII, 15 of VII, 27 

of VI, and 33 of V. 

Most of the Rio Grande earthquakes have originated in the Socorro-

Belen region; only a few have originated near Albuquerque. Recent shocks 

originating at Albuquerque include one of Intensity VI on December 5, 1930| 

lesser shocks on January 27 and February 3, 1931^ ajî  03.e of intensity VII 

on February 4, 1931* Few earthquakes have originated in Hew Mexico north 

of Albuquerque. 

One of lew Mexico's greatest earthquakes occurred at Cerrillos on 

May 28, 1918, at 5^50 a.m. A remarkable feature is that although it was 

of intensity IX plus at Cerrillos, the force faded unusually rapidly so 

that it was felt over an area of only about 45,000 sciuare miles. However, 

plaster fell in several buildings at Santa Fe, and people were awakened 

at Espanola and several places in that vicinity. 

Other recent earthquakes and their intensities were: August 12, 

1924, a shock of intensity VI near Valmora, northeast of Las Vegas; 

February 12, I93I, a slight shock (IV?) at Las Vegas; January'- 28, 1939, 

a sli^t shock of III at Chama; March 11, 1948, 1:31 p.m., a moderately 

strong quake, of intensity VI to VI plus, originating in the northwest 

corner of the Texas Panhandle near Dalhart, was felt over an area of 



50,000 square miles in parts of five states. In northeastern Hew Mexico 

it was of intensity VIj at Raton, Y; at Cimarron, Wagon Kouxid, and 

Tucumcari, about IV| apparently It was not felt at Sagle Nest or Las 

Vegas. 

It should be stressed that, although the entire state of New 

Mexico is generally placed in the next risk zone below California, the 

most seismic part of lew Mexico is the Socorro-Belen zone. Albuquerque 

is much less seismic, but some of the Socorro and Belen quakes have 

been felt in Albuquerque. 

Seismologists generally believe that a region of high frequency 

with quakes of intensity less than VIII may be fairly safe because these 

frequent shocks act as a safety valve and relieve earth stress before 

it can accimiulate in force sufficient to produce a violent shock of 

intensity IX or X. 

Predictions are that the Socorro-Albuquerque zone will e2q)erience 

many more earthquakes, A swaî i, such as the one Belen had in 1935; may 

be expected any time in this zone. It is unlikely that many of these 

shocks will be very strong at Los Alamos 100 miles away. The Socorro 

shock of November 15, 1906, may have attained intensity IV at Los Alamos. 

The Socorro shock of July l6, 1906, ranked V at Santa Fe, and possibly 

IV to V at Los Alamos, The one quake mentioned above for Cerrillos, 

with intensity IX plus at the epicenter, developed intensity VII to VIII 

at Santa Fe, VI to YI plus at Pena Blanca. and Espanola, and presumably 

attained intensity VI at Los Alamos, It must be kept in mind that Los 

Alamos is only 53 miles from Cerrillos and that for some reason the I918 

quake faded unusually rapidly, A deeper-focus quake at Cerrillos of 

intensity IX might not fade so rapidly, in which event Los Alamos might 

experience a shock of intensity VII. 

It is unlikely that any earthquŝ kes origlnatijig in either Arizona 

or Colorado will be perceptible at Los Alamos. It is possible (but 

scarcely probable) that shocks originating in the Texas Panhandle will 

extend as far west as Los Alamos, 
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3.6 Building 

3.6.1 Type of Construction 

The reactor is being installed in a building which also houses 

offices and laboratories. Originally the building, of monolithic con

crete construction, was used by a radiochemistry group which prepared 

large radioactive sources of high siDecific intensity and did research 

on related problem.s. 

The building was designed expressly for the operations of this 

chemistry group and included two large, well-shielded process cells and 

an elaborate contaminated waste disposal plant. One of these process 

cells has been converted to a reactor cell. The cell ceiling and three 

of the walls are 5-1/2 ft thick and made of reinforced normal concrete. 

The floor has a 3-I/2 ft tamped earth fill between 1 ft top and bottom 

layers of reinforced concrete. The remaining wall, in which is located 

the access door, is made of 2 ft of reinforced concrete. See Figs. 

2.32 and 2.34. 

3.6.2 Ventilation 

The general layout of the building ventilation system is shown in 

Fig, 3^2. The office portion has normal window ventilation while the 

laboratory section is mechanically air conditioned. Preset air pressijre 

differences are maintained between certain areas in the laboratory part 

of the building. For Instance, corridor presstire is higher than that of 

laboratories which open to the corridor. The reactor control room, with 

an Independent supply and exhaust air system., is maintained at a pressure 

positive with respect to the cell. 

The eschaust system of the cell is sho-vm in Fig. 3.3. It is com

pletely independent of the rest of the building. Inlet air for the cell 

is first used to cool the sodium equipment room and then passes into the 
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cell through two damper-controlled ducts. One damper adjusts the air 

flow vj-hich cools the graphite neutron shield; the other admits air 

directly to the cell. Both danroers may be closed for isolation of a 

sodium fire. 

Exhaust air from the cell and from the laboratory areas is put 

through capillary washers and dry filters before being released to the 

atmosphere.* The filtering process removes particulate matter larger 

than 1/2 micron. 

3.6.3 Layout 

Figure 3»4 is the building layout at TA-55« The arrangement of 

the main building is shown in Fig. 5•2. More detailed views of the 

general reactor region are given by Figs. 2.1 and 2.2. 
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4. HAZAEIB 

4.1 General 

The hazards potentially present in LAMPRE I are release of radio

active material, blast damâ ge, and sodium fires. The hazard arising from 

radioactive fission product release is present, of course, and is aggra

vated by the presence in the system of toxic plutonium and radioactive 

sodium. In the reactor the fuel is contained in a molten condition in 

an estimated l43 tantalum capsules. Leakage of one or more of these 

capsules is considered to be likely but to constitute no hazard. Experi

ments have demonstrated conclusively that the fuel is compatible with 

the coolant sodium and is virtually insoluble in it. At the onlj lo

cation in the system where the fuel can be considered likely to collect 

or drain after release from the capsules, there is a quantity of iron 

which absorbs fuel to form solid, high-melting alloys and compounds. 

The geometry is such that the resulting plutoniimi-iron alloys cannot 

reach crlticality, even if all capsules rupture. 

Capsule leakage or rupture would result also in release of gas

eous fission products to the reactor cover gas. If a leaking capsule 

were withdrawn into the charger housing, plutonium contamination and 

fission product gas release would occur in this vessel. In either case, 

the radioactive material is still considered to be fully contained and 

adequately shielded, so that no hazard exists ujnless housing rupture also 

occurs. The gas disposal system is designed to permit the safe rem.oval 

and purging of fission gases from both reactor and charger vessels. 
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Leakage or major discharge of sodiimi from the system is not con

sidered as causing Bzij hazard to the core itself, since there are no 

penetrations in the reactor vessel below the core region, and the vessel 

is double-walled at this point. Full drainage of the rest of the system 

will therefore not remove the sodium surrounding the fuel. The entire 

sodiimi system is located in a shielded area not tenanted during opera

tion, and whose air supply and exhaust are completely controlled. It is 

believed that sodium fire in the area would be controlled by the damper 

system, which would quench the fire as soon as the available oxygen is 

consumed. There are no water pipes in the area. Since the radioactive 

sodium would thus be confined in a shielded area, it is felt that there 

is very little chance of its release to the atmosphere. 

The possibility of blast dam.age caused by vessel rupture from a 

large nuclear excursion is considered to be vanishingly small. This con

clusion, discussed in the next section, is reached from consideration of 

the inherent properties of the reactor fuel system, and not from the pro

vision of various mechanisms or controls. Vessel rapture from accidental 

introduction of water into the sodium system is considered to be impos

sible because of the design of the system and the exclusion of water 

from the reactor area. Accidental overpressure of the reactor gas system 

will not cause vessel rupttire because of the presence of relief valves 

sjid weaker components elsewhere in the system. It is concluded, there

fore, that there is no likelihood of eacploslve vessel rupture, and hence 

no likelihood of blast damage. Honexplosive rupture would have the same 

effect as major sodimu leakage, discussed above, -Linless both inner and 

outer vessels were ruptured. No mechanism has been conceived which can 

cause such simultaneous ruptujre. 

The use of soditmi as a coolant incurs the risk of a sodium fire. 

The sudden release of 7.5 ft^ of 500°C sodium to the atmosphere wo-'old 

result in a fire of sizeable proportions. No system for extinguishing 

such a fire is planned, but the provisions for isolating sodium fires 

are believed to be adequate to prevent hazard to personnel. The areas 
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in which the sodium system is located, the reactor cell 8.nd sodium equip

ment room, have an independent ventilating system with valves and dampers 

which close upon the receipt of a signal from smoke or radiation detectors 

Large quantities of sodium leaking from the system would burn imtll the 

oxygen in the area was consumed and then combustion would cease. Because 

of Isolation by dampers and valves, no appreciable amount of radioactive 

sodi-om smoke would be released into the atmosphere. The risk of termi

nation of the experiment by fire is accepted as an alternative to costly 

measures which would minimize fire damage. 

4.2 Hazards Created by Power Failure or Component Malfunction 

4.2.1 Loss of Coolant p-jmping 

Loss of coolant pumping, whether from power failure or pump mal

function, would automatically shut down the reactor through the low-

coolant-flow scram and rundown channels. Calculations Indicate that core 

temperattire would rise to about 685°G with no coolant flow and a power 

history of 1 Mw for 9 months. The maximum temperature would occur 7-l/2 

hr after shutdown. 

4.2.2 Loss of Electrical Power 

Loss of electrical poxfer results in a scram through several chan

nels, but primarily it de-energizes the scram valve in the shim hydraulic 

system. The hazard, if any, is the same as for loss of coolant p-jmplng. 

There are dual emergency diesel generating units at the site to which 

most instramentation, one coolant p-'jmip, and the heat exchanger blower 

automatically transfer in case there is a main power outage. 
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4.2.3 Malfunction of Heat Exchanger Air System 

Malfunction of the heat exchajiger air system can result in an 

abnormally high or low core temperature. If, during 1 Mif operation, the 

heat exchanger air system malfunctions so that there is no heat removal 

and all other conditions remain unchanged, the system equilibrium temper

ature is about 580°C, which is permissible, 

A malfunction which causes overcooling might lower system ten^er-

ature below the fuel freezing point. Although freezing the fuel is not 

in itself hazardous, it could result in capsule rupture because of fuel 

expansion from freezing. Conditions under which freezing fuel might 

rupture a capsule and the number of melt-freeze cycles which result in 

rupture are -under investigation. 

4.2.4 ^Ifunction of Cell Air System 

Malfunction of the cell air system causes no immediate hazard. 

Loss of cooling air flow through the graphite neutron shield would raise 

shield temperature, but no deterioration of the graphite would occur 

unless operation at high power were continued for some time. Loss of 

cooling air through the sodium equipment room would slowly raise the 

ambient temperature in that room and eventually result in the deteriora

tion of components and electrical wiring. 

4.2.5 Malfunction of Shim or Control Rod Actuation 

Malfunction of shim or control rod actuation is, by itself, not 

hazardous. Although the reactivity that can be added by the shim is 

large, it is planned that crlticality will be achieved only by control 

rod movement after the shim is up and positioned mechanically against a 

stop. Normal control rod reactivity addition rates will be about 5 //sec. 

Malfunction of the hydiraulic pressure regulator mi^t increase this rate 

to 10 ̂ /sec. The maximum capacity of the pump which drives the shim 
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cylinder is such that were the pump connected directly to the cylinder, 

with no throttling restrictions in the oil lines, the maxim-̂ om reactivity 

insertion rates which could result would not exceed ^2.25/sec. In gen

eral, hydraulic and electrical components of the actuation system are 

fail-safe, and their malfinaction results in the shim or control rod 

being either inoperable or dropping. 

If the shim were to stick at the time of a scram signal resulting 

from a power excursion, the reactor power and fuel temperature would 

Increase until the prompt negative temperature coefficient of the fuel 

compensated the excess reactivity producing the excursion. It should 

also be noted that the control rods are operated independently of the 

shim and a scram signal will automatically initiate simultaneous with

drawal of the rods. This is a relatively slow effect, amounting to 10 

to 15 //sec decrease. 

In order to minimize the sticking possibility, great care is 

being taken with shim and push rod alignment, clearances are relatively 

large, and installation of the hydraulic system is being carefully super 

vised. A rigorous test of the system prior to nuclear operation is 

planned. A hydraulic accumulator in the shim hydraulic system, will be 

employed to maintain a pressure reserve to force the shim down in the 

event that the scram valve sticks closed, 

4.2.6 Malfunction of Fuel Charger 

The only credible malfunction of the fuel charger to produce a 

dangerous situation is that of a fuel element somehow being disengaged 

from the lifting mechanism and falling into the core. An estimate of 

the size of the power excursion which this malfunction, might cause was 

made by means of reactor kinetic equations which were simplified by 

neglecting the effects of delayed neutrons. 

This calculational method was tested by applying it to the core 

of Godiva whose power excursion characteristics have been experimentally 

studied. 
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The prompt temperature coefficient is assumed to furnish a shutoff 

mechanism which counteracts the ramp reactivity insertion by an amount 

proportional to the energy released as the power excursion progresses^ 

This calculated procedure was applied to the following hypothetical 

situation: The reactor is barely suhcritlcal and a central fuel element, 

about to be inserted, is dropped by the capsule charger and faUs Into 

the core, unljapeded by friction^ This situation supposes an interlock 

to be inoperative, a completely uninformed operator, and an equipment 

malfunction, 

A central fuel pin Is estimated to be worth about ^k, or approxi

mately 70 ̂ /in. of inserted length. The fuel assembly would fall 10 ft 

before the fuel pin entered the core, and the maximum velocity as the 

pin approached the core could not exceed the corresponding free fall 

velocity of about 27 ft/sec. This co-'old produce a ramp reactivity in

sertion rate of nearly ^230/sec» The nuclear burst, which can be shown 

to be oscillatory, would reach a peak power level of 

P = 8 X 10^ TOttS 

max 

The ramp reactivity insertion woiHd persist for about 0,0l8 sec, and a 

series of bursts, separated in time by 'HLO ̂  sec, would occur while re

activity was being added* The energy release per b-orst is estimated 

to be 
\urst " 2.7 X lO"* watt-sec 

and the total energy release would be 

E, . = 4.5 X 10^ watt-sec tot 

The fuel temperature would rise about 135°C. Ko mechanical shock to the 

system should occur as a result of this excursion; it is estimated that 

reactivity insertion rates greater than ̂ 5000/sec would be necessary to 

produce shocks_, as long as the escpected prompt shutdown coefficient was 

effective. 
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4»3 Hazards Created by In-Reactor Experments 

No in-reactor experiments are contemplated» 

k^h Hazards Created by Act of God, War, 
Sabotage, and External Explosion 

The installation of the reactor proper in a heavy-walled cell in 

a basement location makes it extremely resistant to the violence of the 

elements and to external explosions^ It will be seen from the discussion 

on selsmiclty that the occirrrence of an earthquake of intensity sufficient 

to damage such a cell is extremely remote* 

Windstorm, lightning, and earthquakes of foreseeable severity might 

cause superficial damage to external facilities such as the air heat dump 

and ventilating system, but not to the reactor, or even with any likeli

hood to the sodium system in a nelaboring basement room^ Flooding of 

the area is a virtual impossibility because of the mesa-top location of 

the building. 

There is little possibility of sabotage because the site is lo

cated within a guarded security area. Tlie. small advantage gained in 

sabotaging a small experimental reactor would seem to make LAMPRE I an 

unlikely targets 

It is believed that the reactor in its cell could withstand 

several orders of magnitude larger nuclear weapons blasts than coijld 

personnel in the area. 
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5. iffilOTISTMTIOE MB PERSOSlffiL 

g,1 Organizat ion 

The division which Is building and will operate the reactor is 

made up of three groups, one having nuclear physics as its main interest, 

one whose primary effort is in the field of chemistry and materials, and 

a third which is concerned with engineerings Personnel responsible for 

design and fabrication came from all three groups and were aided by 

various Los Alamos Scientific Laboratory groups outside the division. 

Some tasks performed by others are, for example, tantalum capsule develop

ment, fuel alloy fabrication and analysis, and nondestructive testing of 

component s, 

Of the total of some 40 scientists and engineers in the division, 

about 15 have been directly concerned previously with the operation of 

one or more reactors. Two reactors, LAPRE I and II, have been operated 

at the site, 

^,2 Operators 

The operators for cold critical and the early phases of power 

operation will be staff members from the division.. When the character

istics and behavior of the reactor are determined, technicians will be 

trained as operators. A staff member supervisor having detailed knowl

edge of the reactor and of established proced̂ xres will be in charge at 

all times« 
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^.3 staff Training 

Prior to the hot critical experiments a school will be conducted 

for personnel who will be concerned with reactor operations. Besides 

familiarization in some detail with the entire installation, written 

procedures will be thoroughly studied, 

^,4 Safety Regulations 

Safety regulations, operational procedures, and check lists have 

not yet been written, but will be formulated prior to the loading of any 

fuel into the core. Proposed regulations and procedures will be reviewed 

by a 'committee whose members are experienced in critical assembly work 

and in reactor start-up, 

^,g Security Regulations 

Operations, from a security standpoint, will be conducted in con

formance with existing regulations and within the framework of Atomic 

Ener^ Commission security policy. The reactor site is surrounded hj a 

security fence, the gates are manned by the Atomic Energy Commission 

protective force, and only authorized personnel have admittance. 
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Appendix A 

LAMPRE CRITICAL EKPERIMEHTS 

In support of the LAMPRE program, two critical experiments were 

performed at the N Division (Pajarito. Site) remotely controlled critical 

assembly facility. LCX I (LAMPRE Critical Experiment Ho, l)^ mocked up 

an early LAJffRE I design. Since, in the development of the final LAMPRE I 

design, extensive modification was made of the core and other conrponents, 

the need arose for additional critical e2cperim.ents. These experiments 

(LCX II) were performed using the machine depicted In Fig, A,l. 

The LCX II core consists of approximately 2k sandwiches, each of 

which contains four 5»9^ in. o.d. disks of tlie following materials: 

Thickness 
Material (in,) 

Pu (clad with 0,005 in, li) 0.122 

Al (perforated to make number of 
Al atoms per cm® equal to atomic 
density of la at >60°C) O.O75 

Ta 0,022 

S,S, O.Olli-

As seen in Pig, A.l the core is reflected on all sides by iron, 

which was more readily available in the required shapes than the stain

less steel selected for use in LAMPRE I, The side Iron reflector consists 

of a 3 in, thick fixed reflector situated adjacent to the core, and a 3 in, 

thick, 12 In, long, movable reflector surrounding the fixed reflector. 
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SHIM ACTUATION 

CORE ACTUATION 

ROD ACTUATION 

UPPER REFLECTOR 

UPPER CORE SECTION 

VERNIER ROD 

ANNULAR CONTROL SHIM 

BORATED GRAPHITE 
SHIELD 

BOTTOM CORE SECTION 

BOTTOM REFLECTOR 

Fig . 4 .1 Schematic of LCX I I . 
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This movable reflector serves as the reactivity control shim. Critical 

ia8,sses measujed over the 12 in. length of shim travel are shown in Fig, 

A.P. It is seen that the shim worth is IO5O g, or about 012.4 on the 

l.a.Bl̂- of the iiieasured mass-dollar relation: 

— / ̂ 1.00 = O.lnfo/̂ l.OO} ~ = 1.1& //g fuel alloy 

As a consequence of this meâ siorement of shim worth, both the thiclaiess 

and length of the Lffixffi'RE I shim were increased (over the LCX II dimen

sions) in order to obtain the desired amomit of shut domi Nt. Similarly, 

the worth of the LCX II vernier (control) rod, an independently actuated 

small section of the shim, hâ d a measured worth of 30^^ The control rods 

ill LAMPBE I are larger than those in LCX II an-d are made of nickel to 

further increase their effectiveness. 

The shield in LCX II consists of the same tj'pe graphite cylinders 

as will be used in LAMPRE I; however, only 18 in, of the nominal LA14PRS I 

5-I/2 ft shield thiclmess is used in LCX II, since it appeared this 

emount would serve to evaluate the shield contribution to reactivity. 

This contribution was measured to be 08, 

Other experiments performed on LCX II Include: 

a. An examination of the effect of plenijms situated at the ends 

of the core. 

b. A measurement of the critical mass of the core containing 

only the nickel-clad plutonium disks, and no diluent disks. 

c. A comparison of the effectiveness of stainless steel, nickel, 

and copper as control rod materials. (A relative effective

ness of 1:1.62;1^63 was observed for equal volumes of stain

less steel, nickel, and copper.) 

d. An investigation of the effect of increasing the density of 

the core plutonium, (A ifo increase in vol^jme-averaged plu

tonium density decreased the critical mass by ~1^.) 

e. The examination of several oscillator rod designs, 

f. The testing of the transfer function analyzer equipment which 

will be used on LAMPRE I, 

- 107 -



C
R

IT
IC

A
L 

M
A

S
S

 
O

F
 C

O
R

E
 (

k
g 

of
 

P
u)

 

ro
 

H
. 

d- H
-

O
 

H
 

H
 

O
 

C
O

 
I 

Ca
 

<
 to
 I- fl)

 3- H- O
 

10
 

ro
 

ro
 

ro
 

m
 „ 

\ 

g
 

>
 z o z o m
 

®
 

CD
 

w
 

m
 

P
9 o 

• 

b "T
~ 

8 
8 

ro
 

p -^
 

ro
 

O
 o»
 

8 w
 

T"
 

p
a o
 

-^
 

ro
 

p w
 

ro
 

O
 

1̂
3 

LO
W

E
R

 
L

IM
IT

 O
F

 S
H

IM
 

T
R

A
V

E
L 

^
^

^ 
" 

U
P

P
E

R
 

LI
M

IT
 O

F
 

S
H

IM
 

T
R

A
V

E
L 

\ 
O

F
 C

O
R

E
 

L 
L

..
.^

^ 

o 
^ 

2
" 

rn
x 

o m
 



Appendix B 

FUEL ELEIMEIT BOWMG 

B,l Introduction 

Data from LCX II lead one to expect a power density in the LAMPRE 

core which Is well approximated by the expression 

P(r,z) = Po cos ̂ 3 ^ ] cos ( ^ - = 3 ^ ) (B.l) 

where r, z, and H are in inches. Here PQ is the power density at the 

center of the core, H is the core height, and the origin of the cylindri

cal coordinate system is taken at the center of the bottom of the core. 

If we let 9(r,z) represent the temperature rise in the coolant above 

that entering the bottom of the core, 

e(r,z) = e(0,z) c o s f ^ J (B.2) 

This leads to a radial temperature gradient 

Taking 8(0,H) = lij-7°C (0 = 113°C = mean rise through core) as repre

sentative of nominal LAMPBE I operating conditions, one obtains the 

values given in Table B.l, 
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Table B,l 

HOMIIAL COBE SKIT COIDITIOIS 
(d = 113°C) 
m 

r (in.) 0 1 2 5 

e(r,H)(°C) ll+7 139 117 82 

y^(r,H)(°C/in.) 0 -15-4 -29.2 -39,8 

The radial temperature gradients of Table B,l will be super

imposed upon the local temperature vsxiations in the molten fuel, 

tantalum capsules, and coolant stream. Specifically, any psxticular 

tantalum capsule will be hottest nearest the core center line, and wfll 

therefore bow inward with a curvatui'e C and râ iius of curvature H 
c 

given by 

C - i- = a0^ (B.4) 
K 
G 

P 

where a is the thermal expansion coefficient of the metal. 

From Table B.l it will be noted thâ t t?̂  is roughly proportional 

to i'adlus. Hence capsule curvature and deflections to>jard the core 

center line are also about proportional to radius, leading to approzi-

mately uniform density variation over the cross section (at a gî ren 

value of z) 8,s bowing occurs. 

The tantalum capsules are taken to be simply supported at their 

lower ends, where their conical tips fit into niating holes in the bottom 

locator plate. Their tops are rigidly attached to long 17-^ PH stainless 

steel handles which are themselves subjected to radial temperature gradi

ents over part of their lengths. Figure 2.12 shows an entire fuel 

element. The round part of the handle is in contact with a flowing 

sodium coolant, in which the radial gradient at the core exit may be 

assiuaed to exist. The hexagonal part of a handle is bathed by st'-ignant 

sodium, so it may be assumed to be essentially free of radiai te'npera-

tvxe gradient and bowing, When assembled at room temperature, the 
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handles are expected to fit snugly against each other at the spline 

section, just above the core. However, the spline metal (17-4 PH S.S,) 

has a lower temperature coefficient of expansion than the 18-8 stain

less steel container which surrounds the fuel element array, so that at 

operating temperature some 0,020 in, differential expansion occurs across 

the entire core. If we assume the cum^Hative clearance across the core 

diameter (at the splines) at room temperature to be 0,005 in.,, the 

expected clearance at operating temperature will be 0,025 iii» across the 

core, or about 0,00l6 in, per gap. 

The nominal clearance per gap at the lower ends of the hexagonal 

parts of the handles is O.OI7 in.j some ten times that at the spline 

section. Since the long handles will not be perfectly strai^t, actual 

gaps existing at either spline or hexagonal sections will be subject to 

large variations from nominal values. The lower ends of the hex section 

have about ten times the nominal separation of the splines, and they are 

only about three times as far from the pivot points (tantalum capsule 

tips),- Hence the splines are more likely to provide the constraint of 

warped fuel element assemblies than are the lower hexagonal sections. 

Maximum bowing reactivity rate (//kw) is produced if each and 

every fuel element is free of constraint except at its lower end (coni

cal tantalum capsule tip) and upper end (top lockifig section). In the 

calculations reported below, the splines are assumed to be initially 

thus free of constraint and in their nominal positions^ This assumption 

leads to maximum rate, but largest total bowing reactivity would result 

if one assumed all splines to be initially pressing outward against the 

core container. In the latter case the total reactivity due to bowing 

would be perhaps twice as large as calculated below, but the rate 

(//kw) would be lower. 

With the splines free of constraints at the start, radial temper

ature gradients far less than those of nominal operating conditions of 

Table B,l are sufficient to displace the spline sections to the extent 

that all splines will be in contact. For temperature gradients above 
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those required for spline constraints to act, bowing effects are much 

smaller. Under these conditions, actual bowing becomes a complicated 

function of section moduli and elastic constants in the entire fuel 

element assembly. If one considers the Inward bowing that would occur 

in a simple fuel capsule simply supported at both its lower tip and at 

the spline section, the inward bowing will be overestimated, since the 

bowing of the handle will certainly tend to transmit through the spline 

section an effect at least partially opposing the inward bowing so 

calculated, 

B.2 Results 

Estimates of bowing have been made using LAMPRE I constants under 

the two assumptions outlined in the preceding paragraph. In addition, 

the following assun^tions have been madei (l) Vertical variation in 

power density has been neglected so that coolant temperature is assumed 

to rise linearly with height from bottom (inlet) to top (outlet) of the 

core. This means that in Eq, B,2 

e(0,z) = I 9(0,H), 0 < z < H (B.5) 

(2) Radial temperature gradient is assumed to follow Eq, B,3 within the 

core. The fuel element handles up to the top of the Tovnd section are 

assumed to be subjected to the same radial gradient as that existing at 

core outlet plane. (3) Hie long hexagonal sections of the fuel handles 

are considered to be subject to no radial gradient and to remain straight 

extensions of the round handle sections, {h) Results are expressed in 

terms of average coolant temperature Q , the coolant temperature rise 

(above entrance temperature) averaged over the entire core--that is, 

half the temperature rise 0 of the mixed outlet coolant stream. For 
m 

example, the average coolant temperature 9 for the nominal operating 

conditions of Table B.l woxild be 9 = 0 /2 = 115°c/2 = 56.5°C, 
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(5) Dimensions (measured from lower end of tantalum capsule) and materials 

data used in the calculations are as given in Table B.2, (6) Reactivity 

worths are based on (a) LCX II value of l,l8 ^/g combined with (b) S4 

calculations giving {/m/lp) = -1,91 x 10® g/(g/cm®) fuel alloy density 

(i.e, -610 g or +720^ for -if MI/R at constant core height). 

Table B,2 

DIMESSIOIS AHD MATERIALS OF FUEL EMMEITS 

Range (in.) Part Material Expansion Coefficient a 

0 - 6 core Ta 6,5 x 10"®/°C 

6 - 9,75 core to spline S.S, + Ta 9,1 x 10"®/°C 

9.75 - 32 round handle H-k PH (S.S.) 11,7 x 10"®/°C 

32 - 123 hex handle 17-4 PH (S.S.) 11,7 x 10"®/°C 

A summary of the results is given in Table B,5» The positive 

power coefficients listed have been broken down into (l) a slightly de

layed component due to tantalum capsules bowing in the core, and (2) a 

delayed component due to bowing of the handles. The first component, 

effective at all values of 0 , has the value +0,0l+3 //kw. The second 

component is present only up to 9 = 6°C, and has the value -!0«643 ̂ /kw* 
a 

Table B.3 

SUl>t4AEY OF BOWING-EFFECTS ESTIMATES 

Displacements a t R = 5 I n . F u l l Flow Power Ef fec t s 
££. (mi l s ) i n iaterv&l St- {°c) Reac t iT i ty Ef fec t s ( / ^ / A P i n ^/t») 

Range of Spl ine E f f ec t i v e Core Zik (^) Z ^ / A S S l i g h t l y 
e^(°C) P(kvi-) m î E and ^/Ae a t 9 (i^/°C)^ Delayed Delayed 

d - 6 100 -10 -3 .06 - 0 . 5 1 +73.5 +12.2 +0.043 +0.61+3 

6-56 1000 0 -1.60 -0,032 +112.0 +0.77 +0.043 0 
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It is estimated that there will be a prompt power coefficient 

associated with fuel expansion amounting to about -O.556 //kw (based on 

estimates that Ak/A0_ = -3»21 ̂ /°C of average fuel temperature rise and 

that the average fuel temperature rise, 0 , is equal to 3»1 ̂  for 
I a 

nominal operating conditions). The capsule bowing coefficient is neces

sarily slightly delayed as compared to the prompt fuel coefficient, as 

the capsule bowing is driven by fuel temperature rise effects| the magni

tude of this delay is about 0,1 sec. The handle bowing power coefficient 

is still further delayed by a time estimated to be of the order of 2 or 

3 sec—because Of sodium transit time effects coupled with thermal 

capacity of the handles. 

There are other sources of negative power coefficient having 

delay times as short or shorter than the delayed handle bowing coef

ficient. Among these are density changes of the coolant in and above 

the core and of the fuel element handles (acting as reflecting material). 

Calculations lead to estimated values of -0»088 ;$/kw for these delayed 

effects before the splines make contact (0 = 6°C), and -0.134 ̂ /kw 

after splines make contact, 

B.3 Discussion 

A summary of the reactor power coefficients discussed above is 

presented in Table B.4, It will be seen that the net prompt coefficient 

has a large negative value at all power levels, whereas if one includes 

delayed effects (several seconds time constant) the over-all power co

efficient may be slightly positive at low power. It must be remembered, 

however, that we have ass-jmed the worst possible situation--namely, that 

all fuel elements are completely free of constraints over their entire 

length of about 10 ft. 
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Table B,4 

SWMARI OF REACTIVITY EFFECTS 

Range of 0 (°C) 0 - 6 6 - 5 6 

Power at full flow (kw) 0 - 100 100 - 1000 

Power reactivity coefficients (//kw) 

(a) Segative 

Fuel expansion (prompt) -0,556 -0,556 

Other negative effects (delayed) -0,088 -0,134 

Total negative -0.644 -0,690 

(b) Positive 

Capsule bowing (slightly delayed) +0.043 +0,043 

Handle bowing (delayed) +0.643 0 

Total positive +0,686 +0,043 

(c) Totals 

let total power coefficient +0,042 -0,647 

let prompt power coefficient -O.556 -0,556 

It is likely that there will be sufficient deviation from straightness 

of the fuel assemblies to cause a fair number of them to be in contact 

at the spline section, where nominal clearances are only about 1.6 mils. 

If only Tfo of them are so constrained, the resulting over-all power co

efficient would become negative at low power as well as at high power. 

Also, about half of the 0,643 //kw contributed to the power coefficient 

by the handles is due to the long strai^t hexagonal sections acting as 

extensions of the round sections where the bowing occurs. This contri

bution will vanish to the extent that these hexagonal handles are con

strained by warpage. 

In any case, in the power range where the net coefficient is 

positive, the total magnitude of reactivity caused by bowing (about 75/ 

gross, of which all but 4 or 5/ is nullified by negative reactivity 
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effects) and its time constant (several seconds) shô ild present no 

appreciable control problem. Further, for all powers above about lOfo 

of nominal operating power the net power coefficient has a large negative 

valueI no control problem is anticipated. 

It should be pointed out, in conclusion, that the above analysis 

applies only to full sodiuiu flow conditions. Consider, for example, 

the conditions at 0 = 6°C at reduced flow. Since the temperature rise 

within the fuel (0„ - 0 ) is proportional to power level (now reduced 
X a 

in proportion to the flow), the fuel is now cooler than for d = 6°C at 
full flow. Whereas for full flow it was estimated that 0 = 5.1 0 , we 

f a 
get instead 0=9 in the limit of very slow flow. The prompt negative 

X Si 

power coefficient due to fuel expansion is therefore reduced a factor 

3.1 relative to all other power coefficients! the latter are, of course, 

inversely proportional to the flow. The bowing reactivity at 0 = 6°C 

remains at +75/^ while the coinpensating negative reactivity is reduced 

from -69/ (full flow value) to -29/ (slow-flow value). It should be 

recalled, too, that the 2 or 3 sec time constant associated with handle 

bowing increases in inverse proportion to the flow. 
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