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Abstract 

of several different physical clearing mechanisms in the elec- - -  - 

tricity market. The study is done using the simulation tool, Marketecture, developed at the Los Alamos 
National Laboratory. Two cities, Portland and Chicago, are used for simulating the physical clearing 
algorithms. The algorithms were chosen according to their ability to serve as a proxy for some of the 
well known policies. Our results show that, based on the economic measures chosen, both cities perform 
very similarly under the different physical clearing mechanisms. 

1 Introduction and Motivation 

The electricity literature provides abundant information on issues related to the deregulation of energy sector 
and its impact on generation of electricity, market power, market efficiency, consumption, etc. See [4], [3], 
[5], [15], [22], [24], [ l l] ,  [12], [5], [9], [14], [16], [17], [13], [7], [23] and the references therein. However 
there have been relatively fewer papers addressing the issues of transmission network constraints, physical 
clearing and the optimal use of the electrical grid. This study aims to fill such a gap by analyzing the impact 
of different physical clearing mechanisms in a bilateral market. Deregulation has been designed to decouple 
the controllers of the network from the power producers, making it difficult to regulate the levels of power 
on the network. In practice, deregulation is complicated by the fact that all power companies have to share 
the same power network and the network's capacity is limited. To overcome these problems, most U.S. 
states have set up an IS0  (independent system operator): a non-profit governing body to arbitrate the use 
of the network. The basic questions facing ISOs are how to decide which contracts to deny (due to capac- 
ity constraints), and who is to bear the costs accrued when contracts are denied. Several criteridpolicies 
have been proposed and/or are being legislated by the states as possible guidelines for the IS0 to select a 
maximum-sized subset of contracts that can be cleared simultaneously [21]. These include: (a) Minimum 
Flow Denied: The IS0  selects the subset of contracts that denies the least amount of proposed power flow. 
This proposal favors clearing bigger contracts first. (b) First-in First-out: The contract that comes first gets 
cleared first; this is the least discriminating to the contractors. (c) Maximum Consumers Served: This clears 
the smallest contracts first and favors the small buyers whose interests tend to go unheard. 

There are three key issues in deciding policies that entail specific mechanisms for selecting a subset of 
contracts: fairness of a given policy to producers and consumers; the computational complexity of imple- 
menting a policy, and how sound a given policy is from an economic standpoint. Here we focus on evaluating 
the efficacy of a given policy from an economic point of view. It is intuitively clear that the underlying net- 
work, its capacity and topology, and the spatial locations of the bilateral contracts on the network, will play 
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an important role in determining the efficacy of these policies. The computational complexity issue of these 
policies has been discussed in a companion paper. For details refer to [2]. The work reported here is done 
as part of the “Marketecture” project at the Los Alamos National Laboratory. Marketecture is a simulation 
based analysis tool for analyzing deregulated power markets. 

We carry out an experimental analysis of several algorithms for physically clearing the contracts made 
in the bilateral market. The algorithms were chosen according to their ability to serve as a proxy for some of 
the above-stated policies. The algorithms are as follows: The DESCENDING-ORDER HEURISTIC is a proxy 
for the Minimum Flow Denied policy. The ASCENDING-ORDER HEURISTIC serves as a proxy for the 
Maximum Contracts Served policy. The RANDOM-ORDER HEURISTIC clears the contracts in the random 
order. This algorithm was chosen as a proxy for the First-in First-out policy. Such a policy is probably the 
most natural clearing mechanism and is currently in place at many exchanges. 

The rest of this paper is organized as follows. In Section 2, we discuss the model and the methodology 
used. In Section 3 we describe the power grid. Section 4 shows the results and analysis of the Portland and 
Chicago study. The final section concludes the paper. 

2 The Model and Methodology 

We have developed an agent based, microscopic and highly scalable model to study electricity markets. The 
model together with the simulation based analytical system is called MARKETECTURE. Marketecture is an 
end-to-end simulation tool. It is connected to the urban infrastructure as well as the physical electrical grid. 
The urban infrastructure drives the individualistic, location and time dependent, demographics based power 
demand profiles of a synthetic population. Section 2.2 explains this in more detail. These demand profiles 
are aggregated to wholesale levels and are used to bid in the bilateral and other markets. The market model 
is connected to the physical grid (a power flow module) which allows the IS0 to check the feasibility of the 
economically cleared bilateral contracts. 

Marketecture offers three different kinds of markets; poolco, bilateral and spot market. For more details 
on “Marketecture” project see [l]. For the purpose of this study, we will focus on the bilateral market. 
In a bilateral market, buyers and suppliers pair off independently to negotiate the economic terms of the 
contracts. All contracts are submitted to IS0 for a feasibility check. The IS0 runs the power flow solver 
to determine if the electrical grid has enough transmission capacity to support the physical terms of the 
contract. 

2.1 Normative Representation of Individual Entities 

Each type of entity in the simulator (e.g., market, consumer, supplier, etc.) has a set of parameters associated 
with it. These parameters give each entity its unique character. Understanding how the simulator works 
essentially means understanding how the parameters of each entity are affected by the other entities in the 
system. Figure 1 describes the main entities in the system, and defines their attributes, using notation of the 
form: for an entity e having attribute a,, we will use the “.” operator to denote the value of a. For instance, 
given two CONSUMERS c1, c2 and a bus u; c2.u refers to c2’s BUS and c1.u refers to el's Bus. 

2.2 Demand Profiles for Portland and Chicago Population 

We spend significant effort in simulating realistic demand profiles on an hourly basis for each consumer for 
the cities of Portland and Chicago. We then aggregate these demand profiles to a location level which get 
further aggregated to a buyer, who owns the locations and trades in the bilateral market on behalf of his 
consumers and locations. Marketecture interfaces with an urban population mobility simulator (UPMOST), 
developed at the Los Alamos National Laboratory. The UPMoST simulator provides the demographic 

2 



The power grid is a graph G = (V, E ) ,  V is the set of busses or substations, where generators inject 
power into or consumers draw power from the grid and E is the set of power lines that connect one 
bus to another. 

For c = CONSUMER, c.L is a list of L ~ C A T I ~ N S  that the Consumer represents. c.b is the BUYER who 
represents the CONSUMER in the BILATERALMARKET. c.u is the BUS from which c draws power 
and c . f d e m a n d ( . )  is his demand function. 

For b = BUYER, represents a collection of CONSUMERS and makes all economic decisions (with 
respect to the power market) on its constituent CONSUMERS' behalf. Each BUYER has a list of the 
CONSUMERS C = {q, . . . , cn},  that the buyer represents. 

For g = GENERATOR, produces electricity and is represented by a SELLER g.S in the market. g.u is 
the bus that connects g to the power grid. g . f c o s t ( . )  is its cost function. g q a s k  is the quantity of power 
that the g's SELLER plans to sell in the market. 

For s = SELLER, represents a collection of GENERATORS, G = (91,. . . , g n } ,  and makes all eco- 
nomic decisions (with respect to the power markets) on its constituent GENERATORS' behalf. 

Figure 1: Description of each of the entities in the architecture. 

information as well as the activity and physical location of each consumer for the synthetic population 
of Portland and Chicago.' This allows us to compute power demand profile for each consumer, at any given 
time, based on his location, activity and demographic information. For further details on UPMOST and its 
interface with Marketecture see [18] and [I]. 

2.3 The Bilateral Market 

Running the bilateral market requires pairing of SELILERS and BUYERS who can negotiate a contract with 
each other. The following bind event allows a random matching of the SELLERS and BUYERS with a user- 
defined probability. 

2.3.1 Bind Event 

The bind event is where SELLERS and BUYERS are matched for an upcoming runBilateralMarket event. 
The syntactical form that bind event can take is the following: 

bind random num 

where nun2 is a floating point number in [0,1] provided by the user. 

Algorithm BIND 

In this case the algorithm is 

Let A4 = 0. 

Foreach (BUYER, SELLER) (b ,  s ) ,  
~ ~~ 

'Synthetic consumers are people from a synthetic population. Our synthetic population is an imitation of the real population 
of Portland and Chicago. The synthetic population preserves the key features of the real population and has the same statistical 
properties such as correlation structure, joint distributions of the demographic variables, spatial distnbution of households etc. 
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Let T be a floating point number sampled uniformly from [0,1]; 
Ifr  5 num, 

Let M = M U { (b ,  s)}; 

2.3.2 Algorithm for Bilateral Market 

Before a runBilateralMarket event occurs, we assume that a bind event has occurred. The RUNBILATERAL- 
MARKET algorithm takes one argument, the set of matchings M created by the most recent bind event. 

Algorithm RUNBILATERALMARKET 

Foreach (b,  s) E M ,  where M is the latest set of matchings created by the BIND algorithm, 

Foreach ( c , g )  E b.C x s.G, 

Let Q be the unique quantity satisfying (Q  = C. fdemand(g . f cos t (Q) )  A ( f c o s t ( Q )  5 Pcap) A 

( Q  I min{c.qta,get ,g .qask})  A (min{Q, g . f c o s t ( Q ) }  > 0)); 
If such a Q exists, 

If the IS0  approves, 
Submit BID (c ,  Q,  g . f c o s t ( Q ) )  and ASK (9 ,  Q , g . f c o s t ( Q ) )  to the IS0 for approval; 

Let geqask = g.qask - Q;  
Define g. fcost  (q )  = g. fcost  (q + Q ) ;  
Let C.qtarget = C.qtarget - Q;  
Define C.fdemand(P) = C.fdemand - Q; 

The above algorithm is specified for contract group of 1, however, this study applies modified algorithm that 
allows for adjustable buffering of contract groups so that contracts can be submitted to the grid in different 
batches. Note that the order in which the (BUYER, SELLER) pairs are chosen to negotiate contracts is 
significant. Because the cost and demand functions are updated as soon as a contract is cleared, as a rule of 
thumb, contracts that clear earlier will be for more power. The running time of this algorithm is O(C.  G .n2), 
where C is the number of CONSUMERS, G is the number of GENERATORS, and n is the number of BUSSES. 

2.4 Scale of the Study 

The table below shows the scale of this study in terms of the consumers, buildings, generators, substations 
and transmission lines used for Portland and Chicago. 

Portland Chicago 
Consumers 1.6 million 9 million 

LocationdBldg. 243,000 1.2 million 
Generators 40 157 

Transmission Lines 718 2340 
Substations 624 1078 
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3 The Power Grid 

In our model, the power grid is a graph G = (V, E ) ,  V is the set of busses or substations which are used 
by the generators to inject power into or by the consumers to draw power from the grid. E is the set of 
power lines that connect one bus to another. We associate with each bus its location in space. Power lines 
have two parameters: the amount of power currently flowing through the line and the maximum amount of 
power that may flow through the line. A real power grid is of course much more complex than our model. 
For instance, in a real power grid, power is delivered as alternating current (AC). We assume that power is 
direct current (DC) and can be controlled to any degree of precision. We also do not directly account for 
resistance in our model. Nonetheless, the model is adequate for our purposes, i.e., to study how congestion 
on the electrical power grid affects market prices. A resistive network imposes additional constraint on 
the network and requires solving a quadratic program. Our model provides a worst case scenario since the 
solutions provided by a resistive network clearing would also encompass the solutions provided by a non- 
resistive network. The non-resistive network provides an upper bound in terms of the performance of the 
variables measured here. 

3.1 Feasibility Check 

Access to the power grid is controlled by the independent systems operator (ISO). The IS0  is responsible 
for clearing potential contracts physically or informing the generators and consumers in the market that no 
such clearing is possible. The IS0 also knows the current loading of the grid, which specifies the amount 
of power load at each substation (bus). The IS0  updates the load at each bus where the potential contracts 
either consume or inject power. With this update, the power flow code is run to check whether the addition 
of the new loads violates the grid constraints. If no grid constraints are violated, then the contracts are said 
to clear. Otherwise, they are rejected. 

In the bilateral market, the IS0  is sent contracts between pairs of consumers and generators. Each 
contract has a single quantity of power q that the generator must provide to the consumer and a price p that 
the power costs per unit. Thus, before the power flow algorithm is run, s3 of the bus bj where the generator 
is connected to the grid and d k  of the bus bk where the consumer is connected, are both increased by q and 
mj is set to s3. 

With these changes in place, the IS0  runs the power flow algorithm. If it finds a solution, the contracts 
are cleared. For bilateral contracts, this means that each contract is cleared at the price p that was negotiated 
in the contract. If the algorithm finds no solution, then the values s3, m3, and d k  are all set to the values they 
were at before the preceding contracts were sent to the ISO. 

3.2 Load Assignment to Substations 

Given the input data set for our synthetic population, we aggregate demand at each spatial location at which 
a consumer activity occurs and map it to a unique substation on the power grid. This substation is the closest 
substation for this location. The total power load at a substation is the sum of the power demands at each 
location mapped to that substation. 

0 Let L = (11, 12, . . ., l,, . . .} be the set of locations. Let ~ ( 1 , )  and y(1,) denote the easting and 
northing coordinates (in UTM, see [20, 61) of I, for each i. Let C = (01, 0 2 ,  . . ., a3, . . .} be the 
set of substations. Let z(03) and y(a,) denote the easting and northing coordinate (in UTM) of o3 
for each j. We map each location I, to the closest substation where the distance is the Euclidean 
distance between two points. (The Euclidean distance between the UTM projections of two points 
approximates the geodesic distance between the points on the surface of the earth.) In other words, if 

5 



o(Zi) denotes the index of the substation to which location Zi is mapped, then 

We can compute this map in O(lCl loglCl+ ILI loglCI) time and O(lC1) space using a standard point 
location data structure for the Voronoi diagram of the substations [lo]. 

4 Results and Analysis 

This study analyzes the performance of the bilateral market under different physical clearing algorithms 
and different groupings of the bilateral contracts. As mentioned earlier, we use three heuristics for physical 
clearing. The economically cleared contracts (i) are sorted in descending order and sent to the electrical grid 
for physical clearing (the largest contract is sent first), (ii) are sorted in the ascending order and sent to the 
grid for physical clearing (the smallest goes first) and (iii) are sent in random order to the grid for clearing. 

For each order, we divide the contracts into different sizes of groups. The groups are in sets of 10, 
20, 30, 40, 50, 60, 70, 80, 90, 100. The reason for trying out different grouping sizes is to see how often 
should the IS0 run the power flow to determine which contracts are feasible. The intuition is that for smaller 
group sizes, a higher number of contracts can clear but it would be computationally more expensive to run 
the power flow frequently. On the other hand, if the IS0 waits to collect several bilateral contracts before 
running the power flow, fewer contracts might clear. IS0 might use such a simulation to decide which set 
size is optimal in terms of the variables that matter from a policy point of view. The goal of this study is to 
carry out such an analysis and see the performance of different physical clearing orders and group sizes. We 
perform this study on two cities; Portland, Oregon and Chicago, Illinois. 

As we know, contracts and volume cleared on the grid heavily depend upon the location of each contract. 
The congestion on the grid depends not only on the source and sink location of each contract but also the 
volume and direction of the flow. A higher number of contracts on the grid do not necessarily lead to 
more congestion. If some contracts are moving power in the reverse direction of congestion, having more 
contracts can lead to lower congestion. For example, if contract 1 requires moving 100 MW of power from 
node A (source node) to node B (sink node) but the capacity of the transmission line (between A and B) is 
only 50Mw, contract 1 will not be able to clear. However, if another contract, say, contract 2 is to move 50 
Mw from node B to node A, both contract 1 and 2 will clear. This is because 50MW flow would cancel 
out as two contracts try to move power in the opposite direction. This study tries to understand this non 
linear nature of the physical clearing and its dependence upon the topology of the grid and other electrical 
characteristics of the grid. Below we see the performance of different physical clearing algorithms and 
contract sets with respect to the following variables: 

0 Average price per megawatt. 

0 Total volume or quantity cleared. 

0 Total number of contracts cleared. 

Portland Results 

Figure 2 shows the performance of Portland bilateral market under different physical clearing rules. 

0 Average price per MW - The ascending order of clearing results in the highest average price per MW. 
However, only sets of contract size of 50 or lower clear the market and are feasible on the grid. This 
could be due to the fact that the small buyers are not able to negotiate a cheaper price with the suppliers 
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due to the low volume. Under the descending order, prices are the highest for contract sets of 60 and 
higher. This is because when more contracts of high volume are sent to the grid, more congestion is 
created which can make some of the contracts infeasible on the grid. The contracts that do not clear 
on the grid cannot be honored in the market. This causes the buyers and sellers to negotiate another 
bilateral contract, this time may be with a more inefficient trader resulting in higher average clearing 
price. Surprisingly the random order clears the contracts at the cheapest average price. 

Total quantity cleared - For all contract sets, descending order clears more quantity than the random 
and ascending order. The descending order sends the biggest contracts first on the grid. Before the 
congestion starts to build up from additional contracts, a high volume gets cleared. Under ascending 
order, the smallest contracts go first resulting in lower quantity cleared. As additional contracts get 
loaded on to the grid, the spatial distribution of different source and sink nodes appear to cause more 
congestion and allow lower volume to clear. This shows that market driven grid dynamics play a 
crucial role in determining the performance of a clearing mechanism. The random order clears the 
least quantity. As the size of contract grouping increases we observe a downward trend in the quantity 
cleared for all three orders. 

Number of contracts cleared - Descending order of clearing leads to the highest average number 
of contracts cleared except for the contract sets of 10 and 20 when the ascending order clears more. 
For sets of size 60 and higher, ascending order does not clear any contracts, random order clears 
only a few and the descending order shows a cyclical behavior. The number of contracts cleared and 
the quantity cleared show consistent behavior overall. The lower quantity cleared is associated with 
the lower number of contracts cleared and vice versa. The random order performs the worst by this 
measure. 

Overall Trend - The overall trend of the graphs show that as contracts sets are made of higher and 
higher numbers, all four measures of performance for all orders of clearing, start to deteriorate. The 
total number of cleared contracts drops, the total volume drops and the average price per unit goes up. 
Overall the ascending order of clearing performs better for smaller sized contract sets. However, for 
higher sized contract sets, the descending order of clearing seems to beat other orders of clearing. The 
descending order is able to clear the most quantity and the highest number of contracts. For random 
and ascending orders, the quantity cleared and number of contracts cleared drop to almost zero after 
sets of size 60. 

Chicago Results 

Figure 3 shows the performance of the Chicago bilateral market under different physical clearing 
rules. 

Average price per MW - For Chicago, there is no significant difference between the average price 
per M W  under ascending and descending orders. It fluctuates around $40 per MW for both these 
orders. For random order, the average price is slightly cheaper. 

Total quantity cleared - For almost all contract sizes the descending order clears the highest total 
quantity and the random order clears the lowest. For all three heuristics, the quantity cleared follows 
a downward trend as the contract group size increases. 

Number of contracts cleared - The descending order of clearing leads to the highest average number 
of contracts cleared for contract sets of size higher than 30. For smaller set sizes, the ascending order 
clears more contracts. The random order clears the least number of contracts for all set sizes. Again, 
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there is an overall downward trend followed by the total number of contracts cleared as the size of 
contract sets increases. 

0 Overall Trend - The overall trend in the performance measures shows that as the size of the contract 
groups increases, the performance deteriorates. The total number of contracts cleared drops and the 
total volume drops as the set size increases. The average price on the other hand stays mostly steady. 
In general we find that the descending order of clearing performs better than the other orders of 
clearing and smaller size in contract groups results in better performance. 

Performance Comparison Between Portland and Chicago 

This section compares the results obtained for Portland and Chicago under different orders of clear- 
ing and contract set sizes. 

0 Similarities 

- All performance measures, for all orders of clearing, deteriorate when the size of the contract 

- In general descending order beats other orders of clearing. 
- The random order always results in lower quantity and contracts cleared for all sizes of contract 

- Overall trend of the measures is the same for both Portland and Chicago. 

groups increases. 

sets. 

0 Differences 

- Although-the total number of contracts cleared, volume cleared and average price show same 
structural properties for the two cities, quantitatively they are significantly different. For the city 
of Chicago, the number of contracts cleared and the volume cleared is much higher than it is 
for the city of Portland for all orders of clearing and contract sets. This is not surprising since 
the number of buyers, suppliers, locations and grid capacity is much higher in Chicago than in 
Portland. 

- After contract sets of size 50 and higher, the quantity cleared and number of contracts cleared 
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drop to zero in Portland whereas in Chicago they are substantially higher. 

0 Implications 

- We performed the analysis on two different cities which have significantly different number of 
people, generators, buildings, substations and transmission capacity. Still the overall impact 
of the different physical clearing mechanisms on the market for Portland and Chicago is very 
similar. All performance measures follow similar trend in both the markets under different orders 
of clearing and contract set sizes. This is encouraging from the policy point of view since this 
suggests that once an optimal mechanism is determined, it may be uniformly applied to different 
regions and markets. Although more such studies for different regions are needed to confirm 
that similar results hold across other regions. 

5 Conclusions 

This paper studies the performance of several different physical clearing mechanisms in the electricity mar- 
ket. The physical clearing algorithms were chosen according to their ability to serve as a proxy for some of 
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the well known policies such as minimum flow denied, maximum consumers served or fairness. Two cities, 
Portland and Chicago, are used for simulating the physical clearing algorithms. Our results show that, for 
both the cities, the performance deteriorates as the contract set size increases. This is true for all orders of 
clearing. In general, descending order beats other orders of clearing especially for higher contract set sizes. 
For the city of Chicago, the number of contracts cleared and the volume cleared is much higher than it is 
for the city of Portland for all orders of clearing and contract sets. This is to be expected since the number 
of people, locations and electrical grid capacity, all are much bigger in Chicago than in Portland. Except 
for the magnitude, the basic result from all physical clearing mechanisms is very much alike for both the 
cities. This could be good news to policy makers who can hope to get similar results in different regions 
from the same policy implementation. Note that this study ignores the electrical network resistances which 
implies that the results obtained here provide an upper bound to the results that would be obtained by using 
a resistive network. The network with resistance will only impose additional constraints on the physical 
clearing problem. 
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